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1.  EXHAUST STACK 16. ROTOR PULL SPACE 31. 45’ DIA. RAW WATER/FIRE WATER STORAGE TANK S
2. CEMS STATION 17. SWGR. GENERATOR BREAKER (TYP QF 2 UNITS) 32. FIRE PROTECTION WATER PUMPS ~
3. SCR/CO CATALYST 18. GENERATOR STEP-UP TRANSFORMER (GSU) 33. RAW WATER TRANSFER PUMPS RN
4. AMMONIA INJECTION SKID 19. DISCONNECT 34. WASTE WATER TRANSFER PUMPS S o
5. LUBE OIL FIN FAN COOLER 20. OIL/WATER SEPARATOR 35. 25’ DIA. WASTE WATER STORAGE TANK ~ -
6. WATER INJECTION SKID 21. CHILLER/AIR COOLED RADIATOR SYSTEM 36. DEMIN WATER TRANSFER PUMPS =
7. TEMPERING AIR FANS 22. POWER DISTRIBUTION CENTER (PDC) 37. 40’ DIA. DEMIN WATER STORAGE TANK
8. GAS TURBINE GENERATOR (CTG) 23.  AUX TRANSFORMERS 38. AQUEDUS AMMONIA UNLOADING/STORAGE AREA
9. TURBINE REMOVAL AREA 24. FUEL GAS COMPRESSORS 39. DEMIN WATER TRAILERS
10.  AUXILIARY SKID 25. FUEL GAS COMPRESSOR ENCLOSURE 40. WAREHDUSE & MAINT. BUILDING
11.  SPRINT SKID 26. FUEL GAS WASTE SUMP 41. GAS METERING STATION
12. FINAL GAS FUEL FILTER 27. FUEL GAS COALESCING FILTERS 42. CHILLER SKIDS (3)
13. €02 BOTTLE STORAGE 28. AIR COMPR/DRYER/RECEIVER ENCLOSURE 43. CONTROL/ADMIN. BUILDING MO O GRADE EL. 125'—6"
14. CTG INLET AIR FILTER 29. CIRCUIT BREAKER 44. CTG ELECT. MODULE T.0. CONC. EL. 126'-0"
15. WATER WASH DRAINS TANK 30. OVERHEAD POWER LINES 45. RETENTION POND
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