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Title V Statement of Basis 
 

 

 

 
A. Background 
 

This facility is subject to the Operating Permit requirements of Title V of the federal Clean Air 

Act, Part 70 of Title 40 of the Code of Federal Regulations (CFR), and BAAQMD Regulation 2, 

Rule 6, Major Facility Review because it is a major facility as defined by BAAQMD Regulation 

2-6-212.  It is a major facility because it has the ñpotential to emitò (as defined by BAAQMD 

Regulation 2-6-218) more than 100 tons per year of a regulated air pollutant.   

 

Major Facility Operating permits (Title V permits) must meet specifications contained in 40 CFR 

Part 70 as contained in BAAQMD Regulation 2, Rule 6.  The permits must contain all 

ñapplicable requirementsò (as defined in BAAQMD Regulation 2-6-202), monitoring 

requirements, recordkeeping requirements, and reporting requirements.  The permit holders must 

submit reports of all monitoring at least every six months and compliance certifications at least 

every year. 

 

In the Bay Area, state and District requirements are also applicable requirements and are 

included in the permit.  These requirements can be federally enforceable or non-federally 

enforceable.  All applicable requirements are contained in Sections I through VI of the permit.   

 

Each facility in the Bay Area is assigned a facility identifier that consists of a letter and a 4-digit 

number.  This identifier is also considered to be the identifier for the permit.  The identifiers for 

these facilities are B2758 and B2759. 

 

The District issued the initial Title V permit to these facilities on December 1, 2003.  The permit 

has been reopened several times, as outlined below. 

 

Revision 1:  The District issued a reopened permit, Revision 1, that amended flare and 

Regulation 9-10 requirements, corrected errors, and incorporated some new sources and permit 

conditions on December 16, 2004. This reopening is generally referred to as ñRevision 1ò.   

 

Revision 1.5:  On October 8, 2004, EPA sent a letter formally objecting to the permit because it 

did not include monitoring or a design review for the destruction efficiency of thermal oxidizers.  

The permit was revised to address EPAôs objection in a reopening of the permit that was 

proposed on February 1, 2005. The revised permit was issued on April 12, 2005.  This reopening 

is generally referred to as ñRevision 1.5ò.  There are no revisions designated 1.1, 1.2, 1.3 or 1.4. 

 

Revision 2:  EPAôs October 8, 2004 letter also included comments identifying a number of issues 

to be resolved in the Districtôs refinery Title V permits.  (Note that EPA commented on five 

refineries in this letter.  Not all comments concern this facility.)  To address those deficiencies, 

the District proposed another reopening, generally referred to as ñRevision 2ò, and published it 

for public comment on April 15, 2005.  In addition, some issues raised in the refinery's appeal to 

the December 16, 2004 permit and some refinery comments on that permit were addressed.   
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Revision 3:  On March 15, 2005, shortly before the Revision 2 reopening was proposed, EPA 

issued an Order directing the District to reopen the permit to address possible deficiencies that 

EPA had identified based on petitions it received from the public to object to the permit.  To 

address those possible deficiencies, the District proposed another reopening, generally referred to 

as Revision 3, in order to address the issues raised in the Order.  The District proposed Revision 

3 and published it for public comment on August 2, 2005.  EPA and one other organization 

submitted comments.  The District finalized Revision 2 and Revision 3 concurrently.  The 

revised permit was issued on March 9, 2007.  

 

Revision 4:  During the time the District was addressing the issues of the Revision 2 reopening 

and the Revision 3 reopening, many permit applications were received from the facility.  

Revision 4 was a Significant Revision incorporating changes from all of these applications 

(listed in the statement of basis for that Revision).  Revision 4 was the final permit revision prior 

to the 2008 permit renewal and forms the basis for the renewal submission.  The revised permit 

was issued on March 20, 2008.  

 

Renewal:  The District issued the Renewed Title V permit to these facilities on June 28, 2011.  

 

Revision 5 Renewal:  The "Rev 5" permit is an update of the 2011 Renewed permit incorporating 

all of the changes due to permit applications and corrections.  The proposed permit shows all 

changes to the permit in strikeout/underline format. Details of proposed permit changes are listed 

in Section C of this document 

 

 
B. Facility Description   

 

The Title V permit includes the Golden Eagle Refinery and the Amorco Terminal.  There are no 

changes to the facility description. 

 

 
C. Permit Content 

 

The legal and factual basis for the permit follows.  The permit sections are described in the order 

presented in the permit. 

 

Changes to permit: 

 

1. The name of the facility owner was changed to Tesoro Refining & and Marketing 

Company, LLC and the facility contact was changed to Matthew W. Buell (Title V 

Application 25191). 

2. The name of the Responsible Official was changed to Thomas A. Lu (Title V Application 

27121). 

 
I. Standard Conditions 

 

This section contains administrative requirements and conditions that apply to all facilities.  If 

the Title IV (Acid Rain) requirements for certain fossil-fuel fired electrical generating facilities 

or the accidental release (40 CFR § 68) programs apply, the section will contain a standard 
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condition pertaining to these programs.  Many of these conditions derive from 40 CFR § 70.6, 

Permit Content, which dictates certain standard conditions that must be placed in the permit.  

The language that the District has developed for many of these requirements has been adopted 

into the BAAQMD Manual of Procedures, Volume II, Part 3, Section 4, and therefore must 

appear in the permit. 

 

The standard conditions also contain references to BAAQMD Regulation 1 and Regulation 2.  

These are the Districtôs General Provisions and Permitting rules. 

 

 

Changes to permit:  

 

Amendment dates have been updated for BAAQMD Regulation 1, Regulation 2, Rules 1, 2 and 

5. 

 

 

 
II.  Equipment 

 

This section of the permit lists all permitted or significant sources.  Each source is identified by 

an S and a number (e.g., S24). 

 

Permitted sources are those sources that require a BAAQMD operating permit pursuant to 

BAAQMD Rule 2-1-302. 

 

Significant sources are those sources that have a potential to emit of more than 2 tons per year of 

a ñregulated air pollutantò (as defined in BAAQMD Rule 2-6-222) or 400 pounds per year of a 

ñhazardous air pollutantò (as defined in BAAQMD Rule 2-6-210).  

 

All abatement (control) devices that control permitted or significant sources are listed.  Each 

abatement device whose primary function is to reduce emissions is identified by an A and a 

number (e.g., A-24).  If a source is also an abatement device, such as when an engine controls 

VOC emissions, it will be listed in the abatement device table but will have an ñSò number.  An 

abatement device may also be a source (such as a thermal oxidizer that burns fuel) of secondary 

emissions.  If the primary function of a device is to control emissions, it is considered an 

abatement (or ñAò) device.  If the primary function of a device is a non-control function, the 

device is considered to be a source (or ñSò). 

 

The equipment section is considered to be part of the facility description.  It contains information 

that is necessary for applicability determinations, such as fuel types, contents or sizes of tanks, 

etc.  This information is part of the factual basis of the permit. 

 
Each of the permitted sources has previously been issued a permit to operate pursuant to the 

requirements of BAAQMD Regulation 2, Permits.  These permits are issued in accordance with 

state law and the Districtôs regulations.  The capacities in the permitted sources table are the 

maximum allowable capacities for each source, pursuant to Standard Condition I.J and 

Regulation 2-1-403. 
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Changes to permit: 

 

1. S-1024 Exempt Tank was removed from Table II -B and II-C.  It was removed from 

service in 2012. 

2. S-1549 was added to Table II-A1 (Title V Application 20969). 

3. S-1552 was added to Table II-A1 (Title V Application 22153). 

4. The limit on the hours of operation for S-1550 and S-1551 were removed (Title V 

Application 22170) 

5. S-1553 was added to Table II-A (Title V Application 22170). 

6. A-1553 was added to Table II-B (Title V Application 22170). 

7. S-58 was added to Table II-A2 (Title V Application 21714) 

8. S-1554 was added to Table II-A1 (Title V Application 22824) 

9. In Table II-B a row for A-14 was added abating S-1554  (Title V Application 22824) 

10. Did not change capacity of S-850 in Table II-A1 to be consistent with the permitted 

capacity granted in NSR Permit Application 3318.  An S-850 expansion to 70,000 BPD 

was proposed in the Clean Fuels Project (1995 Application 10912), but this expansion 

was constructed without additional fugitive components.  Thus no offsets were required.  

The 70,000 BPD capacity increase in Condition 8077 Part B6B for the Authority to 

Construct granted via Application 10912 is a valid limit.  District records will be 

corrected to remove the "Expired AC" from S-850 in Application 10912. 

11. In Table II-A1, corrected firing rates for S-973 and S-974 and corrected Condition 8077 

basis.  The firing rates for these two No 3 HDS furnaces were inadvertently reversed 

when permitted in NSR Permit Application 27769. 

12. In Table IIB, updated the operating parameters information for A-963 Steam Injection 

System abating S-963 Alkylation Plant Gas Turbine (Title V Application 23233). 

13. In Table IIA, updated and corrected capacity information for S-955 through S-960 (Title 

V Application 23882). 

14. In Table IIB, added CO abatement limits for S-952, S-953 and S-954, and updated NOx 

abatement limits for S-955 through S-960 (Title V Application 23882). 

15. In Table IIA, updated S-690 to show the NSR review in 2005 Permit Application 11737.  

16. In Table IIA, corrected S-1009 Alkylation Unit to show that it is a NSR source permitted 

via 1995 Tosco Application 10912. 

17. In Table IIA, updated S-613 to reflect the vapor storage service (Title V Application 

23982).  It is noted that even in vapor storage service, there may be organic liquid in the 

tank because heavier components in the vapor may condense in the tank. 

18. In Table IIB, removed S-613 from A-14 8-5-306 control to reflect the Regulation 8, Rule 

33 vapor storage service of S-613 (Title V Application 23982). 

19. In Table II-C, removed S-369 and S-406, both removed from service in March 2012. 

20. In Table II-A1, revised footnotes 1, 2, and 3, and added footnote 4 clarifying the 

operation of the flares (Title V Application 24066). 

21. Added all flares to Table II-B to be consistent with District Policy and the other refinery 

Title V permits. 

22. In Table II-A1, removed the Grandfathered Limit designation for flares S-854, S-992 and 

S-1013, all of which were constructed in 1979 or later.  Added the Basis for the capacity 

to by referring to the appropriate permit application. 

23. In Table II-A1, added capacities for flares S-1517 and S-1524 to be consistent with the 

other flares in Table II-A1. 
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24. In Table II-A1, corrected the capacities of S-971, S-972 and S-1020, consistent with the 

capacities approved in NSR Permit Application 23322 (Title V Application 23323). 

25. In Table II-A1, corrected the capacity of S-1004 based on the 1996 maximum throughput 

data provided by Tesoro. 

26. In Table II-A1, replaced the grandfathered limit basis for S-802 with the Firm Emissions 

Limit Condition 11433 established in 1994 NSR Application 12722. 

27. In Table II-A1, added S-1555 Reformate Splitter.  This source was formerly combined 

with S-1004 No 2 Catalytic Reformer.  It was separated from S-1004 because when it 

was modified in NSR Application 10912, it was permitted to processes reformate from 

the S-1020 No 3 Catalytic Reformer as well and has a higher NSR capacity limit than the 

grandfathered S-1004. 

28. In Table II-A1, revised S-908 indicating that it is a grandfathered source that has never 

been subject to the requirements of Regulation 2, Rule 2, New Source Review.  Added 

Condition 25476, part 5 from Permit Application 23322. 

29. In Table II-A1, revised the permitted capacities and/or capacity bases of S-915, S-916, S-

919, S-920 and S-921 based on 1991 NSR Application 6468.  Added Condition 8350. 

(Title V Application 23323) 

30. In Table II-A1, revised the capacity bases of S-917 based on 1987 NSR Application 164.  

Added Condition 8350 (Title V Application 23323). 

31. In Table II-A1, revised the permitted capacity of S-926 to 130MMBtu/hr based on 2013 

Application 25523.  Added "Grandfathered Source" because S-926 was initially operated 

in 1957 and has never been modified (Title V Application 25636). 

32. In Table II-A1, revised the permitted capacities and/or capacity bases of S-928-933, S-

934 and S-935 based on 1987 NSR Application 548. Added Condition 8077.  (Title V 

Application 23323). 

33. Corrected the permitted throughput for S-612 from 243K to 1,200K bbl/yr consistent 

with Condition 6740 Part 3 (Title V Application 23854).   

34. Added S-1557 Emergency Generator to Table II-A.1 (Title V Application 25958). 

35. In Table II-A.1, revised S-1412 to the New Source Review limits determined in Permit 

Application 25758 that evaluated the unpermitted 1980 modification (Title V Application 

25759). 

36. In Table II-A.1, revised the annual firing rate limit of S-950 to be consistent with 

Condition 25161 (Tesoro 4/30/15 Comment # 21) 

37. In Table II-B, corrected A1433 showing that it does not abate S-972 and added row for 

A1433 showing NOx limit of Condition 25476-10 (Title V Application 23323). 

38. In Table II-A.1, added Condition 25476 and/or revised capacity for S-971, S-972 and S-

1020.  (Title V Application 23323). 

39. In Table II-A1, removed demolished tanks S-315, 318, 367, 529 ,530, 587 and 588.  

(Tesoro Comment # 61) 

40. In Table II-A1, removed S-659 and S-660 Coke Storage Tanks because they have been 

demolished.  Also removed A-9 in Table II-B. 

41. In Table II-A1, removed S-809 and S-810 because the permits were surrendered in 2012. 

42. In Table II-A1, added "Grandfathered Source" to S-904 because it was initially operated 

in 1956 and has never been modified.  

43. In Table II-A1, added "Grandfathered Source" to S-908 because it was initially operated 

in 1937 and has never been modified. 

44. In Table II-A1, revised annual firing rate limits for S-909, S-912 and S-950, and added 

Condition 25161 (Title V Application 23425). 
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45. In Table II-A1, "New source review" was removed from Limit basis for S-1469, 1471, 

1472, 1475, 1476.  These engines were initially permitted as a Loss of Exemption in 2002 

Application 4389 and were not subject to Regulation 2, Rule 2. 

46. In Table II-A2, removed S-19, S-21, S-30, S-49 and S-50 Amorco Terminal Tanks and S-

56 Firewater Pump because they are now owned by Tesoro Logistic Operations and are 

included in a separate Title V permit (Facility E1200). 

47. In Table II-A2, added "Grandfathered Source" to S-55 because it was initially operated 

prior to 1972 and has never been modified. 

48. In Table II-C, removed demolished tanks S-2, 269, 271, 368, 369, 377, 378, 406 and 503.  

(Tesoro Comment # 61) 

 

 
III.  Generally Applicable Requirements 

 

This section of the permit lists requirements that generally apply to all sources at a facility 

including insignificant sources and portable equipment that may not require a District permit.  If 

a generally applicable requirement applies specifically to a source that is permitted or significant, 

the standard will also appear in Section IV and the monitoring for that requirement will appear in 

Sections IV and VII of the permit.  Parts of this section apply to all facilities (e.g., particulate, 

architectural coating, odorous substance, and sandblasting standards).  In addition, standards that 

apply to insignificant or unpermitted sources at a facility (e.g., refrigeration units that use more 

than 50 pounds of an ozone-depleting compound) are placed in this section. 

 

Unpermitted sources are exempt from normal District permits pursuant to an exemption in 

BAAQMD Regulation 2, Rule 1.  They may, however, be specifically described in a Title V 

permit if they are considered ñsignificant sourcesò as defined in BAAQMD Rule 2-6-239. 

 

 
IV.  Source-Specific Applicable Requirements 

 

This section of the permit lists the applicable requirements that apply to permitted or significant 

sources.  These applicable requirements are contained in tables that pertain to one or more 

sources that have the same requirements.  The order of the requirements is: 

¶ District Rules  

¶ SIP Rules (if any) are listed following the corresponding District rules.  SIP rules are District 

rules that have been approved by EPA for inclusion in the California State Implementation 

Plan.  SIP rules are ñfederally enforceableò and a ñYò (yes) indication will appear in the 

ñFederally Enforceableò column.  If the SIP rule is the current District rule, separate citation 

of the SIP rule is not necessary and the ñFederally Enforceableò column will have a ñYò for 

ñyesò. If the SIP rule is not the current District rule, the SIP rule or the necessary portion of 

the SIP rule is cited separately after the District rule.  The SIP portion will be federally 

enforceable; the non-SIP version will not be federally enforceable, unless EPA has approved 

it through another program.   

¶ Other District requirements, such as the Manual of Procedures, as appropriate. 

¶ Federal requirements (other than SIP provisions) 

¶ BAAQMD permit conditions.  The text of BAAQMD permit conditions is found in Section 

VI of the permit. 
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¶ Federal permit conditions.  The text of Federal permit conditions, if any, is found in Section 

VI of the permit. 

 

Section IV of the permit contains citations to all of the applicable requirements.  The text of the 

requirements is found in the regulations, which are readily available on the District or EPA 

websites, or in the permit conditions, which are found in Section VI of the permit.  All 

monitoring requirements are cited in Section IV.  Section VII is a cross-reference between the 

limits and monitoring requirements.  A discussion of monitoring is included in Section C.VII of 

this permit evaluation/statement of basis. 

 

District permit applications included in this proposed permit 

This facility sends a large number of permit applications to the District every year.  Review of 

the following permit applications was completed in time to include the results in this Title V 

permit.  The Title V permit will be revised periodically to incorporate these applications as 

permit revisions following the procedures in Regulation 2, Rule 6, Major Facility Review. 

 

Application # Revision Type Project Description 

11737 Minor S-690 Crude Oil Tank Modification 

20968/20969 Minor S-1549 Tank 890 Diesel Additive Tank  

21072/21141 Minor S-912 NOx Box Revision 

21713/21714 Minor S-58 Amorco Wharf Diesel Generator 

21744/21744 Minor S-1510 Delayed Coker Emissions Revision 

21787/21790 Minor S-926 NOx Box Revision 

21797/21800 Minor S-913 NOx Box Revision 

22148/22163 Administrative S-1524 Flare Change of Conditions 

22149/22151 Minor S-919 NOx Box Revision 

22152/22153 Minor S-1552 Emergency Diesel Engine 

22169/22170 Minor S-1553 Backup Boiler 

22580/22581 Minor S-920 NOx Box Revision 

22582/22583 Minor S-926 NOx Box Revision 

22615/22624 Minor S-1020 Reformer Hot Feed Project 

22823/22824 Minor S-1554 High Sulfur Vacuum Gas Oil Tank 

22971/22972 Minor S-913 NOx Box Revision 

23006/23007 Administrative NOx Box Change of Condition 18372 

23075 N/A Alteration to S-802 FCCU 

23232/23233 Minor S-963 Alkylation Unit Gas Turbine CAM Plan 

23322/23323 Minor S-1020 No. 2 Reformer Capacity Increase 

23339/23340 Minor S-920 NOx Box Revision 

23341/23425 Minor S-1001 50 Crude Unit AGO Project 

23848/23882 Minor Title V Renewal Appeal Items -- Engines 

23869 Minor Greenhouse Gas Requirements Removal 

23870/23871 Minor S-916 NOx Box Revision 

23854 Minor Title V Renewal Appeal # 8&9, Wastewater, & #21 

Miscellaneous 

23981/23982 Minor S-613 Bladder Tank and S-1025 Gasoline Truck Rack 

24056/24057 Administrative Bubble Condition 8077 Corrections 

24065/24066 Minor Title V Renewal Appeal Items -- Flares 
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24362/24363 Administrative Change S-913 from 40# to 100# Fuel Gas Supply 

24693 Administrative Responsible Official Change 

24920/24921 Minor S-916 NOx Box Revision 

25006/25007 Minor S-913 NOx Box Revision 

25191 Administrative Facility Owner and Contact Name Change 

25523/25636 Administrative S-926 No. 2 Reformer Splitter Reboiler 

25758/25759 Minor S-1412 Sulfuric Acid Plant Start-up Heater 1980 

Modification and 2014 Alteration 

25942/25958 Minor S-1557 Emergency Generator, Diesel Engine 

26159/26160 Minor S-920 NOx Box Revision 

26272/26273 Minor No 3 HDS Performance Test S-850, S-973, S-974, and 

Refinery Emissions Cap Adjustments 

 

District permit applications not included in this proposed permit 

Review of the following permit applications was not completed in time to include the results in 

this Title V permit.  The Title V permit will be revised periodically to incorporate these 

applications as permit revisions following the procedures in Regulation 2, Rule 6, Major Facility 

Review. 

 

 

Application # Revision Type Project Description 

23138/23139 Significant S-1005 Source Test Frequency Change 

25718/25719 Minor S830 S977 S980 Grandfathered Limit Exceedance 

26422/26423 Minor S-920 NOx Box Revision 

26552 N/A Delayed Coker Steam Ejectors 

26602/26603 Minor Slop Oil System Change in Operation 

26715/26716 Minor Consent Decree Change in Conditions 

27030/27031 Minor Coker Flare Change in Conditions 

27054/27065 Minor S-904 No 6 Boiler House Burner Replacement 

27058/27068 Minor S-1411 Sulfuric Acid Plant Alteration 

27309/27310 Minor S-973/974 No 3 HDS Furnace Change in Conditions 

27395/27396 Minor Back-up Boilers 

 

 

Changes to permit:  

1. Added Permit Condition 27424 to Crude Oil Tank S-690 in Table IV-F.1 (Application 

11724). 

2. S-1024 Exempt Tank was removed from Table IV-F1 and IV-F2.  It was removed from 

service in 2012. 

3. S-1549 was added to Tables IV-F.1 and IV-F.2 (Title V Application 20969). 

4. Removed 40 CFR 98 and CCR Title 17 Subchapter 10, Article 2, 95101-95130 from 

Table IV-A.1 (Title V Application 23869). 

5. Removed 40 CFR 98 and CCR Title 17 Subchapter 10, Article 2, 95101-95130 from 

Table IV-A.2 (Title V Application 23869). 

6. Added Table IV-C.3.7 for S-1552 Emergency Diesel Water Pump (Title V Application 

22153). 
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7. Added S-1553 to Table IV-C.1.3, and deleted Condition 22491, Part 3 (Title V 

Application 22170). 

8. Added Permit Condition 24834 and 25476 to Table IV-B.10 for S-1020 (Title V 

Applications 22624 and 23323). 

9. Added BAAQMD Regulations 8-5-306.2 and 8-5-502.2 to Table IV-F.3. 

10. Added S-1554 to Tables IV-F.1 and IV-F.2 (Title V Application 22824). 

11. In Table IV-B.3, did not change capacity of S-850 in Table II-A1 to be consistent with 

the permitted capacity granted in NSR Permit Application 3318.  An S-850 expansion to 

70,000 BPD was proposed in the Clean Fuels Project (1995 Application 10912), but this 

expansion was constructed without additional fugitive components.  Thus no offsets were 

required.  The 70,000 BPD capacity increase in Condition 8077 Part B6B for the 

Authority to Construct granted via Application 10912 is a valid limit.  District records 

will be corrected to remove the "Expired AC" from S-850 in Application 10912. 

12. In Table IV-C.4.3, deleted Condition 18372 Part 21 and revised Part 22 (Title V 

Application 23007) 

13. Deleted.  The District agreed to remove Application 23139 from Rev 5 to avoid the 

revision from being a significant revision 

14. Revised Table IV-C.5.1 to incorporate 40 CFR 64 CAM requirements for S-963 

Alkylation Plant Gas Turbine (Title V Application 23233). 

15. Added Permit Condition 25161 to Tables IV-C.4.2 and C.4.4 (Title V Application 

23425). 

16. Updated requirements for Regulation 9, Rule 8 in Table IV-C.3.2 for engines S-952, S-

953 and S-954 (Title V Application 23882). 

17. Updated requirements for Regulation 9, Rule 8 in Table IV-C.3.3 for engines S-955 

through S-960 (Title V Application 23882). 

18. Corrected Table IV-C.4.2, Condition 8077 Part B7D removing the CO source test 

requirement (Title V Application 24057). 

19. Revised Tables IV-C.4.2 and G.3 to reflect change in Conditions 13605, 20099, 21053, 

21100 and 21849 to remove S-913 (Title V Application 24363). 

20. Revised Table IV-D.7 S-1025 with language expansions and to remove the requirements 

of S-613 Vapor Storage Tank (Title V Application 23982). 

21. Added Table IV-D.10 with the requirements of S-613 Vapor Storage Tank (Title V 

Application 23982). 

22. In Tables IV-F.1 and F.2, removed S-613 Vapor Storage Tank (Title V Application 

23982). 

23. In Table IV-C.2.1, deleted Condition 24323 Part 4 (Title V Application 24066). 

24. In Table IV-G.4, revised the 40 CFR 61 Subpart FF requirements for S-532 and S-1484 

based on the determination that these sources process aqueous waste rather than non-

aqueous waste (Title V Application 23854). 

25. In Table IV-A.1, deleted 61.356(b)(6), 61.357(d)(7)(i), and 61.357(d)(7)(ii) (Title V 

Application 23854). 

26. In Table IV-C.4.4, deleted 40 CFR 61.349(a)(1)(i), 40 CFR 61.349(a)(1)(iii), 40 CFR 

61.349(a)(1)(iv) and 61.357(d)(7)(i) (Title V Application 23854). 

27. In Table IV-G.5, revised the 40 CFR 61 Subpart FF requirements for S-606 and S-607 

based on the determination that these sources process aqueous waste rather than non-

aqueous waste (Title V Application 23854). 
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28. In Tables IV-C.1.2, IV-C.4.1, IV-C.4.2, IV-C.4.4, IV-C.4.5, IV-C.4.6 and IV-H.2, added 

applicability specification for BAAQMD Regulation 10 and 40 CFR 60 Appendix F 

(Title V Application 23854). 

29. In Table IV-C.4.7, deleted 40 CFR 60 Appendix F (Title V Application 23854). 

30. In Table IV-G.8, deleted 40 CFR 60 Subpart QQQ 60.695(b) because the closed vent 

requirements in 40 CFR 60 Subpart QQQ do not apply to emission points vented to fuel 

gas systems as defined 60.691  (Title V Application 23854). 

31. In Table IV-B.1, added 40 CFR 63 Subpart UUU requirements monitor requirements 

63.1572(a) and (b) (Title V Application 23854). 

32. Added Table IV-C.3.8 for S-1557 Emergency Diesel Generator (Title V Application 

25958). 

33. In Tables IV-A.1, and IV-C.4.3, added Condition 25798 (Title V Application 26273). 

34. In Table IV-C.4.5, changed 9-10-111 to 9-10-112, deleted 9-10-306.1 and 306.3, added 

9-10-502 and 502.2, and added Condition 25846 (Title V Application 25759). 

35. Deleted.  In Table IV-C.2.2, for S-943 Butane Flare, BAAQMD Regulation 8, Rule 5 and 

SIP Regulation 8, Rule 5 was not added to be consistent with S-943 in Table II-B. 

36. In Table IV-F.1 and F.2, removed demolished tanks S-2, 269, 315, 318, 367, 368, 369, 

377, 378, 406, 503, 529 ,530, 587 and 588.  (Tesoro Comment # 61) 

37. In Table IV-C.4.6, clarified that only S-1470 is subject to NSPS J.  S-1160 has natural 

gas only firing requirement and is not subject to NSPS J. (Tesoro Comment # 77) 

38. Corrected ACTM Citations and Condition 23811 in Tables IV-C.3.1, C.3.4, C.3.5, C.3.6, 

C.3.7 and C.3.8. 

39. In Table IV-C.2.2, added note on S-943 operation. 

40. Removed S-971 and S-972 from Table IV-C.4.3 and added them to new Table IV-C.4.8 

for these sources (Subject to NSPS Subpart Ja).  (Title V Application 23323). 

 

 

 
V.  Schedule of Compliance 

 

Since the District has not determined that the facility is out of compliance with an applicable 

requirement, the schedule of compliance for this permit contains only sections 2-6-409.10.1 and 

2-6-409.10.2. 

 

 
VI.  Permit Conditions 

 

During the Title V permit development, the District has reviewed the existing permit conditions, 

made corrections if errors were found, deleted the obsolete conditions, and, as appropriate, 

revised the conditions for clarity and enforceability.  Each permit condition is identified with a 

unique numerical identifier, up to five digits. 

 

All changes to existing permit conditions are clearly shown in ñstrike-out/underlineò format in 

the proposed permit.  When the permit is issued, all ñstrike-outò language will be deleted and all 

ñunderlineò language will be retained, subject to consideration of comments received. 

 

The existing permit conditions are derived from previously issued District Authorities to 

Construct (A/C) or Permits to Operate (P/O).  Permit conditions may also be imposed or revised 
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as part of the annual review of the facility by the District pursuant to California Health and 

Safety Code (H&SC) § 42301(e), through a variance pursuant to H&SC § 42350 et seq., an order 

of abatement pursuant to H&SC § 42450 et seq., or as an administrative revision initiated by 

District staff.  After issuance of the Title V permit, permit conditions will be revised using the 

procedures in Regulation 2, Rule 6, Major Facility Review. 

 

The District has reviewed and, where appropriate, revised or added new annual and daily 

throughput limits on sources so as to help ensure compliance with District rules addressing 

preconstruction review.  The applicability of preconstruction review depends on whether there is 

a ñmodified sourceò as defined in District Rule 2-1-234.  Whether there is a modified source 

depends in part on whether there has been an ñincreaseò in ñemission level.ò   2-1-234 defines 

what will be considered an emissions level increase, and takes a somewhat different approach 

depending on whether a source has previously permitted by the District. 

 

Sources that were modified or constructed since the District began issuing new source review 

permits will have permits that contain throughput limits, and these limits are reflected in the Title 

V permit.  These limits have previously undergone District review, and are considered to be the 

legally binding ñemission levelò for purposes of 2-234.1 and 2-1-234.2.  By contrast, for older 

sources that have never been through preconstruction review (commonly referred to as 

ñgrandfatheredò sources), an ñincreaseò in ñemission levelò is addressed in 2-1-234.3.  A 

grandfathered source is not subject to preconstruction review unless its emission level increases 

above the highest of either: 1) the design capacity of the source, 3) the capacity listed in a permit 

to operate, or 3) highest capacity demonstrated prior to March 2000.  However, if the throughput 

capacity of a grandfathered source is limited by upstream or downstream equipment (i.e., is 

ñbottleneckedò), then the relaxing of that limitation (ñdebottleneckingò) is considered a 

modification.     

 

The District has written throughput limits into the Title V permit for grandfathered sources.  As 

discussed above, these limits are written for the purpose of determining whether an increase in 

emission levels has occurred.  The purpose of these limits is to facilitate implementation of 

preconstruction review program.  If these limits are exceeded, the facility would be expected to 

report the exceedence, and the District would treat the reported exceedence as presumptively 

establishing the occurrence of a modification.  The facility would then be expected to apply for a 

preconstruction permit addressing the modification and the District would consider whether an 

enforcement action was appropriate.   

 

It is important to note the presumptive nature of throughput limits for grandfathered sources that 

are created in the Title V permit.  These limits are generally based upon the Districtôs review of 

information provided by the facility regarding the design capacity or highest documented 

capacity of the grandfathered source.  To verify whether these limits reflect the true design, 

documented, or ñbottleneckedò capacity (pursuant to 2-10234.1) of each source is beyond the 

resource abilities of the District in this Title V process.  Moreover, the District cannot be 

completely confident that the facility has had time or resources necessary to provide the most 

accurate information available in this regard.  Creating throughput limits in the Title V permit for 

grandfathered sources is not required by either Part 70 or the Districtôs Major Facility Review 

rules.  Despite the lack of such a requirement, and despite the resource and information 

challenges presented in the Title V process, the District believes that writing presumptive limits 

for grandfathered sources into the Title V permit will provide a measure of predictability 
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regarding the future applicability of the preconstruction review program, and that this increased 

predictability is universally beneficial.   

 

It follows from the presumptive nature of these throughput limits for grandfathered sources that 

exceedence of these limits is not per se a violation of the permit.  Failure to report an 

exceedence would be a permit violation.  In this sense, the throughput limits function as 

monitoring levels, and are imposed pursuant to the Districtôs authority to required monitoring 

that provide a reasonable assurance of compliance. If an exceedence occurs, the facility would 

have an opportunity to demonstrate that the throughput limit in fact did not reflect the 

appropriate limit for purposes of 2-1-234.3.  If the facility can demonstrate this, no enforcement 

action would follow, and the permit would be revised at the next opportunity.  It also follows that 

compliance with these limits is not a ñsafe harborò for the facility.  If evidence clearly shows that 

a grandfathered source has undergone a ñmodificationò as defined in 2-1-234.3, the District 

would consider that a preconstruction review-triggering event, notwithstanding compliance with 

the throughput limit in the Title V permit.  In other words, the protection afforded the facility by 

complying with the throughput limit in the Title V permit is only as strong as the information on 

which it was based.  There is no Title V ñpermit shieldò associated with throughput limits for 

grandfathered sources, as they are being proposed. A shield may be provided if the District 

determines with certainty that a particular limit is appropriate for purposes of 2-1-234.3. 

  

 

Conditions that are obsolete or that have no regulatory basis have been deleted from the permit.   

 

Conditions have also been deleted due to the following: 

¶ Redundancy in recordkeeping requirements. 

¶ Redundancy in other conditions, regulations and rules. 

¶ The condition has been superseded by other regulations and rules. 

¶ The equipment has been taken out of service or is exempt. 

¶ The event has already occurred (i.e. initial or start-up source tests). 

 

The regulatory basis is listed following each condition.  The regulatory basis may be a rule or 

regulation.  The District is also using the following terms for regulatory basis: 

¶ BACT:  This term is used for a condition imposed by the Air Pollution Control Officer 

(APCO) to ensure compliance with the Best Available Control Technology in Regulation 2-

2-301. 

¶ Cumulative Increase:  This term is used for a condition imposed by the APCO that limits a 

sourceôs operation to the operation described in the permit application pursuant to BAAQMD 

Regulation 2-1-403. 

¶ Offsets:  This term is used for a condition imposed by the APCO to ensure compliance with 

the use of offsets for the permitting of a source or with the banking of emissions from a 

source pursuant to Regulation 2, Rules 2 and 4. 

¶ PSD:  This term is used for a condition imposed by the APCO to ensure compliance with a 

Prevention of Significant Deterioration permit issued pursuant to Regulation 2, Rule 2. 

 

Changes to permit: 

 

1. Added Permit Condition 24649 for S-1549 (Title V Application 20969). 
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2. Revised Condition 18372, Part 31A, for S-912 NOx Box Revision (Title V Application 

21141). 

3. Revised Condition 23129, Part 19 (Application 21744). 

4. Revised Condition 18372 Part 31A, for S-926 NOx Box Revision (Title V Application 

21790). 

5. Revised Condition 18372 Part 31A, for S-913 NOx Box Revision (Title V Application 

21800). 

6. Revised Condition 24323 Parts 8 and 10 S-1524 Flare Purge and Pilot Gas (Title V 

Application 22163). 

7. Revised Condition 18372 Part 31A, for S-919 NOx Box Revision (Title V Application 

22151). 

8. Added Permit Condition 27424 for Crude Oil Tank S-690 (Application 11724). 

9. Revised Condition 11433 to note FCCU Alteration via Application 23075. 

10. Added S-1552 to Permit Condition 23811 (Title V Application 22153). 

11. Added S-1553 to Permit Condition 24491 and deleted Part 3 (Title V Application 22170). 

12. Added S-58 to Permit Condition 23811 (Title V Application 21714).  Updated ATCM 

references in the bases for Part 1 and Part 2. 

13. Revised Condition 18372 Part 31A, for S-920 NOx Box Revision (Title V Application 

22581). 

14. Revised Condition 18372 Part 31A, for S-926 NOx Box Revision (Title V Application 

22583). 

15. Added Permit Condition 24834 S-1020 No 3 Reformer (Title V Application 22624) 

16. Added Permit Condition 25025 for S-1554 High Sulfur Vacuum Gas Oil Tank (Title V 

Application 22824). 

17. Did not correct Permit Condition 8077 Part B6B and B6C to show the S-850 capacity 

consistent with the permitted capacity of NSR Permit Application 3318.  An S-850 

expansion to 70,000 BPD was proposed in the Clean Fuels Project (1995 Application 

10912), but this expansion was constructed without additional fugitive components.  

Thus no offsets were required.  The 70,000 BPD capacity increase in Condition 8077 Part 

B6B for the Authority to Construct granted via Application 10912 is a valid limit.  

District records will be corrected to remove the "Expired AC" from S-850 in Application 

10912. 

18. Deleted.  The group limit for S-973/974 in Condition 8077-B7B was not changed. 

19. Corrected capacity of S-973 and S-974 in Permit Condition 16685.  The firing rates for 

these two No 3 HDS furnaces were inadvertently reversed when permitted in NSR Permit 

Application 27769.   

20. Revised NOx Box Permit Condition 18372 introduction, Parts 20, 21, 22, 29, 31, 32 and 

33 as approved in Permit Application 23006 (Title V Application 23007). 

21. Revised Condition 18372 Part 31A, for S-913 NOx Box Revision (Title V Application 

22972). 

22. Deleted.  The District agreed to remove Application 23139 from Rev 5 to avoid the 

revision from being a significant revision. (Title V Application 23139). 

23. Added Parts 21, 22 and 23 to Condition 19528 to incorporate 40 CFR 64 CAM 

requirements for S-963 Alkylation Plant Gas Turbine (Title V Application 23233). 

24. Added Permit Condition 25161 for S-909, S-912, S-920, and S-950 (Title V Application 

23425). 

25. Revised IC Engine Conditions 13509 and 15204 (Title V Application 23882). 
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26. Revised Condition 18372 Part 31A, for S-916 NOx Box Revision (Title V Application 

23870). 

27. Revised Condition 18372 Part 31A, for S-916 NOx Box Revision (Title V Application 

24920). 

28. Revised Condition 18372 Part 31A, for S-913 NOx Box Revision (Title V Application 

25006). 

29. Corrected Condition 8077 Source List, and Parts B7A and B7D (Title V Application 

24057). 

30. Revised Conditions 13605, 20099, 21053, 21100 and 21849 to remove S-913 from 

source test requirements since this source is no longer fired with the 40# fuel gas, the 

system that abates the sources (Title V Application 24363). 

31. Revised Condition 21849 to update application record and to reflect S-613 Vapor Storage 

service (Title V Application 23982). 

32. Deleted Condition 24323 Part 4 (Title V Application 24066). 

33. Revised Condition 23129 Part 56 to include purge gas (Title V Application 24066).  

34. Added S-1557 to Condition 23811 (Title V Application 25958). 

35. Added Condition 25798 for S-850, S-973 and S-974 (Title V Application 26273). 

36. Revised Condition 8077, Parts B2A and B2B Refinery Emissions Cap mass emissions 

limits (Title V Application 26273). 

37. Revised Condition 18372 Part 31A, for S-920 NOx Box Revision (Title V Application 

26160). 

38. Added Condition 25846 for S-1412 (Title V Application 25759). 

39. Updated the firing rates in Condition 16685 based on the approved NSR firing rates as 

follows: 

Source Description Approved NSR Limit  Year NSR Application  

S-915 Plat former Intermediate Heater 50 MMBtu/hr 1991 6468 

S-919 No 2 HDS Depentanizer Reboiler 111 MMBtu/hr 1991 6468 

S-934 Hydrocracker Stabilizer Reboiler 135 MMBtu/hr 1987 548 

S-935 Hydrocracker Splitter Reboiler 135 MMBtu/hr 1987 548 

S-971 No 3 Reformer UOP Furnace 300 MMBtu/hr 2015 23322 

S-972 No 3 Reformer Debutanizer Reboiler 45 MMBtu/hr 2015 23322 

40. Revised S-971 and S-972 firing rates in Condition 16685 to the changes shown in 

underline/strikeout in the above table (Title V Application 23323). 

41. Deleted Condition 20682 because S-659 and S-660 Coke Silos have been demolished. 

42. Revised the firing rate in Condition 16685 for S-926 (Title V Application 25636). 

43. In Condition 8077, added Parts C3 and C4 firing rate limits to hydrocracker furnaces in 

accordance with hydrocraker expansion project Application 548 (1987).  (Title V 

Application 23323) 

44. In Condition 8350, added Parts A5 and B5, B6, B7 and C5 firing rate limits for S-915, S-

916, S-919, S-920 and S-921 furnaces in accordance with the diesel expansion project 

Application 6468 (1991).  (Title V Application 23323) 

45. In Condition 8350, added Part A6 firing rate limits for furnace S-917 in accordance with 

Application 164 (1987).  (Title V Application 23323) 

 

 
VII.  Applicable Limits and Compliance Monitoring Requirements 
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This section of the permit is a summary of numerical limits and related monitoring requirements 

for each source.  The summary includes a citation for each monitoring requirement, frequency of 

monitoring, and type of monitoring.  The applicable requirements for monitoring are completely 

contained in Sections IV, Source-Specific Applicable Requirements, and VI, Permit Conditions, 

of the permit. 

 

 

Changes to permit: 

 

1. Added Table VII-C.3.7 for S-1552 Emergency Diesel Water Pump (Title V Application 

22153). 

2. Added S-1553 to Table VII-C.1.3, and deleted Condition 22491, Part 3 (Title V 

Application 22170). 

3. Added Permit Condition 24834 throughput limits to Table VII-B.10 for S-1020 (Title V 

Application 22624). 

4. Added S-1554 Condition 25025 limits to Table VII-F.3 (Title V Application 22824). 

5. In Table VII-D.7 for S1025, corrected 8-33-308.1 POC limit to TOC and clarified 3000 

ppm limit is expressed as methane (C1). 

6. In Table VII-B.3, did not change capacity of S-850 in Table II-A1 to be consistent with 

the permitted capacity granted in NSR Permit Application 3318.  An S-850 expansion to 

70,000 BPD was proposed in the Clean Fuels Project (1995 Application 10912), but this 

expansion was constructed without additional fugitive components.  Thus no offsets were 

required.  The 70,000 BPD capacity increase in Condition 8077 Part B6B for the 

Authority to Construct granted via Application 10912 is a valid limit.  District records 

will be corrected to remove the "Expired AC" from S-850 in Application 10912. 

7. In Table VII-C.4.3, corrected CO monitoring and ammonia slip limit for S-972 (Title V 

Application 23007). 

8. In Table VII-J.1, miscellaneous changes were made to the Regulation 8, Rule 18 section 

to reflect that total organic compounds are monitored.  Methane is included as defined in 

Regulation 8-18-219. 

9. Deleted.  The District agreed to remove Application 23139 from Rev 5 to avoid the 

revision from being a significant revision. (Title V Application 23139). 

10. Revised Table VII-C.5.1 to incorporate 40 CFR 64 CAM requirements for S-963 

Alkylation Plant Gas Turbine (Title V Application 23233). 

11. Added Permit Condition 25161 to Tables VII-C.4.2 and C.4.4 (Title V Application 

23425). 

12. Updated requirements for Regulation 9, Rule 8 in Table VII-C.3.2 for engines S-952, S-

953 and S-954 (Title V Application 23882). 

13. Updated requirements for Regulation 9, Rule 8 in Table VII-C.3.3 for engines S-955 

through S-960 (Title V Application 23882). 

14. In Table VII-F.3, added TVP and throughput limits for S-690 consistent Condition 24724 

added to Section VI (Application 11737). 

15. Corrected Tables VII-C.4.2 and VII-4.3, removing Condition 8077 Part B7A CO limit 

(Title V Application 24057). 

16. Corrected Tables VII-C.4.2 and G.3 to reflect VOC and POC source test requirements for 

S-908, S909 and S912 in Conditions 13605, 20099, 21053, 21100 and 21849 (Title V 

Application 24363). 
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17. Updated Table VII-D.7 for S-1025 Bulk Plant, moving S-613 Vapor Storage Tank 

requirements to a new table. (Title V Application 23982). 

18. Added Table VII-D.10 with the requirements of S-613 Vapor Storage Tank (Title V 

Application 23982). 

19. In Table VII-C.2.1, for S-1524, deleted Condition 24323 Part 4 and all references to 

NSPS 60.18 (Title V Application 24066). 

20. In Table VII-C.2.1, revised existing SO2 limit and added new SO2 limit pertaining to 

Consent Decree Condition 24324, Part 2 (Title V Application 24066). 

21. In Table VII-G.4, deleted the 40 CFR 61 Subpart FF requirements for 61.349(a)(1)(i) and 

61.349(f), consistent with Table IV-G.4 (Title V Application 23854). 

22. In Table VII-G.5, deleted the 40 CFR 61 Subpart FF requirements for 61.348(a)(1)(i) and 

63.647(a), consistent with Table IV-G.5 (Title V Application 23854). 

23. In Table VII-C.1.1, deleted the CO CEM monitoring for the 121.9 tpy CO limit.  The CO 

CEM is required by the Consent Decree, through Condition 11433 Part 11, for 

compliance with the 500 ppmvd at 0% O2 limit of Condition 11433 Part 9.  But it is not 

required for determination compliance with the Condition 11433 Part 2 CO limit of 121.9 

tpy  (Title V Application 23854). 

24. In Table VII-B.10, updated pH and liquid/gas ratio monitoring limits as determined by 

the performance test for 40 CFR 63 Subpart UUU (Title V Application 23854). 

25. Added Table VII-C.3.8 for S-1557 Emergency Diesel Generator (Title V Application 

25958) 

26. In Tables VII-A.1 and VII-A.2, revised Condition 8077 Parts B2A and B2B Refinery 

Emissions Cap mass emissions limits (Title V Application 26273) 

27. In Table VII-C.4.5, added S-1412 Firing Rate limit (Title V Application 25759). 

28. Deleted.  In Table VII-C.2.2, for S-943 Butane Flare, BAAQMD Regulation 8, Rule 5 

and SIP Regulation 8, Rule 5 was not added to be consistent with S-943 in Table II-B. 

29. In Tables VII-C.4.2 and VII-C.4.3, corrected the Condition 16685 firing rate limits of S-

915,S-919, S-928 through S-933, S-934, S-935, S-971 and S-972, consistent with the 

limits approved in 1988 NSR Permit Application 548 (Hydrocracker Expansion Project), 

1992 NSR Permit Application 6468 (Diesel Modification Project) and 1978 NSR Permit 

Application 26645 (No 3 Reformer Project). 

30. In Table VII-C.4.2, revised the firing rate in Condition 16685 for S-926 (Title V 

Application 25636). 

31. In Table VII -C.4.3, corrected the firing rates for S-973 and S-974.  The firing rates for 

these two No 3 HDS furnaces were inadvertently reversed when permitted in NSR Permit 

Application 27769. 

32. In Table VII-C.2.2, added note on S-943 operation. 

 

 
 
 
VIII.  Test Methods 

 

This section of the permit lists test methods that are associated with standards in District or other 

rules.  It is included only for reference.  In most cases, the test methods in the rules are source 

test methods that can be used to determine compliance but are not required on an ongoing basis.  

They are not ñapplicable requirementsò as defined by Regulation 2-6-202.   
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If a rule or permit condition requires ongoing testing, the requirement will also appear in Section 

IV of the permit. 

 

 

 

 
IX.  Permit Shield 

 

The District rules allow two types of permit shields.  The permit shield types are defined as 

follows:  (1) A provision in a major facility review permit explaining that specific federally 

enforceable regulations and standards do not apply to a source or group of sources, or (2) A 

provision in a major facility review permit explaining that specific federally enforceable 

applicable requirements for monitoring, recordkeeping and/or reporting are subsumed because 

other applicable requirements for monitoring, recordkeeping, and reporting in the permit will 

assure compliance with all emission limits.   

 

The second type of permit shield is allowed by EPAôs ñWhite Paper 2 for Improved 

Implementation of the Part 70 Operating Permits Program.ò  The District uses the second type of 

permit shield for all streamlining of monitoring, recordkeeping, and reporting requirements in 

Title V permits.  The Districtôs program does not allow other types of streamlining in Title V 

permits. 

 

This facility has no permit shields. 
 

X. Revision History 

 

This section summarizes the permit revisions. 
 

XI . Glossary   

 

The glossary was updated removing TRMP. 
 

 
D. Alternate Operating Scenarios: 
 
No alternate operating scenario has been requested for this facility. 
 
 
E. Compliance Status: 

 

As part of the permit application, the owner certified that all equipment was operating in 

compliance.   

 
F. Differences between the Application and the Proposed Permit: 

 

Differences related to sources and abatement devices included in the application are explained in 

Section C.II of this evaluation. 
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Appendices 
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APPENDIX A ï ENGINEERING EVALUATIONS  
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Application 11737, Crude Oil Tank 690 Modification  

 

ENGINEERING EVALUATION  
Tesoro Refining and Marketing Company 

PLANT NO. 14628 

APPLICATION NO.  11737 

Authority to Construct Extension August, 2010 
 

 

BACKGROUND  

The Tesoro Refining and Marketing Company (Tesoro) applied for and was granted an Authority 

to Construct for to the following equipment: 
 

S-690 External Floating Roof Tank; Tank A-690, Capacity:  13,020K Gallons,  

  Storing:  Crude Oil ï alteration to install a secondary seal 
 

The Authority to Construct was granted March 17, 2005.  The Authority to Construct was 

extended December 5, 2006.  Prior to the AC expiration date of March 17, 2009, Tesoro 

applied for another extension.  However, the scope of the S-690 project changed from a 

simple seal installation.  As the project progressed, S-690 was found to be in need of a new 

primary seal, a new roof, and a new floor.  Consequently, this application is no longer an 

alteration.   This changes the analysis of this application and caused a delay in approving 

the Authority to Construct extension. 

 

The following background is from the original engineering evaluation: 

S-690 is a grandfathered source that is permitted to store crude oil.  Tesoro currently 

stores San Joaquin Valley (SJV) crude that has a true vapor pressure less than 0.5 psia at 

temperatures less than 249 F (Regulation 8-5, Table 1).  Piping exists to route higher 

vapor pressure crude oil to S-690.  These crude oils have true vapor pressures greater 

than 0.5 psia and Tesoro will be subject to Regulation 8-5:  Organic Compounds, Storage 

of Organic Liquids.  The external floating roof is required to have a secondary seal as per 

Regulation 8-5-304.3.  Tesoro was originally given the Authority to Construct the 

secondary seal in Application #12475 in May 1994.  Tesoro did not install the secondary 

seal at that time and the Authority to Construct expired in 1996.  With the higher vapor 

pressure crude oils in S-690, Tesoro is subject to Regulation 8-5 and must meet the 

primary seal requirements in Regulation 8-5-321 and the secondary seal requirements of 

Regulation 8-5-322.  Tesoro has been permitted to store crude oils, without permit 

conditions or restrictions as to the types of crude oil, in S-690.  But to comply with 

District rules when storing all types of crude oil, Tesoro must install the secondary seal as 

a control measure to meet the requirements of Regulation 8-5.  The secondary seal 

control measure will decrease emissions of POC from the storage of crude.  There will be 

no increase in emissions. 

 

For the 2009 AC extension request, the emissions were reviewed.  The RACT adjusted emissions 

for the SJV crude storage were estimated.  The emissions for the higher vapor pressure crude 

were also estimated.  The result was an emission increase making this application a modification 

subject to New Source Review Regulation 2, Rule 2.  Since S-690 is a "Grandfathered" source.  
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Emissions are determined pursuant to 2-2-604 Emission Increase Calculation Procedures, New 

or Modified Sources, which requires a three-year baseline pursuant to Regulation 2-2-605. 

 
 

EMISSIONS SUMMARY  

 

Annual Emissions: 

 

The three-year baseline for the period ending 3/1/05 (the date of the initial application) shows an 

average annual throughput of 7,500,205 bbls or 315,008,601gallons.  An EPA TANKs 

calculation for SJV crude with a true vapor pressure of 0.50 psia estimated POC emissions at 

1936 lb/yr.  This TANKS simulation included a primary and secondary seal to satisfy the RACT 

adjustment requirements of Regulation 2-2-605.5. 

 

Based on the new throughput of 18,250 kbbls/yr 766.5MM gal/yr. an EPA TANKs calculation 

for RVP 11.5 crude with a maximum true vapor pressure of about 11 psia estimated POC 

emissions at 9078 lb/yr. 

 

The emission increase for this application is: 

SJV Crude emissions:  1936 lb/yr 

11.5 RVP Crude emissions 9078 lb/yr = 4.539 ton/yr 

Application Increase  7142 lb/yr 

    = 19.56 lb/day 

    = 3.571 ton/yr 
 

Plant Cumulative Increase: 

 
 (All previous increases have been offset) 

    Current        New  New Total 

  Ton/yr  Ton/yr  tons/yr 

 POC  0 3.571 3.571 

  

  

 
 

Toxic Risk Screening: 

 

Toxic emissions will increase as a result of this application.  The toxic emissions are summarized below: 
 

TAC Maximum Emissions 2-5 Trigger Levels Trigger Exceeded? 

Lb/hr Lb/yr Lb/hr Lb/yr Acute Chronic 

Benzene 5.76E-03 40.35 2.9 38 No Yes 

Ethylbenzene 2.26E-03 15.84 N/a 43 No No 

N-hexane 4.93E-03 34.55  270000 No No 

Toluene 6.49E-03 45.44 82 12000 No No 

Xylene 7.81E-03 54.75 49 27000 No No 

 
Based on the evaluation documented in the July 27, 2010 Toxics section memorandum, the risk screen analysis 

indicates the maximum cancer risk is 0.1 in a million, and the maximum chronic hazard index is 0.00006.  In 

accordance with Regulation 2, Rule 5, this source is in compliance with the TBACT and project risk requirements. 
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STATEMEN T OF COMPLIANCE  
 

The owner/operator of S-690 External Floating Roof Tank; Tank A-690 is subject to Regulation 

8-5-301 Storage Tank Control Requirements.  For tanks greater than 150 m3 (39,626 gallons) 

with organic contents with a true vapor pressure greater than 0.5 psia and less than 11 psia, an 

internal floating roof, external floating roof, or approved emission control system is required.  

The owner/operator of S-690 is subject to Regulation 8-5-304 Requirements for External 

Floating Roofs.  The owner/operator is also subject to the tank fitting requirements of Regulation 

8-5-320, the primary seal requirements of Regulation 8-5-321, the secondary seal requirements 

of Regulation 8-5-322, the tank degassing requirements of Regulation 8-5-328, the tank cleaning 

requirements of Regulation 8-5-331 and the sludge handling requirements of Regulation 8-5-332.  

The owner/operator is also subject to the inspection requirements of Regulation 8-5-401 and the 

recordkeeping requirements of Regulation 8-5-501. 

 

The project is considered to be ministerial under the District's CEQA regulation 2-1-311 and 

therefore is not subject to CEQA review.  The engineering review for this project requires only 

the application of standard permit conditions and standard emissions factors and therefore is not 

discretionary as defined by CEQA.   
 

The project is over 1000 feet from the nearest school and therefore not subject to the public 

notification requirements of Reg. 2-1-412. 
 

Best Available Control Technology: 

 

BACT is triggered for this application because POC emissions exceed 10 lb/highest day.  S-690 

will comply with BACT by a floating roof w/ liquid mounted primary seal and zero gap 

secondary seal, all meeting design criteria of Reg. 8, Rule 5. Also, there will be no ungasketed 

roof penetrations, no slotted pipe guide pole unless equipped with float and wiper seals, and no 

adjustable roof legs unless fitted w/ vapor seal boots or equivalent.   

 

NESHAPS: 
 

Source S-690 is subject to and expected to comply with National Emission Standards for 

Hazardous Air Pollutants (NESHAP) 40 CFR Part 63, Subpart CC, Section 63.646, which refers 

to 40 CFR Part 63, Subpart G, National Emission Standards For Organic Hazardous Air 

Pollutants From The Synthetic Organic Chemical Manufacturing Industry for Process Vents, 

Storage Vessels, Transfer Operations, and Wastewater.  S-690 is expected to comply with the 

provisions of 40 CFR 63.119(c) for external floating roof tanks. 

 

 

PSD and NSPS: 

 
PSD and NSPS do not apply. 

 

Offsets: 
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Offsets are required for this project pursuant to Regulation 2, Rule 2, Section 302. Tesoro has enough 

contemporaneous emission reduction credits to fully offset the POC emission increases.  The company will use the 

Certificate of Deposit # 968 to provide the needed offsets at a ratio of 1.15:1 per Regulation 2-2-302.2. 

 

Total Increase: 3.571 tons 

Offset Ratio      X 1.15 

Offsets required: 4.107 tons 

 

Bank # 968 currently has a balance of 11.844 tons POC. 

 

 

PERMIT CONDITIONS  
 

The following permit conditions will be imposed for S-690: 

 

Conditions for Source S-690, External Floating Roof Tank A-690  

Application #11737 (March 2005) 

Modified by Application 11737 (August 2010) 

Plant # 14628 - Tesoro Refinery. 

 

1.  The owner/operator of S-690 shall not exceed 18,250,000 barrels of 11 RVP Crude Oil during 
any consecutive twelve-month period.  (Basis: Cumulative Increase)                    

 

2.  The owner/operator may store alternate liquid(s) other than the material specified in Part 1 and/or usages in 

excess of that specified in Part 1, provided that the owner/operator can demonstrate that all of the following 

are satisfied: 

a. Total POC emissions from S-690 do not exceed 9,078 pounds in any consecutive twelve month period; 

and 

b. The use of these materials does not increase toxic emissions above any risk screening trigger level of 

Table 2-5-1 in Regulation 2-5. 

(Basis: Cumulative Increase, Toxics, Offsets)         

 

3.  To determine compliance with the above parts, the owner/operator shall maintain the 
following records and provide all of the data necessary to evaluate compliance with the 
above parts, including the following information: 
a.  Quantities of Crude Oil stored at this source on a monthly basis. 

b.  If a material other than Crude Oil specified in Part 1 is stored, POC/NPOC and toxic component 

contents of each material used; and mass emission calculations to demonstrate compliance with 

Part 2, on a monthly basis; 

c.  Monthly throughput and/or emission calculations shall be totaled for each consecutive twelve-month 

period. 

All records shall be retained on-site for five years, from the date of entry, and made available for inspection by 

District staff upon request. These recordkeeping requirements shall not replace the recordkeeping 

requirements contained in any applicable District Regulations. 

(Basis: Cumulative Increase; Toxics) 

 

4.  The owner/operator of S-690 shall equip the source with a liquid mounted primary seal and a zero-gap secondary 

seal. There shall be no ungasketed roof fittings. Except for roof legs, each roof fitting shall be of the design, 

which yields the minimum roof fitting losses (per EPA Compilation of Air Pollution Emission Factors, AP-

42, Supplement E, Section 12.3.2, Table 12.3-11). The following list indicates the type of control required 

for a variety of typical roof fittings. Control techniques for roof fittings not included in this list shall be 

subject to District approval, prior to installing the roof on the tank. 

 

 Fitting Type:   Control Technique 

 Access hatch:   Bolted cover, gasketed 

 Guide pole/well: Unslotted guide pole, gasketed sliding cover; or slotted with controls 

per API 2517 Addendum (See Note 1) 
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 Gauge float well:   Bolted cover, gasketed 

 Gauge hatch/sample well:  Weighted mechanical actuation, gasketed 

 Vacuum breaker:   Weighted mechanical actuation, gasketed 

 Roof drain:   Roof drain does not drain water into product 

 Roof leg: Fixed; or adjustable with vapor seal boot, or gasket between roof leg 

and leg sleeve 

 Rim vent:   Weighted mechanical actuation, gasketed 

 

NOTE 1: Slotted Guide Pole Control Configuration, per Addendum to API Publication 2517, May 1994, shall 

include the following components: 

a. Sliding cover; 

b. Well gasket; 

c. Pole sleeve with pole wiper approximately 6 inches above sliding cover, or District approved 

equivalent 

d. Float with float wiper approximately 1 inch above the sliding cover, or alternately a float with 

multiple wipers (Basis: BACT) 

 

NOTE 2: This part 4 Authority to Construct design condition will be deleted once the tank design is confirmed to 

comply with BACT: 

 

 

RECOMMENDATION  
Issue an Authority to Construct extension for the modification of the following equipment: 
 

S-690 External Floating Roof Tank; Tank A-690, Capacity:  13,020K Gallons 
 

 

 

EXEMPTIONS  

none 

 

 

 

 

 _________________________   __________________________ 

 Arthur Valla      August 16, 2010 

 Senior Air Quality Engineer 
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Application 20968, Diesel Additive Tank S-1549 

 
 

EVALUATION REPORT  
TESORO - GOLDEN EAGLE REFINRY  

Application #20968 - Plant #14628 
 

150 Solano Way 
Martinez, CA 94553 

 
 
 

I. BACKGROUND  
 

Tesoro has applied for an Authority to Construct/Permit to Operate for the following equipment 
to be located at the Tesoro Refinery: 

  
S-1549  Horizontal Fixed Roof Tank, 6000 gallons, Diesel Additive   
 
The material stored in this tank is Innospec OLI-9085.x, a hydrocarbon gelatinous liquid with a 
vapor pressure of 5-6.6 mm Hg. 
 
This tank will replace S-1527 that was permitted via 2008 Application 18715 and was recently 
removed from service. 
 
This application was granted a temporary PO May 4, 2010 under the Accelerated Permitting 
Program.   
  

II.  EMISSION CALCULATIONS  
 
Tank Emissions: 
 
An EPA TANKs simulation estimates the emissions as follows: 
 
Basis: 
Throughput:  40,000 gal/yr 
TVP = 0.25 psia 
Vapor MW = 106 lb/lb-mole 
Storage Temperature = 61F 
Tank Capacity = 6000 gallons 
Turnovers:  7 
 
Results: 
Standing Loss = 36.5 lb/yr 
Working Loss = 118.1 lb/yr 

 Total Loss = 154.6 lb/yr 
  = 0.42 lb/day 
  = 0.0773 tons/yr 
 

Fugitive Emissions: 
 
There are no changes to the number of fugitive components therefore there are no fugitive 
emissions associated with this application. 
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III.  TESORO PLANT CUMULATIVE INCREASE SINCE 4/5/1991  
 (All previous increases have been offset) 
    Current        New   New Total 
  Ton/yr  Ton/yr  tons/yr 
 POC = 0 0.077 0.077 
 NOx = 0 0 0 
 SO2 = 0 0 0 
 CO = 0 0 0 
 NPOC = 0 0 0 
 TSP = 0 0 0 
 PM10 = 0 0 0 
  
 
 
IV.  TOXIC SCREENING ANALYSIS  
 
 
 There are no toxic emissions that exceed the trigger levels in Regulation 2, Rule 5.  Therefore, a 

Toxic risk screen is not required.  The following TAC emissions are calculated: 
 

TAC Concentration 
Wt fraction 

Acute 
Trigger 
(lb/hr) 

Emissions 
(lb/hr) 

Chronic 
Trigger 
(lb/yr) 

Emissions 
(lb/yr) 

Ethylbenzene 0.0499 N/A N/A 43 2.8 
Naphthalene 0.0099 N/A N/A 3.2 0.06 
Xylene (mixed) 0.149 49 0.002 27000 16.4 

 
 
   
V. BEST AVAILABLE CONTROL TECHNOLOGY  
 
 This application does not trigger BACT since the POC emissions are less than the 10 pounds per 

highest day threshold limit per Regulation 2-2-301.   
 
  
VI. OFFSETS 
 

Offsets are required for this project pursuant to Regulation 2, Rule 2, Section 302. Credits for the 
out of service S-1527 will be used as follows: 
 
Total Emissions from S-1549:   0.077 tons 
Less Emissions from S-1527: 0.012 tons 
Net Emissions to offset:  0.065 
Offset Ratio:   1.15 
Total Offsets required:  0.075 
 
Offsets will be provided from Bank 968. 
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VII.  STATEMENT OF COMPLIANCE  

 

 

Source S-1549 Fixed Roof Tank is subject to Regulation 8, Rule 5, but qualifies for the limited 
exemption 8-5-117 Low Vapor Pressure: 

 
8-5-117 Limited Exemption, Low Vapor Pressure: The provisions of this rule, except for 
Section 8-5-307.3, shall not apply to tanks storing organic liquids with a true vapor 
pressure of less than or equal to 25.8 mm Hg (0.5 psia) as determined by Sections 8- 
5-602 or 604. 

 

S-1549 is expected to comply with 8-5-307.3: 

 
8-5-307 Requirements for Fixed Roof Tanks, Pressure Tanks and Blanketed Tanks: 
307.3 The sealing mechanism on pressure relief devices located on pressure tanks 
and on tanks blanketed with organic gases other than natural gas shall be 
maintained in a gas tight condition except when operating pressure exceeds 
the valve set pressure, or except when the sealing mechanism is vented to a 
vapor recovery or disposal system that has an overall abatement efficiency 
of at least 95% by weight. 

 

Source S-1549 is not subject to Regulation 10 - Standard of Performance for New Stationary 
Sources, Part 17, otherwise known as 40 CFR 60, Subpart Kb - Volatile Organic Liquid Storage 
Vessels.  The tank is less than the 75 cubic meters (19800 gallons) size threshold of 60.110b(a).   

 

Source S-1527 is not subject to National Emission Standards for Hazardous Air Pollutants 
(NESHAP) 40 CFR Part 63, Subpart CC, because it is smaller than 40 cubic meters (10,600 
gallons) limit in 40 CFR63.641. 

 
This project is considered to be ministerial under the District's CEQA Regulation 2-1-311 and 
therefore is not subject to CEQA review.  The engineering review for this project requires only 
the application of standard permit conditions and standard emission factors in accordance with 
Permit Handbook, Source-Specific Guidance Chapter 4.0, Organic Liquid Storage Tank. 

 
 This project is over 1,000 ft from the nearest public school and is therefore not subject to the 

public notification requirements of Regulation 2-1-412. 

 
Toxics, BACT and PSD are not applicable. 

 
VIII.  CONDITIONS 
 

The following conditions will be imposed based on the Permit Handbook guidance: 
 
Application # 20968 
Source S-1549 Horizontal Fixed Roof Tank 
Diesel Additive  
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1. The owner/operator of S-1549 shall not exceed the following throughput limits during any 
consecutive twelve-month period:  

Innospec OLI-9085.x :  40,000 Gallons  
(Basis: Cumulative Increase)  
 
2. To determine compliance with the above part, the owner/operator shall maintain the 

following records and provide all of the data necessary to evaluate compliance with the above 
parts, including the following information:  

a. Quantities of liquid stored at this source on a monthly basis.  
b. Monthly throughput shall be totaled for each consecutive twelve-month period. All 

records shall be retained on-site for five years, from the date of entry, and made 
available for inspection by District staff upon request. These recordkeeping 
requirements shall not replace the recordkeeping requirements contained in any 
applicable District Regulations. (Basis: Cumulative Increase; Toxics) 

 
 

 

IX.  RECOMMENDATION  
 

It is recommended that an Authority to Construct be waived and a Permit to Operate be granted to 
Tesoro for the following equipment: 

 
S-1549  Horizontal Fixed Roof Tank, 6000 gallons, Diesel Additive  
 

 
 
 
 
 
 _________________________   __________________________ 
 Arthur Valla      June 2, 2010 
 Senior Air Quality Engineer 
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Application 21072, NOx Box Revision for S-912 
 

EVALUATION REPORT  

TESORO REFINING AND MARKETING COMPANY  

REVISED NOx BOX FOR S-912, F-12  

#1 FEED PREP HEATER 

APPLICATION 21072, PLANT 14628 
 

 

BACKGROUND  
 

The Tesoro Golden Eagle Refinery (Tesoro) operates several furnaces and boilers that are 

subject to Regulation 9, Rule 10, Nitrogen Oxides And Carbon Monoxide From Boilers, Steam 

Generators And Process Heaters In Petroleum Refineries.  Regulation 9-10-301 limits the 

refinery wide NOx emissions to 0.033 lb/MMBtu of fired duty.  Regulation 9-10-502 requires 

the installation of a NOx, CO and O2 CEM to demonstrate compliance with Regulation 9-10-

301.  Regulation 9-10-502 also allows a CEM equivalent verification system to determine 

compliance with Regulation 9-10-301.  The District and Tesoro have worked diligently to 

produce the CEM equivalent verification system.  This system is called the ñNOx Boxò.  The 

NOx Box is an operating window for the unit, expressed in terms of fired duty and oxygen 

content in the flue gas.  The operating window is established by source tests for various 

operating conditions.  The source tests demonstrate the NOx emissions are equal to or less than a 

specified emission factor.  As long as the fired unit duty and oxygen content are in this NOx Box 

operating window, the specified emission factor is used to determine compliance with the 0.033 

lb/MMBtu limit of Regulation 9-10-301.  The Permit Condition that contains the details of the 

NOx Box is #18372. 

 

Condition 18372, Part 30 required Tesoro to submit the initial NOx Box for the affected sources 

by January 1, 2005.  Tesoro met this requirement via Application 15682.  The NOx Boxôs in the 

application were supported by properly conducted source tests and the NOx Box operating 

windows for all the affected sources have been included in Revision 4 of the Title V permit 

(reference:  Section VI, Condition 18372, Part 31A, NOx Box Ranges). 

 

This application requests a change in the NOx Box operating window for: 

 

 S-912 F12 Furnace-#1 Feed Prep Heater 

 

The change is as follows: 
 

 

 

Source 

No. 

 

 

Emission 

Factor 

(lb/MMBtu)  

 

Min O 2 at 

Low Firing  

(O2% , 

MMBtu/hr)  

 

Max O2 at 

Low Firing  

(O2% , 

MMBtu/hr)  

 

Min O 2 at 

High Firing  

(O2% , 

MMBtu/hr)  

Mid O 2 at 

Mid/High Firing 

(polygon) 

(O2% , 

MMBtu/hr)  

 

Max O2 at High 

Firing  

(O2% , 

MMBtu/hr)  

912 0.027 2.1, 

60.50 

3.4, 

70.104.1, 

49.80 

1.9, 101.51 4.0, 104.13 5.4, 100.24 
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0.034 4.1, 

49.802.1, 

60.50 

7.0, 57.57 5.4, 100.24 3.4, 70.10 6.5, 99.68 

Tesoro is using two operating ranges as allowed by Condition 18372, Part 30. 

 

The changes are supported by source tests reviewed by the Source Test Section. 

 

This application is being processed as an administrative change in conditions since there is no 

change to the specified NOx emission factor for this unit. 

 

The following diagram summarizes the changes to the S-912 NOx Box: 

 

 

 

 

EMISSIONS SUMMARY  
 

There are no changes in emissions due to this application.  The emission factors are unchanged 

by this application and there will be no impact on the overall facility limit of 0.033 lb/MMBtu 

required by Regulation 9-10-301. 

 

 

PLANT CUMULATIVE INCREASE  

Tesoro NOx Box Application 21072 
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There are no net changes to the plant cumulative emissions. 

 

 

TOXIC RISK SCREEN  

 

This proposed NOx Box change would not emit toxic compounds in amounts different that 

previously emitted.  Therefore, a toxic risk screen is not required. 

 

BEST AVAILABLE CONTROL TECHNOLOGY  

 

BACT is triggered for new or modified sources that emit criteria pollutants in excess of 10 

lbs/day.  However, Regulation 2-1-234 defines a modified source as one that results in an 

increase in daily or annual emissions of a regulated air pollutant.  For this application, there is no 

change in emissions.  Therefore, BACT does not apply. 

 

PLANT LOCATION  

 

According to the SCHOOL program, the closest school is Las Juntas Elementary, which is 

almost two miles from the facility. 

 

COMPLIANCE  
 

The change to the NOx Box will not change the compliance for Furnace S-912.  Emissions from 

S-912 will continue to comply with all applicable regulations, including Regulation 6, Rule 1 and 

Regulation 9, Rule 10. 

 

The closest school is over a mile from the facility, so the Public Notice requirements of 

Regulation 2-1-214 do not apply. 

 

Toxics, CEQA, NESHAPS, BACT, Offsets and NSPS do not apply. 

 

CONDITIONS  
 

The NOx Box Condition 18372, will be modified as shown below.  Only the substantive changes 

for the S-912 NOx Box points detailed in Part 31A are shown.  For clarity, the change is tracked 

from the version in Revision 4 of the Title V permit.  All of the other parts of Condition 18372 

remain unchanged by this application. 

 
Condition 18372 

 

31. Except as provided in part 31B & C, the owner/operator shall operate each source 

within the NOx Box ranges listed below at all times of operation. This part shall 

not apply to any source that has a properly operated and properly installed NOx 

CEM. (Regulation 9-10-502) 

 

A.   NOx Box ranges 
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Source 

No. 

 

 

|Emission 

Factor 

(lb/MMBtu)  

 

Min O2 at 

Low Firing  

(O2% , 

MMBtu/hr)  

 

Max O2 at Low 

Firing  

(O2% , 

MMBtu/hr)  

 

Min O2 at 

High Firing  

(O2% , 

MMBtu/hr)  

Mid O2 at 

Mid/High Fir ing 

(polygon) 

(O2% , 

MMBtu/hr)  

 

Max O2 at 

High Firing  

(O2% , 

MMBtu/hr)  

909 0.146 5.6, 53.71 9.6, 41.41 2.1, 83.60 3.1, 67.35 5.7, 76.49 

 0.148 9.6, 41.41 11.2, 61.81 2.1, 83.60 5.7, 76.49 7.3, 79.58 

912 0.027 2.1, 60.50 4.1, 

49.803.4, 

70.10 

1.9, 

101.51 

4.0, 104.13 5.4, 

100.24 

 0.034 4.1, 

49.802.1, 

60.50 

7.0, 57.57 5.4, 

100.24 

3.4, 70.10N/A 6.5, 99.68 

913 0.027 1.2, 19.89 3.0, 14.80 1.3, 30.33 2.1, 15.53 4.1, 25.71 

915 0.143 0, 3.85 8.0, 3.85 0, 20.00 N/A 8.0, 20.00 

 0.098 8.0, 3.85 >8.0, 3.85 8.0, 20.00 N/A >8.0, 

20.00 

916 0.088 5.7, 9.53 9.3, 9.17 5.4, 30.00 N/A 9.1, 34.05 

 0.099 9.3, 9.17 10.6, 24.64 9.1, 34.05 N/A 10.4, 

33.11 

917 0.061 0, 3.60 -, 3.6 0, 18.00 N/A -, 18.00 

919 0.047 3.9, 23.30 8.3, 22.06 5.8, 48.20 9.2, 39.12 10.1, 

47.20 

 0.056 8.3, 22.06 9.5, 21.10 9.2, 39.12 N/A 10.1, 

47.20 

920 0.046 5.0, 24.84 7.7, 17.86 5.8, 40.77 7.1, 15.34 7.3, 42.64 

 0.055 7.7, 17.86 10.8, 27.53 7.3, 42.64 N/A 10.0, 

45.15 

924 0.106 0.0, 3.20 -, 3.20 0.0, 16.00 N/A -, 16.00 

926 0.032 1.8, 32.81 6.0, 40.89 2.9, 

126.72 

4.4, 32.81 3.9, 

131.59 

 0.037 6.0, 40.89 7.0, 77.89 3.9, 

131.59 

N/A 4.2, 

122.33 

928 0.044 0.0, 4.00 < 6.0, 4.00 0.0, 20.00 N/A < 6.0, 

20.00 

 0.073 6.0, 4.00 > 6.0, 4.00 6.0, 20.00 N/A > 6.0, 

20.00 

929 0.024 0.0, 4.00 < 6.0, 4.00 0.0, 20.00 N/A < 6.0, 

20.00 

 0.087 6.0, 4.00 > 6.0, 4.00 6.0, 20.00 N/A > 6.0, 

20.00 

930 0.033 0.0, 4.00 < 6.0, 4.00 0.0, 20.00 N/A < 6.0, 

20.00 

 0.077 6.0, 4.00 > 6.0, 4.00 6.0, 20.00 N/A > 6.0, 

20.00 

931 0.034 0.0, 4.00 < 9.0, 4.00 0.0, 20.00 N/A < 9.0, 

20.00 
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Source 

No. 

 

 

|Emission 

Factor 

(lb/MMBtu)  

 

Min O2 at 

Low Firing  

(O2% , 

MMBtu/hr)  

 

Max O2 at Low 

Firing  

(O2% , 

MMBtu/hr)  

 

Min O2 at 

High Firing  

(O2% , 

MMBtu/hr)  

Mid O2 at 

Mid/High Fir ing 

(polygon) 

(O2% , 

MMBtu/hr)  

 

Max O2 at 

High Firing  

(O2% , 

MMBtu/hr)  

 0.073 9.0, 4.00 > 9.0, 4.00 9.0, 20.00 N/A > 9.0, 

20.00 

932 0.037 0.0, 4.00 < 4.0, 4.00 0.0, 20.00 N/A < 4.0, 

20.00 

 0.053 4.0, 4.00 > 4.0, 4.00 4.0, 20.00 N/A > 4.0, 

20.00 

933 0.035 0.0, 4.00 < 5.0, 4.00 0.0, 20.00 N/A < 5.0, 

20.00 

 0.050 5.0, 4.00 >5.0, 4.00 5.0, 20.00 N/A > 5.0, 

20.00 

951 0.111 5.2, 2.68 12.1, 0.78 5.0, 10.42 4.2, 7.78 10.4, 

10.19 

 0.175 12.1, 0.78 13.6, 1.73 10.4, 

10.19 

N/A 13.5, 2.61 

The limits listed above are based on a calendar day averaging period for both firing rate and O2%. 

 

RECOMMENDATION  

 
It is recommended that a Change of Conditions to the Permit to Operate be granted to Tesoro for: 

 

 S-912 F12 Furnace-#1 Feed Prep Heater 

 

 

_________________________________          _______________ 

            Arthur P. Valla    Date 

         Senior Air Quality Engineer   October 2, 2009 
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Application 21713, Amorco Terminal Backup Generator S-58 

 

ENGINEERING EVALUATION  

Tesoro Refining and Marketing Company ï Amorco Terminal 

PLANT NO. 14629 

APPLICATI ON NO.  21713 

 

 

BACKGROUND 

Tesoro has applied to obtain an Authority to Construct (AC) and/or a Permit to Operate (PO) for 

the following equipment:  

 

S-58      Standby Diesel Generator, Caterpillar Model C9 ATAAC, 312 BHP 

 

on the dock on the Amorco Terminal. It will provide emergency power (in the event of a 

blackout) for all essential electrically powered equipment on the dock.  These emergency engines 

must be periodically tested to ensure that they will generate power when needed.   

 

The Emergency Diesel Engine Generator Set (S-58) is CARB certified and is equipped with the 

best available control technology (BACT) for minimizing the release of air borne criteria 

pollutants and harmful air toxins due to fuel combustion.   

 

S-58 meets the Environmental Protection Agency and California Air Resources Board 

(EPA/CARB) Tier 3 Off-road standard. The engine will burn commercially available California 

ultra low sulfur diesel fuel.  The sulfur content of the diesel fuel will not exceed 0.0015% by 

weight.  The operation of the engine should not pose any health threat to the surrounding 

community or the public at large. 

 

 

EMISSIONS 

Annual Average Emissions: 

The diesel engine (S-58) is CARB Certified and the emission factors are listed below.  These 

factors are based on the CARB emissions factors as well as 5-mode testing, submitted to CARB. 

For this report, it is assumed that the emission value of NMHC+NOx is made up of 5% POC and 

95% NOx, per Engineering Division policy.  Tesoro has asked to run S-58 for 50 hours per year 

for testing and maintenance which is the maximum allowed by the ATCM.  

 

Pollutant Engine Emissions 
g/kw-hr 

Engine Emissions 
g/bhp-hr 

NMHC (POC) 0.185 0.138 

NOx 3.515 2.621 

NMHC+NOx 3.7 2.759 

CO 3.3 2.461 

PM 0.18 0.134 
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Pollutant hours/yr   BHP   

emission 
factor g/bhp-

hr   
lb=454 
grams   lb/year   TPY 

NOx 50 x 312 x 2.621 /  454 = 90.06 = 0.045 

CO 50 x 312 x 2.461 /  454 = 84.56 = 0.042 

POC 50 x 312 x 0.138 /  454 = 4.74 = 0.0024 

PM10 50 x 312 x 0.134 /  454 = 4.60 = 0.0023 

 

  
Sulfur 

content   
fuel density 

(lb/gal)   
Max fuel 

use   
(lb SO2/ 

lb S)   hr/yr   lb/yr    TPY 

SO2 0.000015 x 7.206 x 15.4 x 2 x 50 = 0.166 = 8.3E-05 

 
 

Maximum Daily Emissions: 

Maximum Daily emissions are calculated to establish whether a source triggers the requirement 

for BACT (10 lb/highest day total source emissions for any class of pollutants). 24-hr/day of 

operation will be assumed since no daily limits are imposed on emergency operations. 

 
 

Pollutant hours/day   BHP   

emission 
factor g/bhp-

hr   
lb=454 
grams   lb/day 

NOx 24 x 312 x 2.621 /  454 = 43.2 

CO 24 x 312 x 2.461 /  454 = 40.6 

POC 24 x 312 x 0.138 /  454 = 2.3 

PM10 24 x 312 x 0.134 /  454 = 2.2 

 

  
Sulfur 

content   
fuel density 

(lb/gal)   
Max fuel 

use   
(lb SO2/ 

lb S)   hr/day   lb/day 

SO2 0.000015 x 7.206 x 15.4 x 2 x 24 = 0.0799 

 

 

PLANT CUMULATIVE INCREASE  

Table 1 summarizes the cumulative increase in criteria pollutant emissions.  Current emissions 

are zero because all previous emissions have been offset.  

 
Table 1 

Pollutant Current plant 
emissions (TPY) 

Increase in plant emissions associated 
with this application  (TPY) 

Cumulative emissions 
(Current + Increase) 

NOx 0 0.045 0.045 

CO 0 0.042 0.042 

POC 0 0.0024 0.0024 

PM10 0 0.0023 0.0023 

SO2 0 0.00008 0.00008 
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TOXIC RISK SCREENING ANALYSIS  

The cancer risk is calculated based on the emission rate of diesel exhaust particulate matter. 

Diesel exhaust particulate matter is used as a surrogate for all toxic contaminants found in diesel 

exhaust. Because the proposed emissions exceed the risk screening trigger level for diesel 

exhaust particulate matter in Table 2-5-1, a risk screening was performed.  

 

Results from the health risk screening analysis indicate that the maximum cancer risk is 

estimated at 0.6 in a million if the engine were to run for 50 hours/year. 

 

Based on 50 hours per year of operation, the emergency generator passed the Health Risk 

Screening Analysis (HRA) conducted on April 19, 2010 by the District's Toxic Evaluation 

Section.  This source poses no significant toxic risk, since the increased cancer risk to the 

maximally exposed receptor (Resident) is 0.01 in a million.  The hazard index for a resident is 

0.000004.  The increased cancer risk to workers is 0.6 in a million and the hazard index is 

0.0004.  In accordance with Regulation 2-5, the above risk level is considered acceptable for this 

engine. 

 

BACT 

BACT is triggered for NOx and CO since the maximum daily emissions exceeds 10 lb/day. 

BACT for this source is presented in the current BAAQMD BACT/TBACT Workbook for this 

source category as shown below: 

 

Source:  IC Engine ï Compression Ignition: 

Stationary Emergency, non-

Agricultural, non -direct drive fire 

pump  

Revision:  6  

Document 

#:  

96.1.3  

Class:  > 50 BHP Output  Date:  04/13/2009  

Pollutant  BACT 1. Technologically Feasible/ 

Cost Effective 2. Achieved in 

Practice  

TYPICAL 

TECHNOLOGY  

NOx  
1. n/s

d 

 

2. Current tier
a,b 

standard for NOx at 

applicable horsepower rating.  

 

1. n/s
d 

 

 

2. Any engine certified 

or verified to achieve 

the applicable 

standard.
a,b 

 

CO  
1. n/s

d 

 

2. The more stringent of either 2.75 

g/bhp-hr [319 ppmvd @ 15% O]
2

c 

or 

the current Tier
a,b 

standard.  

1. n/s
d 

 

2. Any engine certified 

or verified to achieve the 

applicable standard.  
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The more restrictive BACT 1 standards levels do not apply for engines used exclusively for 

emergency use during involuntary loss of power. Hence, the owner/operator has to meet the 

BACT 2 limits. The Tier 3 standards are 4.0 g/kw-hr NOx+NMHC and 3.5 g/kw-hr CO.  

Therefore, this engine meets the requirements of BACT2. 

 

 

OFFSETS 

Offsets are required since the facility's POC and NOx emissions are each more than 35 ton/yr per 

Regulation 2-2-302. 

 

Pollutant Increase in plant emissions 
associated with this application  

(TPY) 

Offset Ratio Offsets Required 
(TPY) 

NOx 0.045 1.15 0.052 

POC 0.0024 1.15 0.0028 

 

 

CARB STATIONARY DIESEL ENGINE ATCM  

The State Office of Administrative Law approved the amended Airborne Toxic Control Measure 

(ATCM) on October 18, 2007.  State law requires the local Air Districts to implement and 

enforce the requirements of the ATCM.   Since this engine was installed after January 1, 2005, it 

is a new standby engine.  Therefore, the engine is required to comply with subsection 

93115.6(a)(3) of the ATCM. 

 

ñStationary Diesel Engine ATCMò section 93115, title 17, CA Code of Regulations. 

 

Diesel PM ï General Requirements 

93115.6(a)(3)(A)1.a  Meet 0.15 g/bhp-hr PM standard  

93115.6(a)(3)(A)1.c  Operate 50 hours per year, or less, for maintenance and testing 

(except emergency use and emissions testing) 

 

HC,NOx, NMHC+NOx, CO 

93115.6(a)(3)(B)  Meet standards for off-road engines of the same model year and 

horsepower rating as specified in the OFF-Road Compression Ignition Engine Standards; Or if 

no standards have been established, meet the Tier 1 standards in Title 13, CCR, Section 2423 for 

off-road engines of the same horsepower rating, irrespective of the new engineôs model year 

 

This emergency standby diesel engine (S-58) is in compliance with the above ATCM 

requirements.  The diesel engine will operate for no more than 50 hours per year for maintenance 

and reliability testing.  This engine is subject to the EPA Tier 3 requirements for HC, NOx, 

NMHC+NOx and CO.  As shown in the Table 2, the engines meet these requirements. 

 

 

 

 

 
Table 2. ATCM Tier 3 Compliance 

 Engine Emissions ATCM Tier 3 ATCM Tier 3 
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g/bhp-hr Requirements 
g/kw-hr 

Requirements 
g/bhp-hr 

NMHC (POC) 0.138 N/A  N/A  
NOx 2.621 N/A  N/A  

NMHC+NOx 2.759 4.0 2.983 
CO 2.461 3.5 2.610 
PM 0.134 0.20 0.149 

 
 

 

 

STATEMENT OF COMPLIANCE  

Source S-58 is subject to and expected to be in compliance with the requirements of District 

Regulation 1-301 (Public Nuisance), Regulation 6-1 (Particulate Matter General Requirements), 

Regulation 9-1 (Sulfur Dioxide) and Regulation 9-8 (NOx and CO from Stationary Internal 

Combustion Engines).   

 

From Regulation 1-301, no person shall discharge from any source whatsoever such quantities of 

air contaminants or other material which cause injury, detriment, nuisance or annoyance to any 

considerable number of persons or the public; or which endangers the comfort, repose, health or 

safety of any such persons or the public, or which causes, or has a natural tendency to cause, 

injury or damage to business or property. For purposes of this section, three or more violation 

notices validly issued in a 30 day period to a facility for public nuisance shall give rise to a 

rebuttable presumption that the violations resulted from negligent conduct. 

 

S-58 is subject to the limitations of Regulation 6-1-303 (Ringelmann No. 2 Limitation), 

Regulation 6-1-305 (Visible Particles) and Regulation 6-1-310 (Particulate Weight Limitation).  

Regulation 6-1-303 states that a person shall not emit for a period or periods aggregating more 

than three minutes in any hour, a visible emission that is as dark or darker than No. 2 on the 

Ringelmann Chart, or of such opacity as to obscure an observerôs view to an equivalent or 

greater degree, nor shall said emission, as perceived by an opacity sensing device in good 

working order, where such device is required by District Regulations, be equal to or greater than 

40% opacity.  Regulation 6-1-305 prohibits visible particles from causing an annoyance if such 

particles fall on real property other than that of the person responsible for the emission.  

Regulation 6-1-310 limits particulate matter to less than 0.15 gr. per dscf. This low PM10 

emitting engine is not expected to produce visible emissions or fallout in violation of this 

regulation, and it will be assumed to be in compliance with Regulation 6 pending a regular 

inspection. 

 

S-58 is also subject to the SO2 limitations of Regulation 9-1-301 (Limitations on Ground Level 

Concentrations), Regulation 9-1-302 (General Emission Limitation) and 9-1-304 (Fuel Burning 

(Liquid and Solid Fuels).  From Regulation 9-1-301, the ground level concentrations of SO2 will 

not exceed 0.5 ppm continuously for 3 consecutive minutes or 0.25 ppm averaged over 60 

consecutive minutes, or 0.05 ppm averaged over 24 hours. Per Regulation 9, Rule 1, Section 302, 

a person shall not emit from any source a gas stream containing sulfur dioxide in excess of 300 

ppm (dry).  And Regulation 9, Rule 1, Section 304, states that a person shall not burn any liquid 

fuel having sulfur content in excess of 0.5% by weight.  Compliance with both Regulations 9-1-
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302 and 9-1-304 is likely since California law mandates using diesel fuel with a 0.0015% by 

weight sulfur. 

 

S-58 is also subject to Regulation 9-8 ñNOx and CO from Stationary Internal Combustion 

Engines." From Regulation 9-8-110.5, the source is not subject to the requirements of 

Regulations 9-8-304 (Emission Limits ï Compression-Ignited Engines), 9-8-305 (Emission 

Limits ï Delayed Compliance, Existing Compression-Ignited Engines, Model Year 1996 or 

Later), 9-8-501 (Initial Demonstration of Compliance) and 9-8-503 (Quarterly Demonstration of 

Compliance).  S-58 is subject to the monitoring and record keeping procedures described in 

Regulation 9-8-530(Emergency Standby and Low Usage Engines, Monitoring and 

Recordkeeping).   

 

This project is considered to be ministerial under the District's CEQA Regulation 2-1-311 and 

therefore is not subject to CEQA review.  The engineering review for this project requires only 

the application of standard permit conditions and standard emission factors in accordance with 

Permit Handbook Chapter 2.3. 

 

The project is not within 1000 feet of the nearest school and therefore the application is not 

subject to the public notification requirements of Reg. 2-1-412.  

 

NSPS   

The engine is subject to 40 CFR 60, Subpart IIII, Standards of Performance for Stationary 

Compression Ignition Internal Combustion Engines because it was manufactured after April 1, 

2006, as required by Section 60.4200(a)(2)(i). 

 

The engine has a total displacement of 8.8 liters and has 6 cylinders, so each cylinder has a 

volume of about 1.5 liters. The engine is a 2010 model year engine and is not a fire pump. 

Section 60.4205(b) requires these engines to comply with the emission standards in Section 

60.4202, and 60.4202(a)(2) for engines greater than 50 HP and displacement less than 10 

liters/cylinder refers to 40CFR89.112 and 40CFR89.113 for all pollutants.  For a 312 HP engine, 

these standards are:  

 

NMHC+NOx:  4.0 g/kw-hr  

CO: 3.5 g/kw-hr  

PM: 0.20 g/kw-hr  

20% opacity during acceleration mode 

15% opacity during lugging mode 

50% opacity during peaks in acceleration or lugging mode 

 

According to CARB Executive Order U-R-001-0399, the engine will comply with the standards. 

 

Sections 60.4206 and 60.4211(a) require that the owner/operator operate and maintain the engine 

according to the manufacturer's written instructions or procedures developed by the owner or 

operator that are approved by the engine manufacturer, over the entire life of the engine.  

Section 60.4207(a) requires that by October 1, 2007, the owner/operator must use fuel that 

complies with 40 CFR 80.510(a).  This means that the fuel must have a maximum sulfur content 

of 500 parts per million (ppm), a cetane index of 40 or a maximum aromatic content of 35 

percent by volume. Section 60.4207(b) requires that by October 1, 2010, the owner/operator 
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must use fuel that complies with 40 CFR 80.510(b).  This means that the fuel must have a 

maximum sulfur content of 15 parts per million (ppm), and the same cetane index or aromatic 

content as previously stated. California Air Resources Board (CARB) diesel fuel, which has a 

maximum sulfur content of 15 ppm and a maximum aromatic content of 10 to 20 percent by 

volume, is the only available Diesel Fuel in California.  Staff in the Stationary Source Division 

of CARB indicate that some verified diesel fuel in California may have a maximum aromatic 

content greater than 10 percent if the fuel has been demonstrated to have an equal or greater 

emissions benefit as diesel fuel with maximum aromatic content of 10 percent, but no verified 

fuel has had an aromatic content greater than 25 percent. 

 

Section 60.4209(a) requires a non-resettable hour meter.   

 

The engine will comply with the requirements of Section 60.4211(c) because it has been certified 

in accordance with 40 CFR Part 89.  

 

The engine will comply with the requirement in Section 60.4211(e) to run for less than 100 hours 

per year for maintenance checks and readiness testing.  

 

The owner/operator is not required to perform tests in accordance with Section 60.4212 or 

60.4213.  

 

The owner/operator is not required to submit an initial notification to EPA for emergency 

engines in accordance with Section 60.4214(b).  

 

Because the engine does not have a diesel particulate filter, it is not subject to Section 60.4209(b) 

(installation of a backpressure monitor) or 60.4214(c) (records of corrective action taken after 

high backpressure).  

 

The owner/operator is required to comply with certain sections of 40 CFR 60, Subpart A, 

General Provisions, as listed in Subpart IIII, Table 8.  There general provisions are 60.1, 60.2, 

60.3, 60.4, 60.5, 60.6, 60.7 (as specified in 60.4214(a)), 60.9, 60.10, 60.12, 60.14, 60.15, 60.16, 

60.17 and 60.19. 

 

Offsets, PSD, and NESHAPS are not triggered. 

 

 

PERMIT CONDITIONS  

 

The following permit condition will be revised as shown.   

 

 

            COND#  23811   -------------------------------------- 

 

     Application 14917, September 2006 

     Modified by Application 16495, November 2007 

     Modified by Application 19330, February 2009 

     Plant 14628 (B2758) Emergency Diesel Engines S-1518 and S-1519  

     Plant 14629 (B2759) Emergency Diesel Engines S-56 and S-57   
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     Plant 14629 (B2759) Emergency Diesel Engine S-58         

 

     1.  Operating for reliability-related activities is limited 

         to 50 hours per year per engine.                        

 

     [Basis: "Stationary Diesel Engine ATCM", CA Code of Regulations, Title 17, Sections 

93115.6(b)(3)(A)2b and 93115.6(a)(3)(A)1c. 

 

     2.  The owner or operator shall operate each emergency 

         standby engine only for the following purposes: to 

         mitigate emergency conditions, for emission testing to 

         demonstrate compliance with a District, state or Federal 

         emission limit, or for reliability-related activities 

         (maintenance and other testing, but excluding emission 

         testing).  Operating hours while mitigating emergency 

         conditions or while emission testing to show compliance 

         with District, state or Federal emission limits is not 

         limited.                                                

 

     [Basis: Regulation 9-8-330, "Stationary Diesel Engine ATCM", CA Code of Regulations, 

Title 17, Section 93115.4(29)          

 

     3.  The owner/operator shall operate each emergency standby 

         engine only when a non-resettable totalizing meter (with 

         a minimum display capability of 9,999 hours) that 

         measures the hours of operation for the engine is 

         installed, operated and properly maintained.            

 

     [Basis: Regulation 9-8-530, "Stationary Diesel Engine ATCM", CA Code of Regulations, 

Title 17, Section 93115.10(e)(1) 

 

     4.  Records: The owner/operator shall maintain the following 

         monthly records in a District-approved log for at least 

         60 months from the date of entry. Log entries shall be 

         retained on-site, either at a central location or at the 

         engine's location, and made immediately available to the 

         District staff upon request. 

         a.  Hours of operation for reliability-related 

             activities (maintenance and testing). 

         b.  Hours of operation for emission testing to show 

             compliance with emission limits. 

         c.  Hours of operation (emergency). 

         d.  For each emergency, the nature of the emergency 

             condition. 

         e.  Fuel usage for each engine(s).                      

 

     [Basis: Regulation 9-8-530, Regulation 2-6-501, and "Stationary Diesel Engine ATCM", CA 

Code of Regulations, Title 17, Section 93115.10(g) ] 
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RECOMMENDATION 

Grant an Authority to Construct to Tesoro Amorco Terminal for the following equipment: 

 

S-58      Standby Diesel Generator, Caterpillar Model C9 ATAAC, 312 BHP 

 

 

 

By:        

 Arthur Valla      May 19, 2010 

 Senior Air Quality Engineer  
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Application 21744, S-1510 Delayed Coker Emissions Revision 

 

 
EVALUATION REPORT  

TESORO - GOLDEN EAGLE REFINRY  
Application #21744 - Plant #14628 

 
150 Solano Way 

Martinez, CA 94553 
 

I. BACKGROUND  
 
 In 2006, via Application 14141, Tesoro applied for and was granted a conditional 

Authority to Construct for the following equipment: 
  

S-1510 Delayed Coker 

S-1511 Delayed Coker Heater #1, 230 MMBtu/hr abated by A-1511 Selective 
Catalytic Reduction System (SCR) 

S-1512 Delayed Coker Heater #2, 230 MMBtu/hr abated by A-1512 Selective 
Catalytic Reduction System (SCR) 

 

The unit was built and started up in 2008.  A Permit to Operate was granted 6/2/2009.   

 

The Delayed Coking process produces coke that is deposited in coke drums.  The heat 

needed to produce coke is provided by the heaters.  There are two heaters in the delayed 

coker process and there are two coke drums per heater. When the coke drum is full, the 

production is switched to the other coke drum and the full drum is switched to coke 

removal mode.  During this removal mode the coke drum is purged, cooled, and 

depressured. After these steps the drum contains residual pressure that is vented to 

atmosphere through the Delayed Coker Steam Vents.  At the time of the initial permit 

application, information on possible emissions from the Delayed Coker Steam Vents was 

not available.  An engineering assessment of the coker drum vent stream was performed 

and it was determined that these emissions were insignificant, and no emissions were 

attributed to this vent.   

 

Since then a detailed source testing evaluation was conducted on the coker vents at the 

Hovensa refinery in St. Croix.  Tesoro has performed a review of this source test data and 

has developed an engineering estimate of POC, PM10 and Toxic emissions from the 

Delayed Coker Steam Vents.  Tesoro has submitted this application to correct the 

Delayed Coker emissions. 

 

Tesoro also reviewed the original emission calculations and found some errors associated 

with the delayed coker heater emission estimates.  This application also to corrects these 

emission estimates. 

 

Lastly, Tesoro requested a change in conditions to require a TRS monitor on the fuel gas 

to the S-1511 and S-1512 furnaces only when refinery fuel gas is used for combustion.  
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Currently Tesoro only uses natural gas fuel, and there are no plans to change this fuel.  

Tesoro wants to use the TRS meter in another location. 

 

 

II.  EMISSION CALCULATIONS  

  
The following changes are proposed by this application: 

A. S-1511 and S-1512 Coker Furnaces:   

1. Organic emissions were originally understated by 48.5% due to a computational error that 

used a 1516 btu/scf heating value for fuel gas.  The revised emissions use a natural gas 

heat content of 1020 btu/scf.  Total POC emissions were estimated in Application 14141 at 

7.31 t/y for both furnaces.  Corrected POC emission are 10.86 t/y for both furnaces.   

2. NOx emissions were originally overstated slightly by using an F-factor of 8831 scf/MMBtu.  

The revised emissions use a F-factor of 8710 scf/MMBtu.  Total NOx emissions were 

estimated in Application 14141 at 19.13 t/y for both furnaces.  Corrected NOx emission are 

18.87 t/y for both furnaces.   

3. CO emissions were originally understated by 119% due to both a.) the F-factor 

computational error that used a 8831 scf/MMBtu F-factor and b.) a computational error 

that left out the CO emissions that occur during normal operation (only the higher CO 

concentrations of abnormal operation were included).  Total CO emissions were estimated 

in Application 14141 at 30.63 t/y for both furnaces.  Corrected POC emission are 67.22 t/y 

for both furnaces.   

4. SO2 emissions were originally understated by 45% due to a computational error that used a 

1516 btu/scf heating value for fuel gas.  The revised emissions use a refinery fuel gas heat 

content of 1042 btu/scf.  Total SO2 emissions were estimated in Application 14141 at 7.74 

t/y for both furnaces.  Corrected SO2 emissions are 11.26 t/y for both furnaces.   

5. PM10 emissions were originally overstated  by 169% due to both a.) the use of a 1516 btu/scf 

heating value for fuel gas and b.) a computational error that included condensable 

particulate matter.  Only filterable particulate matter was included in the ERCs granted to 

Tesoro via Application 16389.  Total PM10 emissions were estimated in Application 14141 at 

10.10 t/y for both furnaces.  Corrected PM10 emissions are 3.75 t/y for both furnaces.   

 

B. S-1510 Delayed Coker:  In addition to the S-1510 fugitive emissions included in the original 

application, Tesoro has estimated the coker vent emissions based on the 2008 Coker Steam Vent 

Source Test Report conducted at the Hovensa refinery in St. Croix.  Based on the data in this report, 

for a drum depressurizing from 5 psi, 1065 coker cycles per year and 16.6 hrs per cycle, the 

following emissions are calculated: 

 

Drum 

Depressuring 

(psig) 

POC 

(lb/cycle) 

POC 

(lb/hr)
 
 

POC   

(tpy) 

PM10 filt. 

(lb/cycle) 

PM10 filt. 

(lb/hr)
 
 

PM10 

filt. (tpy)  

5 to 0 38.0 2.29 20.235 1.3 0.078 0.692 

 

 

The overall project emissions are summarized below with the changes tracked from the 

original Application 14141 and modified by Application 16389. 

 

Project Emission Summary  

 

Source NOx 

(tons/yr) 

SO2 

(tons/yr) 

PM10 

(tons/yr) 

POC 

(tons/yr) 

CO 

(tons/yr) 
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S-1510 0 0 0.692 21.534 

1.299 

0 

S-1511 9.4359.565 5.633.870 5.0501.875 3.6555.430 33.610 

15.316 

S-1512 9.4359.565 5.633.870 5.0501.875 3.6555.430 33.610 

15.316 

S-1513 0 0 1.752 0 0 

S-1514 0 0 0.451 0 0 

S-1515 0 0 0.451 0 0 

S-1516 0 0 0.938 0 0 

S-1517 

Pilot/Purge 

0.465 0.003 0.037 0.027 0.198 

Total   19.335 

19.595 

  11.263 

7.743 

   8.071 

13.729 

  32.421 

8.636 

  67.418 

30.830 

  
 
The net project emissions, reflecting the Onsite Project Contemporaneous Emission Reductions, 
is summarized in the original CMP evaluation in Table IV, modified by Application 16389, 
which is shown below with the new emissions tracked: 
 

Table IV 

Coker Modification Project Emission Summary, tons per year (TPY) 

 POC NOx SO2 CO PM/PM10 

Current 2.22 301.96 3,146.93 79.78 68.65 

Future 8.636 

32.241 

19.335595 11.263 

7.743 

67.418 

30.830 

13.729 

8.071 

Net 

emissions 

30.021 

6.416 

(282.625365) (3,139.19) 

(3135.667) 

(48.95) 

(12.462) 

(54.921) 

(60.579) 

Difference 

from 

initial 

estimates 

23.605 0.260 (3.523) (36.588) 5.658 

      
 

III.  TOXIC EMISSIONS  
 

According to the engineering evaluation for Application 14141, the following sources were subject to a risk 

screen: 

 

Table VI 

Sources Required Toxic Risk Analysis 

 

 

 

Source 

 

Toxic 

Pollutant 

Emitted 

 

Hour 

Rate 

Emission 

(lb/hr)  

Acute 

Trigger 

Level 

(lb/hr)  

 

Annual 

Emission 

(lb/yr)  

Chronic 

Trigger 

Level 

(lb/yr)  

S-1510 Benzene 0.0069 2.9 60.61 6.4 

S-1511 PAH Appendix 

C 

 Appendix 

C 

1.1 E-2 
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Table VI 

Sources Required Toxic Risk Analysis 

 

 

 

Source 

 

Toxic 

Pollutant 

Emitted 

 

Hour 

Rate 

Emission 

(lb/hr)  

Acute 

Trigger 

Level 

(lb/hr)  

 

Annual 

Emission 

(lb/yr)  

Chronic 

Trigger 

Level 

(lb/yr)  

 Arsenic 1.95 E-4 4.2 E-4 1.71 1.2 E-2 

 Cadium   1.99 4.5 E-2 

 Chromium   2.16 1.3 E-3 

 Formaldehyde 2.6 E-1 2.1 E-1 224 30 

 Lead   9.85 5.4 

 Nickel 0.002 1.3 E-2 19.0 7.3 E-1 

S-1512 PAH Appendix 

C 

 Appendix 

C 

1.1 E-2 

 Arsenic 1.95 E-4 4.2 E-4 1.71 1.2 E-2 

 Cadium   1.99 4.5 E-2 

 Chromium   2.16 1.3 E-3 

 Formaldehyde 2.6 E-1 2.1 E-1 224 30 

 Lead   9.85 5.4 

 Nickel 0.002 1.3 E-2 19.0 7.3 E-1 

S-1517 Chromium   1.8 E-3 1.3 E-3 
 Appendix C refers to an attachment to the Engineering Evaluation for Application 14141. 

 

In this application, Tesoro has revised the emissions for this project as follows: 

 
A. S-1511 and S-1512 Coker Furnaces:  Organic emissions were understated by 48.5%.  Total POC 

emissions were estimated in Application 14141 at 7.31 t/y for both furnaces.  Corrected POC emission 

are 10.86 t/y for both furnaces.  All organic emissions from S-1511 and S-1512 in Application 14141 

need to be increased by (10.86-7.31)/7.31 = 48.56%.  The table below shows the revised speciated 

emissions.
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Tesoro Refining & Marketing           

Golden Eagle Refinery Delayed Coker Project 

Original from Application 14141 

  

Corrected by Application 21744 

    

Delayed Coker Combustion Emissions      

Speciated HAPs and TACs             
S-1511 and S-1512 Heaters Toxics from Refinery Gas Fuel             

    S-1511 S-1512       S-1511 S-1512       

  
TAC 

Threshold     

Coker 

Furnace 

1 

Coker 

Furnace 

2       

Coker 

Furnace 

1 

Coker 

Furnace 2       

Substance lb/year 

  

Heat Input, 

MMBtu/hr=>  230 230 Total 

TOTAL 
HAP 

TOTAL 
HAP 230 230 Total 

TOTAL 
HAP 

TOTAL 
HAP 

    HAP 

lb/ 

MMBTU (1) Lb/yr  Lb/yr  Lb/yr  lb/hr TON/YR Lb/yr  Lb/yr  Lb/yr  lb/hr TON/YR 

Acenaphthene PAH Yes 2.36E-09 4.75E-03 4.75E-03 9.51E-03 1.09E-06 4.76E-06 7.06E-03 7.06E-03 1.41E-02 1.61E-06 7.06E-06 

Acenaphthylene PAH Yes 1.55E-09 3.12E-03 3.12E-03 6.25E-03 7.13E-07 3.12E-06 4.64E-03 4.64E-03 9.27E-03 1.06E-06 4.64E-06 

Acetaldehyde 6.40E+01 Yes 1.53E-05 3.08E+01 3.08E+01 6.17E+01 7.04E-03 3.08E-02 4.58E+01 4.58E+01 9.15E+01 1.04E-02 4.58E-02 

Antimony 7.7 Yes 5.17E-07 1.04E+00 1.04E+00 2.08E+00 2.38E-04 1.04E-03 1.55E+00 1.55E+00 3.09E+00 3.53E-04 1.55E-03 

Arsenic 1.20E-02 Yes 8.50E-07 1.71E+00 1.71E+00 3.43E+00 3.91E-04 1.71E-03 2.54E+00 2.54E+00 5.08E+00 5.80E-04 2.54E-03 

Barium(2) NA No 0 0 0 0               

Benzene 6.4 Yes 6.47E-05 1.30E+02 1.30E+02 2.61E+02 2.98E-02 1.30E-01 1.93E+02 1.93E+02 3.86E+02 4.41E-02 1.93E-01 

Benzo(a)anthracene PAH Yes 3.21E-08 6.47E-02 6.47E-02 1.29E-01 1.48E-05 6.47E-05 9.61E-02 9.61E-02 1.92E-01 2.19E-05 9.61E-05 

Benzo(a)pyrene PAH Yes 8.96E-08 1.81E-01 1.81E-01 3.61E-01 4.12E-05 1.81E-04 2.69E-01 2.69E-01 5.38E-01 6.14E-05 2.69E-04 

Benzo(b)fluoranthene PAH Yes 4.04E-08 8.14E-02 8.14E-02 1.63E-01 1.86E-05 8.14E-05 1.21E-01 1.21E-01 2.42E-01 2.76E-05 1.21E-04 

Benzo(g,h,i)perylene(2) PAH Yes 0 0 0 0               

Benzo(k)fluoranthene PAH Yes 2.41E-08 4.86E-02 4.86E-02 9.71E-02 1.11E-05 4.86E-05 7.22E-02 7.22E-02 1.44E-01 1.65E-05 7.22E-05 

Beryllium(2) 8.00E-02 Yes 0 0 0 0               

Cadmium 4.50E-02 Yes 9.88E-07 1.99E+00 1.99E+00 3.98E+00 4.55E-04 1.99E-03 2.96E+00 2.96E+00 5.91E+00 6.75E-04 2.96E-03 

Chromium (Hex)(2) 1.30E-03 Yes 0 0 0 0               

Chromium (Total) 1.30E-03 Yes 1.07E-06 2.16E+00 2.16E+00 4.31E+00 4.92E-04 2.16E-03 3.21E+00 3.21E+00 6.42E+00 7.33E-04 3.21E-03 

Chrysene PAH Yes 1.63E-09 3.28E-03 3.28E-03 6.57E-03 7.50E-07 3.28E-06 4.87E-03 4.87E-03 9.75E-03 1.11E-06 4.87E-06 

Copper 9.30E+01 No 4.21E-06 8.48E+00 8.48E+00 1.70E+01     1.26E+01 1.26E+01 2.52E+01 2.88E-03 1.26E-02 

Dibenz(a,h)anthracene(2) PAH Yes 0 0 0 0               

Ethylbenzene 7.70E+04 Yes 3.02E-05 6.08E+01 6.08E+01 1.22E+02 1.39E-02 6.09E-02 9.03E+01 9.03E+01 1.81E+02 2.06E-02 9.03E-02 

Fluoranthene PAH Yes 3.06E-09 6.17E-03 6.17E-03 1.23E-02 1.41E-06 6.17E-06 9.17E-03 9.17E-03 1.83E-02 2.09E-06 9.17E-06 

Fluorene PAH Yes 1.08E-08 2.18E-02 2.18E-02 4.35E-02 4.97E-06 2.18E-05 3.24E-02 3.24E-02 6.48E-02 7.39E-06 3.24E-05 

Formaldehyde 3.00E+01 Yes 1.11E-04 2.24E+02 2.24E+02 4.47E+02 5.11E-02 2.24E-01 3.33E+02 3.33E+02 6.66E+02 7.60E-02 3.33E-01 

Hydrogen Sulfide(2) 3.90E+02 Yes 0 0 0 0               
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Tesoro Refining & Marketing           

Golden Eagle Refinery Delayed Coker Project 
Original from Application 14141 

  
Corrected by Application 21744 

    
Delayed Coker Combustion Emissions      

Speciated HAPs and TACs             

S-1511 and S-1512 Heaters Toxics from Refinery Gas Fuel             
    S-1511 S-1512       S-1511 S-1512       

  
TAC 

Threshold     

Coker 

Furnace 

1 

Coker 

Furnace 

2       

Coker 

Furnace 

1 

Coker 

Furnace 2       

Substance lb/year 

  

Heat Input, 

MMBtu/hr=>  230 230 Total 

TOTAL 

HAP 

TOTAL 

HAP 230 230 Total 

TOTAL 

HAP 

TOTAL 

HAP 

    HAP 

lb/ 

MMBTU (1) Lb/yr  Lb/yr  Lb/yr  lb/hr TON/YR Lb/yr  Lb/yr  Lb/yr  lb/hr TON/YR 

Indeno(1,2,3-cd)pyrene PAH Yes 1.03E-07 2.08E-01 2.08E-01 4.15E-01 4.74E-05 2.08E-04 3.09E-01 3.09E-01 6.18E-01 7.05E-05 3.09E-04 

Lead 5.4 Yes 4.89E-06 9.85E+00 9.85E+00 1.97E+01 2.25E-03 9.85E-03 1.46E+01 1.46E+01 2.93E+01 3.34E-03 1.46E-02 

Manganese 7.7 Yes 6.81E-06 1.37E+01 1.37E+01 2.74E+01 3.13E-03 1.37E-02 2.04E+01 2.04E+01 4.07E+01 4.65E-03 2.04E-02 

Mercury 5.60E-01 Yes 1.80E-07 3.63E-01 3.63E-01 7.25E-01 8.28E-05 3.63E-04 5.39E-01 5.39E-01 1.08E+00 1.23E-04 5.39E-04 

Naphthalene 5.3 Yes 3.13E-07 6.31E-01 6.31E-01 1.26E+00 1.44E-04 6.31E-04 9.37E-01 9.37E-01 1.87E+00 2.14E-04 9.37E-04 

Nickel 7.30E-01 Yes 9.42E-06 1.90E+01 1.90E+01 3.80E+01 4.33E-03 1.90E-02 2.82E+01 2.82E+01 5.65E+01 6.44E-03 2.82E-02 

Phenanthrene PAH Yes 1.46E-08 2.94E-02 2.94E-02 5.88E-02 6.72E-06 2.94E-05 4.37E-02 4.37E-02 8.74E-02 9.97E-06 4.37E-05 

Phenol 7.70E+03 Yes 5.63E-06 1.13E+01 1.13E+01 2.27E+01 2.59E-03 1.13E-02 1.68E+01 1.68E+01 3.36E+01 3.83E-03 1.68E-02 

Phosphorus(2) 2.7 Yes 0 0 0 0               

Propylene 1.20E+05 No 2.17E-06 4.37E+00 4.37E+00 8.74E+00     6.49E+00 6.49E+00 1.30E+01 1.48E-03 6.49E-03 

Pyrene PAH Yes 2.48E-09 5.00E-03 5.00E-03 9.99E-03 1.14E-06 5.00E-06 7.43E-03 7.43E-03 1.49E-02 1.70E-06 7.43E-06 

Selenium 7.70E+02 Yes 1.96E-08 3.95E-02 3.95E-02 7.90E-02 9.02E-06 3.95E-05 5.87E-02 5.87E-02 1.17E-01 1.34E-05 5.87E-05 

Silver NA No 1.61E-06 3.24E+00 3.24E+00 6.49E+00     4.81E+00 4.81E+00 9.63E+00 1.10E-03 4.81E-03 

Sulfur trioxide(3) Note 4 No 3.99E-04 8.03E+02 8.03E+02 1.61E+03     1.19E+03 1.19E+03 2.39E+03 2.72E-01 1.19E+00 

Sulfuric acid(3) 3.90E+01 No 4.88E-04 9.84E+02 9.84E+02 1.97E+03     1.46E+03 1.46E+03 2.92E+03 3.34E-01 1.46E+00 

Thallium(2) NA No 0 0 0 0               

Toluene 1.20E+04 Yes 1.07E-04 2.16E+02 2.16E+02 4.31E+02 4.92E-02 2.16E-01 3.21E+02 3.21E+02 6.42E+02 7.33E-02 3.21E-01 

Xylene (Total) 2.70E+04 Yes 3.73E-05 7.52E+01 7.52E+01 1.50E+02 1.72E-02 7.52E-02 1.12E+02 1.12E+02 2.23E+02 2.55E-02 1.12E-01 

Zinc 1.40E+03 No 2.08E-05 4.19E+01 4.19E+01 8.38E+01     6.22E+01 6.22E+01 1.24E+02 1.42E-02 6.22E-02 

      Total 2.64E+00 0.182 0.799          

(1)values are from Appendix B, page B-9 of EERC August 14, 1998 document "Air 

Toxic Emission Factors for Combustion Sources Using Petroleum Based Fuels, Final 

Report, Vol. II"                    

(2)emission factors presented in the EERC document for these compounds were all 

based entirely on non-detect analytical values, therefore an emission factor of zero has 
been substituted based on CAPCOA health risk assessment guidelines.           

(3) Based on ratio of SO3/SO2 factors for fuel oil emissions, AP-42 Section 1.3, and 100 ppmv TRS 

in the refinery fuel gas.           
     Sulfur trioxide readily converts to sulfuric 

acid.             

(4) Sulfur trioxide is a TAC but no chronic trigger level is            
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Tesoro Refining & Marketing           

Golden Eagle Refinery Delayed Coker Project 
Original from Application 14141 

  
Corrected by Application 21744 

    
Delayed Coker Combustion Emissions      

Speciated HAPs and TACs             

S-1511 and S-1512 Heaters Toxics from Refinery Gas Fuel             
    S-1511 S-1512       S-1511 S-1512       

  
TAC 

Threshold     

Coker 

Furnace 

1 

Coker 

Furnace 

2       

Coker 

Furnace 

1 

Coker 

Furnace 2       

Substance lb/year 

  

Heat Input, 

MMBtu/hr=>  230 230 Total 

TOTAL 

HAP 

TOTAL 

HAP 230 230 Total 

TOTAL 

HAP 

TOTAL 

HAP 

    HAP 

lb/ 

MMBTU (1) Lb/yr  Lb/yr  Lb/yr  lb/hr TON/YR Lb/yr  Lb/yr  Lb/yr  lb/hr TON/YR 

provided. 
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B. S-1510 Delayed Coker:  In addition to the S-1510 benzene fugitive emissions calculated in the original 

application, Tesoro has estimated the coker vent emissions based on the 2008 Coker Steam Vent Source 

Test Report conducted at the Hovensa refinery in St. Croix.  These additional emissions need to be added 

to the Risk Screen conducted for Application 14141 and 16389. 

 

 

 

 

TAC Lb/cycle Tons/yr Average 

lb/hr 

Lb/hr  

(one vent) 

Lb/hr  

(two vents) 

Benzene 0.333 1.77E-

01 

2.01E-02 0.333 

   0.666 
n-Hexane 0.303 1.61E-

01 

1.83E-02 0.303 

   0.606 
Toluene 0.861 4.59E-

01 

5.19E-02 0.861 

   1.722 
m- and p-Xylene 0.650 3.46E-

01 

3.92E-02 0.650 

   1.300 
o-Xylene 0.121 6.42E-

02 

7.26E-03 0.121 

   0.242 

Aniline 0.010 5.29E-

03 

5.98E-04 0.010 

   0.020 
Indeno(1,2,3-cd) 

pyrene 
0.001 

5.92E-

04 
6.70E-05 0.001    0.002 

Naphthelene 0.333 1.77E-

01 

2.00E-02 0.333 

   0.666 
Benzo(a)anthracene 0.006 3.26E-

03 

3.69E-04 0.006 

   0.012 
Benzo(b)fluoranthere 0.001 6.04E-

04 

6.83E-05 0.001 

   0.002 
Benzo(k) fluoranthere 0.001 5.22E-

04 

5.90E-05 0.001 

   0.002 

Benzo(a)pyrene 0.005 2.50E-

03 

2.83E-04 0.005 

   0.010 
Phenol 0.018 9.83E-

03 

1.11E-03 0.018 

   0.036 
Bis(2-Ethylhexyl) 

phthalate 

2.75E-

05 

1.46E-

05 
1.66E-06 2.75E-05 5.5E-05 

Chrysene 0.006 3.34E-

03 

3.78E-04 0.006 

   0.012 
Dibenz(a,h)anthracene 0.001 7.86E-

04 

8.89E-05 0.001 

   0.002 
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The tons/yr emissions are based on 1065 coker cycles per year.  The average lb/hr are based on annual emissions 

divided by 1065 cycles/yr and 16.6 hr/cycle.  The venting occurs in about 15 minutes, so the maximum hourly 

emissions during a single drum venting are the same as the lb/cycle (not shown is the emission rate, which would 

be 4 times the cycle amount since venting occurs in ¼ hour).  The last column is the peak emissions during a 

situation where two drums vent within the same hour.  Tesoro indicates this is an unlikely scenario. 

 

These increases in toxic emissions required a revision to the toxic risk screen conducted in 

Application 16389.   

 

Results from the health risk screening analysis indicate that the maximum cancer risk at the Point 

of Maximum Impact is estimated at 1.9 chances in a million. 

 

The Coker Modification Project (CMP) revised emissions passed the Health Risk Screening 

Analysis (HRA) conducted on June 21, 2010 by the District's Toxic Evaluation Section.  This 

source poses no significant toxic risk, since the increased cancer risk to the maximally exposed 

receptor (Resident) is less than 0.40 in a million.  The hazard index for a resident is less than 

0.005.  The increased cancer risk to workers is less then 0.4 in a million and the hazard index is 

less than 0.005.  In accordance with Regulation 2-5, the above risk level is considered acceptable 

for this project. 

 

 

IV.  PLANT CUMULATIVE INCREASE SINCE 4/5/1991  

  

There is no Cumulative Increase associated with this application.  All emissions in the 

original application were offset with Onsite Project Contemporaneous Emission 

Reductions except POC emissions, which will be offset. 

 

 

V. OFFSETS 

 

 POC NOx SO2 CO PM/PM10 Ammonia 

Current 2.22 301.96 3,146.93 79.78 68.65 678.31 

Future 32.421 19.335 11.263 

 

67.418 

 

8.071 9.173 

Net CMP 

emissions 

30.201 

 

(282.625) (3135.667) (12.362) (60.579) (669.14) 

Offsets 

Required 

(1.15:1) 

34.731      

Offsets 

Provided 

with App 

14141 

(7.360)      

Offsets 

Provided 

with App 

16389 

(0.018)      

Net 27.353      
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Offsets 

Due 

 

Tesoro will provide 27.353 tons of POC offsets via the following certificates: 

# 1181  20.160 

# 1082    4.704 

# 1058    0.120 

# 1131    2.369 

Total  27.353 tons 

 

 

VI.  EMISSION REDUCTION CREDITS  

 

The original CMP permitting included the issuance of ERCs to Tesoro for NOx, CO, SO2, 

and PM10 through Banking Application #17798.  Banking Certificate 1144 was granted.   

                    Banking Certificate: 1144  
    Application no: 17798  
 Final Disposition: Certificate Issued     02/24/09  
Reduction Location: Tesoro Refining and Marketing Comp any  [Martinez]  
 Certificate owner: Tesoro Refining and Marketing Company [plant 14628]  
_______________________________________________________________________
________  
tons per year    PM       POC       NOX       SO2        CO      NPOC      
PM10 
 
Request ed       .000      .000   282.370  3139.190    48.950      .000    
53.730  
Approved        .000      .000   272.000  2900.500    56.500      .000    
12.600  
_______________________________________________________________________
________  
Balance         .00 0      .000   272.000  2900.500    56.500      .000    
12.600  
 

 

 

The following table shows the changes to the ERC balances as the result of the emission 

corrections.    

 

  
CMP ERCs 

Received
a
 

Difference 
Updated ERC 

Balance 
Pollutants  

tpy tpy tpy 

NOx 272.000 0.260 272.260 

CO 56.500 -36.588 19.912 
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SO2 2,900.500 -3.523 2,896.977 

PM10 12.600 5.658 18.258 
a
 ERC amounts from BAAQMD "Engineering Evaluation" for Banking Application 

No. 17798.  See this application for details on how the ERCs were estimated.     

 

 

 
VII.  STATEMENT OF COMPLIANCE  
 
 There are no changes in compliance for S-1510 Delayed Coker or the furnaces.  The 

sources comply and are expected to continue complying with all applicable rules and 
regulations.   
 

This application for an administrative change in conditions and a correction in emissions, 

not an increase in emissions, and therefore is exempt form CEQA per Regulation 2-1-

312.1, and therefore is not subject to CEQA review. 

 

2-1-312.1 Applications to modify permit conditions for existing or permitted 
sources or facilities that do not involve any increases in emissions or 
physical modifications. 

 
 This application just corrects the emissions based on better information and calculations. 
 

This project is over 1,000 ft from the nearest public school and is therefore not subject to 

the public notification requirements of Regulation 2-1-412. 

 

PSD, NSPS, NESHAPS and BACT are not applicable. 

 

 
VIII.  CONDITIONS  
 

There are no changes in conditions associated with the emissions corrections.  Tesoro has 

requested a change in conditions for the fuel gas TRS monitor on furnaces S-1511 and S-

1512.  Condition # 23129 will be revised as indicated below (only part 19 is shown).            

 

 
     19. When burning refinery fuel gas in S - 1511 or S1512, the  
     owner/operator of S - 1511, S - 1512, A - 1511 and A - 1512  
         shall install a total reduced sulfur (TRS) or SO2  
         continuous monitoring and recording system to ve rify  
         compliance with the requirement of Part 18. The  
         owner/operator shall maintain the equipment in  
         accordance with manufacturer's recommendations. (basis:  

         NSPS (40 CFR 60, Subpart J))   
 
                          

IX.  RECOMMENDATION  
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It is recommended that the emissions corrections be accepted and that a change in 
conditions be granted to Tesoro Refining & Marketing Company for the following 
equipment: 

 

S-1510 Delayed Coker 

S-1511 Delayed Coker Heater #1, 230 MMBtu/hr abated by A-1511 Selective 
Catalytic Reduction System (SCR) 

S-1512 Delayed Coker Heater #2, 230 MMBtu/hr abated by A-1512 Selective 
Catalytic Reduction System (SCR) 

 
 

 
 
 
 _________________________   __________________________ 
 Arthur Valla      October 5, 2010 
 Senior Air Quality Engineer 
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Application 21787, S-926 NOx Box Revision 

 

EVALUATION REPORT  

TESORO REFINING AND MARKETING COMPANY  

REVISED NOx BOX FOR S-926,  

F-26 No 2 REFORMER SPLITTER 

APPLICATION 21787, PLANT 14628 
 

 

BACKGROUND  
 

The Tesoro Golden Eagle Refinery (Tesoro) operates several furnaces and boilers that are 

subject to Regulation 9, Rule 10, Nitrogen Oxides And Carbon Monoxide From Boilers, Steam 

Generators And Process Heaters In Petroleum Refineries.  Regulation 9-10-301 limits the 

refinery wide NOx emissions to 0.033 lb/MMBtu of fired duty.  Regulation 9-10-502 requires 

the installation of a NOx, CO and O2 CEM to demonstrate compliance with Regulation 9-10-

301.  Regulation 9-10-502 also allows a CEM equivalent verification system to determine 

compliance with Regulation 9-10-301.  The District and Tesoro have developed the CEM 

equivalent verification system.  This system is called the ñNOx Boxò.  The NOx Box is an 

operating window for the unit, expressed in terms of fired duty and oxygen content in the flue 

gas.  The operating window is established by source tests for various operating conditions.  The 

source tests demonstrate the NOx emissions are equal to or less than a specified emission factor.  

As long as the fired unit duty and oxygen content are in this NOx Box operating window, the 

specified emission factor is used to determine compliance with the 0.033 lb/MMBtu limit of 

Regulation 9-10-301.  The Permit Condition that contains the details of the NOx Box is #18372. 

 

Condition 18372, Part 30 required Tesoro to submit the initial NOx Box for the affected sources 

by January 1, 2005.  Tesoro met this requirement via Application 15682.  The NOx Boxôs in the 

application were supported by properly conducted source tests. 

 

This application requests a change in the NOx Box operating window for: 

 
 S-926 F-26 No 2 Reformer Splitter, 145 MMBTU/hr  
 

The change is as follows: 
 

 

 

Source 

No. 

 

 

Emission 

Factor 

(lb/MMBtu)  

 

Min O 2 at 

Low Firing  

(O2% , 

MMBtu/hr)  

 

Max O2 at 

Low Firing  

(O2% , 

MMBtu/hr)  

 

Min O 2 at 

High Firing  

(O2% , 

MMBtu/hr)  

Mid O 2 at 

Mid/High Firing 

(polygon) 

(O2% , 

MMBtu/hr)  

 

Max O2 at High 

Firing  

(O2% , 

MMBtu/hr)  

926 

Old 

0.032 1.8, 32.81 6.0, 40.89 2.9, 126.72 4.4, 32.81 3.9, 131.59 

0.037 6.0, 40.89 7.0, 77.89 3.9, 131.59 N/A 4.2, 122.33 

926 

New 

0.032 1.8, 32.81 6.0, 40.89 

4.4, 32.81 

2.9, 126.72 4.4, 32.81 

N/A 

3.9, 131.59 

0.037 4.4, 32.81 

6.0, 40.89 

8.3,29.60 

7.0, 77.89 

3.9, 131.59 N/A 7.0, 77.89 

4.2, 122.33 
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This is the first revision to the S-926 NOx Box, and the emission factor was not increased, so a 

CEM is not required.  According to Engineering Policy approved 4/11/03 and included in 

Appendix B of the December 2003 Title V Statement of Basis, a CEM is only required if two 

source tests in a 5-year period exceed the NOx emission factor. 

 

Tesoro is using two operating ranges as allowed by Condition 18372, Part 30. 

 

The changes are supported by source tests reviewed by the Source Test Section. 

 

This application is being processed as an administrative change in conditions since there is no 

change to the specified NOx emission factor for this unit. 

 

The following diagram summarizes the changes to the S-913 NOx Box: 
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EMISSIONS SUMMARY  
 

There are no changes in emissions due to this application.   

 

PLANT CUMULATIVE INCREASE  

 

Tesoro NOx Box Condition 18372 

S-926 F-26 Revision
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There are no net changes to the plant cumulative emissions. 

 

TOXIC RISK SCREEN  

 

This proposed NOx Box change would not emit toxic compounds in amounts different that 

previously emitted.  Therefore, a toxic risk screen is not required. 

 

BEST AVAILABLE CONTROL TECHNOLOGY  

 

BACT is triggered for new or modified sources that emit criteria pollutants in excess of 10 

lbs/day.  However, Regulation 2-1-234 defines a modified source as one that results in an 

increase in daily or annual emissions of a regulated air pollutant.  For this application, there is no 

change in emissions.  Therefore, BACT does not apply. 

 

PLANT LOCATION  

 

According to the SCHOOL program, the closest school is Las Juntas Elementary, which is 

almost two miles from the facility. 

 

 

COMPLIANCE  
 

The change to the NOx Box will not change the compliance for Furnace S-926.  Emissions from 

S-926 will comply with Regulation 6 and Regulation 9, Rule 10 as before the change. 

 

The closest school is over a mile from the facility, so the Public Notice requirements of 

Regulation 2-1-214 do not apply. 

 

Toxics, CEQA, NESHAPS, BACT, Offsets and NSPS do not apply. 

 

 

CONDITIONS  
 

The NOx Box Condition 18372, will be modified as shown below.  Only the substantive changes 

for the S-926 NOx Box points detailed in Part 31A are shown.  All of the other parts of 

Condition 18372 remain unchanged by this application. 

 
 

 

Condition 18372 

 

*31. Except as provided in part 31B & C, the owner/operator shall operate each source 

within the NOx Box ranges listed below at all times of operation. This part shall 

not apply to any source that has a properly operated and properly installed NOx 

CEM. (Regulation 9-10-502) 

 

A.   NOx Box ranges 
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Source 

No. 

 

 

|Emission 

Factor 

(lb/MMBtu)  

 

Min O2 at 

Low Firing  

(O2% , 

MMBtu/hr)  

 

Max O2 at Low 

Firing  

(O2% , 

MMBtu/hr)  

 

Min O2 at 

High Firing  

(O2% , 

MMBtu/hr)  

Mid O2 at 

Mid/High Firing 

(polygon) 

(O2% , 

MMBtu/hr)  

 

Max O2 at 

High Firing  

(O2% , 

MMBtu/hr)  

913 0.032 1.8, 32.81 4.4, 32.81 

6.0, 40.89 

2.9, 

126.72 

N/A 

4.4, 32.81 

3.9, 

131.59 

 0.037 4.4, 32.81 

6.0, 40.89 

8.3, 29.60 

7.0, 77.89 

3.9, 

131.59 

N/A 7.0, 77.89 

4.2, 

122.33 

The limits listed above are based on a calendar day averaging period for both firing rate and O2%. 

 

 

RECOMMENDATION  

 
It is recommended that a Change of Conditions to the Permit to Operate be granted to Tesoro for: 

 
 S-926 F-26 No 2 Reformer Splitter, 145 MMBTU/hr  
 

 

 

_________________________________          _______________ 

            Arthur P. Valla    Date 

         Senior Air Quality Engineer   July 7, 2010 
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Application 21797, S-913 NOx Box Revision 

 
 

EVALUATION REPORT  

TESORO REFINING AND MARKETING COMPANY  

REVISED NOx BOX FOR S-913, F-13 No 2 FEED PREP HEATER 

APPLICATION  21797, PLANT 14628 
 

BACKGROUND  
 

The Tesoro Golden Eagle Refinery (Tesoro) operates several furnaces and boilers that are 

subject to Regulation 9, Rule 10, Nitrogen Oxides And Carbon Monoxide From Boilers, Steam 

Generators And Process Heaters In Petroleum Refineries.  Regulation 9-10-301 limits the 

refinery wide NOx emissions to 0.033 lb/MMBtu of fired duty.  Regulation 9-10-502 requires 

the installation of a NOx, CO and O2 CEM to demonstrate compliance with Regulation 9-10-

301.  Regulation 9-10-502 also allows a CEM equivalent verification system to determine 

compliance with Regulation 9-10-301.  The District and Tesoro have developed the CEM 

equivalent verification system.  This system is called the ñNOx Boxò.  The NOx Box is an 

operating window for the unit, expressed in terms of fired duty and oxygen content in the flue 

gas.  The operating window is established by source tests for various operating conditions.  The 

source tests demonstrate the NOx emissions are equal to or less than a specified emission factor.  

As long as the fired unit duty and oxygen content are in this NOx Box operating window, the 

specified emission factor is used to determine compliance with the 0.033 lb/MMBtu limit of 

Regulation 9-10-301.  The Permit Condition that contains the details of the NOx Box is #18372. 

 

Condition 18372, Part 30 required Tesoro to submit the initial NOx Box for the affected sources 

by January 1, 2005.  Tesoro met this requirement via Application 15682.  The NOx Boxôs in the 

application were supported by properly conducted source tests and the NOx Box operating 

windows for all the affected sources have been included in Revision 4 of the Title V permit 

(reference:  Section VI, Condition 18372, Part 31A, NOx Box Ranges). 

 

This application requests a change in the NOx Box operating window for: 

 
 S-913 F-13 No 2 Feed Prep Heater, 59 MMBTU/hr  
 

The change is as follows: 
 

 

 

Source 

No. 

 

 

Emission 

Factor 

(lb/MMBtu)  

 

Min O 2 at 

Low Firing  

(O2% , 

MMBtu/hr)  

 

Max O2 at 

Low Firing  

(O2% , 

MMBtu/hr)  

 

Min O 2 at 

High Firing  

(O2% , 

MMBtu/hr)  

Mid O 2 at 

Mid/High Firing 

(polygon) 

(O2% , 

MMBtu/hr)  

 

Max O2 at High 

Firing  

(O2% , 

MMBtu/hr)  

913 

old 

0.033 1.2, 19.89 3.0, 14.80 1.5, 39.10  2.1, 15.53 3.6, 39.45  

0.033 3.0, 14.80 4.5, 15.86 3.6, 39.45 N/A 4.2, 39.50 
913 

new 
0.033 1.2, 19.89 3.0, 14.80 1.5, 39.10  2.1, 15.53 3.6, 39.45 

4.2,39.50 

0.033 3.0, 14.80 4.5, 15.86 3.6, 39.45 

4.2,39.50 

N/A5.1, 24.59 4.2, 39.50 

5.0,30.30 
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Even though this is the second revision to the S-913 NOx Box, a CEM is not required.  The first 

revision was via Application 16888 and the change was granted April 4, 2008.  However, neither 

the Application 16888 nor the Application 21797 revision changed the S-913 NOx emission 

factor.  According to Engineering Policy approved 4/11/03 and included in Appendix B of the 

December 2003 Title V Statement of Basis, a CEM is only required if two source tests in a 5-

year period exceed the NOx emission factor. 

 

Tesoro is using two operating ranges as allowed by Condition 18372, Part 30, even though both 

operating ranges have the same emission factor.  This is because Condition 22621, Part 10, 

requires the emission factor of 0.033 lb/MMBtu in order to generate IERCôs. 

 

The changes are supported by source tests reviewed by the Source Test Section. 

 

This application is being processed as an administrative change in conditions since there is no 

change to the specified NOx emission factor for this unit, based on the limit of Condition 22621-

10. 

 

The following diagram summarizes the changes to the S-913 NOx Box: 
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EMISSIONS SUMMARY  
 

There are no changes in emissions due to this application.   

 

 

 

PLANT CUMULATIVE INCREASE  

 

There are no net changes to the plant cumulative emissions. 

 

TOXIC RISK SCREEN  

 

This proposed NOx Box change would not emit toxic compounds in amounts different that 

previously emitted.  Therefore, a toxic risk screen is not required. 

 

BEST AVAILABLE CONTROL TECHNOLOGY  

 

BACT is triggered for new or modified sources that emit criteria pollutants in excess of 10 

lbs/day.  However, Regulation 2-1-234 defines a modified source as one that results in an 

increase in daily or annual emissions of a regulated air pollutant.  For this application, there is no 

change in emissions.  Therefore, BACT does not apply. 

 

PLANT LOCATION  

 

According to the SCHOOL program, the closest school is Las Juntas Elementary, which is 

almost two miles from the facility. 

 

 

COMPLIANCE  
 

The change to the NOx Box will not change the compliance for Furnace S-913.  Emissions from 

S-913 will comply with Regulation 6 and Regulation 9, Rule 10 as before the change. 

 

The closest school is over a mile from the facility, so the Public Notice requirements of 

Regulation 2-1-214 do not apply. 

 

Toxics, CEQA, NESHAPS, BACT, Offsets and NSPS do not apply. 

 

 

CONDITIONS  
 

The NOx Box Condition 18372, will be modified as shown below.  Only the substantive changes 

for the S-913 NOx Box points detailed in Part 31A are shown.  All of the other parts of 

Condition 18372 remain unchanged by this application. 
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Condition 18372 

 

*31. Except as provided in part 31B & C, the owner/operator shall operate each source 

within the NOx Box ranges listed below at all times of operation. This part shall 

not apply to any source that has a properly operated and properly installed NOx 

CEM. (Regulation 9-10-502) 

 

A.   NOx Box ranges 

 
 

 

 

Source 

No. 

 

 

|Emission 

Factor 

(lb/MMBtu)  

 

Min O2 at 

Low Firing  

(O2% , 

MMBtu/hr)  

 

Max O2 at Low 

Firing  

(O2% , 

MMBtu/hr)  

 

Min O2 at 

High Firing  

(O2% , 

MMBtu/hr)  

Mid O2 at 

Mid/High Firing 

(polygon) 

(O2% , 

MMBtu/hr)  

 

Max O2 at 

High Firing  

(O2% , 

MMBtu/hr)  

913 0.033 1.2, 19.89 3.0, 14.80 1.5, 39.10  2.1, 15.53 4.2,39.50 

3.6, 39.45  

 0.033 3.0, 14.80 4.5, 15.86 4.2,39.50 

3.6, 39.45 

5.1, 24.59N/A 5.0, 30.30 

4.2, 39.50 

The limits listed above are based on a calendar day averaging period for both firing rate and O2%. 

 

 

RECOMMENDATION  

 
It is recommended that a Change of Conditions to the Permit to Operate be granted to Tesoro for: 

 
 S-913 F-13 No 2 Feed Prep Heater, 59 MMBTU/hr  
 

 

 

_________________________________          _______________ 

            Arthur P. Valla    Date 

         Senior Air Quality Engineer   June 7, 2010 
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Application 22148, S-1524 Flare Change of Conditions 

 
 

ENGINEERING EVALUATION  
Tesoro Refining and Marketing Company 

PLANT NO. 14628 

APPLICATION NO.  22148 

 

 

BACKGROUND  

 

In March 2010, Tesoro Refining and Marketing Company was granted a Permit to Operate via 

Application 18752 for the following equipment: 

 
 S-1524  No 50 Crude Unit Flare 

 

This source is subject to Permit Condition 24323.  During the initial operation, two parts of this 

condition were found to need an administrative change.  These are parts 8 and 10 regarding the 

flare purge and pilot gas: 

 

     8.  The owner/operator of S-1524 shall not exceed 3,942,000 

         standard cubic feet of natural gas for flare pilots in 

         any consecutive 12-month period. The owner/operator 

         shall fire only natural gas at all flare pilots. (Basis: 

         cumulative increase)                                    

 

     10. The owner/operator of S-1524 shall not exceed 3,767,000 

         standard cubic feet of natural gas for the flare purge 

         in any consecutive 12-month period. The Owner/operator 

         shall use only natural gas for the flare purge gas, 

         except during periods of natural gas curtailment, when 

         refinery fuel gas or nitrogen may be used. (Basis: 

         cumulative increase)    

 

Firstly, the purge gas limit in Part 10 was found to be insufficient.  In preparation for this 

application, the question of nitrogen purge gas was discussed by Tesoro Engineering staff.  

Nitrogen purge gas is used in other flare systems, and it reduces emissions because there is less 

combustion.  Therefore, Tesoro proposes to administratively change Part 10 as follows: 

 

     10. The owner/operator of S-1524 shall not exceed 3,767,000 

         standard cubic feet of natural gas for the flare purge 

         in any consecutive 12-month period. The Owner/operator 

         shall use only natural gas or nitrogen for the flare purge gas, 

         except during periods of natural gas curtailment, when 

         refinery fuel gas or nitrogen may be used. (Basis: 

         cumulative increase)    
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Secondly, when Tesoro was reviewing the operation of the S-1524 Flare, it noted that the pilot 

gas does not have the allowance for natural gas curtailment as the purge gas does.  Therefore, 

Tesoro proposes to administratively change Part 8 as follows: 

 

     8.  The owner/operator of S-1524 shall not exceed 3,942,000 

         standard cubic feet of natural gas for flare pilots in 

         any consecutive 12-month period. The owner/operator 

         shall fire only natural gas at all flare pilots, except during periods of natural gas 

curtailment, when refinery fuel gas may be used. (Basis: 

         cumulative increase)                                    

 

 

 
EMISSIONS SUMMARY  

 

There are no increases in emissions associated with this application.  Directionally, emissions 

could decrease with the use of nitrogen fuel gas, and there would be a slight change in emissions 

when fuel gas is used in place of natural gas.  However, the change would be insignificant or 

negligible. 

 

STATEMENT OF COMPLIANCE  

 

There will be no change in the compliance of the associated equipment.  S-1524 will remain 

incompliance with applicable regulations. 

 

This application is exempt from CEQA per 2-1-312.1:  Permit applications to modify permit 

conditions for existing or permitted sources or facilities that do not involve any increases in 

emissions or physical modifications. 

 

This application does not trigger BACT, NSPS, Toxics, Offsets NESHAPS and PSD. 

 

 

PERMIT CONDITIONS  

 

Permit Condition 24323 will be administratively changed as shown above: 

 
 
            COND#  24323   --------------------------------------  
 
     Application 18752 (May 2009)  
     No. 50 Crude Unit Blowdown Tower S - 834 Replacement Project  
     S- 1001 No. 50 Crude Unit  
     A- 1524 No. 50 Crude Unit Vapor Recovery System  
     S- 1524 No. 50 Crude Unit Flare                              
 
     1.  N otwithstanding any provision of District regulations  
         allowing for the malfunction of A - 1524 due to a valid  
         breakdown, the Owner/Operator shall operate S - 1001 50  
         Crude Unit only when A - 1524 Vapor Recovery System is in  
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         ope ration.  (Basis:  Cumulative Increase, Consent Decree  
         §235(a))                                                
 
     2.  The Owner/Operator shall only operate S - 1524 50 Crude  
         Unit Flare during upsets, malfunctions or emergencies.  
         (Basis:  BACT, Cumulative Increase)                     
 
     3.  The Owner/Operator of S - 1524 50 Crude Unit Flare shall  
         comply with all applicable requirements of NSPS Subpart  
         J.  (Basis: NSPS)                                       
 
     4.  The Owner/Operator of S - 1524 50 Crude Unit Flare shall  
         comply with NSPS Subpart A, 40 CFR 60.18. (Basis: NSPS)  
 
     5.  Deleted.  (FMP Update submitted July 31, 2009.)         
 
     6.  The owner/operator of S - 1524 shall use steam assist ed,  
         staged combustion in the flare to minimize smoking.  
         (Basis: BACT)                                           
 
     7.  The owner/operator of S - 1524 shall have a hydrocarbon  
         destruction efficiency of at least 98% POC on a mass  
         basis. (basis: BACT)  
 
     8.  The owner/operator of S - 1524 shall not exceed 3,942,000  
         standard cubic feet of natural gas for flare pilots in  
         any consecutive 12 - month period. The owner/operator  

         shall fire only natural gas at all flare pilots , except during periods of 

natural gas curtailment, when refinery fuel gas may be used. (Basis:  

         cumulative increase)                                    
 
     9.  The owner/operator of S - 1524 shall install H2S  
         continuous vent gas monitoring and recording system to  
         verify compliance with the requirement of Regulation 12 -  
         11.  The monitoring system shall be designed and  
         operated such that gas samples are taken at a location  
         that ensures accurate vent gas composition.  The  
         owner/operator shall maintain the equipment in  
         accordance with manufacturer's recommendations. (Basis:  
         Regulation 12 - 11- 501 and 12 - 11- 506)                     
 
     10. The owner/operator of S - 1524 shall not exceed 3,767,000  
         standard cubic feet of natural gas for the flare purge  
         in any consecutive 12 - month period. The Owner/operator  
         shall use only natural gas or nitrogen for the flar e purge gas,  
         except during periods of natural gas curtailment, when  
         refinery fuel gas  or nitrogen  may be used. (Basis:  
         cumulative increase)                                    
 
     11. The owner/operator shall maintain all record s and  
         reports required by this permit in a District - approved  
         log. The following records shall be kept on site and  
         made available for District inspection for a period of  
         at least 5 years from the date on which a record is  
         made. (basis: Regulation 2 - 6- 501)  
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         a.  The continuous vent gas H2S concentration at source  
             S- 1524.  
         b.  Total daily flow rate of the gas through the flare,  
             summarized in a consecutive 12 - month period.  
         c.  Total daily flow rate of the pilot gas to the flare,  
             summarized in a consecutive 12 - month period  
         d.  Total daily flow rate of the purge gas through the  
             flare, including the type of gas and the reason  
             natural gas was not used, when applicable,  

             summarized in a consecutive 12 - month period  

 

 

 

RECOMMENDATION  

 

It is recommended that an Administrative Change in Conditions be granted to Tesoro for: 

 

 
 S-1524  No 50 Crude Unit Flare 

 

 

 

 

 

 

 

 

By:        

 Arthur Valla      August 30, 2010 

 Senior Air Quality Engineer  
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Application 22149, S-919 NOx Box Revision 

 

EVALUATION REPORT  

TESORO REFINING AND MARKETING COMPANY  

REVISED NOx BOX FOR S-919, F-19  

No. 2 HDS DEPENTANIZER REBOILER  

APPLICATION 22149, PLANT 14628 
 

 

BACKGROUND  
 

The Tesoro Golden Eagle Refinery (Tesoro) operates several furnaces and boilers that are 

subject to Regulation 9, Rule 10, Nitrogen Oxides And Carbon Monoxide From Boilers, Steam 

Generators And Process Heaters In Petroleum Refineries.  Regulation 9-10-301 limits the 

refinery wide NOx emissions to 0.033 lb/MMBtu of fired duty.  Regulation 9-10-502 requires 

the installation of a NOx, CO and O2 CEM to demonstrate compliance with Regulation 9-10-

301.  Regulation 9-10-502 also allows a CEM equivalent verification system to determine 

compliance with Regulation 9-10-301.  The District and Tesoro have agreed to produce the CEM 

equivalent verification system.  This system is called the ñNOx Boxò.  The NOx Box is an 

operating window for the unit, expressed in terms of fired duty and oxygen content in the flue 

gas.  The operating window is established by source tests for various operating conditions.  The 

source tests demonstrate the NOx emissions are equal to or less than a specified emission factor.  

As long as the fired unit duty and oxygen content are in this NOx Box operating window, the 

specified emission factor is used to determine compliance with the 0.033 lb/MMBtu limit of 

Regulation 9-10-301.  The Permit Condition that contains the details of the NOx Box is #18372. 

 

Condition 18372, Part 30 required Tesoro to submit the initial NOx Box for the affected sources 

by January 1, 2005.  Tesoro met this requirement via Application 15682.  The NOx Boxôs in the 

application were supported by properly conducted source tests and the NOx Box operating 

windows for all the affected sources have been included in Revision 4 of the Title V permit 

(reference:  Section VI, Condition 18372, Part 31A, NOx Box Ranges). 

 

This application requests a change in the NOx Box operating window for: 

 
 S-919 F-19 No. 2 HDS Depentanizer Reboiler, 65 MMBTU/hr  
 

The change is as follows:  
 

 

 

Source 

No. 

 

 

Emission 

Factor 

(lb/MMBtu)  

 

Min O 2 at 

Low Firing  

(O2% , 

MMBtu/hr)  

 

Max O2 at 

Low Firing  

(O2% , 

MMBtu/hr)  

 

Min O 2 at 

High Firing  

(O2% , 

MMBtu/hr)  

Mid O 2 at 

Mid/High Firing 

(polygon) 

(O2% , 

MMBtu/hr)  

 

Max O2 at High 

Firing  

(O2% , 

MMBtu/hr)  

919 0.047 3.9, 

10.3523.

30 

8.3, 22.06 5.8, 48.20 9.2, 39.12 10.1, 47.20 

0.056 8.3, 

22.06 

9.5, 21.10 9.2, 39.12 N/A 10.1, 47.20 
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919 

new 

0.047 3.9, 

23.30 

8.7, 18.56  6.6, 58.76 9.2, 39.12 8.0, 60.68 

0.056 8.7, 

18.569.2, 

39.12 

9.5, 21.10 8.0, 60.68 9.2, 39.128.7, 

18.56 

10.1, 47.20 

Tesoro is using two operating ranges as allowed by Condition 18372, Part 30. 

 

The changes are supported by source tests reviewed by the Source Test Section. 

 

This application is being processed as an administrative change in conditions since there is no 

change to the specified NOx emission factor for this unit. 

 

The following diagram summarizes the changes to the S-919 NOx Box: 
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Even though this is the third revision to the S-919 NOx Box, a CEM is not required.  The first 

revision was via Application 18748 and the change was granted December 31, 2008.  The second 

revision was via Application 21732 and the change was granted May 27, 2010.  However, 

neither application changed the S-919 NOx emission factor.  According to Engineering Policy 

approved 4/11/03 and included in Appendix B of the December 2003 Title V Statement of Basis, 

a CEM is only required if two source tests in a 5-year period exceed the NOx emission factor. 

 

 

EMISSIONS SUMMARY  
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Duty Limits, MMBtu/hr 

Tesoro NOx Box Condition 18732  
S-919 F-19 Revision 

Box1 Initial EF=0.047 Box2 Initial EF=0.056

Box1 Revised EF=0.047 Box2 Revised EF=0.056

Box 1 

Box 2 



Permit Evaluation and Statement of Basis:  Site B2758 & B2759, Tesoro Refining & Marketing Company, LLC, 

Golden Eagle Refinery, 150 Solano Way, Martinez, CA  94553 
 

Proposed Rev 5 Statement of Basis 75 November 3, 2015 

There are no changes in emissions due to this application.  The emission factors are unchanged 

by this application and there will be no impact on the overall facility limit of 0.033 lb/MMBtu 

required by Regulation 9-10-301. 

 

PLANT CUMULATIVE INCREASE  

 

There are no net changes to the plant cumulative emissions. 

 

TOXIC RISK SCREEN  

 

This proposed NOx Box change would not emit toxic compounds in amounts different that 

previously emitted.  Therefore, a toxic risk screen is not required. 

 

BEST AVAILABLE CONTROL TECHNOLOGY  

 

BACT is triggered for new or modified sources that emit criteria pollutants in excess of 10 

lbs/day.  However, Regulation 2-1-234 defines a modified source as one that results in an 

increase in daily or annual emissions of a regulated air pollutant.  For this application, there is no 

change in emissions.  Therefore, BACT does not apply. 

 

PLANT LOCATION  

 

According to the SCHOOL program, the closest school is Las Juntas Elementary, which is 

almost two miles from the facility. 

 

COMPLIANCE  
 

The change to the NOx Box will not change the compliance for Furnace S-919.  Emissions from 

S-919 will comply with Regulation 6 and Regulation 9, Rule 10 as before the change. 

 

The closest school is over a mile from the facility, so the Public Notice requirements of 

Regulation 2-1-214 do not apply. 

 

Toxics, CEQA, NESHAPS, BACT, Offsets and NSPS do not apply. 

 

CONDITIONS  
 

The NOx Box Condition 18372, will be modified as shown below.  Only the substantive changes 

for the S-919 NOx Box points detailed in Part 31A are shown.   

 
 

 

Condition 18372 

 

*31. Except as provided in part 31B & C, the owner/operator shall operate each source 

within the NOx Box ranges listed below at all times of operation. This part shall 
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not apply to any source that has a properly operated and properly installed NOx 

CEM. (Regulation 9-10-502) 

 

A.   NOx Box ranges 

 
 

 

 

Source 

No. 

 

 

|Emission 

Factor 

(lb/MMBtu)  

 

Min O2 at 

Low Firing  

(O2% , 

MMBtu/hr)  

 

Max O2 at Low 

Firing  

(O2% , 

MMBtu/hr)  

 

Min O2 at 

High Firing  

(O2% , 

MMBtu/hr)  

Mid O2 at 

Mid/High Firing 

(polygon) 

(O2% , 

MMBtu/hr)  

 

Max O2 at 

High Firing  

(O2% , 

MMBtu/hr)  

919 0.047 3.9, 

10.3523.3

0 

 8.7, 18.56 6.6, 58.76 9.2, 39.12 8.0, 60.68 

 0.056 8.7, 

18.569.2, 

39.12 

9.5, 21.10 8.0, 60.68 8.7, 18.569.2, 

39.12 

10.1, 

47.20 

The limits listed above are based on a calendar day averaging period for both firing rate and O2%. 

 

 

RECOMMENDATION  

 
It is recommended that a Change of Conditions to the Permit to Operate be granted to Tesoro for: 

 
 S-919 F-19 No. 2 HDS Depentanizer Reboiler, 65 MMBTU/hr  
 

 

 

_________________________________          _______________ 

            Arthur P. Valla    Date 

         Senior Air Quality Engineer   August 30, 2010 
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Application 22152, S-1552 Diesel Engine 
 

ENGINEERING EVALUATION  
Tesoro Refining and Marketing Company 

PLANT NO. 14628 
APPLICATION NO.  22152 

 
 
BACKGROUND  
Tesoro has applied to obtain an Authority to Construct (AC) and/or a Permit to Operate (PO) for 
the following equipment:  
 
S-1552  Emergency Diesel Pump, Caterpillar C-7, 205 HP 
 
The pump is used in an emergency to remove storm water.  This engine was granted an exemption 
from permitting on 9/21/09 via application 20997, based on the pump being portable registered 
equipment (Regulation 2-1-105.3.3).  The portable engine was initially installed as a temporary 
replacement for S-1499.  This temporary plan has proven to be a good permanent solution, thus this 
application.  This engine will provide emergency pumping capacity (in the event of a blackout) at the 
No 1 Pump Station.  This emergency engine must be periodically tested to ensure that they will 
generate power when needed.   
 
The Emergency Pump Diesel Engine (S-1552) is CARB certified and is equipped with the best 
available control technology (BACT) for minimizing the release of air borne criteria pollutants and 
harmful air toxins due to fuel combustion.   
 
S-1552 meets the Environmental Protection Agency and California Air Resources Board 
(EPA/CARB) Tier 3 Off-road standard. The engine will burn commercially available California ultra 
low sulfur diesel fuel.  The sulfur content of the diesel fuel will not exceed 0.0015% by weight.  The 
operation of the engine should not pose any health threat to the surrounding community or the 
public at large. 
 
 
EMISSIONS 
Annual Average Emissions: 
The diesel engine (S-1552) is CARB Certified (CARB Executive Order U-R-001-0294) and the 
emission factors are listed below.  These factors are based on the CARB emissions factors as well as 
5-mode testing, submitted to CARB. For this report, it is assumed that the emission value of 
NMHC+NOx is made up of 5% POC and 95% NOx, per Engineering Division policy.  Tesoro has 
asked to run S-1552 for 50 hours per year for testing and maintenance which is the maximum 
allowed by the ATCM.  
 

Pollutant Engine Emissions 
g/kw-hr 

Engine Emissions 
g/bhp-hr 

NMHC (POC) 0.195 0.145 

NOx 3.705 2.763 

NMHC+NOx 3.9 2.908 

CO 2.4 1.790 

PM 0.20 0.149 
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Pollutant hours/yr   BHP   

emission 
factor g/bhp-

hr   
lb=454 
grams   lb/year   TPY 

NOx 50 x 205 x 2.763 /  454 = 62.38 = 0.0312 

CO 50 x 205 x 1.790 /  454 = 40.41 = 0.0202 

POC 50 x 205 x 0.145 /  454 = 1.87 = 0.0009 

PM10 50 x 205 x 0.149 /  454 = 3.36 = 0.0017 

 

  
Sulfur 

content   
fuel density 

(lb/gal)   
Max fuel 

use   
(lb SO2/ 

lb S)   hr/yr   lb/yr    TPY 

SO2 0.000015 x 7.206 x 12.34 x 2 x 50 = 0.133 = 6.7E-05 
 
 
 
Maximum Daily Emissions: 
Maximum Daily emissions are calculated to establish whether a source triggers the requirement for 
BACT (10 lb/highest day total source emissions for any class of pollutants). 24-hr/day of operation 
will be assumed since no daily limits are imposed on emergency operations. 
 

Pollutant hours/day   BHP   

emission 
factor g/bhp-

hr   
lb=454 
grams   lb/day 

NOx 24 x 205 x 2.763 /  454 = 29.9 

CO 24 x 205 x 1.790 /  454 = 19.4 

POC 24 x 205 x 0.145 /  454 = 0.9 

PM10 24 x 205 x 0.149 /  454 = 1.6 

 

  
Sulfur 

content   
fuel density 

(lb/gal)   
Max fuel 

use   
(lb SO2/ 

lb S)   hr/day   lb/day 

SO2 0.000015 x 7.206 x 15.4 x 2 x 24 = 0.064 

 
 
PLANT CUMULATIVE INCREASE  
Table 1 summarizes the cumulative increase in criteria pollutant emissions.  Current emissions are 
zero because all previous emissions have been offset.  
 

Table 1 

Pollutant Current plant 
emissions (TPY) 

Increase in plant emissions associated 
with this application  (TPY) 

Cumulative emissions 
(Current + Increase) 

NOx 0 0.0312 0.0312 

CO 0 0.0202 0.0202 

POC 0 0.0009 0.0009 

PM10 0 0.0017 0.0017 

SO2 0 0.00008 0.000067 
 
TOXIC RISK SCREENING ANALYSIS  
The cancer risk is calculated based on the emission rate of diesel exhaust particulate matter. Diesel 
exhaust particulate matter is used as a surrogate for all toxic contaminants found in diesel exhaust. 
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Because the proposed emissions exceed the risk screening trigger level for diesel exhaust particulate 
matter in Table 2-5-1, a risk screening was performed.  
 
Results from the health risk screening analysis indicate that the maximum cancer risk is estimated at 
0.09 in a million if the engine were to run for 50 hours/year. 
 
Based on 50 hours per year of operation, the emergency pump passed the Health Risk Screening 
Analysis (HRA) conducted on October 7, 2010 by the District's Toxic Evaluation Section.  This 
source poses no significant toxic risk, since the increased cancer risk to the maximally exposed 
receptor (Resident) is 0.09 in a million.  The hazard index for a resident is 0.00003.  The increased 
cancer risk to workers is 0.05 in a million and the hazard index is 0.00003.  In accordance with 
Regulation 2-5, the above risk level is considered acceptable for this engine. 
 
BACT 
BACT is triggered for NOx and CO since the maximum daily emissions exceeds 10 lb/day. BACT 
for this source is presented in the current BAAQMD BACT/TBACT Workbook for this source 
category as shown below: 
 

Source:  IC Engine ï Compression Ignition: 

Stationary Emergency, non-

Agricultural, non -direct drive fire 

pump  

Revision:  6  

Document 

#:  

96.1.3  

Class:  > 50 BHP Output  Date:  04/13/2009  

Pollutant  BACT 1. Technologically Feasible/ 

Cost Effective 2. Achieved in 

Practice  

TYPICAL 

TECHNOLOGY  

NOx   

1. n/s
d 

 

2. Current tier
a,b 

standard for NOx at 

applicable horsepower rating.  

 

 

1. n/s
d 

 

 

2. Any engine certified 

or verified to achieve 

the applicable 

standard.
a,b 

 

CO   

1. n/s
d 

 

2. The more stringent of either 2.75 

g/bhp-hr [319 ppmvd @ 15% O]
2

c 

or 

the current Tier
a,b 

standard.  

 

1. n/s
d 

 

2. Any engine certified 

or verified to achieve the 

applicable standard.  
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The more restrictive BACT 1 standards levels do not apply for engines used exclusively for 
emergency use during involuntary loss of power. Hence, the owner/operator has to meet the BACT 
2 limits. The Tier 3 standards are 4.0 g/kw-hr NOx+NMHC and 3.5 g/kw-hr CO.  Therefore, 
based on the CARB certified limits of 3.705 g/kw-hr (2.763 g/bhp-hr) NOx+NMHC and 2.4 g/kw-
hr (1.79 g/bhp-hr) CO, this engine meets the requirements of BACT2. 

 
 
OFFSETS 
Offsets are required since the facility's POC and NOx emissions are each more than 35 ton/yr per 

Regulation 2-2-302. 
 

Pollutant Increase in plant emissions 
associated with this application  

(TPY) 

Offset Ratio Offsets Required 
(TPY) 

NOx 0.0312 1.15 0.036 

POC 0.0009 1.15 0.001 
 
 

CARB Stationary Diesel Engine ATCM 

The State Office of Administrative Law approved the amended Airborne Toxic Control Measure 
(ATCM) on October 18, 2007.  State law requires the local Air Districts to implement and enforce 
the requirements of the ATCM.   Since this engine was installed after January 1, 2005, it is a new 
standby engine.  Therefore, the engine is required to comply with subsection 93115.6(a)(3) of the 
ATCM. 

 

òStationary Diesel Engine ATCMó section 93115, title 17, CA Code of Regulations. 

 

Diesel PM ð General Requirements 

93115.6(a)(3)(A)1.a  Meet 0.15 g/bhp-hr PM standard  

93115.6(a)(3)(A)1.c  Operate 50 hours per year, or less, for maintenance and 
testing (except emergency use and emissions testing) 

 

HC,NOx, NMHC+NOx, CO 

93115.6(a)(3)(B)  Meet standards for off-road engines of the same model year 
and horsepower rating as specified in the OFF-Road Compression Ignition 
Engine Standards; Or if no standards have been established, meet the Tier 1 
standards in Title 13, CCR, Section 2423 for off-road engines of the same 
horsepower rating, irrespective of the new engineõs model year 
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This emergency standby diesel engine (S-1552) is in compliance with the above ATCM 
requirements.  The diesel engine will operate for no more than 50 hours per year for maintenance 
and reliability testing.  This engine is subject to the EPA Tier 3 requirements for HC, NOx, 
NMHC+NOx and CO.  As shown in the Table 2, the engines meet these requirements. 
 
 
 
 
 
 

Table 2. ATCM Tier 3 Compliance 

 Engine Emissions 
g/bhp-hr 

ATCM Tier 3 
Requirements 

g/kw-hr 

ATCM Tier 3 
Requirements 

g/bhp-hr 

NMHC (POC) 0.145 N/A  N/A  
NOx 2.763 N/A  N/A  

NMHC+NOx 2.908 4.0 3.0 
CO 1.790 3.5 2.6 
PM 0.149 0.20 0.15 

 
 
 
STATEMENT OF COMPLIANCE  
Source S-1552 is subject to and expected to be in compliance with the requirements of District 
Regulation 1-301 (Public Nuisance), Regulation 6-1 (Particulate Matter General Requirements), 
Regulation 9-1 (Sulfur Dioxide) and Regulation 9-8 (NOx and CO from Stationary Internal 
Combustion Engines).   
 
From Regulation 1-301, no person shall discharge from any source whatsoever such quantities of air 
contaminants or other material which cause injury, detriment, nuisance or annoyance to any 
considerable number of persons or the public; or which endangers the comfort, repose, health or 
safety of any such persons or the public, or which causes, or has a natural tendency to cause, injury 
or damage to business or property. For purposes of this section, three or more violation notices 
validly issued in a 30 day period to a facility for public nuisance shall give rise to a rebuttable 
presumption that the violations resulted from negligent conduct. 
 
S-1552 is subject to the limitations of Regulation 6-1-303 (Ringelmann No. 2 Limitation), Regulation 
6-1-305 (Visible Particles) and Regulation 6-1-310 (Particulate Weight Limitation).  Regulation 6-1-
303 states that a person shall not emit for a period or periods aggregating more than three minutes 
in any hour, a visible emission that is as dark or darker than No. 2 on the Ringelmann Chart, or of 
such opacity as to obscure an observerõs view to an equivalent or greater degree, nor shall said 
emission, as perceived by an opacity sensing device in good working order, where such device is 
required by District Regulations, be equal to or greater than 40% opacity.  Regulation 6-1-305 
prohibits visible particles from causing an annoyance if such particles fall on real property other than 
that of the person responsible for the emission.  Regulation 6-1-310 limits particulate matter to less 
than 0.15 gr. per dscf. This low PM10 emitting engine is not expected to produce visible emissions 
or fallout in violation of this regulation, and it will be assumed to be in compliance with Regulation 6 
pending a regular inspection. 
 
S-1552 is also subject to the SO2 limitations of Regulation 9-1-301 (Limitations on Ground Level 
Concentrations), Regulation 9-1-302 (General Emission Limitation) and 9-1-304 (Fuel Burning (Liquid and 
Solid Fuels).  From Regulation 9-1-301, the ground level concentrations of SO2 will not exceed 0.5 
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ppm continuously for 3 consecutive minutes or 0.25 ppm averaged over 60 consecutive minutes, or 
0.05 ppm averaged over 24 hours. Per Regulation 9, Rule 1, Section 302, a person shall not emit 
from any source a gas stream containing sulfur dioxide in excess of 300 ppm (dry).  And Regulation 
9, Rule 1, Section 304, states that a person shall not burn any liquid fuel having sulfur content in 
excess of 0.5% by weight.  Compliance with both Regulations 9-1-302 and 9-1-304 is likely since 
California law mandates using diesel fuel with a 0.0015% by weight sulfur. 
 
S-1552 is also subject to Regulation 9-8 òNOx and CO from Stationary Internal Combustion 
Engines." From Regulation 9-8-110.5, the source is not subject to the requirements of Regulations 
9-8-304 (Emission Limits ð Compression-Ignited Engines), 9-8-305 (Emission Limits ð Delayed 
Compliance, Existing Compression-Ignited Engines, Model Year 1996 or Later), 9-8-501 (Initial 
Demonstration of Compliance) and 9-8-503 (Quarterly Demonstration of Compliance).  S-58 is 
subject to the monitoring and record keeping procedures described in Regulation 9-8-
530(Emergency Standby and Low Usage Engines, Monitoring and Recordkeeping).   
 
This project is considered to be ministerial under the District's CEQA Regulation 2-1-311 and 
therefore is not subject to CEQA review.  The engineering review for this project requires only the 
application of standard permit conditions and standard emission factors in accordance with Permit 
Handbook Chapter 2.3.1, Stationary Diesel Engines. 
 
The project is not within 1000 feet of the nearest school and therefore the application is not subject 
to the public notification requirements of Reg. 2-1-412.  
 
NSPS   
The engine is subject to 40 CFR 60, Subpart IIII, Standards of Performance for Stationary 
Compression Ignition Internal Combustion Engines because it was manufactured after April 1, 
2006, as required by Section 60.4200(a)(2)(i). 
 
The engine has a total displacement of 7.2 liters and has 6 cylinders, so each cylinder has a volume 
of about 1.2 liters. The engine is a 2006 model year engine and is not a fire pump. Section 60.4205(a) 
requires these engines to comply with the emission standards in Table 1 of Subpart IIII.  For a 205 
HP engine, these standards are:  
 
HC:  1.3 g/kw-hr (1.0 g/HP-hr) 
NOx:  9.2 g/kw-hr (6.9 g/HP-hr) 
CO: 11.4 g/kw-hr (8.5 g/HP-hr) 
PM: 0.54 g/kw-hr (0.4 g/HP-hr) 
 
 
According to CARB Executive Order U-R-001-0294, the engine will comply with the standards. 

Pollutant Engine Emissions 
g/kw-hr 

Engine Emissions 
g/bhp-hr 

NMHC (POC) 0.195 0.145 

NOx 3.705 2.763 

NMHC+NOx 3.9 2.908 

CO 2.4 1.790 

PM 0.20 0.149 

 
Sections 60.4206 and 60.4211(a) require that the owner/operator operate and maintain the engine 
according to the manufacturer's written instructions or procedures developed by the owner or 
operator that are approved by the engine manufacturer, over the entire life of the engine.  
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Section 60.4207(b) requires that by October 1, 2010, the owner/operator must use fuel that 
complies with 40 CFR 80.510(b).  This means that the fuel must have a maximum sulfur content of 
15 parts per million (ppm), and the same cetane index or aromatic content as previously stated. 
California Air Resources Board (CARB) diesel fuel, which has a maximum sulfur content of 15 ppm 
and a maximum aromatic content of 10 to 20 percent by volume, is the only available Diesel Fuel in 
California.  Staff in the Stationary Source Division of CARB indicate that some verified diesel fuel in 
California may have a maximum aromatic content greater than 10 percent if the fuel has been 
demonstrated to have an equal or greater emissions benefit as diesel fuel with maximum aromatic 
content of 10 percent, but no verified fuel has had an aromatic content greater than 25 percent. 

Section 60.4209(a) requires a non-resettable hour meter.   

The engine will comply with the requirements of Section 60.4211(b) because it has been certified in 
accordance with 40 CFR Part 89.  

The engine will comply with the requirement in Section 60.4211(e) to run for less than 100 hours 
per year for maintenance checks and readiness testing.  

The owner/operator is not required to submit an initial notification to EPA for emergency engines 
in accordance with Section 60.4214(b).  

Because the engine does not have a diesel particulate filter, it is not subject to Section 60.4209(b) 
(installation of a backpressure monitor) or 60.4214(c) (records of corrective action taken after high 
backpressure).  

The owner/operator is required to comply with certain sections of 40 CFR 60, Subpart A, General 
Provisions, as listed in Subpart IIII, Table 8.  There general provisions are 60.1, 60.2, 60.3, 60.4, 
60.5, 60.6, 60.7 (as specified in 60.4214(a)), 60.9, 60.10, 60.12, 60.14, 60.15, 60.16, 60.17 and 60.19. 

PSD, and NESHAPS are not triggered. 
 

(i)  

PERMIT CONDITIONS  
 

The following permit condition will be revised as shown.   

 
 
 
 
            COND#  23811   --- ----------------------------------
-  
 
     Application 14917, September 2006  
     Modified by Application 16495, November 2007  
     Modified by Application 19330, February 2009  
     Modified by Application 21713, May 2010  
     Modified by Application 22152, October 2010  
     Plant 14628 (B2758) Emergency Diesel Engines S - 1518 and S -  
     1519  
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     Plant 14628 (B2758) Emergency Diesel Engine S - 1522  
     Plant 14629 (B2759) Emergency Diesel Engines S - 56 and S - 57 
     Plant 14 629 (B2759) Emergency Diesel Engine S - 58            
 
     1.  Operating for reliability - related activities is limited  
     to 50 hours per year per engine.  [Basis: "Stationary 
Diesel  
     Engine ATCM", CA Code of Regulations, Title 17, Section  
     93115. 6(b)(3)(A)2b and 93115.6(a)(3)(A)1c]                  
 
     2.  The owner or operator shall operate each emergency  
     standby engine only for the following purposes: to mitigate  
     emergency conditions, for emission testing to demonstrate  
     compliance with a District, state or Federal emission 
limit,  
     or for reliability - related activities (maintenance and 
other  
     testing, but excluding emission testing).  Operating hours  
     while mitigating emergency conditions or while emission  
     testing to show compliance with District, state or Federal  
     emission limits is not limited. [Basis: Regulation 9 - 8- 330,  
     "Stationary Diesel Engine ATCM", CA Code of Regulations,  
     Title 17, Section 93115.4(29)]                              
 
     3.  The owner/operator shall operate each emergency standby  
     engine only when a non - resettable totalizing meter (with a  
     minimum display capability of 9,999 hours) that measures 
the  
     hours of operation for the engine is installed, operat ed 
and  
     properly maintained.  [Basis: Regulation 9 - 8- 530,  
     "Stationary Diesel Engine ATCM", CA Code of Regulations,  
     Title 17, Section 93115.10(e)(1)]                           
 
     4.  Records: The owner/operator shall maintain the 
following  
     monthly records in a District - approved log for at least 60  
     months from the date of entry. Log entries shall be 
retained  
     on- site, either at a central location or at the engine's  
     location, and made immediately available to the District  
     staff upon request.  
     a.  Hours of operation for reliability - related activities  
     (maintenance and testing).  
     b.  Hours of operation for emission testing to show  
     compliance with emission limits.  
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     c.  Hours of operation (emergency).  
     d.  For each emergency, the nature of the emergency  
     condition.  
     e.  Fuel usage for each engine(s)  
     [Basis: Regulation 9 - 8- 530, Regulation 2 - 6- 501, and  
     "Stationary Diesel Engine ATCM", CA Code of Regulations,  
     Title 17, Section 93115.10(g) ]  
 
 
RECOMMENDATION  
Waive an Authority to Construct and grant a Permit to Operate to Tesoro Refining and Marketing 
Company for the following equipment: 
 
S-1552  Emergency Diesel Pump, Caterpillar C-7, 205 HP 
 

 
 

By:        

 Arthur Valla      October 12, 2010 

 Senior Air Quality Engineer  
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Application 22169, S-1553 Backup Boiler 
 
 

ENGINEERING EVALUATION  
Tesoro Refining and Marketing Company 

PLANT NO. 14628 
APPLICATION NO.  22169 

 

BACKGROUND  

 

The Tesoro Refining and Marketing Company (Tesoro) is applying for an Authority to Construct 

and/or Permit to Operate the following equipment: 

 

 S-1553 Backup Steam Boiler #3, 99 MM Btu/hr, Natural Gas Fired, Abated by 
A-1553 SCR 

 

This is a third backup boiler.  The other two boilers were permitted via Application 20977: 

 

 S-1550 Backup Steam Boiler #1, 99 MM Btu/hr, Natural Gas Fired, Abated by 
A-1550 SCR  

 S-1551 Backup Steam Boiler #2, 99 MM Btu/hr, Natural Gas Fired, Abated by 
A-1551 SCR 

 
These Backup Boilers are needed to ensure adequate steam supply for the refinery when existing 

boilers S-901 and S-904 are removed from service for turnaround/maintenance.  The third 

boiler S-1553 will be a new source, but emissions will not change for all three boilers by 

keeping the current firing limits and time allowed for unabated operation in Condition 

24491-4 and 24491-6: 

 

4.  Except for a time period not to exceed 24 hours per boiler startup or shutdown, the 

owner/operator shall ensure that S-1550, and S-1551 and S-1553 are only operated when 

abated by SCRs A-1550, and A-1551 and A-1553, respectively.  The total cumulative 

hours that S-1550 or S-1551all three boilers can be is operated without SCR abatement 

shall not exceed 192 hours per consecutive 12-month period.  (Basis: Cumulative 

Increase, Offsets, Toxics) 

 

6.  The owner/operator shall ensure that the total fuel fired in S-1550, and S-1551 and S-1553 

shall not exceed 4,277,000 therms in any 12 consecutive month period.  (Basis: 

Cumulative Increase, Offsets, Toxics) 

   

By using this permitting rationale, the application qualifies for the Accelerated Permitting 

Program and the Temporary Permit to Operate was granted August 3, 2010. 

 

In addition, Tesoro has requested that Condition 24491-3 be deleted.  The time limit can be an 

operating problem and emissions are effectively capped by conditions 24491-4 and 24491-

6. 
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3.  The owner/operator shall ensure each boiler S-1550 and S-1551 is not operated for more 

than 2160 hours in any consecutive 12-month period.   (Basis: Cumulative Increase, 

Offsets, Toxics) 

 

 
EMISSION CALCULATIONS  

 

Emission Factors 

 

The following emissions factors are used to calculate emissions from Backup Boiler S-1553, which are the same as 

Boilers S-1550 an S-1551. 

 

NOx:   7 ppm @ 3% O2 when abated by SCR (BACT) 

 30 ppm @ 3% O2 without SCR operation (192 hrs/yr per boiler) 

CO: 50 ppm @ 3% O2 (BACT) 

PM10 7.45E-3 lb/MMBtu 

VOC 5.39E-3 lb/MMBtu (assume to be all POC) 

SO2 5.88E-4 lb/MMBtu 

Emission factors for PM10, POC, and SO2 are from Chapter 1, Table 1.4-2 of the EPA Document AP-42, 

Compilation of Air Pollutant Emission Factors (lb/10
6
scf / 1020). 

 

Exhaust flow:  (8710 dscf/MMBtu)*(20.95/(20.95-3))=10165.7 dscf/MMBtu at 3% O2 

 

At atmospheric pressure and low temperatures, the ideal gas law will provide the necessary calculation accuracy: 

n = PV/RT = (1atm*10165.7 dscf/MMBtu) /((0.7302 atm-cf/lb-mol R)*(68 + 460 R)) 

= 26.367 lb-mol/MMBtu 

 

NOx w/ SCR: 26.367 lb-mol/MMBtu(7 lb-mol NOx/1E6 lb-mol)(46 lb NOx/lb-mol NOx)  

= 0.00849 lb/MMBtu 

NOx w/o SCR: 26.367 lb-mol/MMBtu(30 lb-mol NOx/1E6 lb-mol)(46 lb NOx/lb-mol NOx)  

= 0.0364 lb/MMBtu 

CO:  26.367 lb-mol/MMBtu(50 lb-mol NOx/1E6 lb-mol)(28 lb CO/lb-mol CO)  

= 0.0369 lb/MMBtu 

 

Annual Emissions: 

 

Emissions from S-1553 Backup Boiler: 

NOx (SCR)   =(99 MMBtu/hr)(0.00849 lb NOx/MMBtu)(2160-192 hrs) = 1654 lb = 0.827 

tons 

NOx (w/o SCR)  =(99 MMBtu/hr)(0.0364 lb NOx/MMBtu)(192 hrs) = 692 lb = 0.346 tons 

NOx (total)  = 1654 + 692 = 2346 lbs = 1.173 tons 

CO   =(99 MMBtu/hr)(0.0369 lb CO/MMBtu)(2160 hrs) = 7891 lb = 3.945 tons 

PM10   =(99 MMBtu/hr)(7.45E-3 lb PM10/MMBtu)(2160 hrs) = 1593 lb = 0.797 tons 

POC   =(99 MMBtu/hr)(5.39E-3 lb POC/MMBtu)(2160 hrs) = 1153 lb = 0.576 tons 

SO2   =(99 MMBtu/hr)(5.88E-4 lb SO2/MMBtu)(2160 hrs) = 126 lb = 0.063 tons 

 
However, as explained above, the total annual fuel throughput for all three boilers will not change, so there will not 

be any emissions increase (any emissions from S-1553 will cause a reduction in emissions from the other boilers S-

1550 and S-1551). 

 
 

Cumulative Increase: 

 

There is no cumulative increase in emissions. 
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Maximum Daily Emissions: 

 
NOx (SCR)  =(99 MMBtu/hr)(0.00849 lb NOx/MMBtu)(24 hrs) = 20.1 lb  

NOx (w/o SCR)  =(99 MMBtu/hr)(0.0364 lb NOx/MMBtu)(24 hrs) = 86 lb 

CO   =(99 MMBtu/hr)(0.0369 lb CO/MMBtu)(24 hrs) = 88 lb  

PM10   =(99 MMBtu/hr)(7.45E-3 lb PM10/MMBtu)(24 hrs) = 17.7 lb  

POC   =(99 MMBtu/hr)(5.39E-3 lb POC/MMBtu)(24 hrs) = 12.8 lb  

SO2   =(99 MMBtu/hr)(5.88E-4 lb SO2/MMBtu)(24 hrs) = 1.4 lb  

 
 

 

 

 

Toxic Risk Screening 

 

 

The following toxic emissions were calculated for each boiler. 

 

TAC Emission Factor 

(lb/mmscf) 

Emission Factor 

(lb/MMBtu

) 

Emissions 

(lb/hr) 

Emissions 

(lb/yr) 

Benzene 2.10E-03 2.1E-06 2.1E-04 4.5E-01 

Dichlorobenzene 6.00E-07 6.0E-10 5.9E-08 1.3E-04 

Formaldehyde 7.50E-02 7.5E-05 7.4E-03 1.6E+01 

Hexane 1.80E00 1.8E-03 1.8E-01 3.8E+02 

Naphthalene 6.10E-04 6.10E-07 6.0E-05 1.3E-01 

Toluene 3.40E-03 3.4E-06 3.4E-04 7.3E-01 

PAH 2.45E-05 2.45E-08 7.0E-06 
 

1.5E-02 
 

 

However, since the toxic emissions are based on boiler firing duty, and the overall annual duty of 

the three boilers will not change, the overall toxic emissions will not change, and a risk 

screen is not required.  The risk screen conducted for the first two boilers showed the 

project risk is considered acceptable with a Maximum Cancer Risk of 0.004 in a million, 

the chronic hazard index of 0.00008 and the acute hazard index of 0.003. 
 

BEST AVAILABLE CONTROL TECHNOLOGY   

 

In accordance with Regulation 2, Rule 2, Section 301, BACT is triggered for any new or 

modified source with the potential to emit 10 pounds or more per highest day of POC, 

NPOC, NOx, CO, SO2 or PM10.  Emissions from S-1553 trigger BACT for the following 

pollutants:  NOx, CO, PM10, and POC.   

 

A BACT Determination for these backup boilers was made in Application 20977. The Achieved 

in Practice BACT for these Backup Boilers was determined as follows: 

 

NOx: 7 ppm @ 3% O2 

CO: 50 ppm @ 3% O2 

POC emissions comply with BACT when Good Combustion Practices are followed. 
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PM10 emissions comply with BACT by the use of Natural Gas Fuel.   

 
OFFSETS   
 

There are no increase in annual emissions due to this application, so Offsets are not required.  A summary of the 

offsets for Application 20977 follows: 

 

Description NOx (tons) POC (tons) 

S-1550 Emissions 1.173 0.576 

S-1551 Emissions 1.173 0.576 

Total Emissions    2.346    1.152 

Adjusted for Offset Ratio of 1.15 2.698 1.325 

Return of S-1494 & S-1495 credits when taken out of service 

via Application 7642  

-1.208 -0.101 

Offset Requirements 1.490 1.224 

Offset via Bank 968 -1.490 -1.224 

The total POC offsets from Bank 968 are 2.714 tons. 

 

 

 

NSPS   

 

S-1553 is not Subject to NSPS Subpart Ja because it is not a Fuel Gas Combustion Devices (natural gas is excluded 

from the definition of Fuel Gas in 40 CFR 60.101a unless it is commingled with refinery fuel gas). 

 

S-1553 is not Subject to NSPS Subpart Db (Standards of Performance for Industrial-Commercial-Institutional Steam 

Generating Units) because the firing rate is less than 100 MMBtu/hr.  The Backup Boilers is subject to NSPS 

Subpart Dc because the boiler firing rate is greater than 10 MMBtu/hr and less than 100 MMBtu/hr.  Emission 

Standards in Subpart Dc do not apply to S-1553 because the boiler is only fired on Natural Gas.  S-1553 is only 

subject to the notification and recordkeeping requirements of 40 CFR 60.48c. 

 

NESHAPs and MACT 

 

S-1553 is not subject to NESHAPs and MACT because they are fired exclusively on Natural Gas 

and are not used as a control device of any HAPs emissions.   
 

PREVENTION OF SIGNIFICANT DETERIORATION (PSD)  

 

The Tesoro facility is an existing major stationary source.  To determine the applicability of PSD, 40 CFR 

52.21(b)(2)(i) requires a two-step evaluation.  The first step is to determine if the project will result in a significant 

emissions increase.  The second step it to determine if the project will result in a significant net emissions increase.  

Both steps need to result in emissions that exceed significance levels for PSD to apply. 

 

The emissions increases need to be determined and compared to the following significance levels 

[40CFR52.21(b)(23)(i)]: 

Carbon monoxide: 100 tons per year (tpy) 

Nitrogen oxides: 40 tpy 

Sulfur dioxide: 40 tpy 

Particulate matter: 25 tpy of particulate matter emissions 

PM10: 15 tpy 

PM2.5: 10 tpy of direct PM2.5emissions; 40 tpy of sulfur dioxide emissions; 40 tpy of nitrogen oxide 

emissions unless demonstrated not to be a PM2.5precursor under paragraph (b)(50) of this section 

Ozone: 40 tpy of volatile organic compounds or nitrogen oxides 

Sulfuric acid mist: 7 tpy 

Hydrogen sulfide (H2S): 10 tpy 
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Total reduced sulfur (including H2S): 10 tpy 

Reduced sulfur compounds (including H2S): 10 tpy 

 

The óprojectô for this application is to install backup boilers to provide process steam while the Main Boilers are 

shutdown.  The baseline actual emissions for steam production would decrease since the backup boilers, rated at 99 

MMBtu/hr each, are operating while one of the main boilers are shutdown (S-901 @ 668MM Btu/hr and S-904 @ 

775 MM Btu/hr).  Even if all three backup boilers are fired a full rate, the 3x99 = 297 MMBtu/hr duty would be less 

than half the duty on the shutdown boiler.  Consequently, the net emissions change would be a reduction.  Therefore, 

PSD does not apply. 

 

STATEMENT OF COMPLIANCE  
 

The owner/operator of S-1553 Backup Boiler shall comply with Regulation 6, Rule 1 (Particulate 

Matter General Requirements).  The owner/operator is expected to comply with Regulation 

6 since the unit is only fueled with natural gas.  Thus for any period aggregating more than 

three minutes in any hour, there should be no visible emission as dark or darker than No. 1 

on the Ringlemann Chart (Regulation 6-1-301) and no visible emission to exceed 20% 

opacity (Regulation 6-1-302).   

 

The owner/operator of S-1553 Backup Boiler shall comply with Reg. 9-1-301 (Inorganic 

Gaseous Pollutants:  Sulfur Dioxide for Limitations on Ground Level Concentrations). 

 

The owner/operator is not subject to Regulation 9 Rule 7:  Nitrogen Oxides and Carbon 

Monoxide from Industrial, Institutional, and Commercial Boilers, Steam Generators, and 

Process Heaters as per Regulation 9-7-110.3 since S-1553 will be operated at the Tesoro 

Refinery.   

 

The owner/operator is not subject to Regulation 9 Rule 10:  Nitrogen Oxides and Carbon 

Monoxide from Boilers, Steam Generators, and Process Heaters in Petroleum Refineries 

because S-1553 is not a ñUnitò as defined by Regulation 9-10-220.  S-1553 did not have an 

Authority to Construct or Permit to Operate prior to January 5, 2004.   

 

The owner/operator is subject to Regulation 8, Rule 18.  The natural gas fuel lines and 

components will be constructed in accordance with the requirements of the 8-18 standards 

and added to the facility fugitive emissions monitoring program. 

 
The project is considered to be ministerial under the District's CEQA regulation 2-1-311 and therefore is not subject 

to CEQA review.   

 

The project is over 1000 feet from the nearest school and therefore not subject to the public notification 

requirements of Reg. 2-1-412. 

 

The owner/operator of S-1553 Backup Boiler shall comply with BACT and NSPS. 

 

Offsets, Toxics, PSD and NESHAPS do not apply. 

 

 

PERMIT CONDITIONS   
 

Condition 24491 will be revised as follows: 
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Application 20977 (November 2009) 

Modified by Application 22169 (September 2010).  Added S-1553 and deleted Part 3. 

 

S-1550  Backup Steam Boiler #1, 99 MM Btu/hr, Natural Gas Fired, Abated by A-1550 

SCR  

S-1551  Backup Steam Boiler #2, 99 MM Btu/hr, Natural Gas Fired, Abated by A-1551 

SCR 

S-1553  Backup Steam Boiler #3, 99 MM Btu/hr, Natural Gas Fired, Abated by A-1553 

SCR 

 

1. The owner/operator shall ensure that S-1550, and S-1551 and S-1553 are fired 

exclusively on natural gas at a rate not to exceed 99 MMBtu/hr each.  (Basis: Cumulative 

Increase, Offsets, Toxics, NSPS, BACT) 

 

2. The owner/operator shall ensure that S-1550, and S-1551 and S-1553 are on site at the 

refinery for no more that 6 consecutive months per 12 consecutive month period.  The 6-

month period for each boiler begins upon the initial firing of the boiler.  (Basis:  BACT) 

 

3. Deleted.  (Application 22169)The owner/operator shall ensure each boiler S-1550 and S-

1551 is not operated for more than 2160 hours in any consecutive 12-month period.   

(Basis: Cumulative Increase, Offsets, Toxics) 

 

4. Except for a time period not to exceed 24 hours per boiler startup or shutdown, the 

owner/operator shall ensure that S-1550, and S-1551 and S-1553 are only operated when 

abated by SCRs A-1550, and A-1551 and A-1553, respectively.  The total cumulative 

hours that all three boilers can beS-1550 or S-1551 is operated without SCR abatement 

shall not exceed 192 hours per consecutive 12-month period.  (Basis: Cumulative 

Increase, Offsets, Toxics) 

 

5. The owner/operator shall ensure that S-1550, and S-1551 and S1553 are not operated 

unless they are each equipped with a District approved, fuel flow meter that measures the 

total volume of fuel throughput to S-1550, and S-1551 and S-1553 in units of standard 

cubic feet.  (Basis: Cumulative Increase, Offsets, Toxics) 

 

6. The owner/operator shall ensure that the total fuel fired in S-1550, and S-1551 and S-

1553 shall not exceed 4,277,000 therms in any 12 consecutive month period.  (Basis: 

Cumulative Increase, Offsets, Toxics) 

 

7. Except for periods of startup and shutdown as allowed in Part 4, the owner operator shall 

not operate S-1550, or S-1551 or S-1553 unless NOx emissions are less than 7 ppmv, dry, 

@ 3% O2.  (Basis: Cumulative Increase, Offsets, BACT) 

 

8. During for periods of startup and shutdown as allowed in Part 4, the owner operator shall 

not operate S-1550, or S-1551 or S-1553 unless NOx emissions are less than 30 ppmv, 

dry, @ 3% O2.  (Basis: Cumulative Increase, Offsets) 
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9. The owner operator shall not operate S-1550, or S-1551 or S-1553 unless CO emissions 

are less than 50 ppmv, dry, @ 3% O2.  (Basis: Cumulative Increase, Offsets, BACT) 

 

10. Within 10 days of the first fire date, the owner/operator shall conduct a District approved 

source test of each S-1550,  and S-1551 and S-1553.  The District approved source test 

shall measure the emission rates of NOx, POC, SO2, and PM10, from S-1550, and S-

1551 and S-1553 while it is operated at not less than 80 MMBtu/hr.  The owner/operator 

shall ensure that within 45 days of the date of completion of the source testing, two 

identical copies of the source tests results (each referencing permit application #20977, 

#22168, and plant #14628) are received by the District.  One copy shall be sent to Source 

Testing and the other shall be sent to the Engineering Division.  This District approved 

source test shall be repeated within 5 days of each subsequent boiler startup (or any 

operation without SCR abatement) during the 6-month period of boiler operation.  (Basis: 

Cumulative Increase, Offsets, BACT) 

 

11. In a District approved log, the owner/operator shall record the manufacturer, make, 

model, and maximum rated firing rate of each boiler used as S-1550, and S-1551 and S-

1553, and the following information for each calendar day that either S-1550, or S-1551, 

or S-1553 fires fuel.  The District approved log(s) shall be retained by the owner/operator 

on site for at least 5 years from the date of the last entry and made available to District 

staff upon request.  (Basis: Cumulative Increase, Offsets, Toxics, BACT) 

a. The date and hours that each S-1550, and S-1551 and S-1553 fire fuel. 

b. The amount of fuel fired at each S-1550, and S-1551 and S-1553. 

c. The hours that each S-1550, and S-1551 and S-1553 operate without abatement 

by a fully functioning SCR. 
d. The amount of steam produced at each boiler S-1550, and S-1551 and S-1553. 

 
 

RECOMMENDATION  
Waive an Authority to Construct and grant a Permit to Operate to Tesoro Refining and Marketing Company for the 

following source: 

 

 S-1553 Backup Steam Boiler #3, 99 MM Btu/hr, Natural Gas Fired, Abated by 
A-1553 SCR 

 

EXEMPTIONS  

none 

 

 

 

By:  

 Arthur P Valla 

 Senior Air Quality Engineer 

September 16, 2010 
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Application 22580, S-920 NOx Box Revision 
 

EVALUATION REPORT  

TESORO REFINING AND MARKETING COMPANY  

REVISED NOx BOX FOR S-920, F-20  

No. 2 HDS CHARGE HEATER 

APPLICATION 22580, PLANT 14628 
 

 

BACKGROUND  
 

The Tesoro Golden Eagle Refinery (Tesoro) operates several furnaces and boilers that are 

subject to Regulation 9, Rule 10, Nitrogen Oxides And Carbon Monoxide From Boilers, Steam 

Generators And Process Heaters In Petroleum Refineries.  Regulation 9-10-301 limits the 

refinery wide NOx emissions to 0.033 lb/MMBtu of fired duty.  Regulation 9-10-502 requires 

the installation of a NOx, CO and O2 CEM to demonstrate compliance with Regulation 9-10-

301.  Regulation 9-10-502 also allows a CEM equivalent verification system to determine 

compliance with Regulation 9-10-301.  The District and Tesoro have produced the CEM 

equivalent verification system.  This system is called the ñNOx Boxò.  The NOx Box is an 

operating window for the unit, expressed in terms of fired duty and oxygen content in the flue 

gas.  The operating window is established by source tests for various operating conditions.  The 

source tests demonstrate the NOx emissions are equal to or less than a specified emission factor.  

As long as the fired unit duty and oxygen content are in this NOx Box operating window, the 

specified emission factor is used to determine compliance with the 0.033 lb/MMBtu limit of 

Regulation 9-10-301.  The Permit Condition that contains the details of the NOx Box is #18372. 

 

Condition 18372, Part 30 required Tesoro to submit the initial NOx Box for the affected sources 

by January 1, 2005.  Tesoro met this requirement via Application 15682.  The NOx Boxôs in the 

application were supported by properly conducted source tests and the NOx Box operating 

windows for all the affected sources have been included in Revision 4 of the Title V permit 

(reference:  Section VI, Condition 18372, Part 31A, NOx Box Ranges). 

 

This application requests a change in the NOx Box operating window for: 

 
 S-920 F-20 No. 2 HDS Charge Heater, 63 MMBTU/hr  
 

The change is as follows: 
 

 

 

Source 

No. 

 

 

Emission 

Factor 

(lb/MMBtu)  

 

Min O 2 at 

Low Firing  

(O2% , 

MMBtu/hr)  

 

Max O2 at 

Low Firing  

(O2% , 

MMBtu/hr)  

 

Min O 2 at 

High Firing  

(O2% , 

MMBtu/hr)  

Mid O 2 at 

Mid/High Firing 

(polygon) 

(O2% , 

MMBtu/hr)  

 

Max O2 at High 

Firing  

(O2% , 

MMBtu/hr)  

920 0.046 5.0, 

24.84 

7.7, 17.86 6.7, 55.12 7.1, 15.34 8.0, 60.26 

0.055 7.7, 

17.86 

10.8, 

27.53 

8.0, 60.26 N/A 10.0, 45.15 
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920 

new 

0.042 2.5, 

25.72 

7.7, 17.86 2.7, 38.29 7.1, 15.34 8.0, 60.26 

0.055 7.7, 

17.86 

10.8, 

27.53 

8.0, 60.26 N/A 10.0, 45.15 

Tesoro is using two operating ranges as allowed by Condition 18372, Part 30. 

 

The changes are supported by source tests reviewed by the Source Test Section. 

 

This application is being processed as an administrative change in conditions since there is 

reduction to the specified NOx emission factor for this unit. 

 

This is the second revision to the S-920 NOx Box, but the emission factor was not increased, so a 

CEM is not required.  According to Engineering Policy approved 4/11/03 and included in 

Appendix B of the December 2003 Title V Statement of Basis, a CEM is only required if two 

source tests in a 5-year period exceed the NOx emission factor. 

 

 

The following diagram summarizes the changes to the S-920 NOx Box: 
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EMISSIONS SUMMARY  
 

There are no changes in emissions due to this application.  The emission factors are unchanged 

by this application and there will be no impact on the overall facility limit of 0.033 lb/MMBtu 

required by Regulation 9-10-301. 

 

 

PLANT CUMULATIVE INCREASE  

 

There are no net changes to the plant cumulative emissions. 

 

 

TOXIC RISK SCREEN  

 

This proposed NOx Box change would not emit toxic compounds in amounts different that 

previously emitted.  Therefore, a toxic risk screen is not required. 

 

BEST AVAILABLE CONTROL TECHNOLOGY  

 

BACT is triggered for new or modified sources that emit criteria pollutants in excess of 10 

lbs/day.  However, Regulation 2-1-234 defines a modified source as one that results in an 

increase in daily or annual emissions of a regulated air pollutant.  For this application, there is no 

change in emissions.  Therefore, BACT does not apply. 

 

PLANT LOCATION  

 

According to the SCHOOL program, the closest school is Las Juntas Elementary, which is 

almost two miles from the facility. 

 

COMPLIANCE  
 

The change to the NOx Box will not change the compliance for Furnace S-920.  Emissions from 

S-920 will continue to comply with all applicable regulations, including Regulation 6, Rule 1 and 

Regulation 9, Rule 10. 

 

The closest school is over a mile from the facility, so the Public Notice requirements of 

Regulation 2-1-214 do not apply. 

 

Toxics, CEQA, NESHAPS, BACT, Offsets and NSPS do not apply. 

 

CONDITIONS  
 



Permit Evaluation and Statement of Basis:  Site B2758 & B2759, Tesoro Refining & Marketing Company, LLC, 

Golden Eagle Refinery, 150 Solano Way, Martinez, CA  94553 
    

Proposed Rev 5 Statement of Basis 96 November 3, 2015 

The NOx Box Condition 18372, will be modified as shown below.  Only the substantive changes 

for the S-920 NOx Box points detailed in Part 31A are shown.  For clarity, the change is tracked 

from the version in Revision 4 of the Title V permit.  All of the other parts of Condition 18372 

remain unchanged by this application. 

 
Condition 18372 

 

31. Except as provided in part 31B & C, the owner/operator shall operate each source 

within the NOx Box ranges listed below at all times of operation. This part shall 

not apply to any source that has a properly operated and properly installed NOx 

CEM. (Regulation 9-10-502) 

 

A.   NOx Box ranges 

 
 

 

 

Source 

No. 

 

 

|Emission 

Factor 

(lb/MMBtu)  

 

Min O2 at 

Low Firing  

(O2% , 

MMBtu/hr)  

 

Max O2 at Low 

Firing  

(O2% , 

MMBtu/hr)  

 

Min O2 at 

High Firing  

(O2% , 

MMBtu/hr)  

Mid O2 at 

Mid/High Firing 

(polygon) 

(O2% , 

MMBtu/hr)  

 

Max O2 at 

High Firing  

(O2% , 

MMBtu/hr)  

920 0.0426 5.0, 24.84 

2.5, 25.72 

7.7, 17.86 6.7, 55.12 

2.7, 38.29 

7.1, 15.34 8.0, 60.26 

 0.055 7.7, 17.86 10.8, 27.53 8.0, 60.26 N/A 10.0, 

45.15 

The limits listed above are based on a calendar day averaging period for both firing rate and O2%. 

 

RECOMMENDATION  

 
It is recommended that a Change of Conditions to the Permit to Operate be granted to Tesoro for: 

 
 S-920 F-20 No. 2 HDS Charge Heater, 63 MMBTU/hr  
 

 

 

_________________________________          _______________ 

            Arthur P. Valla    Date 

         Senior Air Quality Engineer   November 4, 2010 
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Application 22582, S-926 NOx Box Revision 
 

EVALUA TION REPORT  

TESORO REFINING AND MARKETING COMPANY  

REVISED NOx BOX FOR S-926,  

F-26 No 2 REFORMER SPLITTER 

APPLICATION 22582, PLANT 14628 
 

 

BACKGROUND  
 

The Tesoro Golden Eagle Refinery (Tesoro) operates several furnaces and boilers that are 

subject to Regulation 9, Rule 10, Nitrogen Oxides And Carbon Monoxide From Boilers, Steam 

Generators And Process Heaters In Petroleum Refineries.  Regulation 9-10-301 limits the 

refinery wide NOx emissions to 0.033 lb/MMBtu of fired duty.  Regulation 9-10-502 requires 

the installation of a NOx, CO and O2 CEM to demonstrate compliance with Regulation 9-10-

301.  Regulation 9-10-502 also allows a CEM equivalent verification system to determine 

compliance with Regulation 9-10-301.  The District and Tesoro have developed the CEM 

equivalent verification system.  This system is called the ñNOx Boxò.  The NOx Box is an 

operating window for the unit, expressed in terms of fired duty and oxygen content in the flue 

gas.  The operating window is established by source tests for various operating conditions.  The 

source tests demonstrate the NOx emissions are equal to or less than a specified emission factor.  

As long as the fired unit duty and oxygen content are in this NOx Box operating window, the 

specified emission factor is used to determine compliance with the 0.033 lb/MMBtu limit of 

Regulation 9-10-301.  The Permit Condition that contains the details of the NOx Box is #18372. 

 

Condition 18372, Part 30 required Tesoro to submit the initial NOx Box for the affected sources 

by January 1, 2005.  Tesoro met this requirement via Application 15682.  The NOx Boxôs in the 

application were supported by properly conducted source tests. 

 

This application requests a change in the NOx Box operating window for: 

 
 S-926 F-26 No 2 Reformer Splitter, 145 MMBTU/hr   
 

The change is as follows: 
 

 

 

Source 

No. 

 

 

Emission 

Factor 

(lb/MMBtu)  

 

Min O 2 at 

Low Firing  

(O2% , 

MMBtu/hr)  

 

Max O2 at 

Low Firing  

(O2% , 

MMBtu/hr)  

 

Min O 2 at 

High Firing  

(O2% , 

MMBtu/hr)  

Mid O 2 at 

Mid/High Firing 

(polygon) 

(O2% , 

MMB tu/hr)  

 

Max O2 at High 

Firing  

(O2% , 

MMBtu/hr)  

926 

Old 

0.032 1.8, 32.81 4.4, 32.81 2.9, 126.72 N/A 3.9, 131.59 

0.037 4.4, 32.81 8.3,29.60 3.9, 131.59 N/A 7.0, 77.89 

926 

New 

0.032 1.8, 32.81 5.3, 29.30 2.9, 126.72 N/A 3.9, 131.59 

0.037 5.3, 29.30 8.3,29.60 3.9, 131.59 N/A 7.0, 77.89 

 

Tesoro is using two operating ranges as allowed by Condition 18372, Part 30. 
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The changes are supported by source tests reviewed by the Source Test Section. 

 

This application is being processed as an administrative change in conditions since there is no 

change to the specified NOx emission factor for this unit. 

 

This is the second revision to the S-926 NOx Box, but the emission factor was not increased, so a 

CEM is not required.  According to Engineering Policy approved 4/11/03 and included in 

Appendix B of the December 2003 Title V Statement of Basis, a CEM is only required if two 

source tests in a 5-year period exceed the NOx emission factor. 

 

The following diagram summarizes the changes to the S-913 NOx Box: 
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EMISSIONS SUMMARY  
 

There are no changes in emissions due to this application.   

 

PLANT CUMULATIVE INCREASE  

 

There are no net changes to the plant cumulative emissions. 

 

TOXIC RISK SCREEN  

 

This proposed NOx Box change would not emit toxic compounds in amounts different that 

previously emitted.  Therefore, a toxic risk screen is not required. 

 

BEST AVAILABLE CONTROL TECHNOLOGY  

 

BACT is triggered for new or modified sources that emit criteria pollutants in excess of 10 

lbs/day.  However, Regulation 2-1-234 defines a modified source as one that results in an 

increase in daily or annual emissions of a regulated air pollutant.  For this application, there is no 

change in emissions.  Therefore, BACT does not apply. 

 

PLANT LOCATION  

 

According to the SCHOOL program, the closest school is Las Juntas Elementary, which is 

almost two miles from the facility. 

 

 

COMPLIANCE  
 

The change to the NOx Box will not change the compliance for Furnace S-926.  Emissions from 

S-926 will comply with Regulation 6 and Regulation 9, Rule 10 as before the change. 

 

The closest school is over a mile from the facility, so the Public Notice requirements of 

Regulation 2-1-214 do not apply. 

 

Toxics, CEQA, NESHAPS, BACT, Offsets and NSPS do not apply. 

 

 

CONDITIONS  
 

The NOx Box Condition 18372, will be modified as shown below.  Only the substantive changes 

for the S-926 NOx Box points detailed in Part 31A are shown.  All of the other parts of 

Condition 18372 remain unchanged by this application. 

 
 

 

 

Condition 18372 
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*31. Except as provided in part 31B & C, the owner/operator shall operate each source 

within the NOx Box ranges listed below at all times of operation. This part shall 

not apply to any source that has a properly operated and properly installed NOx 

CEM. (Regulation 9-10-502) 

 

A.   NOx Box ranges 

 
 

 

 

Source 

No. 

 

 

|Emission 

Factor 

(lb/MMBtu)  

 

Min O2 at 

Low Firing  

(O2% , 

MMBtu/hr)  

 

Max O2 at Low 

Firing  

(O2% , 

MMBtu/hr)  

 

Min O2 at 

High Firing  

(O2% , 

MMBtu/hr)  

Mid O2 at 

Mid/High Firing 

(polygon) 

(O2% , 

MMBtu/hr)  

 

Max O2 at 

High Firing  

(O2% , 

MMBtu/hr)  

926 0.032 1.8, 32.81 5.3, 29.30 

4.4, 32.81 

2.9, 

126.72 

N/A 

 

3.9, 

131.59 

 0.037 5.3, 29.30 

4.4, 32.81 

8.3, 29.60 

 

3.9, 

131.59 

N/A 7.0, 77.89 

 

The limits listed above are based on a calendar day averaging period for both firing rate and O2%. 

 

 

RECOMMENDATION  

 
It is recommended that a Change of Conditions to the Permit to Operate be granted to Tesoro for: 

 
 S-926 F-26 No 2 Reformer Splitter, 145 MMBTU/hr  
 

 

 

_________________________________          _______________ 

            Arthur P. Valla    Date 

         Senior Air Quality Engineer   November 4, 2010 
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Application 22615, S-1020 Reformer Hot Feed Project 
 
  

EVALUATION REPORT  
TESORO - GOLDEN EAGLE REFINRY  

Application #22615 - Plant #14628 
 

150 Solano Way 
Martinez, CA 94553 

 
I. BACKGROUND  
 

Tesoro has applied for an energy conservation project that is justified as a greenhouse gas 
reduction project.  Currently the product naphtha from the No 1 HDS unit is cooled and stored in 
tankage.  The naphtha is then heated and fed to the No 3 Reformer.  This energy conservation 
project proposes to add a line that bypasses the tankage.  This proposed new line will allow the 
hot product from the No 1 HDS Unit to be directly fed to the No 3 Reformer.  The energy 
conservation arrives from the steam savings realized by not heating a cooled process stream.  
From a permitting standpoint, this project causes a change in the method of operation that may 
increase emissions.  New fugitive components are proposed to accomplish the objectives of this 
project.  The total emissions for the project fugitive emissions are below 10 lb/day, but exemption 
Regulation 2-1-128.21 does not apply when there is a change in operation.  Per Regulation 2-1-
234, this energy conservation project is a modification for the following equipment: 
 
S-1002  No 1 HDS 
S-1020   No 3 Reformer 
 
 
 
 Cold Naphtha                                     Cold Naphtha 
 
 
 Hot Naphtha Bypassing Tankage 
 
 
Even though this project will save energy by reducing the steam required in these process units, 
Tesoro will retain the current operation.  This allowance to operate either way causes a potential 
to debottleneck the process if both operations are used simultaneously.  The permitting approach 
to address potential debottlenecking is to limit the throughputs of S-1002 and S-1020.   
 
Tesoro is also altering the following source: 
 
S-641  Tank A641, External Floating Roof, 3,360,000 gallons 
 
In the original application, S-641 was modified by adding fugitive components.  However, Tesoro 
later revised the fugitive emission components such that there is no increase in emissions. 
 
This application also specifies that there will be emissions changes to the following two fired 
sources: 
 
S-904 No 6 Boiler, 775 MMBtu/hr 
S-971 F53 No 3 Reformer Charge Heater, 300 MMBtu/hr 
 
The application states that these sources would be fired a lower rates.  Both of these sources are 
included in the refinery bubble Condition 8077 and since there will be no change to the permitted 
limits in this condition, from a permitting standpoint there will be no change in emissions for 
these two sources. 
 
During the completeness determination for this project, a review was conducted regarding the 
permitting status of these sources.  The following issues surfaced causing complications to this 
permitting action. 
 
 
S-1002 No 1 HDS Unit.   

S-1002 

No 1 HDS 

S-638 and S-641 

Naphtha Tankage 

S-1020  

No 3 Reformer 
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In 1991, the capacity of S-1002 was increased from 12,000 BPD to 25,000 BPD via NSR 
Application 6468 Diesel Upgrade Project.  The Districtôs application file folder for 6468 is 
missing.  Thus the engineering evaluation is not available. From the available documents that 
could be found, it appears that this Diesel Upgrade Project increased the capacity of S-1002 and 
associated furnaces S-916 and S-917.  New fugitive components were also part of the project 
scope.   
 
It also appears that all emissions increases for Application 6468 were offset by including the 
emissions in the refinery bubble (originally created via No 3 HDS Plant Expansion Project 
Application 27769) currently residing in Condition 8077.   
 
The limited project documents for Application 6468 show that the increase in furnace emissions 
for the Diesel Upgrade Project exceeded 150 lb/day for NOx and SOx triggering the (then) BACT 
threshold.  There is no record of how the furnaces included in the Diesel Upgrade Project 
complied with BACT.  There is also no record of an Authority to Construct being granted to 
Tosco for the modifications to No 1 HDS furnaces S-916 and S-917. 
 
On September 25, 1992, an Authority to Construct was granted to then owner Tosco, for S-1002 
at a capacity of 25,000 BPD.  Permit Condition 8350 was imposed allowing S-1002 a throughput 
limit of 25,000 barrels of naphtha per day, based on a 365-day average. 
 
As part of the initial Title V permit preparations, throughput limits had to be established for 
grandfathered sources.  This effort was completed by Mr. Carter of the District and Ms. Lim of 
Ultramar (the owner of the Golden Eagle Refinery at the time).  A final summary of this analysis 
is captured in an Excel spreadsheet titled ñUltramar- rev8ò.  This summary includes S-1002, even 
though it was not a grandfathered source.  The information in this summary is confusing: 

 
 
All throughput information (9,125 kbbl/yr, 1042 barrels/hr max) is equivalent to the NSR limit of 
25,000 BPD except one entry that has a maximum rate of 28,000 BPD.  There is a comment 
referring to actual max data, but it is unclear how or why this should apply.  S-1002 was not a 
grandfathered limit, and S-1002 has a permit condition limit that imposes a 25,000 BPD NSR 
limit.   The probably explanation is that the NSR limit is a 365-day average, and the unit has 
reached a 28,000 BPD capacity at some duration of operation.  Regardless of the explanation, the 
28,000 BPD capacity was transferred to the initial version of the Title V permit: 
 
 
 
 
 
 
 
 
 
 
 
 

It 

should be noted that even though the 28,000 BPD was included in the Capacity column, the 
9,125,000 BPY was retained (which is the 25,000 BPD x 365).  This is the primary reason for the 
probable explanation in the paragraph above regarding the 28,000 BPD capacity. 
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In 2006, Tesoro submitted Application 14325 to increase the NSR limit of S-1002 to 28,000 BPD 
and 10,220,000 BPY.  The engineering evaluation for this application indicated that this increase 
was to be consistent with the capacity shown in the Title V permit (even though the Title V 
permit showed a 9,125,000 BPY capacity limit).  In this application Tesoro stated that this 
throughput increase would result in throughput increases for the following sources: 
 
S318 Feed Tank to S1002 -- 3000 BPD increase 
S638 and S641 Product Naphtha Tanks -- 3000 BPD increase 
S1004 No 2 Cat Reformer -- 1000 BPD increase 
S1038 Benzene Saturation Unit -- 200 BPD increase 
S851 Ammonia Recovery Unit -- 0.01 tons/day increase in ammonia feed 
S1401 Sulfur Recovery Plant -- 0.1 ton/day increase in H2S feed 
S904 No 6 Boiler -- unspecified increase in firing due to more steam required in S1038 
S1485 Gasoline Blending Tank A870 -- 200 BPD increase 
S1496 Reformate Tank A786 -- 700 BPD increase 
Gasoline production increased 1000 BPD, affecting storage tanks. 
 
There was also a 2000 BPD throughput decrease specified for S637 Naphtha Tank. 

 
Tesoro states in the application that all of "these units will not increase throughput above the 
currently permitted levels, therefore no permitting action is required."  (Currently Tesoro 
characterizes the throughput changes listed above as changes in utilization of the sources.)   
However, according to the Title V permit at the time (óRev 1ô, 12/16/04), all of these sources 
except S904, S1485 and S1496 (the latter two were not included in the Title V permit) were 
grandfathered and grandfathered limits are not considered firm permitting limits.  Furthermore, 
according to Regulation 2-1-234.2, grandfathered source with an emissions increase due to 
debottlenecking is considered modified.  Application 14325 does not appear to have properly 
addressed the debottlenecked sources, accepting instead the grandfathered limits as firm limits.  
Nonetheless, the District did approve Application 14325 and granted the throughput increase 
August 14, 2006. 
 
 
S-1020 No 3 Reformer 
 
 
S-1020 is a Grandfathered source with a maximum capacity specified in the Title V permit of 
25,200 BPD and 8,760,000 BPY (which is 24,000 X 365).  According to the óUltramar- rev8ô 
grandfathered source analysis, the District limits were 20,000 BPD and 7,300,000 BPY: 
 

 
The 20,000 BPD is consistent with the Data Form G that Tosco submitted in 1981, and represents 
the design limits pursuant to Regulation 2-1-234.3.1.2.  Although details are not provided, it 
appears that the 25,200 BPD shown above would qualify for Regulation 2-1-234.3.1.3 which 
allows the highest documented actual levels attained by the source prior to March 1, 2000.   
Regulation 2-1-234.3.2 also limits a source capacity by the capacity of any upstream or 
downstream process that acts as a bottleneck.  On November 10, 2010, in a meeting with the 
District, Tesoro explained that the 25,200 BPD rate is the peak rate S-1020 has ever experienced 
and has historically been limited by a vibration problem in a heat exchange train in the reformer 
itself.  Therefore, the rate that S-1020 is limited to before the source is modified pursuant to 
Regulation 2-1-234 is 25,200 BPD.   

 
 

II.  EMISSION INCREASES 
 
Fugitive Emissions 
The only potential emissions from this project are the fugitive VOC emissions from equipment 
leaks.  The numbers of valves and connectors are shown below.   
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S-641  Tank A641 Naphtha Tank 
  

Component Type 

Net New 
VOC Emission 

Factor VOC Emissions 

Component 
Count (lb/day/component) (lb/day) (lb/year) 

Gas/Vapor Valves 0 0.0015288 0 0 

Light Liquid Valves 0 0.0014736 0 0 

Connectors 0 0.004 0 0 

Pumps 0 0.028872 0 0 

Compressors 0 0.00804 0 0 

Atmospheric 
Gas/Vapor PRVs  

0 0.00972 0 0 

Atmospheric Light 
Liquid PRVs  

0 0.006312 0 0 

TOTAL     0 0 

 
S-1002  No. 1 HDS  
 
Component Type Net New VOC Emission 

Factor 
VOC Emissions 

Component 
Count 

(lb/day/component) (lb/day) (lb/year) 

Gas/Vapor Valves 0 0.0015288 0 0 

Light Liquid 
Valves 

32 0.0014736 0.047 17.2 

Connectors 34 0.004 0.136 49.6 

Pumps 0 0.028872 0 0 

Compressors 0 0.00804 0 0 

Atmospheric 
Gas/Vapor PRVs  

0 0.00972 0 0 

Atmospheric Light 
Liquid PRVs  

0 0.006312 0 0 

TOTAL     0.183 66.9 

 
 
 
 
 
 
 
 
 

S-1020  No. 3 Reformer 
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Component 
Type 

Net New VOC Emission 
Factor 

VOC Emissions 

Component 
Count 

(lb/day/component) (lb/day) (lb/year) 

Gas/Vapor 
Valves 

0 0.0015288 0 0 

Light Liquid 
Valves 

36 0.0014736 0.0530 19.4 

Connectors 36 0.004 0.144 52.6 

Pumps 0 0.028872 0 0 

Compressors 0 0.00804 0 0 

Atmospheric 
Gas/Vapor 
PRVs  

0 0.00972 0 0 

Atmospheric 
Light Liquid 
PRVs  

0 0.006312 0 0 

TOTAL     0.197 71.9 

 
Total POC emissions  = 0.183 + 0.197 = 0.380 lb/day 
   = 138.7 lb/yr 
   = 0.069 ton/yr 

 
III.  PLANT CUMULATIVE INCREASE SINCE 4/5/1991  
  
    Current        New   New Total 
  Ton/yr  Ton/yr  tons/yr 
 POC = 0 0.069 0.069 
  
 
IV.  TOXIC SCREENING ANALYSIS  
 

A "Risk Screening Analysis Questionnaire" form was not required with this application since 
none of the toxic trigger levels was exceeded per Regulation 2-5.   

 
 Toxic Pollutant Hourly  Acute Annual Chronic 
  Emissions Trigger Level Emissions Trigger Level 
 Emitted (lb/hr)  (lb/hr)  (lb/yr)   (lb/yr)  
 Benzene 1.31 E-3 2.9 0.478 6.4 
 Ethylbenzene 6.90 E-4 N/A 0.252 77,000 
 H-Hexane 0 N/A 0 270,000 
 Toluene 3.52 E-3 82 1.29 12,000 
 Xylene, -m 0 49 0 27,000 
 Xylene, -o 3.56 E-3 49 1.30 27,000 
 Xylene,  -p 2.91 E-6 49 1.06 E-3 27,000 
    
V. BEST AVAILABLE CONTROL TECHNOLOGY  
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 This application does not require BACT since all emissions are from fugitive sources are less 
than the 10 pounds per highest day threshold limit per Regulation 2-2-301.  However, Tesoro has 
stated that all new fugitive components will comply with the BACT requirements, which are 100 
ppm for valves and 100 ppm for connectors. 

  
VI.  OFFSETS 
 

Offsets are required for this project pursuant to Regulation 2, Rule 2, Section 302. Tesoro has 
enough contemporaneous emission reduction credits to fully offset the POC emission increases.  
The company will use the Certificate of Deposit # 968 to provide the needed offsets at a ratio of 
1.15:1 per Regulation 2-2-302.2. 

 
 Available offsets = 11.807 ton/yr (Certificate of Deposit # 968) 
 Emissions from this application = 0.069 TPY POC 
 POC Offset provided = 0.069 tons/yr X 1.15 = 0.079 tons/yr 
 

The total POC emissions may change based on the actual final fugitive component count 
consisting of valves, pumps and flanges/connectors.  Since Tesoroôs offset obligation for POC 
may increase or decrease at that time, the District will make adjustments to reflect the actual 
fugitive components.  

 

VII.  STATEMENT OF COMPLIANCE  
 

There will be no change in the compliance of S-1002 No 1 HDS and S-1020 No 3 Reformer.  The 
sources will comply with Regulation 8, Rule 18- Equipment Leaks and Regulation 8, Rule 28- 
Episodic Releases from Pressure Release Devices at Petroleum Refinery and Chemical Plants.   
 
S-1002 and S-1020 are subject to and are expected to comply with 40 CFR 60, Subpart GGGa--
Standards Of Performance For Equipment Leaks Of Voc In Petroleum Refineries For Which 
Construction, Reconstruction, Or Modification Commenced After November 7, 2006.   
 
S-1020 will continue to comply with 40 CFR 63 Subpart UUU.   
 
S-1002 and S-1020 are subject to 60 CFR 63, Subpart CC.  The S-1020 regeneration vent is not 
subject to Subpart CC per 40 CFR 63.640(d)(4).  S-1002 and S-1020 are subject to Subpart CC 
for Equipment Leaks, but overlap 40 CFR 640(p)(2) defers to NSPS Subpart GGGa. 
 
Tesoro is not located within 1,000 feet of any school.  The public notification requirements of 
Regulation 2-1-412 are not required. 
 
This project is categorically exempt from CEQA per Regulation 2-1-312.11 for permit 
modifications for existing or permitted sources or facilities, which will satisfy the ñNo Net 
Emission Increaseò provisions of District Regulation 2-2, and for which there is no possibility 
that the project may have any significant environmental effect in connection with any 
environmental media or resources other than air quality.  Tesoro has completed an Appendix H 
form.  The form indicates that there are no significant impacts due to this project. 

 
PSD is not applicable.  According to the materials presented by RTP Environmental during the 
Intermediate Prevention of Significant Deterioration training class conducted in July 2010, 
hydrocarbon emissions were dropped from the pollutants regulated by the Act in about 1980 and 
benzene was dropped from PSD review 11/15/90.  In any case, the 0.069 tons/yr total POC 
emissions are well below the 40 ton/yr significance level for Volatile Organic Compounds. 
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VIII.  CONDITIONS 
 

Conditions for S-1002 are shown in current Condition 8350.  A new permit condition will be 
imposed for S-1020 and the fugitive emissions. 

 

 
            COND#  8350    -------------------------------------
-  
 
     S1002 No. 1 HDS Unit  
     S1003 No. 2 HDS Unit  
     S1006 No. 1 HDA Unit                                        
 
     Application #6468  
     Modified by Application #14325  
     Administratively Changed by Application 18861 (June 2009)  
     Removed completed parts and parts redundant with District  
     Regulations                                                 
 
     Diesel Fuel Modification Project Permit Condition  
     8350 Permit Conditions for S - 1002, No. 1 HDS Unit:          
 
     A1.  Permittee/Owner/Operator shall ensure that the No. 1  
     HDS Unit (S - 1002) does not process more than 28,000 barrels  
     of naphtha per day, based on a rolling 365 - day average and  
     that not more than 10,220,000 barrels of feed is processed  
     at S - 1002 during each 12 consecutive month period.  (basis:  
     cumulative increase)                                        
 
     A2. Completed. (Final fugitive count submitted 3/24/94,  
     showing emissions less than the initial 5.04 lb/day limit.  
     A3.  Deleted.  (Completed.  All new hydrocarbon vapor  
     pressure relief valves associated with this project are  
     vented to the refinery flare gas recovery system.)          
 
     A4.  Permittee/Owner/Operator shall maintain a District -  
     app roved file containing all measurements, and other data  
     required to demonstrate compliance with the above  
     conditions. This file shall include, but is not limited to,  
     the daily throughput of naphtha processed by S - 1002  
     summarized on a mon thly basis. This material shall be kept  
     available for District inspection for a period of at least 
5 
     years following the date on which such measurements, 
records  
     or data are made or recorded. (basis:cumulative increase)   
 



Permit Evaluation and Statement of Basis:  Site B2758 & B2759, Tesoro Refining & Marketing Company, LLC, 

Golden Eagle Refinery, 150 Solano Way, Martinez, CA  94553 
    

Proposed Rev 5 Statement of Basis 108 November 3, 2015 

     Permit Condit ions for S - 1003, No. 2 HDS Unit:               
 
     B1.  Permittee/Owner/Operator shall ensure that the No. 2  
     HDS Unit (S - 1003) does not process more than 40,000 barrels  
     of diesel per day, based on a rolling 365 - day average and  
     that not more than 14,600,000 barrels of feed is processed  
     at S - 1003 during each 12 consecutive month period.  (basis:  
     cumulative increase)                                        
 
     B2.  Deleted.  (Final fugitive count submitted 3/24/94,  
     showing emissions less than the initial estimates)          
 
     B3.  Deleted.  (Completed.  All new hydrocarbon vapor  
     pressure relief valves associated with this project are  
     vented to the refinery flare gas recovery system)           
 
     B4.  Permittee/Owner/Operator shall maintain a District -  
     approved file containing all measurements and other data  
     required to demonstrate compliance with the above  
     conditions. This file shall include, but is not limited to,  
     the daily t hroughput of diesel processed by S - 1003,  
     summarized on a monthly basis. This material shall be kept  
     available for District inspection for a period of at least 
5 
     years following the date on which such measurements, 
records  
     or data are ma de or recorded. (basis: cumulative increase)  
 
     Permit Conditions for S - 1006, No. 1 Reformer Unit to be  
     converted to No. 1 HDA Unit:                                
 
     C1.  Permittee/Owner/Operator shall ensure that the No. 1  
     HDA Unit (S - 1006) throughput rate does not exceed 20,000  
     barrels per day, based on a rolling 365 -  day average and  
     that not more than 7,300,000 barrels of feed is processed 
at  
     S- 1006 during each 12 consecutive month period. (basis:  
     cumulative increase)                                        
 
     C2.  Deleted.  (Final fugitive count submitted 3/24/94,  
     showing emissions less than the initial estimates)          
 
     C3.  Deleted.  (Completed.  Aall new hydrocarbon vapor  
     pressure relief valves associated with this project are  
     vented to the refinery flare gas recovery system)           
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     C4.  Permittee/Owner/Operator shall maintain a District -  
     approved file containing all measurements and other data  
     req uired to demonstrate compliance with the above  
     conditions. This file shall include, but is not limited to,  
     the No. 1 HDA Unit (S - 9006) throughput rate, summarized on 
a 
     monthly basis. This material shall be kept available for  
     District in spection for a period of at least 5 years  
     following the date on which such measurements, records or  
     data are made or recorded. (basis: cumulative increase)  
 

 
New Condition: 
 
Application 22615 
Hot Naphtha Feed to S-1020 No 3 Reformer Project 
January 2011 
 
1. Permittee/Owner/Operator shall ensure that the No. 3 Reformer (S-1020) does not process 

more than 25,200 barrels of naphtha per day, and not more than 8,760,000 barrels of naphtha 
during each 12 consecutive month period.  (basis: cumulative increase, Regulation 2-1-234) 
 

2. Total fugitive POC emissions from all new and modified equipment associated with S-1002, 
No. 1 HDS Unit and S-1020, No 3 Reformer, shall not exceed 0.380 lb/day, based on a 365 
day average emission rate, as calculated in accordance with District procedures.  The 
owner/operator of S-1002 and S-1020 shall submit a final process flow diagram and a revised 
valve and flange count within 15 days of the start up of S-1002 and S-1020 in order to 
confirm compliance with this permit condition.  If fugitive emissions from these sources 
exceed 0.380 lb/day, then the District may recalculate the cumulative emissions increase 
attributed to this permit application, and adjust accordingly the offsets before the issuance of 
the permit to operate. (basis: cumulative increase, offsets) 
 

3. Permittee/Owner/Operator shall maintain a District-approved file containing all 
measurements, and other data required to demonstrate compliance with the above conditions.  
This file shall include, but is not limited to, the daily throughput of naphtha processed by S-
1020 summarized on a monthly basis.  This material shall be kept available for District 
inspection for a period of at least 5 years following the date on which such measurements, 
records or data are made or recorded.  (basis: cumulative increase, recordkeeping) 

 
IX. RECOMMENDATION 
 

Issue a conditional Authority to Construct for Tesoro for the following equipment: 
 

S-641   Tank A641, External Floating Roof, 3,360,000 gallons 
S-1002  No 1 HDS 
S-1020   No 3 Reformer 

 
 
 
 

 

_________________________________          _______________ 

            Arthur P. Valla    Date 
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         Senior Air Quality Engineer   January 6, 2011 
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Application 22823, S-1554 High Sulfur Vacuum Gas Oil Tank 

 
 

EVALUATION REPORT  
TESORO - GOLDEN EAGLE REFINRY  

Application #22823 - Plant #14628 
 

150 Solano Way 
Martinez, CA 94553 

 
 
 

I. BACKGROUND  
 

Tesoro has applied for an Authority to Construct/Permit to Operate for the following equipment: 
  

S-1554 Fixed Roof Tank A943, High Sulfur Vacuum Gas Oil, 2,820,000 gallons, Abated 
by A-14 Vapor Recovery System  

 
 S-1554 is an existing fixed roof tank without vapor recovery that was built in 2010 without an 

Authority to Construct.   S-1554 is also not shown in the exempt table in the Title V permit.  
Tesoro did not disclose what material or materials were stored in S-1554, but do state the tank 
was exempt pursuant to Regulation 2-1-123.2, aqueous solutions with less than 1% organic 
content.   

 
 This application changes the service of S-1554 to store high sulfur vacuum gas oil (HSVGO).  

The proposed total annual throughput for S-1554 is 10,000,000 barrels or 420,000,000 gallons.  
There are two operating modes for S-1554.  The ónormalô mode would be to store stripped 
HSVGO with a vapor pressure of 0.235 psia, and the alternative mode, occurring during the start-
up and shutdown of S-850 No 3 HDS, which is to store unstripped HSVGO with a predicted TVP 
no greater than 4.65 psia.  Emissions of organic and toxic material will be greater during the 
alternate mode.  The application proposes that the alternate operating mode to be permitted for 
200 hours annually.  This application is also adds vapor recovery to S-1554. 

 
 This application has not been routine.  The history of this application is included in the 

application file. 
The proposed throughput of tank S-1554 is 10,000,000 barrels per year, and the maximum fill 
rate for S-1554 is 10,000 barrels per hour.  All emissions from new tank S-1554 are recovered by 
A-14 Vapor Recovery System and discharged into the 40 psi fuel gas system.  Since there will be 
new equipment and a change in service for existing equipment, the project is expected to increase 
the number of fugitive components. 
 
Tesoro has specified the abatement efficiency of A-14 at 99.5%.  Operational data over the past 
year showed A-14 to be shutdown or capacity limited for 241 minutes, including two periods of 
an hour or longer. 
  

II.  EMISSION CALCULATIONS  
 
Normal Operation. 
 
For all but 200 hours per year, S-1554 will be storing HSVGO with a vapor pressure of 0.235 
psia.  Annual emission estimates were generated by the EPA TANKS 4.0 program.  The results 
are summarized in the following table: 
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TANKS used a vapor molecular weight of 130 lb/lb-mole.   
 
61,577 lb/yr / 130 lb/lb-mole = 473.7 lb-mole/yr. 
 
TANKS only calculates the emissions caused by the stored material.   
 
The remaining emissions are from the gas blanket, which are assumed to be 100% methane. 
 
Methane emissions are (14.7 ï 0.235 psia) / 14.7 psia * 473.7 lb-mole/yr = 466.1 lb-mole/yr * 16 
lb/lb-mole = 7458 lb/yr 
 
Based on operating data, the vapor recover system A-14 is unable to recover S-1554 vapor for 4 
hrs/yr.  It is assumed that this outage only occurs during normal operation.  Therefore, during 
normal operation, the emissions are abated for 8760 ï 200 ï 4 = 8556 hrs/yr. 
 
The following table summarizes the unabated emissions during normal operation (8556 hrs/yr): 
 

Material Annual lb/yr 8556/8760 * Annual 
lb/yr 

4/8760 * Annual lb/yr 

Methane 7,458 7,284 3.4 

NMHC 61,577 60,143 28.1 
 
 
Alternative Operation. 
 
For 200 hours per year, S-1554 will be storing unstripped HSVGO with a vapor pressure of 4.65 
psia.  Annual emission estimates were generated by the EPA TANKS 4.0 program.  The results 
are summarized in the following table: 
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However, this estimate did not include breathing losses.  When breathing losses were added, the 
total emissions are 321,337 lb/yr. 
 
TANKS used a vapor molecular weight of 19.35 lb/lb-mole.   
 
321,337 lb/yr / 19.35 lb/lb-mole = 16607 lb-mole/yr. 
 
TANKS only calculates the emissions caused by the stored material.   
 
The remaining emissions are from the gas blanket, which are assumed to be 100% methane. 
 
Methane emissions are (14.7 ï 4.65 psia) / 14.7 psia * 16607 lb-mole/yr = 11353 lb-mole/yr * 16 
lb/lb-mole = 181,655 lb/yr 
 
The following table summarizes the unabated emissions during alternative operation (200 hrs/yr): 
 

Material Annual lb/yr 200/8760 * Annual lb/yr 
Methane 181,655 4,147 

NMHC 321,337 7,336 
 
 
The following table summarizes the S-1554 tank emissions: 
 
Material Normal 

lb/yr 
Alternate 
lb/yr 

Total 
Unabated 
lb/yr 

Abatement 
Factor 

Total 
Abated 
lb/yr 

Normal 
Unabated 
lb/yr 

Total 
Emissions 
lb/yr 

Methane 7,284 4,147 11,431 0.995 57.2 3.4 60.6 

NMHC 60,143 7,336 67,479 0.995 337.4 28.1 365.5 

 
Assuming all NMHC emissions are POC, POC = 365.5 / 2000 = 0.183 ton/yr 

 
Fugitive Emissions: 
 
Component Number 

Added 
Number 
Removed 

Net 
Change 

Emission Factor 
(lb/day/component) 

Fugitive 
Emissions 
(lb/day) 

Valves in Gas 
Service 

11   0.0015288 0.0168 

Valves in 
Light Liquid 
Service 

41   0.0014736 0.060 

Atmospheric 
PRVs in Gas 
Service 

1   0.00972 0.0097 

Connectors 64   0.004 0.256 
Pumps 1   0.028872 0.0289 
Total     0.3714 

 
 
Annual emission increase = 0.3714 lb/day X 365 day/yr = 135.6 lb/yr = 0.068 ton/yr 
 
Total POC emissions = 0.183 + 0.068 = 0.251tons/yr = 502 lb/yr 
   
 
 



Permit Evaluation and Statement of Basis:  Site B2758 & B2759, Tesoro Refining & Marketing Company, LLC, 

Golden Eagle Refinery, 150 Solano Way, Martinez, CA  94553 
    

Proposed Rev 5 Statement of Basis 114 November 3, 2015 

 
III.  PLANT CUMULATIVE INCREASE SINCE 4/5/1991  
 (All previous increases have been offset) 
    Current        New   New Total 
  Ton/yr  Ton/yr  tons/yr 
 POC = 0 0.251 0.251 
 NOx = 0 0 0 
 SO2 = 0 0 0 
 CO = 0 0 0 
 NPOC = 0 0 0 
 TSP = 0 0 0 
 PM10 = 0 0 0 
  
 
 
IV.  TOXIC SCREENING ANALYSIS  
 
 
 The TANKS emission estimates include speciated annual toxic emissions which can be used for 

chronic risks.  For acute risks, the peak hourly emissions will occur during the tank filling 
operation specified at 10,000 bbl/hr.  The following table summarizes the toxic emissions that 
were the basis of the risk screen.  There emissions were worst case assuming the A-14 vapor 
recovery system fails to recover S-1554 emissions during the alternate operation.  It is also based 
on toxic component concentrations that were estimated for alternate operation by the TANKS 
program that did not include breathing losses.  Lastly, the H2S and ammonia emissions were 
based on follow-up calculations provided by Tesoro (the initial application and TANKS runs did 
not include H2S and ammonia emissions). 

 

S-1554 Toxic Air Contaminant Emissions 

 
A. 
 Filling 

B. 
Normal 

C.  
4 hr not   

 unabated abated abated   

TAC lb/hr lb/yr lb/yr TT lb/hr TT lb/yr 

Benzene 1.50 0.342 6.4 2.9 3.8 

Ethylbenzene 4.41 0.892 18.5 N/A 43 

N-Hexane 0.26 0.062 1.1 N/A 270000 

Toluene 23.60 5.081 99.5 82 12000 

Xylene 85.18 17.133 357.8 49 27000 

H2S 656.64 8.420 2635.0 0.093 390 

Ammonia 1.41 0.018 5.6 7.1 7700 

 

The normal annual emissions (column B) are based on A-14 abatement of 99.5%.   

 

The tank can be filled at a rate of 10,000 Barrels per hour.  The peak hourly emissions 

(column A) occur when the abatement is out of service during the tank filling. 

 

The peak annual emissions (column C) include an allowance for 4 hours of unabated 

service during tank filling.  This is an unlikely scenario, but serves as a high side toxic 

emissions estimate to determine if permit conditions are to be considered to comply with 

the risk management policy. 
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The risk screen for these toxic emission estimates failed.  The acute H2S risk for the 4-

hour unabated emissions during the alternate operation was the cause of the failure.  

These emissions would be discharged at the tank breather valve as a relatively low 

elevation. 

 

After the risk screen failed, toxic emissions were recalculated based on the 4-hour 

unabated emissions not occurring during alternate operation that stores the unstripped, 

high H2S material.  These adjusted emissions are as follows: 
 
 

  Filling Normal     

  abated abated    

TAC lb/hr lb/yr TT lb/hr TT lb/yr 

Benzene 0.007523 0.341761 2.9 3.8 

Ethylbenzene 0.022037 0.891998 N/A 43 

N-Hexane 0.001315 0.062004 N/A 270000 

toluene 0.118019 5.081043 82 12000 

Xylene 0.42589 17.13252 49 27000 

H2S 3.283198 8.420495 0.093 390 

Ammonia 0.007036 0.018046 7.1 7700 

 

 

Not only were these emissions considerably lower, but the final discharge point for these 

emissions are at a furnace stack, the ultimate emission point of vapors recovered by A-14 

Vapor Recovery System, rather than at the tank S-1554 itself.  

 

Based on these revised toxic emissions, the risk screen passed on March 3, 2011, with the 

maximum cancer risk of 0.000028 in a million, the maximum chronic hazard index of 

0.0000012 and a maximum acute hazard index of 0.075.  In accordance with Regulation 

2, Rule 5, S-1554 is in compliance with the TBACT and project risk requirements. 

 
   
V. BEST AVAILABLE CONTROL TECHNOLOGY  
 
 This application does not trigger BACT since the POC emissions are less than the 10 pounds per 

highest day threshold limit per Regulation 2-2-301.  Nonetheless, Tesoro has specified A-14 
Vapor Recovery System abatement factor to be 99.5%, well above the 98% BACT2 requirement 
specified in BACT/TBACT Handbook Document 167.3.1 dated 3/3/95.  Furthermore, as a policy 
Tesoro installs all new fugitive components to be BACT compliant.  Therefore, S-1554 has a 
BACT level of control. 

 
 
 
  
VI. OFFSETS 
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Offsets are required for this project pursuant to Regulation 2, Rule 2, Section 302. Tesoro has 
enough contemporaneous emission reduction credits to fully offset the POC emission increases.  
The company will use the Certificate of Deposit # 968 to provide the needed offsets at a ratio of 
1.15:1 per Regulation 2-2-302.2. 

 
 Available offsets = 11.728 ton/yr (Certificate of Deposit # 968) 
 Emissions from this application = 0.251 TPY POC 
 POC Offset provided = 0.251 tons/yr X 1.15 = 0.289 tons/yr 
 
 

IX.  STATEMENT OF COMPLIANCE  
 

 

Source S-1554 Fixed Roof Storage Tank of this application is subject and expected to comply 
with Regulation 8, Rule 5, including  

8-5-301  Storage Tanks Control Requirements,  

8-5-303  Requirements for Pressure Vacuum Valves,   
8-5-306 Requirements for Approved Emission Control Systems,  
8-5-307 Requirements for Fixed Roof Tanks, Pressure Tanks and Blanketed 

Tanks 
8-5-328 Tank Degassing Requirements,  
8-5-331 Tank Cleaning Requirements, and  
8-5-332 Sludge Handling Requirements.  

 

The toxic emissions from S-1554 include HAPs.  Therefore, Source S-1554 is subject to and 
expected to comply with National Emission Standards for Hazardous Air Pollutants 
(NESHAP) 40 CFR Part 63, Subpart CC, Section 63.640(n)(1), which states that S-
1554 shall comply with NSPS Subpart Kb. 

 

Source S-1554 is subject and expected to comply with Regulation 10 - Standard of Performance 
for New Stationary Sources, Part 17, otherwise known as 40 CFR 60, Subpart Kb - 
Volatile Organic Liquid Storage Vessels.  Compliance is expected with Section 
60.112b(a)(3) for fixed roof tanks with a closed vent system and control device.   

 
This project is considered to be ministerial under the District's CEQA Regulation 2-1-311 and 
therefore is not subject to CEQA review.  The engineering review for this project requires only 
the application of standard permit conditions and standard emission factors in accordance with 
Permit Handbook, Source-Specific Guidance Chapter 4.0, Organic Liquid Storage Tank, and 
Chapter 3.4, Petroleum Refinery Fugitive Emissions. 

 
 This project is over 1,000 ft from the nearest public school and is therefore not subject to the 

public notification requirements of Regulation 2-1-412. 

 
S-1554 is subject to and in compliance with Regulation 2, Rule 5. 
 
S-1554 complies with BACT. 
 
PSD is not applicable because POC emissions are not a PSD pollutant. 

 




