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Appendix A – Responsible Official Certification Form 
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Appendix B – Existing GCCS Layout 
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Appendix C – LFGTE Facility Downtime Logs 

 

  



Shutdown 
Date/Time*

Startup Date/Time
Duration 
(Hours)

Reason for Downtime

5/1/2022 0:00 11/1/2022 0:00 4416.00 See note below
4416.00TOTAL DOWNTIME (HOURS):          

S-6 Engine Downtime
West Contra Costa Sanitary Landfill

(May 1, 2022 through October 31, 2022)

*The S-6 engine has been out of service since January 2022; and therefore, did not operate during the reporting 
period. 



Shutdown 
Date/Time*

Startup Date/Time Duration (Hours) Reason for Downtime

5/1/2022 0:00 11/1/2022 0:00 4416.00 See note below
4416.00

S-5 Engine Downtime
West Contra Costa Sanitary Landfill

(May 1, 2022 through October 31, 2022)

TOTAL DOWNTIME (HOURS):          
*The S-5 engine has been out of service since December 2017; and therefore, did not operate during the 
reporting period. 



Shutdown 
Date/Time*

Startup Date/Time Duration (Hours) Reason for Downtime

5/1/2022 0:00 11/1/2022 0:00 4416.00 See note below
4416.00

S-37 Engine Downtime
West Contra Costa Sanitary Landfill

(May 1, 2022 through October 31, 2022)

TOTAL DOWNTIME (HOURS):          
*The S-37 engine engine is no longer able to operate due to a catastrophic failure which occurred in 
March 2018; and therefore, did not operate during the reporting period. 
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Appendix D – Surface Emission and GCCS Component Leak 
Monitoring Results 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



 

 
 

4730 Enterprise Way, Ste. A, Modesto, CA 95356 | 209-545-8490 | eFax 209-545-8391 

Environmental 
Consultants & Contractors 

September 28, 2022 
Project No. 07219040.00 
 
 
Mr. Ed Baquerizo 
Republic Services, Inc. 
1 Parr Boulevard 
Richmond, California 94801 
 
Subject: West Contra Costa County Landfill – Richmond, California 

 Landfill Methane Rule (LMR) and New Source Performance Standards (NSPS) 
Surface Emissions Monitoring for Second Quarter 2022. 

 

Dear Mr. Baquerizo: 

SCS Field Services (SCS-FS) is pleased to provide the Republic Services, with the enclosed report 
summarizing the surface emissions monitoring services provided at the Closed West Contra Costa 
Sanitary Landfill (Site) during the second quarter 2022.  This report includes the results of surface 
scan, component emissions and blower/flare station emissions monitoring for the Site for this 
monitoring period. 

SCS-FS appreciates the opportunity to be of assistance to Republic Services on this project.  As you 
review the enclosed information, please contact Michael Flanagan at (925) 421-9768 or Whitney 
Stackhouse (209) 338-7990 if you have any questions or comments. 

 

Sincerely,   

 

 

 
Whitney M. Stackhouse  Michael Flanagan 
Project Manager  Project Manager 
SCS Field Services  SCS Field Services  
 

WS 

cc: Enclosure  Sean Bass, SCS Field Services 
 
   Art Jones, SCS Field Services 
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Source Performance Standards (NSPS) 
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1 Parr Boulevard 
Richmond, California 94801 
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West Contra Costa County Landfill 

Landfill Methane Rule (LMR) and New Source Performance 
Standards (NSPS) Surface Emissions Monitoring 

Second Quarter 2021 
 

INTRODUCTION 

This letter provides results of the April 25, May 5 and 25, 2022, LMR and NSPS landfill surface 
emissions monitoring (SEM) performed by SCS Field Services (SCS) at the closed West Contra Costa 
County Landfill.  All work was performed in accordance with our approved Work Scope dated 
September 13, 2018, and the LMR requirements.  

SUMMARY AND CONCLUSIONS 

On April 25, May 5 and 25, 2022, instantaneous and integrated surface emissions monitoring was 
performed over the surface of the site. Testing results indicated no uncorrectable exceedances of 
the LMR and NSPS instantaneous threshold limit of 500 parts per million by volume (ppmv), or the 
integrated average of 25 ppmv as required by the LMR, above background.  Based on these 
monitoring results no further follow up testing was required. 

On April 25, 2022, SCS performed second quarter 2022 surface emissions monitoring testing as 
required by the Bay Area Air Quality Management District (BAAQMD).  Instantaneous surface 
emissions monitoring results indicated one (1) location exceeded the 500 ppmv maximum 
concentration on the above-mentioned date (Table 1 in Attachment 3).  The required first 10-day 
(LMR/NSPS) and 30-day (NSPS) follow-up monitoring indicated that the location had returned to 
below regulatory compliance limits following system adjustments and remediation (well field 
adjustments and installation of new bentonite plugs) by SCS personnel.  Based on these monitoring 
results no follow up testing was required.   

Also, during the instantaneous monitoring event, SCS performed integrated monitoring of the landfill 
surface.  As required by the LMR, the landfill was divided into 50,000 square foot areas.  The West 
Contra Costa County Landfill surface area was divided into 165 grids, as shown on Figure 1 in 
Attachment 1.  During this monitoring event, several grids were not monitored, in accordance with 
the regulations, due to ongoing active composting activities, unsafe conditions, excessively 
overgrown vegetation, or there was no waste in place prior to the monitoring event.   

During the monitoring event, there were no areas observed to exceed the LMR integrated average of 
25 ppmv (Table 2 in Attachment 4).  Based on these monitoring results no follow up testing was 
required.  These results are discussed in a subsequent section of this report.   

In addition, quarterly monitoring of the pressurized piping or components of the Gas Collection and 
Control System (GCCS) that are under positive pressure must be performed.  Results of the testing of 
the landfill gas (LFG) Blower Flare Station (BFS) pressurized pipe and components indicated that all 
test locations were in compliance with the 500 ppmv requirements. 

http://www.scsengineers.com/
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Further, as required under the LMR, any location on the landfill that has an observed instantaneous 
methane concentration above 200 ppmv, must be stake-marked and Global Positioning System 
(GPS) located on a site figure.  No locations were observed to exceed the 200 ppmv threshold 
(Attachment 3).  If concentrations exceeding 200 ppmv are observed during monitoring events, they 
are reported to site personnel and will be reported in the next submittal of the annual LMR report.  

As stipulated in LMR, if uncorrectable exceedances within the 10-day limitation are detected or 
emissions are discovered during an inspection by Regulatory Agencies, the landfill must perform 
monitoring on a 25-foot pathway on a quarterly basis for active disposal sites.  Upon completion of 
four consecutive SEM events without an uncorrectable exceedance of the 25 ppmv or 500 ppmv 
standards, other than non-repeatable momentary readings, the landfill may perform the monitoring 
on a 100-foot spacing on an annual basis for closed landfills or quarterly for active disposal sites.  
Therefore, in accordance with the rule, the site may return to annual LMR monitoring on a 100-foot 
spacing beginning with the 2021 calendar year.  However, based on previous instantaneous 
monitoring results, the site is required to perform NSPS surface emissions monitoring on a 100-ft 
spacing on a quarterly basis. 

Finally, to help prevent potential future exceedances, SCS routinely inspects the landfill surface, and 
any observed areas in need of repair would be noted, and the findings sent directly to the client.   

BACKGROUND 

The West Contra Costa Sanitary Landfill is an inactive organic refuse disposal site.  By way of 
background, organic materials buried in a landfill decompose anaerobically (in the absence of 
oxygen) producing a combustible gas, which contains approximately 50 to 60 percent methane, 40 
to 50 percent carbon dioxide, and trace amounts of various other gases, some of which are odorous.  
The West Contra Costa Sanitary Landfill property contains a GCCS to control the combustible gases 
generated in the landfill that may otherwise either vent vertically to the atmosphere or migrate 
horizontally through subsurface soil to locations on adjacent properties.  

SURFACE EMISSIONS MONITORING  

On April 25, May 5 and 25, 2022, the instantaneous and integrated SEM was performed over the 
surface of the subject site.  The intent of the monitoring was to identify any specific locations or 
areas of the landfill surface with organic compound concentrations exceeding the LMR threshold 
limit values of 500 ppmv measured as methane for instantaneous monitoring, or an average 
methane concentration of 25 ppmv for the integrated monitoring in the 50,000 square foot grids as 
required under the LMR.  During this event, SCS performed the annual monitoring on a 100-foot 
pathway in accordance with the rules as required.  

EMISSIONS TESTING INSTRUMENTATION/CALIBRATION 

Instruments used to perform the landfill surface emission testing consisted of the following: 

• Thermo Scientific TVA 2020 portable Flame Ionization Detector (FID).  This instrument 
measures methane in air over a range of 1 to 50,000 ppmv.  The TVA 2020 meets the State 
of California Air Resources Board (CARB) requirements for combined instantaneous and 
integrated monitoring and was calibrated in accordance with United States Environmental 
Protection Agency (US EPA) Method 21. 
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• Electronic Weather Anemometer with continuous recorder for meteorological conditions in 
accordance with the LMR. 

Instrument calibration logs and weather information are shown in Attachments 5 and 6. 

SURFACE EMISSIONS MONITORING PROCEDURES 

Surface emissions monitoring was conducted in accordance with the LMR and NSPS requirements.  
Monitoring was performed with the FID inlet held within 3-inches of the landfill surface while a 
technician walked a grid in parallel paths not more than 25 or 100-feet apart over the surface of the 
landfill.  Cracks, holes and other cover penetrations in the surface were also tested.  Surface 
emissions readings were monitored continuously and recorded every 5 seconds.  Any areas in 
exceedance of the 200 or 500 ppmv standards (reporting and compliance levels, respectively) would 
be GPS tagged and stake-marked for on-site personnel to perform remediation or repairs. 

The integrated average is based on the readings stored on the instrument, which are recorded every 
5 seconds.  The readings are then downloaded and the averages are calculated for each grid using 
SCS eTools®.  All readings are maintained in this secure SCS Database.  The readings are not 
provided in the report due to the volume of readings, but can be furnished upon request. 

Recorded wind speed results are shown in Attachment 5.  Wind speed averages were observed to 
remain below 5 miles per hour, and no instantaneous speeds exceeded 10 miles per hour.  No 
rainfall had occurred within the 72 hour of the monitoring events.  Therefore, site meteorological 
conditions were within the LMR requirements on the above mentioned date. 

TESTING RESULTS 

During this event, SCS performed the quarterly monitoring on a 100-foot pathway in accordance with 
the rule as required under the LMR and NSPS.  The intent of the monitoring was to identify any 
specific locations or areas of the landfill surface with organic compound concentrations exceeding 
the LMR or NSPS threshold limit values of 500 ppmv measured as methane for instantaneous 
monitoring, or an average methane concentration of 25 ppmv for the integrated monitoring (LMR).  

On April 25, 2022, SCS performed second quarter 2022 instantaneous emissions monitoring testing 
as required by the BAAQMD.  During this monitoring, surface emissions results indicated one (1) 
location exceeded the 500 ppmv maximum concentration, LFG Extraction Well No. 509.  The 
required first 10-day (LMR/NSPS) and 30-day (NSPS) follow-up monitoring performed on May 5 and 
25, 2022, respectively, indicated that the location had returned to compliance following system 
adjustments and remediation (wellfield adjustment and borehole repairs using bentonite and soil) 
performed by SCS personnel. Based on these monitoring results, no additional follow up testing is 
required.  Results of the monitoring are shown in Attachments 2 and 3 (Table 1).   

Additionally, calculated integrated monitoring indicated no integrated exceedances of the 25-ppmv 
requirement.  Results of the monitoring are shown in Attachment 4 (Table 2).  Based on these 
monitoring results no follow up testing was required.  Calibration logs for the monitoring equipment 
are provided in Attachment 5. 

During this monitoring event, several girds were not monitored, in accordance with the LMR, due to 
active composting activities, unsafe conditions, excessively overgrown vegetation or no waste in 
place.  SCS recommends performing weed abatement to grant safe access to all monitoring 
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locations.  SCS will continue to monitor all accessible locations for the remainder of the quarterly 
2022 monitoring events. 

PRESSURIZED PIPE AND COMPONENT LEAK MONITORING 

On April 25, 2022, quarterly leak monitoring was performed in accordance with the LMR.  SCS 
performed LFG pressurized pipe and component leak monitoring at the BFS.  Monitoring was 
performed with the detector inlet held one-half of an inch from pressurized pipe and associated 
components.  No locations exceeding the 500 ppmv threshold were observed during our monitoring 
event.  The maximum reading, which was 5.4 ppmv, was below the maximum threshold (see Table 1 
for component results).  Therefore, all pressurized pipe and components located at the LFG BFS 
were in compliance at the time of our testing.  

PROJECT SCHEDULE 

In accordance with our approved Work Scope, the next quarterly NSPS event is scheduled to be 
performed by the end of September 2022, and the annual LMR event is scheduled to be performed 
by the end of calendar year 2022. 

STANDARD PROVISIONS 

This report addresses conditions of the subject site during the testing dates only.  Accordingly, we 
assume no responsibility for any changes that may occur subsequent to our testing which could 
affect the surface emissions at the subject site or adjacent properties. 
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Attachment 1 

 

Landfill Grid  
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Surface Pathway 
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Second Quarter 2022 
LMR Surface Emissions Monitoring Pathway 

West Contra Costa County Sanitary Landfill, Contra Costa County, California 
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Attachment 3 

 

Instantaneous and Component Emissions  

Monitoring Results 
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Second Quarter 2022 
Table 1. LMR Instantaneous Surface and Component 

Emissions Monitoring Results 
West Contra Costa County Landfill, Contra Costa County, 

California 

Instantaneous Data Report for April 25, May 5 and 25, 2022 
 

Location 

 

Latitude 

 

Longitude 

Initial 
Concentration 

(ppmv) 

April 25, 2022 

First 10-Day 
Concentration 

(ppmv) 

May 5, 2022 

30-Day 
Concentration 

(ppmv) 

May 25, 2022 

WCLF0509 37.968633° -122.388983° 7,601 200 70.4 

 
Pressurized Pipe and Component Results 

 

Location Date Concentration (ppmv) 

Flare 4/25/2022 5.4 

 

No other exceedances of the 200 or 500 ppm thresholds were observed during the monitoring 
performed during the second quarter 2022.  The highest reading observed was 7,601 ppmv.  



Second Quarter 2022 
Initial Instantaneous Surface Emissions Location Greater Than 500 ppm 

West Contra Costa County Sanitary Landfill, Contra Costa County, California 
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Attachment 4 

 

Integrated Monitoring Results 
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 Second Quarter 2022
Table 2. Integrated Surface Emissions Monitoring Results

West Contra Costa County Landfill, Contra Costa County, California

Page 1 of 5

Point Name Record Date
FID Concentration 

(ppm)
Comments

W.CoCo 001 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 002 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 003 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 004 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 005 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 006 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 007 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 008 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 009 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 010 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 011 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 012 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 013 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 014 4/25/2022 2.19

W.CoCo 015 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 016 4/25/2022 2.03

W.CoCo 017 4/25/2022 2.04

W.CoCo 018 4/25/2022 1.70

W.CoCo 019 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 020 4/25/2022 1.97

W.CoCo 021 4/25/2022 1.95

W.CoCo 022 4/25/2022 2.10

W.CoCo 023 4/25/2022 2.03

W.CoCo 024 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 025 4/25/2022 1.74

W.CoCo 026 4/25/2022 2.06

W.CoCo 027 4/25/2022 1.63

W.CoCo 028 4/25/2022 1.69

W.CoCo 029 4/25/2022 1.63

W.CoCo 030 4/25/2022 1.58

W.CoCo 031 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 032 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 033 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 034 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 035 4/25/2022 2.18

W.CoCo 036 4/25/2022 1.71

W.CoCo 037 4/25/2022 1.68

W.CoCo 038 4/25/2022 1.62

W.CoCo 039 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 040 4/25/2022 1.53

W.CoCo 041 - - Inaccessible/Safety Concern Due to Overgrown Vegetation



 Second Quarter 2022
Table 2. Integrated Surface Emissions Monitoring Results

West Contra Costa County Landfill, Contra Costa County, California

Page 2 of 5

Point Name Record Date
FID Concentration 

(ppm)
Comments

W.CoCo 042 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 043 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 044 4/25/2022 1.67

W.CoCo 045 4/25/2022 2.08

W.CoCo 046 4/25/2022 1.64

W.CoCo 047 4/25/2022 1.60

W.CoCo 048 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 049 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 050 4/25/2022 1.37

W.CoCo 051 4/25/2022 1.41

W.CoCo 052 4/25/2022 1.14

W.CoCo 053 4/25/2022 0.99

W.CoCo 054 4/25/2022 1.95

W.CoCo 055 4/25/2022 1.62

W.CoCo 056 4/25/2022 1.64

W.CoCo 057 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 058 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 059 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 060 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 061 4/25/2022 1.64

W.CoCo 062 4/25/2022 1.47

W.CoCo 063 4/25/2022 1.45

W.CoCo 064 4/25/2022 1.55

W.CoCo 065 4/25/2022 1.67

W.CoCo 066 4/25/2022 1.29

W.CoCo 067 4/25/2022 1.26

W.CoCo 068 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 069 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 070 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 071 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 072 4/25/2022 1.52

W.CoCo 073 4/25/2022 1.45

W.CoCo 074 4/25/2022 1.58

W.CoCo 075 4/25/2022 1.56

W.CoCo 076 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 077 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 078 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 079 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 080 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 081 4/25/2022 1.66

W.CoCo 082 4/25/2022 1.53



 Second Quarter 2022
Table 2. Integrated Surface Emissions Monitoring Results

West Contra Costa County Landfill, Contra Costa County, California

Page 3 of 5

Point Name Record Date
FID Concentration 

(ppm)
Comments

W.CoCo 083 4/25/2022 1.66

W.CoCo 084 4/25/2022 1.80

W.CoCo 085 4/25/2022 1.50

W.CoCo 086 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 087 - - Active

W.CoCo 088 - - Active

W.CoCo 089 - - Active

W.CoCo 090 - - Active

W.CoCo 091 - - Active

W.CoCo 092 4/25/2022 1.49

W.CoCo 093 4/25/2022 1.37

W.CoCo 094 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 095 - - Active

W.CoCo 096 - - Active

W.CoCo 097 - - Active

W.CoCo 098 - - Active

W.CoCo 099 - - Active

W.CoCo 100 4/25/2022 1.42

W.CoCo 101 4/25/2022 1.37

W.CoCo 102 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 103 - - Active

W.CoCo 104 - - Active

W.CoCo 105 - - Active

W.CoCo 106 - - Active

W.CoCo 107 - - Active

W.CoCo 108 - - Active

W.CoCo 109 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 110 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 111 - - Active

W.CoCo 112 - - Active

W.CoCo 113 - - Active

W.CoCo 114 - - Active

W.CoCo 115 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 116 - - Active

W.CoCo 117 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 118 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 119 - - Active

W.CoCo 120 - - Active

W.CoCo 121 - - Active

W.CoCo 122 - - Active

W.CoCo 123 - - Active



 Second Quarter 2022
Table 2. Integrated Surface Emissions Monitoring Results

West Contra Costa County Landfill, Contra Costa County, California

Page 4 of 5

Point Name Record Date
FID Concentration 

(ppm)
Comments

W.CoCo 124 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 125 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 126 - - Active

W.CoCo 127 - - Active

W.CoCo 128 - - Active

W.CoCo 129 - - Active

W.CoCo 130 - - Active

W.CoCo 131 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 132 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 133 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 134 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 135 - - Active

W.CoCo 136 - - Active

W.CoCo 137 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 138 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 139 4/25/2022 1.90

W.CoCo 140 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 141 - - Active

W.CoCo 142 - - Active

W.CoCo 143 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 144 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 145 4/25/2022 1.83

W.CoCo 146 - - Active

W.CoCo 147 - - Active

W.CoCo 148 - - Active

W.CoCo 149 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 150 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 151 4/25/2022 1.89

W.CoCo 152 - - Active

W.CoCo 153 - - Active

W.CoCo 154 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 155 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 156 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 157 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 158 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 159 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 160 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 161 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 162 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 163 - - Inaccessible/Safety Concern Due to Overgrown Vegetation

W.CoCo 164 - - Inaccessible/Safety Concern Due to Overgrown Vegetation



 Second Quarter 2022
Table 2. Integrated Surface Emissions Monitoring Results

West Contra Costa County Landfill, Contra Costa County, California

Page 5 of 5

Point Name Record Date
FID Concentration 

(ppm)
Comments

W.CoCo 165 - - Inaccessible/Safety Concern Due to Overgrown Vegetation
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Second Quarter 2022 
LMR Weather For April 25, 2022 

West Contra Costa County Sanitary Landfill, Contra Costa County, California 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

  



Second Quarter 2022 
LMR Weather For May 5, 2022 

West Contra Costa County Sanitary Landfill, Contra Costa County, California 
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LMR Weather For May 25, 2022 

West Contra Costa County Sanitary Landfill, Contra Costa County, California 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

  







































































 
PRESSURE EXCEEDANCE  

Corrective Action Analysis and Implementation Schedule 
 
 

Date of Initial Exceedance: 6/30/2022 
Collection Device ID: WCLF0842 
Pressure Reading: 0.36 
 

Root Cause Analysis 
Was the reason for the positive pressure due to one of the following: 
A fire or increased well temperature. ☐ Yes  ☒ No 
Use of a geomembrane or synthetic cover. ☐ Yes  ☒ No 
A decommissioned well. ☐ Yes  ☒ No 
• If YES to ANY of the above, exempt as per 40 CFR 62.16720(a)(3)(iii)/ 40 CFR §63.1958(b). 
• If NO to ALL of the above, continue the form. 
Describe what was inspected. 
Vacuum source at wellhead (lateral is buried/inaccessible) 
Describe what was determined to be the root cause of the exceedance. 
Lack of vacuum on lateral riser, may be damaged or flooded 
Determine the required next steps. 
Was the positive pressure remediated within 60 days since 
the initial exceedance? ☐ Yes  ☐ No 

• If YES, keep records of Root Cause Analysis.  No reporting required. 
• If NO, continue with Corrective Action Analysis and Implementation Plan and submit 

Notification to state agency within 75 days of initial exceedance. 
 



 
PRESSURE EXCEEDANCE  

Corrective Action Analysis and Implementation Schedule 
 
 

Date of Initial Exceedance: 7/29/2022 
Collection Device ID: WCLF0824 
Pressure Reading: 0.26 
 

Root Cause Analysis 
Was the reason for the positive pressure due to one of the following: 
A fire or increased well temperature. ☐ Yes  ☒ No 
Use of a geomembrane or synthetic cover. ☐ Yes  ☒ No 
A decommissioned well. ☐ Yes  ☒ No 
• If YES to ANY of the above, exempt as per 40 CFR 62.16720(a)(3)(iii)/ 40 CFR §63.1958(b). 
• If NO to ALL of the above, continue the form. 
Describe what was inspected. 
Vacuum source at wellhead (lateral is buried/inaccessible) 
Describe what was determined to be the root cause of the exceedance. 
Lack of vacuum on wellhead, may be damaged  
Determine the required next steps. 
Was the positive pressure remediated within 60 days since 
the initial exceedance? ☐ Yes  ☐ No 

• If YES, keep records of Root Cause Analysis.  No reporting required. 
• If NO, continue with Corrective Action Analysis and Implementation Plan and submit 

Notification to state agency within 75 days of initial exceedance. 
 



 
PRESSURE EXCEEDANCE  

Corrective Action Analysis and Implementation Schedule 
 
 

Date of Initial Exceedance: 9/6/2022 
Collection Device ID: WCLF0839 
Pressure Reading: 0.26 
 

Root Cause Analysis 
Was the reason for the positive pressure due to one of the following: 
A fire or increased well temperature. ☐ Yes  ☒ No 
Use of a geomembrane or synthetic cover. ☐ Yes  ☒ No 
A decommissioned well. ☐ Yes  ☒ No 
• If YES to ANY of the above, exempt as per 40 CFR 62.16720(a)(3)(iii)/ 40 CFR §63.1958(b). 
• If NO to ALL of the above, continue the form. 
Describe what was inspected. 
Vacuum source at wellhead (lateral is buried/inaccessible) 
Describe what was determined to be the root cause of the exceedance. 
Lack of vacuum on wellhead, may be damaged  
Determine the required next steps. 
Was the positive pressure remediated within 60 days since 
the initial exceedance? ☐ Yes  ☐ No 

• If YES, keep records of Root Cause Analysis.  No reporting required. 
• If NO, continue with Corrective Action Analysis and Implementation Plan and submit 

Notification to state agency within 75 days of initial exceedance. 
 



 
PRESSURE EXCEEDANCE  

Corrective Action Analysis and Implementation Schedule 
 
 

Date of Initial Exceedance: 10/5/2022 
Collection Device ID: WCLF0510 
Pressure Reading: 2.74 
 

Root Cause Analysis 
Was the reason for the positive pressure due to one of the following: 
A fire or increased well temperature. ☐ Yes  ☒ No 
Use of a geomembrane or synthetic cover. ☐ Yes  ☒ No 
A decommissioned well. ☐ Yes  ☒ No 
• If YES to ANY of the above, exempt as per 40 CFR 62.16720(a)(3)(iii)/ 40 CFR §63.1958(b). 
• If NO to ALL of the above, continue the form. 
Describe what was inspected. 
Vacuum source at wellhead (lateral is buried/inaccessible) 
Describe what was determined to be the root cause of the exceedance. 
Lack of gas concentration, wellhead valve difficulties.  
Determine the required next steps. 
Was the positive pressure remediated within 60 days since 
the initial exceedance? ☐ Yes  ☐ No 

• If YES, keep records of Root Cause Analysis.  No reporting required. 
• If NO, continue with Corrective Action Analysis and Implementation Plan and submit 

Notification to state agency within 75 days of initial exceedance. 
 



 
PRESSURE EXCEEDANCE  

Corrective Action Analysis and Implementation Schedule 
 
 

Date of Initial Exceedance: 10/5/2022 
Collection Device ID: WCLF0842 
Pressure Reading: 0.04 
 

Root Cause Analysis 
Was the reason for the positive pressure due to one of the following: 
A fire or increased well temperature. ☐ Yes  ☒ No 
Use of a geomembrane or synthetic cover. ☐ Yes  ☒ No 
A decommissioned well. ☐ Yes  ☒ No 
• If YES to ANY of the above, exempt as per 40 CFR 62.16720(a)(3)(iii)/ 40 CFR §63.1958(b). 
• If NO to ALL of the above, continue the form. 
Describe what was inspected. 
Vacuum source at wellhead (lateral is buried/inaccessible) 
Describe what was determined to be the root cause of the exceedance. 
Lack of gas concentration, wellhead valve difficulties.  
Determine the required next steps. 
Was the positive pressure remediated within 60 days since 
the initial exceedance? ☐ Yes  ☐ No 

• If YES, keep records of Root Cause Analysis.  No reporting required. 
• If NO, continue with Corrective Action Analysis and Implementation Plan and submit 

Notification to state agency within 75 days of initial exceedance. 
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WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

SITE: 
WEST CONTRA COSTA SANITARY LANDFILL 

FACILITY ID#: 
 A1840 

REPORTING PERIOD:    from     through 
 05/01/2022 10/31/2022 

 
 List of Permitted Sources and Abatement Device in Title V Permit 
 

Permit Unit Number Equipment Description 
S-# Description 

S-5 Internal Combustion Lean Burn Engine, fired exclusively on landfill gas 
S-6 Internal Combustion Lean Burn Engine, fired exclusively on landfill gas 

S-15 
West Contra Costa Sanitary Landfill (Closed Class I and Class II 
Waste Disposal Areas), Waste Decomposition Process Equipped with 
Landfill Gas Collection System, and Landfill gas collection system 

S-37 Internal Combustion Lean Burn Engine, fired exclusively on landfill gas 
S-50 Solid Waste Transfer Station 
S-69 Inlet Storage Tank #1 
S-70 Inlet Storage Tank #2 
S-71 Primary Oil Water Separator 
S-72 Secondary Separator/Emulsion Breaker 
S-74 Inclined Plate Clarifier 
S-111 Concrete Crusher 
S-112 Crushed Concrete Screener 
S-113 Concrete/Asphalt Storage Piles 
S-114 Conveyors (Crushed Concrete) 
S-115 Wood/Yard Waste Shredder (Tub Grinder) 
S-116 Wood Waste Screener 
S-117 Composting Operation 
S-118 Crushing of Asphalt Debris 
S-120 Air Stripper 
S-123 Air Stripper Holding (Feed) Tank 
S-130 Standby Air Stripper 
S-140 Clarifier Holding (Feed) Tank 
S-141 Inlet Feed Holding Tank 
S-142 Waste Oil Tank 
S-145 E-22R Area Tank 
S-146 Pretreatment Inlet Feed Tank 
S-151 Waste Oil Tank 
S-155 Oil Sludge Thickener 
S-156 Three Day Tanks 
S-157 Filter Press Surge Tank 
A-8 Backup Landfill Gas Flare, burning landfill gas, 49.5 MM BTU/hour 



 

 

Permit Unit Number Equipment Description 

A-14 
Carbon Adsorber (three vessels in series with A-14 first, followed by A-
15, followed by A-16) 

A-15 
Carbon Adsorber (three vessels in series with A-14 first, followed by A-
15, followed by A-16) 

A-16 
Carbon Adsorber (three vessels in series with A-14 first, followed by a-
15, followed by A-16) 

A-120* 
Landfill Gas Flare, burning landfill gas, 
91.26 MM BTU/hour 

A-17 
Carbon Adsorber (three vessels in series with A-17 first, followed by A-
18, followed by A-19) 

A-18 
Carbon Adsorber (three vessels in series with A-17 first, followed by A-
18, followed by A-19) 

A-19 
Carbon Adsorber (three vessels in series with A-17 first, followed by A-
18, followed by A-19) 

A-20 Carbon Adsorber (two vessels in series) 
A-21 Carbon Adsorber (two vessels in series) 
A-50 Water Mist System 
A-111 Water Spray System 
A-112 Water Spray System 
A-113 Water Spray System 
A-114 Water Spray System 
A-115 Water Spray System 
A-116 Water Spray System 
A-117 Water Spray Truck 
A-118 Water Spray System 

* The A-120 Flare was removed from WCCSL and replaced with the A-161 Flare in November 2017. The A-161       
Flare was initially started in December 2017. 

 

Notes: 
 

 Authority to Construct (ATC) Application Number (A/N) 20621/Permit to Operate (PTO) 
Condition 25004 

o Includes conditions for leachate treatment facility and inlet storage tanks. A-20 
and A-21 carbon adsorbers, S-71, S-72, S-141, and S-156 wastewater 
separators, S-120 and S-130 air strippers, A-14, A-15, A-16, A-17, A-18, and A-
19 activated carbon vessels, S-69 and S-70 inlet storage tanks, S-141 inlet feed 
holding tank, and S-156 three day tanks. These changes have not yet been 
incorporated into the Title V Permit.  
 

 ATC A/N 25019 
o Includes conditions for S-117 covered aerated static pile (CASP) composting 

operations, A-119 biofilter, S-185 portable trommel screen and grinder operation, 
A-115 water spray system, S-186 portable diesel engine for trommel screen, S-
189 wood waste stockpiles, and A-115 water spray system. S-115 was replaced 
by S-185.  These changes have not yet been incorporated into the Title V Permit. 

 
 PTO Condition 27409 



 

 

o Includes conditions for S-190 trommel screen, S-191 diesel engine powering 
trommel screen, and S-192 tub grinder. These changes have not yet been 
incorporated into the Title V Permit. 
 

 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-5 INTERNAL COMBUSTION LEAN BURN ENGINE; 
AND S-6 INTERNAL COMBUSTION LEAN BURN ENGINE 

Reporting Period:  from    05/01/2022 through 10/31/2022 

 

 1

Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Opacity None N/A None BAAQMD 6-1-301 Ringelmann No. 1 for 
< 3 minutes/hr 

Continuous N/A 

Opacity None N/A None SIP 6-301 Ringelmann No. 1 for 
< 3 minutes/hr 

Continuous N/A 

FP None N/A None BAAQMD 6-1-310 0.15 grains/dscf Continuous N/A 

FP None N/A None SIP 6-310 0.15 grains/dscf Continuous N/A 

TOC (Total 
Organic Com- 
pounds Plus 
Methane) 

BAAQMD 8-34-
501.6 
and 8-34-503 

Quarterly 
Inspection and 
Records 

Periodic / Quarterly BAAQMD 8-34-
301.2 

1000 ppmv as  
methane (component 
leak limit) 

Continuous N/A 

Non- Methane 
Organic Com- 
pounds 
(NMOC) 

BAAQMD 8-34-
412 and 
8-34-501.4 
and BAAQMD 
Condition # 
5771, Part 7 

Initial and 
Annual Source 
Tests and 
Records 

Periodic / Annually BAAQMD 8-34-
301.4 
and BAAQMD 
Condition # 5771, 
Part 6 

98% removal by 
weight OR < 120 
ppmv, dry basis @ 3% 
O2, expressed as 
methane 

Continuous N/A 

NMOC 40 CFR 60.8 
and 60.752(b) 
(2)(iii)(B) and 
60.758(b)(2) 

Initial Source 
Test and 
Records 

Periodic 40 CFR 
60.752(b) 
(2)(iii)(B) 

98% removal by 
weight OR < 20 ppmv 
dry @ 3% O2, 
expressed as hexane 

Continuous N/A 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-5 INTERNAL COMBUSTION LEAN BURN ENGINE; 
AND S-6 INTERNAL COMBUSTION LEAN BURN ENGINE 

Reporting Period:  from    05/01/2022 through 10/31/2022 

 

 2

Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

SO2 None N/A None BAAQMD 9-1-301 Property Line Ground 
Level Limits < 0.5 ppm 
for 3 minutes, < 0.25 
ppm for 60 minutes, 
and <0.05 ppm for 24 
hours 

Continuous N/A 

SO2 BAAQMD 
Condition 
#25293, 
Part 10 and 
BAAQMD 
Condition # 
5771, Part 7 

Quarterly Sulfur 
Analysis of 
Landfill Gas 
and Annual 
Source Test 

Periodic / Quarterly 
and Periodic / 
Annually 

BAAQMD 9-1-302 < 300 ppm (dry) Continuous N/A 

H2S None N/A None BAAQMD 9-2-301 Property Line ground 
level limits < 0.06 ppm 
Averaged over 3 
minutes and < 0.03 
ppm averaged over 60 
minutes 

Continuous N/A 

NOx BAAQMD 
Condition # 
5771, Part 7 

Annual Source 
Test 

Periodic / Annually BAAQMD 9-8-
302.1 

Waste Fuel Gas, 
Lean-Burn < 70 ppmv, 
dry basis @ 15% O2 

Continuous N/A 

NOx BAAQMD 
Condition # 
5771, Part 7 

Annual Source 
Test 

Periodic / Annually SIP 
9-8-302.1 

Waste Fuel Gas, 
Lean-Burn < 140 
ppmv, dry basis @ 
15% O2 

Continuous N/A 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-5 INTERNAL COMBUSTION LEAN BURN ENGINE; 
AND S-6 INTERNAL COMBUSTION LEAN BURN ENGINE 

Reporting Period:  from    05/01/2022 through 10/31/2022 

 

 3

Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

NOx BAAQMD 
Condition # 
5771, Part 7 

Annual Source 
Test 

Periodic / Annually BAAQMD 
Condition # 5771, 
Part 4 

< 63 ppmv, dry basis 
@ 15% O2 

Continuous N/A 

CO BAAQMD 
Condition # 
5771, Part 7 

Annual Source 
Test 

Periodic / Annually BAAQMD 9-8-
302.3 

Waste Fuel Gas: 
< 2000 ppmv, dry 
basis @ 15% O2 

Continuous N/A 

CO BAAQMD 
Condition # 
5771, Part 7 

Annual Source 
Test 

Periodic / Annually BAAQMD 
Condition # 5771, 
Part 5 

< 376 ppmv, dry basis 
@ 15% O2 

Continuous N/A 

Heat Input BAAQMD 
Condition # 
5771, 
Parts 3 and 9 

Gas Flow Meter 
and Recorder 
and Records 

Continuous BAAQMD 
Condition # 5771, 
Part 8 

285.6 MM BTU per 
day (each engine) and 
104,250 MM BTU per 
year (each engine) 

Continuous N/A 

Gas Flow BAAQMD 8-34-
501.10 
and 508 

Gas Flow Meter 
and Recorder 
(every 15 
minutes) 

Continuous BAAQMD 8-34-
301 
and 301.1 

Vent all collected 
gases to a properly 
operating control 
system and operate 
control system 
continuously. 

Continuous N/A 

Gas Flow BAAQMD 
Condition # 
5771, Part 3 

Gas Flow Meter 
and Recorder 

Continuous BAAQMD 
Condition # 5771, 
Part 2 

Upon shut down of an 
engine (S-5 or S-6), 
automatically divert 
excess collected gas 
to either flare 
A-120 or backup A-8 
Flare 

Continuous N/A 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-5 INTERNAL COMBUSTION LEAN BURN ENGINE; 
AND S-6 INTERNAL COMBUSTION LEAN BURN ENGINE 

Reporting Period:  from    05/01/2022 through 10/31/2022 

 

 4

Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Gas Flow 40 CFR 
60.756(b)(2) 
(i or ii) and 
60.758(c)(2) 

Gas Flow Meter 
and Recorder 
(every 15 
minutes) or 
Monthly 
Inspection of 
Bypass Valve & 
Lock and 
Records 

Continuous and 
Periodic / Monthly 

40 CFR 
60.753(a) 
and (e) 

Vent all collected 
gases to a properly 
operating control 
system and operate 
control system at all 
times when gas is 
vented to it 

Continuous N/A 

Emission 
Control 
System 
Shutdown 
TIme 

BAAQMD 8-34 
501.2 
and BAAQMD 
Condition # 
5771, Part 9 

Records Periodic / Daily BAAQMD 8-34-
113.2 

240 hours/year Continuous N/A 

Emission 
Control 
System 
Startup 
Shutdown or 
Malfunction 

40 CFR 
60.7(b), 
60.757(f)(2) and 
(f)(3), 
and 60.758(e) 

Records of 
occurrence and 
duration 

Periodic / Daily 40 CFR 
60.755(e) 

< 1 hour per event Continuous N/A 

Startup 
Shutdown or 
Malfunction 
Procedures 

40 CFR 
63.1980(a-b) 

Records (all 
occurrences, 
duration of 
each, corrective 
actions) 

Periodic / on event 
basis 

40 CFR 
63.6(e) 

Minimize Emissions 
by Implementing SSM 
Plan 

Continuous N/A 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-5 INTERNAL COMBUSTION LEAN BURN ENGINE; 
AND S-6 INTERNAL COMBUSTION LEAN BURN ENGINE 

Reporting Period:  from    05/01/2022 through 10/31/2022 

 

 5

Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Engine 
Cylinder or 
Exhaust 
Temperature 

BAAQMD 8-34-
507 and 8-34-
509 

Temperature 
sensor and 
continuous 
recorder 

Continuous BAAQMD 
Condition #5771 
Part 10 

To be established 
during first source test 
conducted after permit 
issuance 

Continuous N/A 

Periods of 
Inoperation for 
Parametric 
Monitors 

BAAQMD 1-
523.4 

Records of 
occurrence and 
duration 

Periodic / Daily BAAQMD 1-523.2 15 consecutive 
days/incident and 30 
calendar days/12 
month period 

Continuous N/A 

Continuous 
Monitors 

40 CFR 60.7(b) Records of 
occurrence and 
duration 

Periodic / Daily 40 CFR 60.13€ Requires Continuous 
Operation except for 
breakdowns, repairs, 
calibration, and 
required span 
adjustments 

Continuous N/A 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-15 LANDFILL AND A-8 BACKUP LANDFILL GAS 

FLARE AND A-120 LANDFILL GAS FLARE (NOTE A-161 REPLACED A-120) 
Reporting Period:  from    05/01/2022 through 10/31/2022 

 
 

 6

Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Collection 
System 
Installation 
Dates 

BAAQMD 8-34-
501.7 
and 501.8 and 
BAAQMD 
Condition # 
25293, Parts 
14b-c 

Records Periodic / on event 
basis 

BAAQMD 8-34-
304.1 

For Inactive/Closed 
Areas: collection 
system components 
must be installed and 
operating by 2 years 
+ 60 days 
after initial waste 
placement 

Continuous N/A 

Collection 
System 
Installation 
Dates 

BAAQMD 8-34-
501.7 
and 501.8 and 
BAAQMD 
Condition 
#25293, Parts 
14b-c 

Records Periodic / on event 
basis 

BAAQMD 8-34-
304.2 

For Active Areas: 
Collection system 
components must be 
installed and 
operating by 5 years 
+ 60 days 
after initial waste 
placement 

Continuous N/A 

Collection 
System 
Installation 
Dates 

BAAQMD 8-34-
501.7 
and 501.8 and 
BAAQMD 
Condition 
#25293, Parts 
14b-c 

Records Periodic / on event 
basis 

BAAQMD 8-34-
304.3 

For Any Uncontrolled 
Areas or Cells: 
collection system 
components must be 
installed and 
operating within 60 
days after the 
uncontrolled area or 
cell accumulates 
1,000,000 tons 
of decomposable 
waste 

Continuous N/A 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-15 LANDFILL AND A-8 BACKUP LANDFILL GAS 

FLARE AND A-120 LANDFILL GAS FLARE (NOTE A-161 REPLACED A-120) 
Reporting Period:  from    05/01/2022 through 10/31/2022 

 
 

 7

Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Collection 
System 
Installation 
Dates 

40 CFR 
60.758(a), (d)(1) 
and (d)(2), and 
60.759(a)(3) 

Records Periodic / on event 
basis 

40 CFR 
60.753 
(a)(2) and 60.755 
(b)(2) 

For Inactive/Closed 
Areas: collection 
system components 
must be installed and 
operating by 2 years 
+ 60 days after initial 
waste placement 

Continuous N/A 

Collection 
System 
Installation 
Dates 

40 CFR 
60.758(a), (d)(1) 
and (d)(2) 

Records Periodic / on event 
basis 

40 CFR 
60.753 (a)(1) and 
60.755 (b)(1) 

For Active Areas: 
Collection system 
components must be 
installed and 
operating by 5 years 
+ 60 days after initial 
waste placement 

Continuous N/A 

Gas Flow BAAQMD 8-34-
501.5, 501.10 
and 508 

Gas Flow Meter 
and Recorder 
(every 15 
minutes) and 
records 

Continuous BAAQMD 8-34-
301 and 301.1 
and 404 

Landfill gas collection 
system shall operate 
continuously, except 
as described in 
condition #25293 part 
7 and all collected 
gases shall be vented 
to a properly 
operating control 
system 

Intermittent There were four landfill 
gas collection and 

control system (GCCS) 
downtime events that 

did not meet the 
exemption criteria 

specified in Rule 8-34-
113. These events 

included utility outages, 
power surge/ 

fluctuations, and air 
compressor 

malfunctions which 
resulted in shutdowns of 
the GCCS that occurred 

on 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-15 LANDFILL AND A-8 BACKUP LANDFILL GAS 

FLARE AND A-120 LANDFILL GAS FLARE (NOTE A-161 REPLACED A-120) 
Reporting Period:  from    05/01/2022 through 10/31/2022 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

May 3, 2022 from 03:16 
to 09:58; May 16, 2022 

from 11:32 to 20:34; 
May 29, 2022 20:44 to 
May 30, 2022 05:00; 

and September 5, 2022 
from 21:32 to 

September 6, 2022 
07:28. These events 
were reported to the 

BAAQMD as reportable 
compliance activities 

(RCA) and breakdown 
relief was requested. 

Gas Flow BAAQMD 
Condition # 
5771, Part 9; 
BAAQMD 
Condition 
#17812, Part 
9; and 
BAAQMD 
Condition 
#25293, Parts 
14b-d 

Records of 
Landfill Gas 
Flow Rates, 
Collection and 
Control 
Systems 
Downtime, and 
Collection 
System 
Components 

Periodic / Daily BAAQMD 
Condition #25293, 
Parts 5, 6, and 7 

Landfill gas collection 
system shall operate 
continuously, except 
as described in 
condition #25293 part 
7 and all collected 
gases shall be 
vented to a properly 
operating control 
system 

Continuous N/A 

Gas Flow BAAQMD 
Condition 

Records of 
Landfill Gas 

Periodic / Daily BAAQMD 
Condition #25293, 

Landfill gas collection 
system shall operate 

Continuous N/A 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

#5771, Part 9; 
BAAQMD 
Condition 
#17812, Part 
9; and 
BAAQMD 
Condition 
#25293, Parts 
14b-d 

Flow Rates, 
Collection and 
Control 
Systems 
Downtime, and 
Collection 
System 
Components 

Parts 5, 6, 
and 7 

less than 
continuously and all 
collected gases shall 
be vented to a 
properly operating 
control system 

Gas Flow 40 CFR 
60.756(b)(2) (i 
or ii) and 
60.758(c)(2) 

Gas Flow Meter 
and Recorder 
(every 15 
minutes) or 
Monthly 
Inspection of 
Bypass Valve 
and Lock and 
Records 

Continuous or 
Periodic / Monthly 

40 CFR 
60.753(a) and (e) 

Operate a Collection 
System in each area 
or cell and vent all 
collected gases to a 
properly operating 
control system 

Continuous  N/A 

Collection and 
Control 
Systems 
Shutdown 
Time 

BAAQMD 8-34-
501.1 

Operating 
Records 

Periodic / Daily BAAQMD 8-34-
113.2 

240 hours/year or 5 
consecutive days 

Continuous N/A 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Collection and 
Control 
System 
Startup 
Shutdown or 
Malfunction 

40 CFR 
60.7(b), 
60.757(f)(2), 
(f)(3) and 
(f)(4) 

Operating 
Records (all 
occurrences 
and duration of 
each) 

Periodic / Daily 40 CFR 
60.755(e) 

5 days per event for 
collection system and 
1 hour per event for 
control system 

Continuous N/A 

Startup 
Shutdown 
or Malfunction 
Procedures 

40 CFR 
63.1980(a-b) 

Records (all 
occurrences, 
duration of 
each, and 
corrective 
actions) 

Periodic / on event 
basis 

40 CFR 63.6(e) Minimize Emissions 
by Implementing SSM 
Plan 

Continuous N/A 

Periods of 
Inoperation for 
Parametric 
Monitors 

BAAQMD 1-
523.4 

Operating 
Records for All 
Parametric 
Monitors 

Periodic / Daily BAAQMD 1-523.2 15 consecutive 
days/incident and 
30 calendar days/12 
month period 

Continuous N/A 

Continuous 
Monitors 

40 CFR 60.7(b) Operating 
Records for All 

Periodic / Daily 40 CFR 60.13(e) Requires Continuous 
Operation except for 

Continuous N/A 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Continuous 
Monitors 

breakdowns, repairs, 
calibration, and 
required 
span adjustments 

Wellhead 
Pressure 

BAAQMD 8-34-
414, 
501.9 and 505.1 

Monthly 
Inspection and 
Records 

Periodic / Monthly BAAQMD 8-34-
305.1 

< 0 psig Continuous N/A 

Wellhead 
Pressure 

40 CFR 
60.755(a)(3), 
60.756(a)(1), 
and 60.758(c) 
and (e) 

Monthly 
Inspection and 
Records 

Periodic / Monthly 40 CFR 60.753(b) < 0 psig Continuous N/A 

Temperature 
of Gas at 
Wellhead 

BAAQMD 8-34-
414, 501.9 and 
505.2 

Monthly 
Inspection and 
Records 

Periodic / Monthly BAAQMD 8-34-
305.2 

< 55 oC Continuous N/A 

Temperature 
of Gas at 
Wellhead 

40 CFR 
60.755(a)(5), 
60.756(a)(3), 
and 60.758(c) 
and (e) 

Monthly 
Inspection and 
Records 

Periodic / Monthly 40 CFR 
60.753(c) 

< 55 oC Continuous N/A 

Gas 
Concentrations 
at Wellhead 

BAAQMD 8-34-
414, 
501.9 and 505.3 

Monthly 
Inspection 
and Records 

Periodic / Monthly BAAQMD 8-34-
305.3 
or 305.4 and 

Applies to Gas 
Collection System 
Components Other 

Continuous N/A 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

or 
505.4 and 
BAAQMD 
Condition 
#25293 Part 
7d 

BAAQMD 
Condition #25293 
Part 7d 

than Leachate Wells 
N2  < 20%  OR  O2  < 
5% 
Applies to Leachate 
Wells When 
Connected to the 
LFG Collection 
System O2 
< 15% by volume 

Gas 
Concentrations 
at Wellhead 

40 CFR 
60.755(a)(5), 
60.756(a)(2), 
and 60.758(c) 
and (e) 

Monthly 
Inspection and 
Records 

Periodic / Monthly 40 CFR 
60.753(c) 

N2  < 20%  OR  O2  < 
5% 

Continuous N/A 

Well Shutdown 
Limits 

BAAQMD 8-34-
117.6 
and 501.1 

Records Periodic / Daily BAAQMD 8-34-
117.4 

No more than 5 wells 
at a time or 10% of 
total collection 
system, whichever is 
less 

Continuous N/A 

Well 
Shutdown 
Limits 

BAAQMD 8-34-
117.6 
and 501.1 

Records Periodic / Daily BAAQMD 8-34-
117.5 

24 hours per well Continuous N/A 

TOC 
(Total Organic 
Com- pounds 
Plus Methane) 

BAAQMD 8-34-
501.6 and 503 

Quarterly 
Inspection of 
collection 
and control 
system 
components 

Periodic / Quarterly BAAQMD 8-34-
301.2 

1000 ppmv as 
methane (component 
leak limit) 

Continuous  N/A 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

with OVA and 
Records 

TOC BAAQMD 8-34-
415, 416, 501.6, 
506 and 510 

Monthly Visual 
Inspection of 
Cover, 
Quarterly 
Inspection with 
OVA of Surface, 
Various 
Reinspection 
Times for 
Leaking Areas, 
and Records 

Periodic / Monthly, 
Quarterly, and on 
event basis 

BAAQMD 8-34-
303 

500 ppmv as 
methane at 2 inches 
above surface 

Continuous N/A 

TOC 40 CFR 
60.755(c)(1), (4) 
and (5), 
60.756(f), and 
60.758(c) and 
(e) 

Monthly Visual 
Inspection of 
Cover, 
Quarterly 
Inspection with 
Portable 
Analyzer of 
Surface, 
Various 
Reinspection 

Periodic / Monthly, 
Quarterly, and on 
event basis 

40 CFR 
60.753(d) 

<500 ppmv as 
methane at 5-10 cm 
from surface 

Continuous N/A 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Times for 
Leaking Areas, 
and Records 

Non- Methane 
Organic 
Compounds 
(NMOC) 

BAAQMD 8-34-
412 and 
8-34-501.4 and 
BAAQMD 
Condition 
#25293, 
Parts 4, 11 

Initial and 
Annual Source 
Tests and 
Records 

Periodic / Annually BAAQMD 8-34-
301.3 

98% removal by 
weight OR 
< 30 ppmv, dry basis 
@ 3% O2, expressed 
as methane (applies 
to A-120 and A-8 
Flares only) 

Continuous N/A 

NMOC 40 CFR 60.8 
and 60.752(b) 
(2)(iii)(B) and 
60.758 (b)(2)(ii) 

Initial Source 
Test and 
Records 

Periodic / on event 
basis 

40 CFR 
60.752(b) 
(2)(iii)(B) 

98% removal by 
weight OR < 20 ppmv 
dry @ 3% O2, 
expressed as hexane 
(applies to A-120 and 
A-8 Flares only) 

Continuous N/A 

Temperature 
of Combustion 
Zone (CT) 

BAAQMD 8-34-
501.3 and 507, 
and BAAQMD 
Condition 
#25293, 
Part 14e 

Temperature 
Sensor and 
Recorder 
(continuous) 

Continuous BAAQMD 
Condition #25293, 
Part 9 

CT  >  1400 °F, 
CT > 1417 °F 
averaged over any 3-
hour period (applies 
to A-8 and A-120 
Flares only) 

Continuous N/A 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

CT 40 CFR 
60.756(b)(1) 
and 60.758 
(b)(2)(i) 

Temperature 
Sensor and 
Recorder 
(measured 
every 15 
minutes and 
averaged 
over 3 hours) 

Continuous 40 CFR 
60.758 (c)(1)(i) 

CT > 1467 °F 
(3-hour average) from 
(CT > CTPF – 28 °C), 
where CTPF is the 
average combustion 
temperature during 
the most recent 
complying 
performance test 
(applies to A-120 
Flare only) 

Continuous N/A 

Opacity BAAQMD 
Condition 
#25293, 
Part 14e 

Records of all 
site watering 
cleaning events 
and road 

Periodic / on event 
basis, Monthly 

BAAQMD 6-1-301 Ringelmann No. 1 for 
< 3 minutes/hr 
(applies to S-15 
Landfill 
operations) 

Continuous N/A 

Opacity BAAQMD 
Condition 
#25293, Part 
14e 

Records of all 
site watering 
and road 
cleaning 
events 

Periodic / on event 
basis, Monthly 

SIP 6-301 Ringelmann No. 1 for 
< 3 minutes/hr 
(applies to S-15 
Landfill operations) 

Continuous N/A 

Opacity None N/A None BAAQMD 6-1-301 Ringelmann No. 1 for Continuous N/A 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

< 3 minutes/hr 
(applies to A-8 and A-
120 Flares) 

Opacity None N/A None SIP 6-301 Ringelmann No. 1 for 
< 3 minutes/hr 
(applies to A-8 and A-
120 
Flares) 

Continuous N/A 

FP None N/A None BAAQMD 6-1-310 < 0.15 grains/dscf 
(applies to A-8 and A-
120 Flares only) 

Continuous N/A 

FP None N/A None SIP 6-310 < 0.15 grains/dscf 
(applies to A-8 and A-
120 Flares only) 

Continuous N/A 

SO2 None N/A None BAAQMD 9-1-301 Property Line Ground 
Level Limits: 
< 0.5 ppm for 3 
minutes and < 0.25 
ppm for 60 min. 
and <0.05 ppm for 24 
hours 

Continuous N/A 

SO2 BAAQMD 
Condition 
#25293, 
Part 10 

Source Test Periodic / Annually BAAQMD 9-1-302 < 300 ppm (dry basis) 
(applies to A-8 and A-
120 Flares only) 

Continuous N/A 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Total Sulfur 
Content in 
Landfill Gas 

BAAQMD 
Condition # 
25293, 
Part 10 

Sulfur analysis 
of landfill gas 

Periodic / Quarterly BAAQMD 
Condition #25293, 
Part 10 

< 300 ppmv Continuous N/A 

H2S None N/A None BAAQMD 9-2-301 Property Line Ground 
Level Limits: 
< 0.06 ppm, averaged 
over 3 minutes 
and < 0.03 ppm, 
averaged over 60 
minutes 

Continuous N/A 

Heat Input BAAQMD 
Condition # 
25293, Part 8 

Records Periodic / Daily BAAQMD 
Condition # 25293 
Part 8 

< 2137 MM BTU per 
day and 
< 780,134 MM BTU 
per 
year 

Continuous N/A 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Toxic Air 
Contaminants 

BAAQMD 
Condition # 
25293, 
Part 12 

Annual Landfill 
Gas Analysis 

Periodic / Annually BAAQMD 
Condition # 25293 
Part 13 

Benzene 8.9 ppmv 
Chlorobenzene 1.5 
ppmv 
Trichloroethylene   
0.873 ppmv 
Ethylbenzene 41  
ppmv  
Vinyl Chloride 6.4 
ppmv  
Xylene 78 ppmv 
Toluene 110 ppmv 
Perchloroethylene 0.4 
ppmv 
Acrylonitrile 10 ppmv 
Methylene Chloride  
350 ppmv 

Continuous N/A 

NOx BAAQMD 
Condition # 
25293 Part 16 

Annual Source 
Test and 
Records 

Periodic / Annually BAAQMD 
Condition # 25293 
Part 
16 

From A-120 only < 
0.05 lbs/MMBTU 

Continuous N/A 

CO BAAQMD 
Condition # 
25293 Part 17 

Annual Source 
Test and 
Records 

Periodic / Annually BAAQMD 
Condition # 25293 
Part 
17 

From A-120 only < 
0.20 lbs/MM BTU 

Continuous N/A 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Opacity None N/A None BAAQMD 6-1-301 Ringelmann No. 1 for 
< 3 minutes/hr 

Continuous N/A 

Opacity None N/A None SIP 6-301 Ringelmann No. 1 for 
< 3 minutes/hr 

Continuous N/A 

FP None N/A None BAAQMD 6-1-310 0.15 grains/dscf Continuous N/A 

FP None N/A None SIP 6-310 0.15 grains/dscf Continuous N/A 

TOC (Total 
Organic Com- 
pounds Plus 
Methane) 

BAAQMD 8-34-
501.6 
and 8-34-503 

Quarterly 
Inspection and 
Records 

Periodic / Quarterly BAAQMD 8-34-
301.2 

1000 ppmv as 
methane (component 
leak limit) 

Continuous N/A 

Non- Methane 
Organic Com- 
pounds 
(NMOC) 

BAAQMD 8-34-
412 and 
8-34-501.4 
and BAAQMD 
Condition # 
17812, Part 8 

Initial and 
Annual Source 
Tests and 
Records 

Periodic / Annually BAAQMD 8-34-
301.4 

98% removal by 
weight OR < 120 
ppmv, dry basis @ 
3% O2, expressed as 
methane 

Continuous N/A 

NMOC 40 CFR 60.8 
and 60.752(b) 
(2)(iii)(B) and 
60.758(b)(2) 

Initial Source 
Test and 
Records 

Periodic / Initial 40 CFR 60.752(b) 
(2)(iii)(B) 

98% removal by 
weight OR < 20 ppmv 
dry @ 3% O2, 
expressed as hexane 

Continuous N/A 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

SO2 None N/A None BAAQMD 9-1-301 Property Line Ground 
Level Limits 
< 0.5 ppm for 3 
minutes, 
< 0.25 ppm for 60 
minutes, 
and <0.05 ppm for 24 
hours 

Continuous N/A 

SO2 BAAQMD 
Condition 
#25293, 
Part 10 and 
BAAQMD 
Condition # 
17812, 
Part 8 

Quarterly Sulfur 
Analysis of 
Landfill Gas and 
Annual Source 
Test 

Periodic / Quarterly 
and Periodic / 
Annually 

BAAQMD 9-1-302 < 300 ppm (dry) Continuous N/A 

H2S None N/A None BAAQMD 9-2-301 Property Line ground 
level limits < 0.06 
ppm Averaged over 3 
minutes and < 0.03 
ppm 
Averaged over 60 
minutes 

Continuous N/A 

NOx BAAQMD 
Condition # 
17812, 
Part 8 

Annual Source 
Test 

Periodic / Annually BAAQMD 9-8-
302.1 

Waste Fuel Gas, 
Lean-Burn < 70 
ppmv, dry basis @ 
15% O2 

Continuous N/A 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

NOx BAAQMD 
Condition 
#17812, Part 8 

Annual Source 
Test 

Periodic / Annually SIP 9-8-302.1 Waste Fuel Gas, 
Lean-Burn < 140 
ppmv, dry basis @ 
15% O2 

Continuous N/A 

NOx BAAQMD 
Condition 
#17812, Part 8 

Annual Source 
Test 

Periodic / Annually BAAQMD 
Condition #17812, 
Part 5 

< 63 ppmv, dry basis 
@ 15% O2 

Continuous N/A 

CO BAAQMD 
Condition 
#17812, Part 8 

Annual Source 
Test 

Periodic / Annually BAAQMD 9-8-
302.3 

Waste Fuel Gas: < 
2000 ppmv, dry basis 
@ 15% O2 

Continuous N/A 

CO BAAQMD 
Condition 
#17812, Part 8 

Annual Source 
Test 

Periodic / Annually BAAQMD 
Condition #17812, 
Part 6 

< 309 ppmv, dry 
basis @ 15% O2 

Continuous N/A 

Heat Input BAAQMD 
Condition 
#17812, Parts 7 
and 9c-d 

Gas Flow Meter 
and Recorder 
and Records 

Continuous BAAQMD 
Condition #17812, 
Part 2 

251.9 MM BTU per 
day and 91,951 MM 
BTU per consecutive 
12-month period 

Continuous N/A 

Gas Flow BAAQMD 8-34-
501.10 and 508 

Gas Flow Meter 
and Recorder 
(every 15 
minutes) 

Continuous BAAQMD 8-34-
301 and 301.1 

Vent all collected 
gases to a properly 
operating control 
system and operate 
control system 
continuously. 

Continuous N/A 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Gas Flow BAAQMD 
Condition # 
17812, Part 7 

Gas Flow Meter 
and Recorder 

Continuous BAAQMD 
Condition #17812, 
Parts 3 & 4 

Operate S-37 
continuously; Upon 
shutdown of S-37 or if 
any amount of gas 
exceeds the capacity 
of S- 37, return gas to 
A-8 Flare 
automatically 

Continuous N/A 

Gas Flow 40 CFR 
60.756(b)(2) 
(i or ii) and 
60.758(c)(2) 

Gas Flow Meter 
and Recorder 
(every 15 
minutes) or 
Monthly 
Inspection of 
Bypass Valve & 
Lock and 
Records 

Continuous and 
Periodic / Monthly 

40 CFR 60.753(a) 
and (e) 

Vent all collected 
gases to a properly 
operating control 
system and operate 
control system at all 
times when gas is 
vented to it 

Continuous N/A 

Emission 
Control 
System 
Shutdown 
Time 

BAAQMD 8-34-
501.2 and 
BAAQMD 
Condition 
#17812, Part 9a 

Records Periodic / Daily BAAQMD 8-34-
113.2 

240 hours/year Continuous N/A 

Emission 
Control 
System 
Startup 
Shutdown or 
Malfunction 

40 CFR 60.7(b), 
60.757(f)(2) and 
(f)(3), and 
60.758(e) 

Records of 
occurrence 
and duration 

Periodic / Daily 40 CFR 60.755(e) < 1 hour per event Continuous N/A 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-37 INTERNAL COMBUSTION LEAN BURN ENGINE Reporting Period:  from    05/01/2022 through 10/31/2022 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Startup 
Shutdown or 
Malfunction 
Procedures 

40 CFR 
63.1980(a-b) 

Records (all 
occurrences, 
duration of 
each, 
corrective 
actions) 

Periodic / on event 
basis 

40 CFR 63.6(e) Minimize Emissions 
by Implementing 
SSM Plan 

Continuous N/A 

Engine 
Cylinder or 
Exhaust 
Temperature 

BAAQMD 8-34-
507 and 8-34-
509 

Temperature 
sensor and 
continuous 
recorder 

Continuous BAAQMD 
Condition #17812, 
Part 10 

To be established 
during first source 
test conducted after 
permit issuance 

Continuous N/A 

Periods of 
Inoperation for 
Parametric 
Monitors 

BAAQMD 1-
523.4 

Records of 
occurrence and 
duration 

Periodic / Daily BAAQMD 1-523.2 15 consecutive 
days/incident and 
30 calendar days/12 
month period 

Continuous N/A 

Continuous 
Monitors 

40 CFR 60.7(b) Records of 
occurrence and 
duration 

Periodic / Daily 40 CFR 60.13(e) Requires Continuous 
Operation except for 
breakdowns, repairs, 
calibration, and 
required span 
adjustments 

Continuous N/A 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-120 AIR STRIPPER; S-130 STANDBY AIR 

STRIPPER; ABATED BY: A-14 CARBON ADSORBER; A-15 CARBON ADSORBER, 
AND A-16 CARBON ADSORBER; OR A-17 CARBON ADSORBER; A-18 CARBON 

ADSORBER AND A-19 CARBON ADSORBER 

Reporting Period:  from    05/01/2022 through 10/31/2022 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Total Organic 
Compounds 
(TOC) 

BAAQMD 8-47-
501.1, 8-47-
501.2, and 8-
47-601 and 
BAAQMD 
Condition 
#23316, Parts 7 
and 8 

Monthly, 
Weekly, or Daily 
FID 
Measurements 
at Carbon 
Adsorbers, Daily 
Records of 
Wastewater 
Throughput and 
Monthly 
Records of 
Water Analyses 

Periodic / Daily, 
Weekly, and 
Monthly 

BAAQMD 8-47-
301 and 8-47-302 

control device shall 
reduce total organic 
compound emissions 
to the atmosphere by 
at least: 90% by 
weight 

Continuous N/A 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-120 AIR STRIPPER; S-130 STANDBY AIR 

STRIPPER; ABATED BY: A-14 CARBON ADSORBER; A-15 CARBON ADSORBER, 
AND A-16 CARBON ADSORBER; OR A-17 CARBON ADSORBER; A-18 CARBON 

ADSORBER AND A-19 CARBON ADSORBER 

Reporting Period:  from    05/01/2022 through 10/31/2022 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

NMOC BAAQMD 
Condition 
#23316, Part 8 

Monthly, 
Weekly, or Daily 
FID Measure- 
ments at Carbon 
Adsorbers (inlet 
and outlet) and 
Records 

Periodic / Daily, 
Weekly, and 
Monthly 

BAAQMD 
Condition #23316, 
Part 4 

carbon replacement 
upon detection of an 
outlet NMOC 
concentration (from 
A-14, A-15 or A-17, 
A-18) that is 10% or 
more of the inlet 
NMOC concentration 
and is 10 ppmv or 
greater (measured as 
methane) 

Continuous N/A 

NMOC BAAQMD 
Condition 
#23316, Part 8 

Monthly, 
Weekly, or Daily 
FID Measure- 
ments at Carbon 
Adsorbers 
(outlet) and 
Records 

Periodic / Daily, 
Weekly, and 
Monthly 

BAAQMD 
Condition #23316, 
Part 5 

carbon replacement 
upon detection of an 
outlet NMOC 
concentration (from 
A-16 or A-19) of 6 
ppmv (measured as 
methane) 

Continuous N/A 

POC None N/A None BAAQMD 
Condition #23316, 
Part 3 

Leak Limit for Valves, 
Flanges, and Pumps 
of: 100 ppmv of POC 
above background at 
1 cm from 
any component 

Continuous N/A 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-120 AIR STRIPPER; S-130 STANDBY AIR 

STRIPPER; ABATED BY: A-14 CARBON ADSORBER; A-15 CARBON ADSORBER, 
AND A-16 CARBON ADSORBER; OR A-17 CARBON ADSORBER; A-18 CARBON 

ADSORBER AND A-19 CARBON ADSORBER 

Reporting Period:  from    05/01/2022 through 10/31/2022 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Wastewater 
Throughput 
Limits 

BAAQMD 
Condition 
#23316 Part 7 

Records Periodic / Daily BAAQMD 
Condition #23316 
Part 1 

40,800 Gallons/Day 
14,892,000 
Gallons/Year 

Continuous N/A 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-50 SOLID WASTE TRANSFER STATION; AND A-50 

WATER MIST SYSTEM 
Reporting Period:  from    05/01/2022 through 10/31/2022 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Opacity BAAQMD 
Condition 
#18258, Part 3 

Continuous 
Observation of 
Source in 
Operation 

Continuous BAAQMD 6-1-301 Ringelmann 1.0 for 3 
minutes in any hour 

Continuous N/A 

Opacity BAAQMD 
Condition 
#18258, Part 3 

Continuous 
Observation of 
Source in 
Operation 

Continuous SIP 6-301 Ringelmann 1.0 for 3 
minutes in any hour 

Continuous N/A 

Amount of 
Waste 
Accepted 

BAAQMD 
Condition 
#18258, Part 7 

Records Periodic / on event 
basis 

BAAQMD 
Condition #22792, 
Part 1 

2000 tons/day or 
730,000 tons in any 
consecutive twelve 
month period 

Continuous N/A 

Amount of 
Vehicle Traffic 

BAAQMD 
Condition 
#18258, Part 7 

Records Periodic / on event 
basis 

BAAQMD 
Condition #22792, 
Part 5 and 6 

601 vehicle trips per 
day to both S-15 and 
S-50 while waste is 
accepted at S-15; 715 
vehicle trips per day 
to S-50 after waste is 
no longer accepted at 
S-15 

Continuous N/A 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-69 INLET STORAGE TANK #1; S-70 INLET 

STORAGE TANK #2; S-141 INLET FEED TANK; S-156 THREE DAY TANKS; EACH 

ABATED BY A-20 CARBON ADSORBER AND A-21 CARBON ADSORBER 

Reporting Period:  from    05/01/2022 through 10/31/2022 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Organic 
Compounds 

BAAQMD 8-
5-501 and 
BAAQMD 
Condition 
#23220, 
Parts 7 and 8 

Monthly, 
Weekly, or Daily 
FID 
Measurements 
at Carbon 
Adsorbers and 
Daily Records of 
Wastewater 
Throughput 

Periodic / Daily, 
Weekly, and 
Monthly 

BAAQMD 8-5-301 
and 306 

Abatement efficiency 
of at least 95% by 
weight 

Continuous N/A 

Organic 
Compounds 

BAAQMD 8-
5-501 and 
BAAQMD 
Condition 
#23220, 
Parts 7 and 8 

Monthly, 
Weekly, or Daily 
FID 
Measurements 
at Carbon 
Adsorbers and 
Daily Records of 
Wastewater 
Throughput 

Periodic / Daily, 
Weekly, and 
Monthly 

SIP 8-5-301 and 
306 

Abatement efficiency 
of at least 95% by 
weight 

Continuous N/A 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-69 INLET STORAGE TANK #1; S-70 INLET 

STORAGE TANK #2; S-141 INLET FEED TANK; S-156 THREE DAY TANKS; EACH 

ABATED BY A-20 CARBON ADSORBER AND A-21 CARBON ADSORBER 

Reporting Period:  from    05/01/2022 through 10/31/2022 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

NMOC BAAQMD 
Condition 
#23220, Part 
8 

Monthly, 
Weekly, or Daily 
FID 
Measurements 
at Carbon 
Adsorbers (inlet 
and outlet) and 
Records 

Periodic / Daily, 
Weekly, and 
Monthly 

BAAQMD 
Condition #23220, 
Part 5 

carbon replacement 
upon detection of an 
outlet NMOC 
concentration (from 
A-20) that is 10% or 
more of the inlet 
NMOC concentration 
and is 10 ppmv or 
greater (measured as 
methane) 

Continuous N/A 

NMOC BAAQMD 
Condition 
#23220, Part 
8 

Monthly, 
Weekly, or Daily 
FID 
Measurements 
at Carbon 
Adsorbers 
(outlet) and 
Records 

Periodic / Daily, 
Weekly, and 
Monthly 

BAAQMD 
Condition #23220, 
Part 6 

carbon replacement 
upon detection of an 
outlet NMOC 
concentration (from 
A-21) of 6 ppmv 
(measured as 
methane) 

Continuous N/A 

POC None N/A None BAAQMD 
Condition #23220, 
Part 4 

Leak Limit for Valves, 
Flanges, and Pumps 
of: 100 ppmv of POC 
above background at 
1 cm from any 
component 

Continuous N/A 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-69 INLET STORAGE TANK #1; S-70 INLET 

STORAGE TANK #2; S-141 INLET FEED TANK; S-156 THREE DAY TANKS; EACH 

ABATED BY A-20 CARBON ADSORBER AND A-21 CARBON ADSORBER 

Reporting Period:  from    05/01/2022 through 10/31/2022 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Wastewater 
Throughput 
Limits 

BAAQMD 
Condition 
#23220, 
Part 7 

Records Periodic / Daily BAAQMD 
Condition #23220, 
Part 1 

40,800 Gallons/Day 
14,892,000 
Gallons/Year 

Continuous N/A 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-71 PRIMARY OIL WATER SEPARATOR; S-72 

SECONDARY SEPARATOR/EMULSION BREAKER; AND S-157 FILTER PRESS 

SURGE TANK; ABATED BY: A-20 CARBON ADSORBER; AND A-21 CARBON 

ADSORBER 

Reporting Period:  from    05/01/2022 through 10/31/2022 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Organic 
Compounds 

BAAQMD 
Condition 
#23220, Part 
8 

Monthly, 
Weekly, or Daily 
FID 
Measurements 
at Carbon 
Adsorbers 

Periodic / Daily, 
Weekly, and 
Monthly 

BAAQMD 8-8-
301.3 

combined collection 
and removal 
efficiency of at least 
95% by weight 

Continuous N/A 

Organic 
Compounds 

BAAQMD 
Condition 
#23220, Part 
8 

Monthly, 
Weekly, or Daily 
FID 
Measurements 
at Carbon 
Adsorbers 

Periodic / Daily, 
Weekly, and 
Monthly 

SIP 8-8-301.3 combined collection 
and removal 
efficiency of at least 
95% by weight 

Continuous N/A 

Organic 
Compounds 

None N/A None BAAQMD 8-8-303 all gauging and 
sampling devices 
shall have vapor 
tight covers, seals, or 
lids 

Continuous N/A 

POC None N/A None BAAQMD 
Condition #23220 
Part 4 

Leak Limit for Valves, 
Flanges, and Pumps 
of: 100 ppmv of POC 
above background at 
1 cm from any 
component 

Continuous N/A 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-74 INCLINED PLATE CLARIFIER; S-140 CLARIFIER 

HOLDING TANKS; S-123 AIR STRIPPER FEED TANK; S-145 E-22R AREA 

TANKS; S-146 PRETREATMENT INLET FEED TANK; S-155 OIL SLUDGE 

THICKENER; S-142 WASTE OIL TANK; S-151 WASTE OIL TANK; ABATED BY: A-
20 CARBON ADSORBER; AND A-21 CARBON ADSORBER 

Reporting Period:  from    05/01/2022 through 10/31/2022 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Total Carbon BAAQMD 
Condition 
#23220, 
Part 7 

Records Periodic / Daily BAAQMD 8-2-301 15 Pounds/Day or 
300 ppm, dry basis 

Continuous N/A 

Wastewater 
Throughput 
Limits 

BAAQMD 
Condition 
#23220, 
Part 7 

Records Periodic / Daily BAAQMD 
Condition #23220, 
Part 1 

40,800 Gallons/Day 
14,892,000 
Gallons/Year 

Continuous N/A 

POC None N/A None BAAQMD 
Condition #23220, 
Part 4 

Leak Limit for Valves, 
Flanges, and Pumps 
of: 100 ppmv of POC 
above background at 
1 cm from any 
component 

Continuous N/A 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-111 CONCRETE CRUSHER; AND A-111 WATER 

SPRAY SYSTEM 
Reporting Period:  from    05/01/2022 through 10/31/2022 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Throughput BAAQMD 
Condition 
#23350, Part 
6 

Records Periodic / on event 
basis 

BAAQMD 
Condition #23350, 
Part 2 

30,000 tons of 
concrete in any 
consecutive twelve 
month period 

Continuous N/A 

Opacity BAAQMD 
Regulation 6- 
1-401 and 
BAAQMD 
Condition 
#23350, Part 
4 

Observation of 
Source in 
Operation 

Continuous BAAQMD 6-1-301 Ringelmann 1.0 for 3 
minutes in any hour 

Continuous N/A 

Opacity SIP 6-401 
and 
BAAQMD 
Condition 
#23350, Part 
4 

Observation of 
Source in 
Operation 

Continuous SIP 6-301 Ringelmann 1.0 for 3 
minutes in any hour 

Continuous N/A 

PM BAAQMD 
Condition 
#23350, 
Part 6 

Records Periodic / on event 
basis 

BAAQMD 
Condition #23350, 
Part 5 

Application of dust 
suppressant to all 
unpaved on-site truck 
routes to and 
from the concrete and 
asphalt recycling 
operations to 
maintain a PM control 
efficiency of 75 % by 
weight 

Continuous N/A 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-112 CRUSHED CONCRETE SCREENER; AND A-112 

WATER SPRAY SYSTEM 
Reporting Period:  from    05/01/2022 through 10/31/2022 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Throughput BAAQMD 
Condition 
#23351, Part 
5 

Records Periodic / on event 
basis 

BAAQMD 
Condition #23351, 
Part 2 

30,000 tons of 
concrete in any 
consecutive twelve 
month period 

Continuous N/A 

Opacity BAAQMD 
Regulation 6- 
1-401 and 
BAAQMD 
Condition 
#23351, Part 
4 

Observation of 
Source in 
Operation 

Continuous BAAQMD 6-1-301 Ringelmann 1.0 for 3 
minutes in any hour 

Continuous N/A 

Opacity SIP 6-401 
and 
BAAQMD 
Condition 
#23351, Part 
4 

Observation of 
Source in 
Operation 

Continuous SIP 6-301 Ringelmann 1.0 for 3 
minutes in any hour 

Continuous N/A 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-113 CONCRETE/ASPHALT STORAGE PILES; AND A-
113 WATER SPRAY SYSTEM 

Reporting Period:  from    05/01/2022 through 10/31/2022 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Throughput BAAQMD 
Condition 
#23352, Part 
4 

Records Periodic / on event 
basis 

BAAQMD 
Condition #23352, 
Part 1 

30,000 tons of 
concrete in any 
consecutive twelve 
month period 

Continuous N/A 

Opacity BAAQMD 
Regulation 6- 
1-401 and 
BAAQMD 
Condition 
#23352, Part 
3 

Observation of 
Source in 
Operation 

Continuous BAAQMD 6-1-301 Ringelmann 1.0 for 3 
minutes in any hour 

Continuous N/A 

Opacity SIP 6-401 
and 
BAAQMD 
Condition 
#23352, Part 
3 

Observation of 
Source in 
Operation 

Continuous SIP 6-301 Ringelmann 1.0 for 3 
minutes in any hour 

Continuous N/A 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-114 CONVEYORS (CRUSHED CONCRETE); AND A-
114 WATER SPRAY SYSTEM 

Reporting Period:  from    05/01/2022 through 10/31/2022 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Throughput BAAQMD 
Condition 
#23353, Part 
5 

Records Periodic / on event 
basis 

BAAQMD 
Condition #23353, 
Part 2 

30,000 tons of 
concrete in any 
consecutive twelve 
month period 

Continuous N/A 

Opacity BAAQMD 
Regulation 6- 
1-401 and 
BAAQMD 
Condition 
#23353, Part 
4 

Observation of 
Source in 
Operation 

Continuous BAAQMD 6-1-301 Ringelmann 1.0 for 3 
minutes in any hour 

Continuous N/A 

Opacity SIP 6-401 
and 
BAAQMD 
Condition 
#23353, Part 
4 

Observation of 
Source in 
Operation 

Continuous SIP 6-301 Ringelmann 1.0 for 3 
minutes in any hour 

Continuous N/A 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-115 WOOD/YARD WASTE SHREDDER (TUB 

GRINDER); AND A-115 WATER SPRAY SYSTEM 
Reporting Period:  from    05/01/2022 through 10/31/2022 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Throughput BAAQMD 
Condition 
#23354, Part 
7 

Records Periodic / on event 
basis 

BAAQMD 
Condition #23354, 
Part 2 

19,000 tons of wood 
waste in any 
consecutive twelve 
month period 

Continuous N/A 

Opacity BAAQMD 
Regulation 6- 
1-401 and 
BAAQMD 
Condition 
#23354, Part 
4 

Observation of 
Source in 
Operation 

Continuous BAAQMD 6-1-301 Ringelmann 1.0 for 3 
minutes in any hour 

Continuous N/A 

Opacity SIP 6-401 
and 
BAAQMD 
Condition 
#23354, Part 
4 

Observation of 
Source in 
Operation 

Continuous SIP 6-301 Ringelmann 1.0 for 3 
minutes in any hour 

Continuous N/A 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-116 WOOD WASTE SCREENER; AND A-116 

WATER SPRAY SYSTEM 
Reporting Period:  from    05/01/2022 through 10/31/2022 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Throughput BAAQMD 
Condition 
#23355, Part 
4 

Records Periodic / on event 
basis 

BAAQMD 
Condition #23355, 
Part 1 

19,000 tons of wood 
waste in any 
consecutive twelve 
month period 

Continuous N/A 

Opacity BAAQMD 
Regulation 6- 
1-401 and 
BAAQMD 
Condition 
#23355, Part 
3 

Observation of 
Source in 
Operation 

Continuous BAAQMD 6-1-301 Ringelmann 1.0 for 3 
minutes in any hour 

Continuous N/A 

Opacity SIP 6-401 
and 
BAAQMD 
Condition 
#23355, Part 
3 

Observation of 
Source in 
Operation 

Continuous SIP 6-301 Ringelmann 1.0 for 3 
minutes in any hour 

Continuous N/A 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-117 COMPOSTING OPERATION; AND A-117 

WATER SPRAY TRUCK 
Reporting Period:  from    05/01/2022 through 10/31/2022 
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Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Throughput BAAQMD 
Condition 
#23356, Part 
5 

Records Periodic / on event 
basis 

BAAQMD 
Condition #23356, 
Part 1 

19,000 tons of wood 
waste in any 
consecutive twelve 
month period 

Continuous N/A 

Opacity BAAQMD 
Regulation 6- 
1-401 and 
BAAQMD 
Condition 
#23356, 
Part 3 

Observation of 
Source in 
Operation 

Continuous BAAQMD 6-1-301 Ringelmann 1.0 for 3 
minutes in any hour 

Continuous N/A 

Opacity SIP 6-401 
and 
BAAQMD 
Condition 
#23356, Part 
3 

Observation of 
Source in 
Operation 

Continuous SIP 6-301 Ringelmann 1.0 for 3 
minutes in any hour 

Continuous N/A 

PM BAAQMD 
Condition 
#23356, 
Part 5 

Records Periodic / on event 
basis 

BAAQMD 
Condition #23356, 
Part 4 

Application of dust 
suppressant or water 
to all unpaved on-site 
truck routes to and 
from the composting 
operation to maintain 
a PM control 
efficiency of 75 % by 
weight 

Continuous N/A 



WEST CONTRA COSTA SANITARY LANDFILL 
 

TITLE V SEMI-ANNUAL MONITORING REPORT 
 

Site:   West Contra Costa Sanitary Landfill Facility ID#:   A2254 
Permitted Unit:    S-118 CRUSHING OF ASPHALT DEBRIS; AND A-118 

WATER SPRAY SYSTEM 
Reporting Period:  from    05/01/2022 through 10/31/2022 

 
 

 40

Type of Limit 
Monitoring 

Requirement 
Citation 

Monitoring 
Type 

Monitoring 
Frequency  

Citation of Limit Limit Compliance 
Corrective Actions 

Taken 

Throughput BAAQMD 
Condition 
#23357, Part 
4 

Records Periodic / on event 
basis 

BAAQMD 
Condition #23357, 
Part 1 

5,000 tons of asphalt 
in any consecutive 
twelve month period 

Continuous N/A 

Opacity BAAQMD 
Regulation 6- 
1-401 and 
BAAQMD 
Condition 
#23357, Part 
3 

Observation of 
Source in 
Operation 

Continuous BAAQMD 6-1-301 Ringelmann 1.0 for 3 
minutes in any hour 

Continuous N/A 

Opacity SIP 6-401 
and 
BAAQMD 
Condition 
#23357, Part 
3 

Observation of 
Source in 
Operation 

Continuous SIP 6-301 Ringelmann 1.0 for 3 
minutes in any hour 

Continuous N/A 
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