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Bay Area Air Quality Management District 
375 Beale Street, Suite 600, San Francisco, CA. 94105 

Telephone: (415) 771-6000

Report of Required Monitoring  
TITLE V Operating Permit  

Facility Name:    SFPP, L.P. Brisbane Terminal  

Address:    950 Tunnel Avenue, Brisbane, California 94005  

Title V Permit Number: A4021 

Reporting Period:   May 1, 2022 through October 31, 2022 

I hereby certify that I am a Responsible Official for the above named facility as defined in 40 Code of 
Federal Regulations, Part 70.2. I further certify that, based on information and belief formed after 
reasonable inquiry, the statements and information in this certification are true, accurate, and complete. 

 Signature of Responsible Official   Date 

  Dan Wittenberg 

 Name of Responsible Official (please print) 

 Director of Operations 

 Title of Responsible Official (please print) 
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 Table VII - A 
Applicable Limits and Compliance Monitoring Requirements 

S21, S22, S23, S24, S25 – LOADING RACKS 
 

Type of 

Limit 

 

Citation of 

Limit 

 

FE 

Y/N 

Future 

Effective 

Date 

 

 

Limit 

Monitoring 

Requirement 

Citation 

Monitoring 

Frequency 

(P/C/N) 

Monitoring Type Compliance Status 
during Period: 
"Continuous"; 

"Intermittent"; or 
"Not in Compliance" 

Additional Information 

POC BAAQMD 8-

33-301.1 

N  9.6 g/1000 liters 

(0.08 lb/1000 

gallons) 

BAAQMD 8-

33-309-4; 

CARB 

Certification 

P/ 9-15 months Source test, 

Recordkeeping 

Continuous 

 

 

POC BAAQMD 8-

33-301.2 

N 01/10/2011 0.04 lb/1000 gallons BAAQMD 8-

33-309-4; 8-33-

309.13; CARB 

Certification 

C: P/9-15 months Parametric; Source 

test; 

Recordkeeping; 

Notification 

Continuous 

 

 

 BAAQMD 8-

33-308 

N 01/10/2011 < 3,000 ppm as 

methane or 6% of 

the lower explosive 

limit 

BAAQMD 8-

33-308.2; 

BAAQMD 

Condition 

#4275, part 1e, 

and part 15 

C: P/weekly Infrared HC 

Analyzer; 

Recordkeeping 

Continuous 

 

 

POC BAAQMD 8-

33-309.2 

N 01/10/2011 18 in. of water 

column 

BAAQMD  8-

33-309.10, and 

BAAQMD 

Condition 

#4275, part 1b 

P/during product 

loading 

Pressure gauge; 

Recordkeeping 

Continuous 

 

 

POC SIP 8-33-301 Y  9.6 g/1000 liters 

(0.08 lb/1000 

gallons) 

CARB 

Certification 

P/ 6 months; 

throughput limit 

revision 

Source test, 

Recordkeeping 

Continuous 
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 Table VII - A 
Applicable Limits and Compliance Monitoring Requirements 

S21, S22, S23, S24, S25 – LOADING RACKS 
 

Type of 

Limit 

 

Citation of 

Limit 

 

FE 

Y/N 

Future 

Effective 

Date 

 

 

Limit 

Monitoring 

Requirement 

Citation 

Monitoring 

Frequency 

(P/C/N) 

Monitoring Type Compliance Status 
during Period: 
"Continuous"; 

"Intermittent"; or 
"Not in Compliance" 

Additional Information 

 SIP 8-33-308 Y  3,000 ppm as 

methane and 6.8 kg 

(15 pounds) per day 

BAAQMD 

Condition 

#4275, part 1e, 

and part 2 

C Infrared HC 

Analyzer 

Continuous 

 

 

 SIP 8-33-309 Y  46 cm (18 in.) of 

water column 

BAAQMD  8-

33-309, and 

BAAQMD 

Condition 

#4275, part 1b 

P/during product 

loading 

Pressure gauge Continuous 

 

 

 40 CFR  

60.502(b) 

Y  35 g/1000 liters 40 CFR     

60.503(c) 

P/6 months Source test Continuous 

 

 

POC 40 CFR 

60.502(e) 

Y  Vapor-tight  

gasoline tank trucks 

40 CFR 

60.505(b) 

P/during product 

loading, and 

within 2 weeks 

Vapor tightness 

documents 

Continuous 

 

 

POC 40 CFR 

60.505(e)(ii) 

Y  Vapor-tight  

gasoline tank trucks 

electronic 

recordkeeping 

40 CFR 

60.505(b) 

P/during product 

loading, and 

within 2 weeks 

Vapor tightness 

documents 

Continuous 

 

 

 40 CFR  

63.11088(a) 

Y 1/10/2011 80 mg/liters 40 CFR     

63.11092(a) 

P/6 months Source test Continuous 

 

 

 40 CFR  

63.11088(a) 

Y 1/10/2011 Vapor-tight  

gasoline tank trucks 

40 CFR     

63.11092(f) (1) 

P/annual Certification test 

documents 

Continuous 
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 Table VII - A 
Applicable Limits and Compliance Monitoring Requirements 

S21, S22, S23, S24, S25 – LOADING RACKS 
 

Type of 

Limit 

 

Citation of 

Limit 

 

FE 

Y/N 

Future 

Effective 

Date 

 

 

Limit 

Monitoring 

Requirement 

Citation 

Monitoring 

Frequency 

(P/C/N) 

Monitoring Type Compliance Status 
during Period: 
"Continuous"; 

"Intermittent"; or 
"Not in Compliance" 

Additional Information 

 BAAQMD 

Condition 

#4275, part 5 

Y  120 ppm as propane BAAQMD 

Condition 

#4275, part 1c 

P/C Infrared HC 

Analyzer 

Continuous 

 

 

Total 

material 

throughput 

limit 

BAAQMD 

Condition 

#4275, part 6b 

Y  250,000 gallons/hr 

2,400,000 

gallons/day 

876,000,000 

gallon/yr 

BAAQMD 

Condition 

#4275, part 9 

P/H Record- keeping Continuous 

 

 

POC 

 

BAAQMD 

Condition 

#4275, part 11 

Y  Operating 

temperature 

500 degree 

Fahrenheit 

BAAQMD 

Condition 

#4275, part 15  

C Record Keeping Continuous 

 

 

POC BAAQMD 8-

18-305 

Y  All equipment 

associated with 

delivery and 

loading operations 

shall be maintained 

to be leak free, 

vapor tight and in 

good working order. 

  Inspection Intermittent 

 

On 6/18/2022, trailer 

dome-out from 7:15am to 

07:25am due to a faulty 

sensor on the trailer. See 

the attached reports. 
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Table VII - B  

Applicable Limits and Compliance Monitoring Requirements 
S1, S2, S4, S5, S6, S7, S8, S9, S10, S11, S12, S13, S15, S16, S18, S20 - INTERNAL FLOATING ROOF TANKS 

Type of 

Limit 

Citation of 

Limit 

FE 

Y/N 

Future 

Effective 

Date 

Limit Monitoring 

Requirement 

Citation 

Monitoring Frequency 

(P/C/N) 

Monitoring 

Type 

Compliance Status 
during Period: 
"Continuous"; 

"Intermittent"; or 
"Not in Compliance" 

Additional Information 

POC BAAQMD 

8-5-303.1 

N  PVV set within 10% of 

max  pressure or 25.8 

mmHg (0.5 psia) 

BAAQMD 

 8-5-403 &  

8-5-404 

P/twice per year at 4 to 8 

months interval 

Inspection 

Certification 

Continuous 

 

 

POC BAAQMD 

8-320.3.1 

N  Gasket cover < 0.32 cm 

(1/8 in) gap  

BAAQMD 

 8-5-402.3 & 

8-5-404 

P/twice per year at 4 to 8 

months interval 

Inspection 

Certification 

 

Continuous 

 

 

POC BAAQMD 

8-320.3.2 

N  Inaccessible opening no 

visible gap  

BAAQMD 

8-5-402.3 & 

8-5-404 

P/twice per year at 4 to 8 

months interval 

Inspection 

Certification 

Intermittent 

 

On 7/12/2022, a stain 

was found on the roof of 

tank BT-11. See the 

attached for the reports. 

POC BAAQMD 

8-5-320.4.2 

N  Solid sampling or 

gauging wells  in closed 

position with cover, seal 

or lid < 0.32 cm (1/8 in)  

BAAQMD 

 8-5-402.3 & 

8-5-404 

P/twice per year at 4 to 8 

months interval 

Inspection 

Certification 

Continuous 

 

 

POC BAAQMD 

8-5-320.4.3 

N  Solid sampling or 

gauging wells: Gap 

between well and roof 

shall be added to gaps 

measured < 1.3 cm (1/2 

in)  

BAAQMD 

 8-5-402.3 & 

8-5-404 

P/twice per year at 4 to 8 

months interval 

Inspection 

Certification 

Continuous 
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Table VII - B  
Applicable Limits and Compliance Monitoring Requirements 

S1, S2, S4, S5, S6, S7, S8, S9, S10, S11, S12, S13, S15, S16, S18, S20 - INTERNAL FLOATING ROOF TANKS 
Type of 

Limit 

Citation of 

Limit 

FE 

Y/N 

Future 

Effective 

Date 

Limit Monitoring 

Requirement 

Citation 

Monitoring Frequency 

(P/C/N) 

Monitoring 

Type 

Compliance Status 
during Period: 
"Continuous"; 

"Intermittent"; or 
"Not in Compliance" 

Additional Information 

POC BAAQMD 

8-5-320.5.2 

N  Slotted sampling or 

gauging wells  in closed 

position with cover, seal 

or lid < 1.3 cm (1/2 in)  

BAAQMD 

8-5-402.2 & 

8-5-404 

P/twice per year at 4 to 8 

months interval 

Inspection 

Certification 

Continuous 

 

 

POC BAAQMD 

8-5-320.5.3 

N  Slotted sampling or 

gauging wells: Gap 

between well and roof 

shall be added to gaps 

measured < 1.3 cm (1/2 

in)  

BAAQMD 

8-5-402.2 & 

8-5-404 

P/twice per year at 4 to 8 

months interval 

Inspection 

Certification 

Continuous 

 

 

POC BAAQMD 

8-5-320.6 

Y  Emergency roof drain 

with slotted membrane 

fabric cover > 90% 

opening area 

BAAQMD 

8-5-402 & 

8-5-404 

P/twice per year at 4 to 8 

months interval 

Inspection 

Certification 

Continuous 

 

 

POC BAAQMD 

8-5-321.1 

N  No holes, tears or other 

openings in the primary 

seal fabric 

BAAQMD 

8-5-402.2 & 

8-5-404 

P/twice per year at 4 to 8 

months interval 

Inspection 

Certification 

Continuous 

 

 

POC BAAQMD 

8-5-321.2 

N  Primary seal metallic 

shoe or liquid mounted 

type 

BAAQMD 

8-5-402.1 

8-5-404 

P/10 yr 

P/10 yr 

Inspection 

Certification 

Continuous 
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Table VII - B  
Applicable Limits and Compliance Monitoring Requirements 

S1, S2, S4, S5, S6, S7, S8, S9, S10, S11, S12, S13, S15, S16, S18, S20 - INTERNAL FLOATING ROOF TANKS 
Type of 

Limit 

Citation of 

Limit 

FE 

Y/N 

Future 

Effective 

Date 

Limit Monitoring 

Requirement 

Citation 

Monitoring Frequency 

(P/C/N) 

Monitoring 

Type 

Compliance Status 
during Period: 
"Continuous"; 

"Intermittent"; or 
"Not in Compliance" 

Additional Information 

POC BAAQMD 

8-5-321.3 

N  Primary seal metallic 

shoe extends minimum 

61 cm (24 in) for 

external floating and 18 

in for internal Floating 

Roof tank above liquid 

surface 

BAAQMD 

8-5-401, 

8-5-404 

P/10 yr 

P/10 yr 

Inspection 

Certification 

Continuous 

 

 

POC BAAQMD 

8-5-321.3.1 

N  Gap between shoe and 

tank shell is no greater 

than 46 cm (18 in) 

BAAQMD 

8-5-401, 

8-5-404 

P/10 yr 

P/10 yr 

Inspection 

Certification 

Continuous 
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Table VII - B  
Applicable Limits and Compliance Monitoring Requirements 

S1, S2, S4, S5, S6, S7, S8, S9, S10, S11, S12, S13, S15, S16, S18, S20 - INTERNAL FLOATING ROOF TANKS 
Type of 

Limit 

Citation of 

Limit 

FE 

Y/N 

Future 

Effective 

Date 

Limit Monitoring 

Requirement 

Citation 

Monitoring Frequency 

(P/C/N) 

Monitoring 

Type 

Compliance Status 
during Period: 
"Continuous"; 

"Intermittent"; or 
"Not in Compliance" 

Additional Information 

POC BAAQMD 

8-5-321.3.2 

N  For welded tanks, gap 

between tank shell and 

the primary seal < 3.8 

cm (1 1/2 in).  No 

continuous gap > 0.32 

cm ((1/8 in) shall exceed 

10% of circumference.  

The cumulative length of 

all seal gaps exceeding 

1.3 cm (1/2 in) < 10% of 

circumference and the 

cumulative length of all 

seal gaps exceeding 0.32 

cm (1/8 in) < 40% of 

circumference 

BAAQMD 

8-5-401, 

8-5- 404 

P/10 yr 

P/10 yr 

Inspection 

Certification 

Continuous 

 

 

POC BAAQMD 

8-5-322.1 

N  No holes, tears, or other 

openings 

BAAQMD 

8-5-402.2 & 

8-5-404 

P/twice per year at 4 to 8 

months interval 

Inspection 

Certification  

Continuous 

 

 

POC BAAQMD 

8-5-322.2 

N  Secondary seal shall 

allow insertion up to 3.8 

cm (1 ½ in) in width 

BAAQMD 

8-5-402, & 

8-5-404 

P/10 yr 

P/10 yr 

Inspection 

Certification 

Continuous 
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Table VII - B  
Applicable Limits and Compliance Monitoring Requirements 

S1, S2, S4, S5, S6, S7, S8, S9, S10, S11, S12, S13, S15, S16, S18, S20 - INTERNAL FLOATING ROOF TANKS 
Type of 

Limit 

Citation of 

Limit 

FE 

Y/N 

Future 

Effective 

Date 

Limit Monitoring 

Requirement 

Citation 

Monitoring Frequency 

(P/C/N) 

Monitoring 

Type 

Compliance Status 
during Period: 
"Continuous"; 

"Intermittent"; or 
"Not in Compliance" 

Additional Information 

POC BAAQMD 

8-5-322.3 

N  Gap between tank shell 

and the secondary seal 

shall not exceed 1.3 cm 

(1/2 in) 

BAAQMD 

8-5-402, & 

8-5-404 

P/10 yr 

P/10 yr 

Inspection 

Certification 

Continuous 

 

 

POC BAAQMD 

8-5-328.1.1 

N  Tank > 75 m3, Tank 

cleaning 90% control, 

POC concentration < 

10,000 ppm  

BAAQMD 

8-5-502 

P/A Source Test Continuous 

 

 

POC SIP 

8-5-303.1 

Y  PVV set within 10% of 

max  pressure or 25.8 

mmHg (0.5 psia) 

SIP 

 8-5-403 &  

8-5-404 

P/twice per year at 4 to 8 

months interval 

Inspection 

Certification 

Continuous 

 

 

POC SIP 

8-320.3.1 

Y  Gasket cover < 0.32 cm 

(1/8 in) gap  

SIP 

 8-5-402.3 & 

8-5-404 

P/twice per year at 4 to 8 

months interval 

Inspection 

Certification 

 

Continuous 

 

 

POC SIP 

8-320.3.2 

Y  Inaccessible opening no 

visible gap  

SIP 

8-5-402.3 & 

8-5-404 

P/twice per year at 4 to 8 

months interval 

Inspection 

Certification 

Intermittent 

 

On 7/12/2022, a stain 

was found on the roof of 

tank BT-11. See the 

attached for the reports. 

POC SIP 

8-5-320.4.2 

Y  Solid sampling or 

gauging wells  in closed 

position with cover, seal 

or lid < 0.32 cm (1/8 in)  

SIP 

 8-5-402.3 & 

8-5-404 

P/twice per year at 4 to 8 

months interval 

Inspection 

Certification 

Continuous 
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Table VII - B  
Applicable Limits and Compliance Monitoring Requirements 

S1, S2, S4, S5, S6, S7, S8, S9, S10, S11, S12, S13, S15, S16, S18, S20 - INTERNAL FLOATING ROOF TANKS 
Type of 

Limit 

Citation of 

Limit 

FE 

Y/N 

Future 

Effective 

Date 

Limit Monitoring 

Requirement 

Citation 

Monitoring Frequency 

(P/C/N) 

Monitoring 

Type 

Compliance Status 
during Period: 
"Continuous"; 

"Intermittent"; or 
"Not in Compliance" 

Additional Information 

POC SIP 

8-5-320.4.3 

Y  Solid sampling or 

gauging wells: Gap 

between well and roof 

shall be added to gaps 

measured < 1.3 cm (1/2 

in)  

SIP 

 8-5-402.3 & 

8-5-404 

P/twice per year at 4 to 8 

months interval 

Inspection 

Certification 

Continuous 

 

 

POC SIP 

8-5-320.5.2 

Y  Slotted sampling or 

gauging wells  in closed 

position with cover, seal 

or lid < 1.3 cm (1/2 in)  

SIP 

8-5-402.2 & 

8-5-404 

P/twice per year at 4 to 8 

months interval 

Inspection 

Certification 

Continuous 

 

 

POC SIP 

8-5-320.5.3 

Y  Slotted sampling or 

gauging wells: Gap 

between well and roof 

shall be added to gaps 

measured < 1.3 cm (1/2 

in)  

SIP 

8-5-402.2 & 

8-5-404 

P/twice per year at 4 to 8 

months interval 

Inspection 

Certification 

Continuous 

 

 

POC SIP 

8-5-320.6 

Y  Emergency roof drain 

with slotted membrane 

fabric cover > 90% 

opening area 

SIP 

8-5-402 & 

8-5-404 

P/twice per year at 4 to 8 

months interval 

Inspection 

Certification 

Continuous 

 

 

POC SIP 

8-5-321.1 

Y  No holes, tears or other 

openings in the primary 

seal fabric 

SIP 

8-5-402.2 & 

8-5-404 

P/twice per year at 4 to 8 

months interval 

Inspection 

Certification 

Continuous 
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Table VII - B  
Applicable Limits and Compliance Monitoring Requirements 

S1, S2, S4, S5, S6, S7, S8, S9, S10, S11, S12, S13, S15, S16, S18, S20 - INTERNAL FLOATING ROOF TANKS 
Type of 

Limit 

Citation of 

Limit 

FE 

Y/N 

Future 

Effective 

Date 

Limit Monitoring 

Requirement 

Citation 

Monitoring Frequency 

(P/C/N) 

Monitoring 

Type 

Compliance Status 
during Period: 
"Continuous"; 

"Intermittent"; or 
"Not in Compliance" 

Additional Information 

POC SIP 

8-5-321.2 

Y  Primary seal metallic 

shoe or liquid mounted 

type 

SIP 

8-5-402.1 

8-5-404 

P/10 yr 

P/10 yr 

Inspection 

Certification 

Continuous 

 

 

POC SIP 

8-5-321.3 

Y  Primary seal metallic 

shoe extends minimum 

61 cm (24 in) for 

external floating and 18 

in for internal Floating 

Roof tank above liquid 

surface 

SIP 

8-5-401, 

8-5-404 

P/10 yr 

P/10 yr 

Inspection 

Certification 

Continuous 

 

 

POC SIP 

8-5-321.3.1 

Y  Gap between shoe and 

tank shell is no greater 

than 46 cm (18 in) 

SIP 

8-5-401, 

8-5-404 

P/10 yr 

P/10 yr 

Inspection 

Certification 

Continuous 
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Table VII - B  
Applicable Limits and Compliance Monitoring Requirements 

S1, S2, S4, S5, S6, S7, S8, S9, S10, S11, S12, S13, S15, S16, S18, S20 - INTERNAL FLOATING ROOF TANKS 
Type of 

Limit 

Citation of 

Limit 

FE 

Y/N 

Future 

Effective 

Date 

Limit Monitoring 

Requirement 

Citation 

Monitoring Frequency 

(P/C/N) 

Monitoring 

Type 

Compliance Status 
during Period: 
"Continuous"; 

"Intermittent"; or 
"Not in Compliance" 

Additional Information 

POC SIP 

8-5-321.3.2 

Y  For welded tanks, gap 

between tank shell and 

the primary seal < 3.8 

cm (1 1/2 in). No 

continuous gap > 0.32 

cm ((1/8 in) shall exceed 

10% of circumference. 

The cumulative length of 

all seal gaps exceeding 

1.3 cm (1/2 in) < 10% of 

circumference and the 

cumulative length of all 

seal gaps exceeding 0.32 

cm (1/8 in) < 40% of 

circumference 

SIP 

8-5-401, 

8-5- 404 

P/10 yr 

P/10 yr 

Inspection 

Certification 

Continuous 

 

 

POC SIP 

8-5-322.1 

Y  No holes, tears, or other 

openings 

SIP 

8-5-402.2 & 

8-5-404 

P/twice per year at 4 to 8 

months interval 

Inspection 

Certification  

Continuous 

 

 

POC SIP 

8-5-322.2 

Y  Secondary seal shall 

allow insertion up to 3.8 

cm (1 ½ in) in width 

SIP 

8-5-402, & 

8-5-404 

P/10 yr 

P/10 yr 

Inspection 

Certification 

Continuous 
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Table VII - B  
Applicable Limits and Compliance Monitoring Requirements 

S1, S2, S4, S5, S6, S7, S8, S9, S10, S11, S12, S13, S15, S16, S18, S20 - INTERNAL FLOATING ROOF TANKS 
Type of 

Limit 

Citation of 

Limit 

FE 

Y/N 

Future 

Effective 

Date 

Limit Monitoring 

Requirement 

Citation 

Monitoring Frequency 

(P/C/N) 

Monitoring 

Type 

Compliance Status 
during Period: 
"Continuous"; 

"Intermittent"; or 
"Not in Compliance" 

Additional Information 

POC SIP 

8-5-322.3 

Y  Gap between tank shell 

and the secondary seal 

shall not exceed 1.3 cm 

(1/2 in) 

SIP 

8-5-402, & 

8-5-404 

P/10 yr 

P/10 yr 

Inspection 

Certification 

Continuous 

 

 

POC SIP 

8-5-328.1.1 

Y  Tank > 75 m3, tank 

cleaning shall have 

liquid balancing with < 

0.5 psia 

None N None Continuous 

 

 

POC SIP 

8-5-328.1.2 

Y  Tank > 75 m3, Tank 

cleaning 90% control, 

POC concentration < 

10,000 ppm  

SIP 

8-5-502 

P/A Source Test Continuous 

 

 

Certification BAAQMD 

8-5-404 

  Submit report within 60 

days of inspection or 

source test 

BAAQMD 8-

5-404 

 Submittal Continuous 

 

 

POC BAAQMD 

Condition 

#17285, part 

1 

Y  52.56 MM gal/yr BAAQMD 

Condition 

#17285, part 2 

P/D Record keeping Continuous  

 BAAQMD 

Regulation 

8, Rule 5 

(amended on 

10/18/06) 

Y      Continuous  
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Table VII - C  
Applicable Limits and Compliance Monitoring Requirements 

S29, S30, S31, S32 – UNDERGROUND TANKS/SUMPS 
 

Type 

of 

Limit 

Citation of 

Limit 

FE 

Y/N 

Future 

Effective 

Date 

Limit Monitoring 

Requirement 

Citation 

Monitoring 

Frequency 

(P/C/N) 

Monitoring 

Type 

Compliance Status 
during Period: 
"Continuous"; 

"Intermittent"; or 
"Not in Compliance" 

Additional Information 

POC 40 CFR 

63.11087 (a) 

Y 1/10/2011  40 CFR 

63.11092(e)(1) 

P/E 1 or 5 or 10 yrs Visual 

Inspection, 

Recordkeeping 

Continuous  

  BAAQMD 

Condition 

#16325, part 

1 

Y  214,150 gallons gasoline/yr 

92,350 gallons jet kerosene/yr 

BAAQMD 

Condition 

#16325, part 2 

P/D Record 

keeping 

Continuous  
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Table VII - D 

Applicable Limits and Compliance Monitoring Requirements 
S28 – OIL/WATER SEPARATOR 

Type 

of 

Limit 

Citation of 

Limit 

FE 

Y/N 

Future 

Effective 

Date 

Limit Monitoring 

Requirement 

Citation 

Monitoring 

Frequency 

(P/C/N) 

Monitoring 

Type 

Compliance 
Status during 

Period: 
"Continuous"; 
"Intermittent"

; or "Not in 
Compliance" 

 

Additional Information 

POC  BAAQMD 

8-8-301.1 

N  Roof seals, other openings  

Gap <0.125 inch 

BAAQMD 

8-8-301.1 

P/Initially and 6 

months 

Visual 

inspection 

Continuous 

 

 

POC  SIP 

BAAQMD 

8-8-301.1 

Y  Roof seals, other openings  

Gap <0.125 inch 

SIP BAAQMD 

8-8-301.1 

P/Initially and 6 

months 

Visual 

inspection 

Continuous 

 

 

POC BAAQMD 

Condition 

#11349, part 

2 

Y  10 ppm and 10% of inlet 

concentration 

BAAQMD 

Condition 

#11349, part 5 

P/Weekly Portable 

hydrocarbon 

detector, 

recordkeeping 

Continuous  

POC BAAQMD 

Condition 

#11349, part 

3 

Y  Change-out with unspent carbon 

upon the detection of 

breakthrough or 6 ppm 

BAAQMD 

Condition 

#11349, part 5 

and part 6  

P/Weekly Portable 

hydrocarbon 

detector, 

recordkeeping 

Continuous  
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Table VII – E  

Applicable Limits and Compliance Monitoring Requirements 
S35 – ETHANOL UNLOADING RACK 

Type 

of 

Limit 

Citation of 

Limit 

FE 

Y/N 

Future 

Effective 

Date 

Limit Monitoring 

Requirement 

Citation 

Monitoring 

Frequency 

(P/C/N) 

Monitoring 

Type 

Compliance Status 
during Period: 
"Continuous"; 

"Intermittent"; or 
"Not in Compliance" 

Additional Information 

POC BAAQMD 

8-6-304 

Y  21 gm/cubic meter  

(0.17 lb/1000 gallons) 

 N N Continuous 

 

 

Ethanol 

through

put 

limit 

BAAQMD 

Condition 

#23531, part 

1 

Y  52.56 MM gallon/yr BAAQMD 

Condition 

#23531, part 3 

P/M Recordkeeping Continuous 
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Table VII – F  
Applicable Limits and Compliance Monitoring Requirements 

S36 – OFF-SPECIFICATION FUEL UNLOADING RACK 
Type of 

Limit 

Citation of 

Limit 

FE 

Y/N 

Future 

Effective 

Date 

Limit Monitoring 

Requirement 

Citation 

Monitoring 

Frequency 

(P/C/N) 

Monitoring 

Type 

Compliance Status 
during Period: 
"Continuous"; 

"Intermittent"; or 
"Not in Compliance" 

Additional Information 

POC BAAQMD 8-

2-301 

N  Not more than 15 lb/day & 300 

ppm 

 N N Continuous 

 

 

POC SIP BAAQMD 

8-2-301 

Y  Not more than 15 lb/day & 300 

ppm 

 N N Continuous 

 

 

Unloading 

event limit 

BAAQMD 

Condition 

#23549, part 1 

Y  10,950/yr BAAQMD 

Condition 

#23549, part 

3 

P/M Recordkeeping Continuous 
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Table VII – G 

Applicable Limits and Compliance Monitoring Requirements 
FUGITIVE COMPONENTS 

Type of 

Limit 

Citation of 

Limit 

FE 

Y/N 

Future 

Effective 

Date 

Limit Monitoring 

Requirement 

Citation 

Monitoring 

Frequency 

(P/C/N) 

Monitoring 

Type 

Compliance Status during 
Period: "Continuous"; 
"Intermittent"; or "Not 

in Compliance" 

Additional Information 

POC BAAQMD  

8-18-301 

N  General equipment leak < 100 

ppm 

BAAQMD   

8-18-401.2 and 

401.5 

P/Q Portable 

hydrocarbon 

detector, 

records  

Continuous 

 

 

POC BAAQMD  

8-18-302 

N  Valve leak < 100 ppm BAAQMD   

8-18-401.5 and 

401.6 

P/Q Portable 

hydrocarbon 

detector, 

records  

Continuous 

 

 

POC BAAQMD  

8-18-303 

N  Pump and compressor leak < 

500 ppm 

BAAQMD   

8-18-401.2 and 

401.5 

P/Q Portable 

hydrocarbon 

detector, 

records  

Continuous 

 

 

POC BAAQMD  

8-18-304 

N  Connection leak < 100 ppm BAAQMD   

8-18-401.2 and 

401.5 

P/Q Portable 

hydrocarbon 

detector, 

records  

Continuous 

 

 

POC BAAQMD  

8-18-305 

N  Pressure relief valve leak < 

500 ppm 

BAAQMD   

8-18-401.2 and 

401.5 

P/Q Portable 

hydrocarbon 

detector, re   

cords  

Continuous 

 

 

POC BAAQMD  

8-18-306.1 

N  Valve, pressure relief, pump 

or compressor must be 

repaired within 5 years or at 

the next scheduled turnaround 

SIP 8-18-502.4 N  Continuous 
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Table VII – G 
Applicable Limits and Compliance Monitoring Requirements 

FUGITIVE COMPONENTS 
Type of 

Limit 

Citation of 

Limit 

FE 

Y/N 

Future 

Effective 

Date 

Limit Monitoring 

Requirement 

Citation 

Monitoring 

Frequency 

(P/C/N) 

Monitoring 

Type 

Compliance Status during 
Period: "Continuous"; 
"Intermittent"; or "Not 

in Compliance" 

Additional Information 

POC BAAQMD  

8-18-306.2 

N  Awaiting repair 

Valves < 0.5% 

Pressure Relief < 1% 

Pump and Connector < 1% 

 

SIP 8-18-502.4 P/24 hours Inspection Continuous 

 

 

POC BAAQMD  

8-18-306.3.2 

N  Mass emissions & non-

repairable equipment allowed 

Valve < 0.1 lb/day &  <1.0% 

Pressure Relief < 0.2 lb/day &  

< 5% 

Pump and Connector < 0.2 

lb/day & < 5% 

SIP 8-18-502.4 P/D Inspection Continuous 

 

 

POC BAAQMD  

8-18-306.3.3 

N  Total valve, pressure relief, 

pump or compressor  leaks > 

15 lb/day, they must be 

repaired within 7 days 

SIP 8-18-502.4 N  Continuous 

 

 

POC SIP  8-18-

301 

Y  General equipment leak < 100 

ppm 

SIP 

8-18-401.2 

P/Q Portable 

hydrocarbon 

detector, 

records  

Continuous 

 

 

POC SIP  8-18-

302 

Y  Valve leak < 100 ppm SIP 

8-18-401.2 

P/Q Portable 

hydrocarbon 

detector, 

records  

Continuous 
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Table VII – G 
Applicable Limits and Compliance Monitoring Requirements 

FUGITIVE COMPONENTS 
Type of 

Limit 

Citation of 

Limit 

FE 

Y/N 

Future 

Effective 

Date 

Limit Monitoring 

Requirement 

Citation 

Monitoring 

Frequency 

(P/C/N) 

Monitoring 

Type 

Compliance Status during 
Period: "Continuous"; 
"Intermittent"; or "Not 

in Compliance" 

Additional Information 

POC SIP  8-18-

303 

Y  Pump and compressor leak < 

500 ppm 

SIP 

8-18-401.2 

P/Q Portable 

hydrocarbon 

detector, 

records  

Continuous 

 

 

POC SIP  8-18-

304 

Y  Connection leak < 100 ppm SIP  8-18-

401.2 &403 

P/Q Portable 

hydrocarbon 

detector, 

records  

Continuous 

 

 

POC SIP  8-18-

305 

Y  Pressure relief valve leak < 

500 ppm 

BAAQMD 8-

18-401.2 & 

401.5 

P/Q Portable 

hydrocarbon 

detector, 

records  

Continuous 

 

 

POC SIP  8-18-

306.1 

Y  Valve, pressure relief, pump 

or compressor must be 

repaired within 5 years or at 

the next scheduled turnaround 

SIP 8-25-503.4 N  Continuous 

 

 

POC SIP  8-18-

306.2 

Y  Awaiting repair 

Valves < 0.5% 

Pressure Relief < 1% 

Pump and Connector < 1% 

 

SIP  8-18-

401.5 

P/24 hours Inspection Continuous 
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Table VII – G 
Applicable Limits and Compliance Monitoring Requirements 

FUGITIVE COMPONENTS 
Type of 

Limit 

Citation of 

Limit 

FE 

Y/N 

Future 

Effective 

Date 

Limit Monitoring 

Requirement 

Citation 

Monitoring 

Frequency 

(P/C/N) 

Monitoring 

Type 

Compliance Status during 
Period: "Continuous"; 
"Intermittent"; or "Not 

in Compliance" 

Additional Information 

POC SIP  8-18-

306.3.2 

Y  Mass emissions & non-

repairable equipment allowed 

Valve < 0.1 lb/day &  <1.0% 

Pressure Relief < 0.2 lb/day &  

< 5% 

Pump and Connector < 0.2 

lb/day & < 5% 

SIP  8-18-

401.3 

P/D Inspection Continuous 

 

 

POC SIP  8-18-

306.3.3 

Y  Total valve, pressure relief, 

pump or compressor  leaks > 

15 lb/day, they must be 

repaired within 7 days 

None N  Continuous 

 

 

POC SIP 

  8-25-302 

Y  Pump leak < 500 ppm SIP  

8-25-401.2  

& 8-25-403 

P/Q 

P/D 

Portable 

hydrocarbon 

detector, 

records 

Continuous 

 

 

POC SIP 

 8-25-303 

Y  Compressor leak < 500 ppm SIP   

8-25-401.2  

& 8-25-403 

P/Q 

P/D 

Portable 

hydrocarbon 

detector, 

records 

Continuous 

 

 

POC SIP 

8-25-304.1 

Y  Pump or compressor repaired 

within 5 years or next  

scheduled turnaround 

SIP 

8-25-304.1 

P/Q 

 

Portable 

hydrocarbon 

detector, 

records 

Continuous 
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Table VII – G 
Applicable Limits and Compliance Monitoring Requirements 

FUGITIVE COMPONENTS 
Type of 

Limit 

Citation of 

Limit 

FE 

Y/N 

Future 

Effective 

Date 

Limit Monitoring 

Requirement 

Citation 

Monitoring 

Frequency 

(P/C/N) 

Monitoring 

Type 

Compliance Status during 
Period: "Continuous"; 
"Intermittent"; or "Not 

in Compliance" 

Additional Information 

POC SIP 

8-25-304.2 

Y  Awaiting repaired valves < 

1.0% 

SIP 

8-25-503.4 

 

P/Q 

 

 

Portable 

hydrocarbon 

detector, 

records 

Continuous 

 

 

 SIP 

  8-25-305 

Y  New or replaced pump and 

compressor leak < 500 ppm 

for 4 consecutive quarters 

SIP 

8-25-401.2  

& 8-25-403 

P/Q 

P/D 

Portable 

hydrocarbon 

detector, 

records 

Continuous 

 

 

 SIP 

 8-25-306 

Y  Repeat pump , compressor 

leak must meet SIP 

BAAQMD  8-25-304 & 8-25-

305 

SIP 

8-25-401.2  

& 8-25-403 

P/Q 

P/D 

Portable 

hydrocarbon 

detector, 

records 

Continuous 

 

 

     BAAQMD  

 8-18-503 

P/Q 

P/Y 

Reports Continuous 

 

 

     BAAQMD   

8-18-402.1 

P/Q 

P/Y 

Identification 

Code 

Continuous 
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Table VII - H  

Applicable Limits and Compliance Monitoring Requirements 
S33- EMERGENCY DIESEL GENERATOR 

 
 

Type of 

Limit 

 

Citation of 

Limit 

 

FE 

Y/

N 

Future 

Effective 

Date 

 

 

Limit 

Monitoring 

Requirement 

Citation 

Monitoring 

Frequency 

(P/C/N) 

Monitoring 

Type 

Compliance Status 
during Period: 
"Continuous"; 

"Intermittent"; or 
"Not in 

Compliance" 

  

Opacity BAAQMD  

6-1-303.1 

N  Ringelmann 2.0 for no more 

than 3 minutes in any hour 

 N  Continuous  

FP BAAQMD  

6-1-310 

N  0.15 gr/dscf  N  Continuous  

Opacity SIP 

6-303.1 

Y  Ringelmann 2.0 for no more 

than 3 minutes in any hour 

 N  Continuous  

FP SIP  

6-1-310 

Y  0.15 gr/dscf  N  Continuous  

SO2 BAAQMD 

9-1-301 

Y  Property Line Ground 

Level Limits: < 0.5 ppm for 3 

minutes and < 0.25 ppm for 

60 min. and <0.05 ppm for 24 

hours 

None N N/A Continuous  

 BAAQMD 

9-1-304 

Y  0.5% wt sulfur in liquid fuel  P/E Fuel 

certification 

recordkeeping 

Continuous  

Hours of 

Operation 

BAAQMD  

9-8-330.1 

N  Unlimited hours for 

emergencies 

BAAQMD  

9-8-530.2 

P/monthly Record Keeping Continuous  

 BAAQMD  

9-8-330.2 

N  100 hours per year for 

reliability-related activities 

BAAQMD  

9-8-530 

P/monthly Record Keeping Continuous  

 BAAQMD  N 1/1/2012 50 hours per year for BAAQMD  P/monthly Record Keeping Continuous  
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Table VII - H  
Applicable Limits and Compliance Monitoring Requirements 

S33- EMERGENCY DIESEL GENERATOR 
 

 

Type of 

Limit 

 

Citation of 

Limit 

 

FE 

Y/

N 

Future 

Effective 

Date 

 

 

Limit 

Monitoring 

Requirement 

Citation 

Monitoring 

Frequency 

(P/C/N) 

Monitoring 

Type 

Compliance Status 
during Period: 
"Continuous"; 

"Intermittent"; or 
"Not in 

Compliance" 

  

9-8-330.3 reliability-related activities 9-8-530 

 CCR, Title 

17, Section 

93115.  

6(b)(3)(A)  

(1)(a) 

N  20 hours/yr for maintenance 

and testing 

CCR, Title 17, 

Section 

93115.10(e) 

(1) 

C Totalizing 

Counter 

Continuous  

 CCR, Title17, 

Section 

9311.6(b)(3) 

(A) (1)(a) 

N  20 hours/yr for maintenance 

and testing 

CCR, Title 17, 

Section 

93115.10(g) 

M Record Keeping Continuous  

 BAAQMD 

Condition 

#22820, part1 

N  20 hours/yr for maintenance 

and testing 

BAAQMD 

Condition 

#22820, part 3 

C Totalizing 

Counter 

Continuous  

 BAAQMD 

Cond.# 

22820, part1 

Y  20 hours per year for 

reliability-related activities 

BAAQMD 

Cond.# 22820, 

part 1 

P/monthly Record Keeping Continuous  

 
 

 



Annual Certification Report 

(November 1, 2021 through October 31, 2022)



Compliance Certification 

Based on information and belief formed after reasonable inquiry, the statements and 
information in the attached Compliance Certification form are true, accurate, and 
complete. 

November 1, 2021 through October 31, 2022 

Certification Period 

 Signature of Responsible Official Date 

  Dan Wittenberg 

 Name of Responsible Official (please print) 

 Director of Operations 

   Title of Responsible Official (please print) 

Facility ID:  #A4021 
Name of Facility: SFPP, L.P. Brisbane Terminal 
Facility Address: 950 Tunnel Avenue, Brisbane, California 94005 



Compliance Certification Report 

11/14/2022 Site#: A4021 

1 

 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave   City:  Brisbane State: CA 

Source#:  0001  Sourcename: Storage Tank - Internal Floating Roof 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

08-05-112 Limited Exemption, Tanks in 
Operation 

Y Cont 

08-05-301 Storage Tank Control 
Requirements 

Y Cont 

08-05-303 Requirements for Pressure 
Vacuum Valves 

Y Cont 

08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

08-05-305.02 Standards for Tank with Seals 
Installed after February 1, 1993 

Y Cont 

08-05-305.03 3 View Ports Requirements Y Cont 

08-05-305.04 Section 8-5-320 requirements Y Cont 

08-05-305.05 The Floating Roof Must Rest 
on Surface of Liquid 

Y Cont 

08-05-320 Tank fitting requirements Y Cont 

08-05-320.02 Requirements for Openings in 
floating roof 

Y Cont 

08-05-320.03 Roof Opening requirements Y Cont 

08-05-320.04 Solid sampling or gauging wells Y Cont 

08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 
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08-05-320.05.01 The well shall provide a 
projection below the liquid 

Y Cont 

08-05-320.05.02 Well equipment requirements Y Cont 

08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

08-05-320.06 Emergency roof drain Y Cont 

08-05-321 Primary seal requirements Y Cont 

08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

08-05-321.02 Metallic shoe seal or liquid 
mounted seal except per 08-05- 

Y Cont 

08-05-321.03 Metallic shoe type seals Y Cont 

08-05-321.03.01 Geometry of shoe Y Cont 

08-05-321.03.02 Gaps for welded tanks Y Cont 

08-05-322 Secondary seal requirements Y Cont 

08-05-322.01 No holes, tears, or other 
openings in the secondary seal 

Y Cont 

08-05-322.02 Insertion of probes Y Cont 

08-05-322.03 Secondary Seal Maximum Gap 
allowance 

Y Cont 

08-05-322.05 Gaps for welded tanks with 
seal installed after September 

Y Cont 

08-05-322.06 Secondary seal requirement Y Cont 

08-05-328 Tank Degassing Requirements Y Cont 

08-05-328.01 Tank Degassing Requirements 
for Tanks larger than 75 m3 

Y Cont 
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08-05-328.02 An approved Emission Control 
System 

Y Cont 

08-05-328.03 Tank degassing notification 
requirements 

Y Cont 

08-05-331 Tank cleaning requirements Y Cont 

08-05-331.1 Cleaning agents specifications Y Cont 

08-05-331.2 Steam usage prohibition Y Cont 

08-05-331.3 Steam usage limitations Y Cont 

08-05-332 Sludge handling requirements Y Cont 

08-05-332.1 Sludge container – no leakage Y Cont 

08-05-332.2 Sludge container gap 
specifications 

Y Cont 

08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

08-05-402.01 Once every 10 years for 
primary and secondary seals 

Y Cont 

08-05-402.02 Outermost Seal Inspection at 
least twice per calendar year 

Y Cont 

08-05-402.03 Inspection Requirements for 
Internal Floating Roof Tanks; 

Y Cont 

08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

08-05-403.1 Pressure vacuum valves – gas 
tight in section 8-5-303. 

Y Cont 

08-05-404 Certification Y Cont 

08-05-405 Information required Y Cont 

08-05-501 Records Y Cont 
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08-05-501.01 Types and amounts of 
materials stored 

Y Cont 

08-05-501.02 Records; Internal and External 
Floating Roof Tanks; Seal 

Y Cont 

08-05-501.3 Retain all records, reports, etc. Y Cont 

08-05-501.4 Retain pressure vacuum 
valves setpoint engineering 

Y Cont 

08-05-502 Tank Degassing annual source 
test requirement 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 

40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11087(a) Table 1: Applicable emission 
limit and management practice 

Y Cont 

40 CFR 63.11087(b) Date of Compliance Y Cont 

40 CFR 63.11087(c) Testing and Monitoring 
requirements 

Y Cont 

40 CFR 63.11087(d) Notification requirements Y Cont 

40 CFR 63.11087(e) Recordkeeping and Report 
submission requirements 

Y Cont 

40 CFR 63.11092(e) 
(1) 

Inspection requirements for 
internal floating roof system 

Y Cont 

40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11094(a) Recordkeeping requirements Y Cont 

40 CFR 63.11095(a) 
(1) 

Semiannual compliance and 
information report as applicable 

Y Cont 
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40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

SIP 08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

SIP 08-05-112 Limited Exemption, Floating 
Roofs in Operation 

Y Cont 

SIP 08-05-301 Storage Tanks Smaller Than 
150 m3 

Y Cont 

SIP 08-05-303 Requirements for pressure 
vacuum Valves 

Y Cont 

SIP 08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

SIP 08-05-305.2 Seals Requirements Y Cont 

SIP 08-05-305.3 Viewport requirements Y Cont 

SIP 08-05-305.4 Floating roof fittings 
requirements 

Y Cont 

SIP 08-05-305.5 Good operating condition Y Cont 

SIP 08-05-320 Tank fitting requirements Y Cont 

SIP 08-05-320.02 Openings in the roof Y Cont 

SIP 08-05-320.03 Pressure vacuum valves Y Cont 

SIP 08-05-320.04 Solid sampling or gauging wells Y Cont 

SIP 08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 

SIP 08-05-320.05.01 The well shall provide a 
projection below the liquid 
surface 

Y Cont 

SIP 08-05-320.05.02 The well requirements Y Cont 
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SIP 08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

SIP 08-05-320.06 Emergency roof drain Y Cont 

SIP 08-05-321 Primary seal requirements Y Cont 

SIP 08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

SIP 08-05-321.02 The seal shall be liquid 
mounted except as provided in 

Y Cont 

SIP 08-05-321.03 Metallic shoe type seals Y Cont 

SIP 08-05-321.03.01 Geometry of shoe Y Cont 

SIP 08-05-321.03.02 For welded tanks Y Cont 

SIP 08-05-322 Secondary Seal requirements Y Cont 

SIP 08-05-322.1 No openings such as holes etc. Y Cont 

SIP 08-05-322.2 Insertion access to measure 
gaps in primary seal 

Y Cont 

SIP 08-05-322.3 Welded tank secondary seal 
gap requirements 

Y Cont 

SIP 08-05-322.5 Welded tank gap allowed Y Cont 

SIP 08-05-322.6 Secondary seal extension and 
not attached to primary seal 

Y Cont 

SIP 08-05-328.1 Degassing control requirements Y Cont 

SIP 08-05-328.2 Ozone excess day prohibition Y Cont 

SIP 08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

SIP 08-05-402.1 Primary and secondary seals 
inspection once every 10 years 

Y Cont 



Compliance Certification Report 

11/14/2022 Site#: A4021 

7 

SIP 08-05-402.2 Secondary Seal visual 
inspection twice per calendar 

Y Cont 

SIP 08-05-402.3 Tank fittings Inspection twice 
per calendar year 

Y Cont 

SIP 08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

SIP 08-05-404 Certification Y Cont 

SIP 08-05-405 Information Required Y Cont 

SIP 08-05-501 Records Y Cont 

SIP 08-05-501.1 Records, type and amount of 
liquid, type of blanket gas, true 

Y Cont 

SIP 08-05-501.2 Records of seal replacement 
for at least 10 years 

Y Cont 

SIP 08-05-502 Tank Degassing Annual 
Source Test Requirement 

Y Cont 

SIP 08-05-503 Portable Hydrocarbon Detector Y Cont 

SIP 08-5-328 Tank Degassing Requirements Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0002 Sourcename: Storage Tank - Internal Floating Roof 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

08-05-112 Limited Exemption, Tanks in 
Operation 

Y Cont 

08-05-301 Storage Tank Control 
Requirements 

Y Cont 

08-05-303 Requirements for Pressure 
Vacuum Valves 

Y Cont 

08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

08-05-305.02 Standards for Tank with Seals 
Installed after February 1, 1993 

Y Cont 

08-05-305.03 3 View Ports Requirements Y Cont 

08-05-305.04 Section 8-5-320 requirements Y Cont 

08-05-305.05 The Floating Roof Must Rest 
on Surface of Liquid 

Y Cont 

08-05-320 Tank fitting requirements Y Cont 

08-05-320.02 Requirements for Openings in 
floating roof 

Y Cont 

08-05-320.03 Roof Opening requirements Y Cont 

08-05-320.04 Solid sampling or gauging wells Y Cont 

08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 
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08-05-320.05.01 The well shall provide a 
projection below the liquid 

Y Cont 

08-05-320.05.02 Well equipment requirements Y Cont 

08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

08-05-320.06 Emergency roof drain Y Cont 

08-05-321 Primary seal requirements Y Cont 

08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

08-05-321.02 Metallic shoe seal or liquid 
mounted seal except per 08-05- 

Y Cont 

08-05-321.03 Metallic shoe type seals Y Cont 

08-05-321.03.01 Geometry of shoe Y Cont 

08-05-321.03.02 Gaps for welded tanks Y Cont 

08-05-322 Secondary seal requirements Y Cont 

08-05-322.01 No holes, tears, or other 
openings in the secondary seal 

Y Cont 

08-05-322.02 Insertion of probes Y Cont 

08-05-322.03 Secondary Seal Maximum Gap 
allowance 

Y Cont 

08-05-322.05 Gaps for welded tanks with 
seal installed after September 

Y Cont 

08-05-322.06 Secondary seal requirement Y Cont 

08-05-328 Tank Degassing Requirements Y Cont 

08-05-328.01 Tank Degassing Requirements 
for Tanks larger than 75 m3 

Y Cont 
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08-05-328.02 An approved Emission Control 
System 

Y Cont 

08-05-328.03 Tank degassing notification 
requirements 

Y Cont 

08-05-331 Tank cleaning requirements Y Cont 

08-05-331.1 Cleaning agents specifications Y Cont 

08-05-331.2 Steam usage prohibition Y Cont 

08-05-331.3 Steam usage limitations Y Cont 

08-05-332 Sludge handling requirements Y Cont 

08-05-332.1 Sludge container – no leakage Y Cont 

08-05-332.2 Sludge container gap 
specifications 

Y Cont 

08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

08-05-402.01 Once every 10 years for 
primary and secondary seals 

Y Cont 

08-05-402.02 Outermost Seal Inspection at 
least twice per calendar year 

Y Cont 

08-05-402.03 Inspection Requirements for 
Internal Floating Roof Tanks; 

Y Cont 

08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

08-05-403.1 Pressure vacuum valves – gas 
tight in section 8-5-303. 

Y Cont 

08-05-404 Certification Y Cont 

08-05-405 Information required Y Cont 

08-05-501 Records Y Cont 
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08-05-501.01 Types and amounts of 
materials stored 

Y Cont 

08-05-501.02 Records; Internal and External 
Floating Roof Tanks; Seal 

Y Cont 

08-05-501.3 Retain all records, reports, etc. Y Cont 

08-05-501.4 Retain pressure vacuum 
valves setpoint engineering 

Y Cont 

08-05-502 Tank Degassing annual source 
test requirement 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 

40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11087(a) Table 1: Applicable emission 
limit and management practice 

Y Cont 

40 CFR 63.11087(b) Date of Compliance Y Cont 

40 CFR 63.11087(c) Testing and Monitoring 
requirements 

Y Cont 

40 CFR 63.11087(d) Notification requirements Y Cont 

40 CFR 63.11087(e) Recordkeeping and Report 
submission requirements 

Y Cont 

40 CFR 63.11092(e) 
(1) 

Inspection requirements for 
internal floating roof system 

Y Cont 

40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11094(a) Recordkeeping requirements Y Cont 

40 CFR 63.11095(a) 
(1) 

Semiannual compliance and 
information report as applicable 

Y Cont 
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40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

SIP 08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

SIP 08-05-112 Limited Exemption, Floating 
Roofs in Operation 

Y Cont 

SIP 08-05-301 Storage Tanks Smaller Than 
150 m3 

Y Cont 

SIP 08-05-303 Requirements for pressure 
vacuum Valves 

Y Cont 

SIP 08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

SIP 08-05-305.2 Seals Requirements Y Cont 

SIP 08-05-305.3 Viewport requirements Y Cont 

SIP 08-05-305.4 Floating roof fittings 
requirements 

Y Cont 

SIP 08-05-305.5 Good operating condition Y Cont 

SIP 08-05-320 Tank fitting requirements Y Cont 

SIP 08-05-320.02 Openings in the roof Y Cont 

SIP 08-05-320.03 Pressure vacuum valves Y Cont 

SIP 08-05-320.04 Solid sampling or gauging wells Y Cont 

SIP 08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 

SIP 08-05-320.05.01 The well shall provide a 
projection below the liquid su 

Y Cont 

SIP 08-05-320.05.02 The well requirements Y Cont 
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SIP 08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

SIP 08-05-320.06 Emergency roof drain Y Cont 

SIP 08-05-321 Primary seal requirements Y Cont 

SIP 08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

SIP 08-05-321.02 The seal shall be liquid 
mounted except as provided in 

Y Cont 

SIP 08-05-321.03 Metallic shoe type seals Y Cont 

SIP 08-05-321.03.01 Geometry of shoe Y Cont 

SIP 08-05-321.03.02 For welded tanks Y Cont 

SIP 08-05-322 Secondary Seal requirements Y Cont 

SIP 08-05-322.1 No openings such as holes etc. Y Cont 

SIP 08-05-322.2 Insertion access to measure 
gaps in primary seal 

Y Cont 

SIP 08-05-322.3 Welded tank secondary seal 
gap requirements 

Y Cont 

SIP 08-05-322.5 Welded tank gap allowed Y Cont 

SIP 08-05-322.6 Secondary seal extension and 
not attached to primary seal 

Y Cont 

SIP 08-05-328.1 Degassing control requirements Y Cont 

SIP 08-05-328.2 Ozone excess day prohibition Y Cont 

SIP 08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

SIP 08-05-402.1 Primary and secondary seals 
inspection once every 10 years 

Y Cont 
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SIP 08-05-402.2 Secondary Seal visual 
inspection twice per calendar 

Y Cont 

SIP 08-05-402.3 Tank fittings Inspection twice 
per calendar year 

Y Cont 

SIP 08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

SIP 08-05-404 Certification Y Cont 

SIP 08-05-405 Information Required Y Cont 

SIP 08-05-501 Records Y Cont 

SIP 08-05-501.1 Records, type and amount of 
liquid, type of blanket gas, true 

Y Cont 

SIP 08-05-501.2 Records of seal replacement 
for at least 10 years 

Y Cont 

SIP 08-05-502 Tank Degassing Annual 
Source Test Requirement 

Y Cont 

SIP 08-05-503 Portable Hydrocarbon Detector Y Cont 

SIP 08-5-328 Tank Degassing Requirements Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0004   Sourcename: Storage Tank - Internal Floating Roof 

Period: 11/01/19 to 10/31/20 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

08-05-112 Limited Exemption, Tanks in 
Operation 

Y Cont 

08-05-301 Storage Tank Control 
Requirements 

Y Cont 

08-05-303 Requirements for Pressure 
Vacuum Valves 

Y Cont 

08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

08-05-305.02 Standards for Tank with Seals 
Installed after February 1, 1993 

Y Cont 

08-05-305.03 3 View Ports Requirements Y Cont 

08-05-305.04 Section 8-5-320 requirements Y Cont 

08-05-305.05 The Floating Roof Must Rest 
on Surface of Liquid 

Y Cont 

08-05-320 Tank fitting requirements Y Cont 

08-05-320.02 Requirements for Openings in 
floating roof 

Y Cont 

08-05-320.03 Roof Opening requirements Y Cont 

08-05-320.04 Solid sampling or gauging wells Y Cont 

08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 
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08-05-320.05.01 The well shall provide a 
projection below the liquid 

Y Cont 

08-05-320.05.02 Well equipment requirements Y Cont 

08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

08-05-320.06 Emergency roof drain Y Cont 

08-05-321 Primary seal requirements Y Cont 

08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

08-05-321.02 Metallic shoe seal or liquid 
mounted seal except per 08-05- 

Y Cont 

08-05-321.03 Metallic shoe type seals Y Cont 

08-05-321.03.01 Geometry of shoe Y Cont 

08-05-321.03.02 Gaps for welded tanks Y Cont 

08-05-322 Secondary seal requirements Y Cont 

08-05-322.01 No holes, tears, or other 
openings in the secondary seal 

Y Cont 

08-05-322.02 Insertion of probes Y Cont 

08-05-322.03 Secondary Seal Maximum Gap 
allowance 

Y Cont 

08-05-322.05 Gaps for welded tanks with 
seal installed after September 

Y Cont 

08-05-322.06 Secondary seal requirement Y Cont 

08-05-328 Tank Degassing Requirements Y Cont 

08-05-328.01 Tank Degassing Requirements 
for Tanks larger than 75 m3 

Y Cont 
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08-05-328.02 An approved Emission Control 
System 

Y Cont 

08-05-328.03 Tank degassing notification 
requirements 

Y Cont 

08-05-331 Tank cleaning requirements Y Cont 

08-05-331.1 Cleaning agents specifications Y Cont 

08-05-331.2 Steam usage prohibition Y Cont 

08-05-331.3 Steam usage limitations Y Cont 

08-05-332 Sludge handling requirements Y Cont 

08-05-332.1 Sludge container – no leakage Y Cont 

08-05-332.2 Sludge container gap 
specifications 

Y Cont 

08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

08-05-402.01 Once every 10 years for 
primary and secondary seals 

Y Cont 

08-05-402.02 Outermost Seal Inspection at 
least twice per calendar year 

Y Cont 

08-05-402.03 Inspection Requirements for 
Internal Floating Roof Tanks; 

Y Cont 

08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

08-05-403.1 Pressure vacuum valves – gas 
tight in section 8-5-303. 

Y Cont 

08-05-404 Certification Y Cont 

08-05-405 Information required Y Cont 

08-05-501 Records Y Cont 



Compliance Certification Report 

11/14/2022 Site#: A4021 

18 

08-05-501.01 Types and amounts of 
materials stored 

Y Cont 

08-05-501.02 Records; Internal and External 
Floating Roof Tanks; Seal 

Y Cont 

08-05-501.3 Retain all records, reports, etc. Y Cont 

08-05-501.4 Retain pressure vacuum 
valves setpoint engineering 

Y Cont 

08-05-502 Tank Degassing annual source 
test requirement 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 

40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11087(a) Table 1: Applicable emission 
limit and management practice 

Y Cont 

40 CFR 63.11087(b) Date of Compliance Y Cont 

40 CFR 63.11087(c) Testing and Monitoring 
requirements 

Y Cont 

40 CFR 63.11087(d) Notification requirements Y Cont 

40 CFR 63.11087(e) Recordkeeping and Report 
submission requirements 

Y Cont 

40 CFR 63.11092(e) 
(1) 

Inspection requirements for 
internal floating roof system 

Y Cont 

40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11094(a) Recordkeeping requirements Y Cont 

40 CFR 63.11095(a) 
(1) 

Semiannual compliance and 
information report as applicable 

Y Cont 
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40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

SIP 08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

SIP 08-05-112 Limited Exemption, Floating 
Roofs in Operation 

Y Cont 

SIP 08-05-301 Storage Tanks Smaller Than 
150 m3 

Y Cont 

SIP 08-05-303 Requirements for pressure 
vacuum Valves 

Y Cont 

SIP 08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

SIP 08-05-305.2 Seals Requirements Y Cont 

SIP 08-05-305.3 Viewport requirements Y Cont 

SIP 08-05-305.4 Floating roof fittings 
requirements 

Y Cont 

SIP 08-05-305.5 Good operating condition Y Cont 

SIP 08-05-320 Tank fitting requirements Y Cont 

SIP 08-05-320.02 Openings in the roof Y Cont 

SIP 08-05-320.03 Pressure vacuum valves Y Cont 

SIP 08-05-320.04 Solid sampling or gauging wells Y Cont 

SIP 08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 

SIP 08-05-320.05.01 The well shall provide a 
projection below the liquid 
surface 

Y Cont 

SIP 08-05-320.05.02 The well requirements Y Cont 
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SIP 08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

SIP 08-05-320.06 Emergency roof drain Y Cont 

SIP 08-05-321 Primary seal requirements Y Cont 

SIP 08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

SIP 08-05-321.02 The seal shall be liquid 
mounted except as provided in 

Y Cont 

SIP 08-05-321.03 Metallic shoe type seals Y Cont 

SIP 08-05-321.03.01 Geometry of shoe Y Cont 

SIP 08-05-321.03.02 For welded tanks Y Cont 

SIP 08-05-322 Secondary Seal requirements Y Cont 

SIP 08-05-322.1 No openings such as holes etc. Y Cont 

SIP 08-05-322.2 Insertion access to measure 
gaps in primary seal 

Y Cont 

SIP 08-05-322.3 Welded tank secondary seal 
gap requirements 

Y Cont 

SIP 08-05-322.5 Welded tank gap allowed Y Cont 

SIP 08-05-322.6 Secondary seal extension and 
not attached to primary seal 

Y Cont 

SIP 08-05-328.1 Degassing control requirements Y Cont 

SIP 08-05-328.2 Ozone excess day prohibition Y Cont 

SIP 08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

SIP 08-05-402.1 Primary and secondary seals 
inspection once every 10 years 

Y Cont 
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SIP 08-05-402.2 Secondary Seal visual 
inspection twice per calendar 

Y Cont 

SIP 08-05-402.3 Tank fittings Inspection twice 
per calendar year 

Y Cont 

SIP 08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

SIP 08-05-404 Certification Y Cont 

SIP 08-05-405 Information Required Y Cont 

SIP 08-05-501 Records Y Cont 

SIP 08-05-501.1 Records, type and amount of 
liquid, type of blanket gas, true 

Y Cont 

SIP 08-05-501.2 Records of seal replacement 
for at least 10 years 

Y Cont 

SIP 08-05-502 Tank Degassing Annual 
Source Test Requirement 

Y Cont 

SIP 08-05-503 Portable Hydrocarbon Detector Y Cont 

SIP 08-5-328 Tank Degassing Requirements Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0005   Sourcename: Storage Tank - Internal Floating Roof 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

08-05-112 Limited Exemption, Tanks in 
Operation 

Y Cont 

08-05-301 Storage Tank Control 
Requirements 

Y Cont 

08-05-303 Requirements for Pressure 
Vacuum Valves 

Y Cont 

08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

08-05-305.02 Standards for Tank with Seals 
Installed after February 1, 1993 

Y Cont 

08-05-305.03 3 View Ports Requirements Y Cont 

08-05-305.04 Section 8-5-320 requirements Y Cont 

08-05-305.05 The Floating Roof Must Rest 
on Surface of Liquid 

Y Cont 

08-05-320 Tank fitting requirements Y Cont 

08-05-320.02 Requirements for Openings in 
floating roof 

Y Cont 

08-05-320.03 Roof Opening requirements Y Cont 

08-05-320.04 Solid sampling or gauging wells Y Cont 

08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 
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08-05-320.05.01 The well shall provide a 
projection below the liquid 

Y Cont 

08-05-320.05.02 Well equipment requirements Y Cont 

08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

08-05-320.06 Emergency roof drain Y Cont 

08-05-321 Primary seal requirements Y Cont 

08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

08-05-321.02 Metallic shoe seal or liquid 
mounted seal except per 08-05- 

Y Cont 

08-05-321.03 Metallic shoe type seals Y Cont 

08-05-321.03.01 Geometry of shoe Y Cont 

08-05-321.03.02 Gaps for welded tanks Y Cont 

08-05-322 Secondary seal requirements Y Cont 

08-05-322.01 No holes, tears, or other 
openings in the secondary seal 

Y Cont 

08-05-322.02 Insertion of probes Y Cont 

08-05-322.03 Secondary Seal Maximum Gap 
allowance 

Y Cont 

08-05-322.05 Gaps for welded tanks with 
seal installed after September 

Y Cont 

08-05-322.06 Secondary seal requirement Y Cont 

08-05-328 Tank Degassing Requirements Y Cont 

08-05-328.01 Tank Degassing Requirements 
for Tanks larger than 75 m3 

Y Cont 
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08-05-328.02 An approved Emission Control 
System 

Y Cont 

08-05-328.03 Tank degassing notification 
requirements 

Y Cont 

08-05-331 Tank cleaning requirements Y Cont 

08-05-331.1 Cleaning agents specifications Y Cont 

08-05-331.2 Steam usage prohibition Y Cont 

08-05-331.3 Steam usage limitations Y Cont 

08-05-332 Sludge handling requirements Y Cont 

08-05-332.1 Sludge container – no leakage Y Cont 

08-05-332.2 Sludge container gap 
specifications 

Y Cont 

08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

08-05-402.01 Once every 10 years for 
primary and secondary seals 

Y Cont 

08-05-402.02 Outermost Seal Inspection at 
least twice per calendar year 

Y Cont 

08-05-402.03 Inspection Requirements for 
Internal Floating Roof Tanks; 

Y Cont 

08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

08-05-403.1 Pressure vacuum valves – gas 
tight in section 8-5-303. 

Y Cont 

08-05-404 Certification Y Cont 

08-05-405 Information required Y Cont 

08-05-501 Records Y Cont 
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08-05-501.01 Types and amounts of 
materials stored 

Y Cont 

08-05-501.02 Records; Internal and External 
Floating Roof Tanks; Seal 

Y Cont 

08-05-501.3 Retain all records, reports, etc. Y Cont 

08-05-501.4 Retain pressure vacuum 
valves setpoint engineering 

Y Cont 

08-05-502 Tank Degassing annual source 
test requirement 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 

40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11087(a) Table 1: Applicable emission 
limit and management practice 

Y Cont 

40 CFR 63.11087(b) Date of Compliance Y Cont 

40 CFR 63.11087(c) Testing and Monitoring 
requirements 

Y Cont 

40 CFR 63.11087(d) Notification requirements Y Cont 

40 CFR 63.11087(e) Recordkeeping and Report 
submission requirements 

Y Cont 

40 CFR 63.11092(e) 
(1) 

Inspection requirements for 
internal floating roof system 

Y Cont 

40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11094(a) Recordkeeping requirements Y Cont 

40 CFR 63.11095(a) 
(1) 

Semiannual compliance and 
information report as applicable 

Y Cont 
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40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

SIP 08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

SIP 08-05-112 Limited Exemption, Floating 
Roofs in Operation 

Y Cont 

SIP 08-05-301 Storage Tanks Smaller Than 
150 m3 

Y Cont 

SIP 08-05-303 Requirements for pressure 
vacuum Valves 

Y Cont 

SIP 08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

SIP 08-05-305.2 Seals Requirements Y Cont 

SIP 08-05-305.3 Viewport requirements Y Cont 

SIP 08-05-305.4 Floating roof fittings 
requirements 

Y Cont 

SIP 08-05-305.5 Good operating condition Y Cont 

SIP 08-05-320 Tank fitting requirements Y Cont 

SIP 08-05-320.02 Openings in the roof Y Cont 

SIP 08-05-320.03 Pressure vacuum valves Y Cont 

SIP 08-05-320.04 Solid sampling or gauging wells Y Cont 

SIP 08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 

SIP 08-05-320.05.01 The well shall provide a 
projection below the liquid 
surface 

Y Cont 

SIP 08-05-320.05.02 The well requirements Y Cont 



Compliance Certification Report 

11/14/2022 Site#: A4021 

27 

SIP 08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

SIP 08-05-320.06 Emergency roof drain Y Cont 

SIP 08-05-321 Primary seal requirements Y Cont 

SIP 08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

SIP 08-05-321.02 The seal shall be liquid 
mounted except as provided in 

Y Cont 

SIP 08-05-321.03 Metallic shoe type seals Y Cont 

SIP 08-05-321.03.01 Geometry of shoe Y Cont 

SIP 08-05-321.03.02 For welded tanks Y Cont 

SIP 08-05-322 Secondary Seal requirements Y Cont 

SIP 08-05-322.1 No openings such as holes etc. Y Cont 

SIP 08-05-322.2 Insertion access to measure 
gaps in primary seal 

Y Cont 

SIP 08-05-322.3 Welded tank secondary seal 
gap requirements 

Y Cont 

SIP 08-05-322.5 Welded tank gap allowed Y Cont 

SIP 08-05-322.6 Secondary seal extension and 
not attached to primary seal 

Y Cont 

SIP 08-05-328.1 Degassing control requirements Y Cont 

SIP 08-05-328.2 Ozone excess day prohibition Y Cont 

SIP 08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

SIP 08-05-402.1 Primary and secondary seals 
inspection once every 10 years 

Y Cont 
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SIP 08-05-402.2 Secondary Seal visual 
inspection twice per calendar 

Y Cont 

SIP 08-05-402.3 Tank fittings Inspection twice 
per calendar year 

Y Cont 

SIP 08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

SIP 08-05-404 Certification Y Cont 

SIP 08-05-405 Information Required Y Cont 

SIP 08-05-501 Records Y Cont 

SIP 08-05-501.1 Records, type and amount of 
liquid, type of blanket gas, true 

Y Cont 

SIP 08-05-501.2 Records of seal replacement 
for at least 10 years 

Y Cont 

SIP 08-05-502 Tank Degassing Annual 
Source Test Requirement 

Y Cont 

SIP 08-05-503 Portable Hydrocarbon Detector Y Cont 

SIP 08-5-328 Tank Degassing Requirements Y Cont 
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 Site#: A4021 Sitename: SFPP,  LP 

Address:   950 Tunnel Ave   City:  Brisbane State: CA 

Source#:  0006  Sourcename: Storage Tank - Internal Floating  Roof 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

08-05-112 Limited Exemption, Tanks in 
Operation 

Y Cont 

08-05-301 Storage Tank Control 
Requirements 

Y Cont 

08-05-303 Requirements for Pressure 
Vacuum Valves 

Y Cont 

08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

08-05-305.02 Standards for Tank with Seals 
Installed after February 1, 1993 

Y Cont 

08-05-305.03 3 View Ports Requirements Y Cont 

08-05-305.04 Section 8-5-320 requirements Y Cont 

08-05-305.05 The Floating Roof Must Rest 
on Surface of Liquid 

Y Cont 

08-05-320 Tank fitting requirements Y Cont 

08-05-320.02 Requirements for Openings in 
floating roof 

Y Cont 

08-05-320.03 Roof Opening requirements Y Cont 

08-05-320.04 Solid sampling or gauging wells Y Cont 

08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 
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08-05-320.05.01 The well shall provide a 
projection below the liquid 

Y Cont 

08-05-320.05.02 Well equipment requirements Y Cont 

08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

08-05-320.06 Emergency roof drain Y Cont 

08-05-321 Primary seal requirements Y Cont 

08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

08-05-321.02 Metallic shoe seal or liquid 
mounted seal except per 08-05- 

Y Cont 

08-05-321.03 Metallic shoe type seals Y Cont 

08-05-321.03.01 Geometry of shoe Y Cont 

08-05-321.03.02 Gaps for welded tanks Y Cont 

08-05-322 Secondary seal requirements Y Cont 

08-05-322.01 No holes, tears, or other 
openings in the secondary seal 

Y Cont 

08-05-322.02 Insertion of probes Y Cont 

08-05-322.03 Secondary Seal Maximum Gap 
allowance 

Y Cont 

08-05-322.05 Gaps for welded tanks with 
seal installed after September 

Y Cont 

08-05-322.06 Secondary seal requirement Y Cont 

08-05-328 Tank Degassing Requirements Y Cont 

08-05-328.01 Tank Degassing Requirements 
for Tanks larger than 75 m3 

Y Cont 
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08-05-328.02 An approved Emission Control 
System 

Y Cont 

08-05-328.03 Tank degassing notification 
requirements 

Y Cont 

08-05-331 Tank cleaning requirements Y Cont 

08-05-331.1 Cleaning agents specifications Y Cont 

08-05-331.2 Steam usage prohibition Y Cont 

08-05-331.3 Steam usage limitations Y Cont 

08-05-332 Sludge handling requirements Y Cont 

08-05-332.1 Sludge container – no leakage Y Cont 

08-05-332.2 Sludge container gap 
specifications 

Y Cont 

08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

08-05-402.01 Once every 10 years for 
primary and secondary seals 

Y Cont 

08-05-402.02 Outermost Seal Inspection at 
least twice per calendar year 

Y Cont 

08-05-402.03 Inspection Requirements for 
Internal Floating Roof Tanks; 

Y Cont 

08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

08-05-403.1 Pressure vacuum valves – gas 
tight in section 8-5-303. 

Y Cont 

08-05-404 Certification Y Cont 

08-05-405 Information required Y Cont 

08-05-501 Records Y Cont 
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08-05-501.01 Types and amounts of 
materials stored 

Y Cont 

08-05-501.02 Records; Internal and External 
Floating Roof Tanks; Seal 

Y Cont 

08-05-501.3 Retain all records, reports, etc. Y Cont 

08-05-501.4 Retain pressure vacuum 
valves setpoint engineering 

Y Cont 

08-05-502 Tank Degassing annual source 
test requirement 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 

40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11087(a) Table 1: Applicable emission 
limit and management practice 

Y Cont 

40 CFR 63.11087(b) Date of Compliance Y Cont 

40 CFR 63.11087(c) Testing and Monitoring 
requirements 

Y Cont 

40 CFR 63.11087(d) Notification requirements Y Cont 

40 CFR 63.11087(e) Recordkeeping and Report 
submission requirements 

Y Cont 

40 CFR 63.11092(e) 
(1) 

Inspection requirements for 
internal floating roof system 

Y Cont 

40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11094(a) Recordkeeping requirements Y Cont 

40 CFR 63.11095(a) 
(1) 

Semiannual compliance and 
information report as applicable 

Y Cont 
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40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

SIP 08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

SIP 08-05-112 Limited Exemption, Floating 
Roofs in Operation 

Y Cont 

SIP 08-05-301 Storage Tanks Smaller Than 
150 m3 

Y Cont 

SIP 08-05-303 Requirements for pressure 
vacuum Valves 

Y Cont 

SIP 08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

SIP 08-05-305.2 Seals Requirements Y Cont 

SIP 08-05-305.3 Viewport requirements Y Cont 

SIP 08-05-305.4 Floating roof fittings 
requirements 

Y Cont 

SIP 08-05-305.5 Good operating condition Y Cont 

SIP 08-05-320 Tank fitting requirements Y Cont 

SIP 08-05-320.02 Openings in the roof Y Cont 

SIP 08-05-320.03 Pressure vacuum valves Y Cont 

SIP 08-05-320.04 Solid sampling or gauging wells Y Cont 

SIP 08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 

SIP 08-05-320.05.01 The well shall provide a 
projection below the liquid 
surface 

Y Cont 

SIP 08-05-320.05.02 The well requirements Y Cont 
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SIP 08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

SIP 08-05-320.06 Emergency roof drain Y Cont 

SIP 08-05-321 Primary seal requirements Y Cont 

SIP 08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

SIP 08-05-321.02 The seal shall be liquid 
mounted except as provided in 

Y Cont 

SIP 08-05-321.03 Metallic shoe type seals Y Cont 

SIP 08-05-321.03.01 Geometry of shoe Y Cont 

SIP 08-05-321.03.02 For welded tanks Y Cont 

SIP 08-05-322 Secondary Seal requirements Y Cont 

SIP 08-05-322.1 No openings such as holes etc. Y Cont 

SIP 08-05-322.2 Insertion access to measure 
gaps in primary seal 

Y Cont 

SIP 08-05-322.3 Welded tank secondary seal 
gap requirements 

Y Cont 

SIP 08-05-322.5 Welded tank gap allowed Y Cont 

SIP 08-05-322.6 Secondary seal extension and 
not attached to primary seal 

Y Cont 

SIP 08-05-328.1 Degassing control requirements Y Cont 

SIP 08-05-328.2 Ozone excess day prohibition Y Cont 

SIP 08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

SIP 08-05-402.1 Primary and secondary seals 
inspection once every 10 years 

Y Cont 
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SIP 08-05-402.2 Secondary Seal visual 
inspection twice per calendar 

Y Cont 

SIP 08-05-402.3 Tank fittings Inspection twice 
per calendar year 

Y Cont 

SIP 08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

SIP 08-05-404 Certification Y Cont 

SIP 08-05-405 Information Required Y Cont 

SIP 08-05-501 Records Y Cont 

SIP 08-05-501.1 Records, type and amount of 
liquid, type of blanket gas, true 

Y Cont 

SIP 08-05-501.2 Records of seal replacement 
for at least 10 years 

Y Cont 

SIP 08-05-502 Tank Degassing Annual 
Source Test Requirement 

Y Cont 

SIP 08-05-503 Portable Hydrocarbon Detector Y Cont 

SIP 08-5-328 Tank Degassing Requirements Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0007   Sourcename: Storage Tank - Internal Floating  Roof 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

08-05-112 Limited Exemption, Tanks in 
Operation 

Y Cont 

08-05-301 Storage Tank Control 
Requirements 

Y Cont 

08-05-303 Requirements for Pressure 
Vacuum Valves 

Y Cont 

08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

08-05-305.02 Standards for Tank with Seals 
Installed after February 1, 1993 

Y Cont 

08-05-305.03 3 View Ports Requirements Y Cont 

08-05-305.04 Section 8-5-320 requirements Y Cont 

08-05-305.05 The Floating Roof Must Rest 
on Surface of Liquid 

Y Cont 

08-05-320 Tank fitting requirements Y Cont 

08-05-320.02 Requirements for Openings in 
floating roof 

Y Cont 

08-05-320.03 Roof Opening requirements Y Cont 

08-05-320.04 Solid sampling or gauging wells Y Cont 

08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 
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08-05-320.05.01 The well shall provide a 
projection below the liquid 

Y Cont 

08-05-320.05.02 Well equipment requirements Y Cont 

08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

08-05-320.06 Emergency roof drain Y Cont 

08-05-321 Primary seal requirements Y Cont 

08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

08-05-321.02 Metallic shoe seal or liquid 
mounted seal except per 08-05- 

Y Cont 

08-05-321.03 Metallic shoe type seals Y Cont 

08-05-321.03.01 Geometry of shoe Y Cont 

08-05-321.03.02 Gaps for welded tanks Y Cont 

08-05-322 Secondary seal requirements Y Cont 

08-05-322.01 No holes, tears, or other 
openings in the secondary seal 

Y Cont 

08-05-322.02 Insertion of probes Y Cont 

08-05-322.03 Secondary Seal Maximum Gap 
allowance 

Y Cont 

08-05-322.05 Gaps for welded tanks with 
seal installed after September 

Y Cont 

08-05-322.06 Secondary seal requirement Y Cont 

08-05-328 Tank Degassing Requirements Y Cont 

08-05-328.01 Tank Degassing Requirements 
for Tanks larger than 75 m3 

Y Cont 
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08-05-328.02 An approved Emission Control 
System 

Y Cont 

08-05-328.03 Tank degassing notification 
requirements 

Y Cont 

08-05-331 Tank cleaning requirements Y Cont 

08-05-331.1 Cleaning agents specifications Y Cont 

08-05-331.2 Steam usage prohibition Y Cont 

08-05-331.3 Steam usage limitations Y Cont 

08-05-332 Sludge handling requirements Y Cont 

08-05-332.1 Sludge container – no leakage Y Cont 

08-05-332.2 Sludge container gap 
specifications 

Y Cont 

08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

08-05-402.01 Once every 10 years for 
primary and secondary seals 

Y Cont 

08-05-402.02 Outermost Seal Inspection at 
least twice per calendar year 

Y Cont 

08-05-402.03 Inspection Requirements for 
Internal Floating Roof Tanks; 

Y Cont 

08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

08-05-403.1 Pressure vacuum valves – gas 
tight in section 8-5-303. 

Y Cont 

08-05-404 Certification Y Cont 

08-05-405 Information required Y Cont 

08-05-501 Records Y Cont 
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08-05-501.01 Types and amounts of 
materials stored 

Y Cont 

08-05-501.02 Records; Internal and External 
Floating Roof Tanks; Seal 

Y Cont 

08-05-501.3 Retain all records, reports, etc. Y Cont 

08-05-501.4 Retain pressure vacuum 
valves setpoint engineering 

Y Cont 

08-05-502 Tank Degassing annual source 
test requirement 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 

40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11087(a) Table 1: Applicable emission 
limit and management practice 

Y Cont 

40 CFR 63.11087(b) Date of Compliance Y Cont 

40 CFR 63.11087(c) Testing and Monitoring 
requirements 

Y Cont 

40 CFR 63.11087(d) Notification requirements Y Cont 

40 CFR 63.11087(e) Recordkeeping and Report 
submission requirements 

Y Cont 

40 CFR 63.11092(e) 
(1) 

Inspection requirements for 
internal floating roof system 

Y Cont 

40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11094(a) Recordkeeping requirements Y Cont 

40 CFR 63.11095(a) 
(1) 

Semiannual compliance and 
information report as applicable 

Y Cont 
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40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

SIP 08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

SIP 08-05-112 Limited Exemption, Floating 
Roofs in Operation 

Y Cont 

SIP 08-05-301 Storage Tanks Smaller Than 
150 m3 

Y Cont 

SIP 08-05-303 Requirements for pressure 
vacuum Valves 

Y Cont 

SIP 08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

SIP 08-05-305.2 Seals Requirements Y Cont 

SIP 08-05-305.3 Viewport requirements Y Cont 

SIP 08-05-305.4 Floating roof fittings 
requirements 

Y Cont 

SIP 08-05-305.5 Good operating condition Y Cont 

SIP 08-05-320 Tank fitting requirements Y Cont 

SIP 08-05-320.02 Openings in the roof Y Cont 

SIP 08-05-320.03 Pressure vacuum valves Y Cont 

SIP 08-05-320.04 Solid sampling or gauging wells Y Cont 

SIP 08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 

SIP 08-05-320.05.01 The well shall provide a 
projection below the liquid 
surface 

Y Cont 

SIP 08-05-320.05.02 The well requirements Y Cont 
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SIP 08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

SIP 08-05-320.06 Emergency roof drain Y Cont 

SIP 08-05-321 Primary seal requirements Y Cont 

SIP 08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

SIP 08-05-321.02 The seal shall be liquid 
mounted except as provided in 

Y Cont 

SIP 08-05-321.03 Metallic shoe type seals Y Cont 

SIP 08-05-321.03.01 Geometry of shoe Y Cont 

SIP 08-05-321.03.02 For welded tanks Y Cont 

SIP 08-05-322 Secondary Seal requirements Y Cont 

SIP 08-05-322.1 No openings such as holes etc. Y Cont 

SIP 08-05-322.2 Insertion access to measure 
gaps in primary seal 

Y Cont 

SIP 08-05-322.3 Welded tank secondary seal 
gap requirements 

Y Cont 

SIP 08-05-322.5 Welded tank gap allowed Y Cont 

SIP 08-05-322.6 Secondary seal extension and 
not attached to primary seal 

Y Cont 

SIP 08-05-328.1 Degassing control requirements Y Cont 

SIP 08-05-328.2 Ozone excess day prohibition Y Cont 

SIP 08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

SIP 08-05-402.1 Primary and secondary seals 
inspection once every 10 years 

Y Cont 
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SIP 08-05-402.2 Secondary Seal visual 
inspection twice per calendar 

Y Cont 

SIP 08-05-402.3 Tank fittings Inspection twice 
per calendar year 

Y Cont 

SIP 08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

SIP 08-05-404 Certification Y Cont 

SIP 08-05-405 Information Required Y Cont 

SIP 08-05-501 Records Y Cont 

SIP 08-05-501.1 Records, type and amount of 
liquid, type of blanket gas, true 

Y Cont 

SIP 08-05-501.2 Records of seal replacement 
for at least 10 years 

Y Cont 

SIP 08-05-502 Tank Degassing Annual 
Source Test Requirement 

Y Cont 

SIP 08-05-503 Portable Hydrocarbon Detector Y Cont 

SIP 08-5-328 Tank Degassing Requirements Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0008   Sourcename: Storage Tank - Internal Floating  Roof 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

08-05-112 Limited Exemption, Tanks in 
Operation 

Y Cont 

08-05-301 Storage Tank Control 
Requirements 

Y Cont 

08-05-303 Requirements for Pressure 
Vacuum Valves 

Y Cont 

08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

08-05-305.02 Standards for Tank with Seals 
Installed after February 1, 1993 

Y Cont 

08-05-305.03 3 View Ports Requirements Y Cont 

08-05-305.04 Section 8-5-320 requirements Y Cont 

08-05-305.05 The Floating Roof Must Rest 
on Surface of Liquid 

Y Cont 

08-05-320 Tank fitting requirements Y Cont 

08-05-320.02 Requirements for Openings in 
floating roof 

Y Cont 

08-05-320.03 Roof Opening requirements Y Cont 

08-05-320.04 Solid sampling or gauging wells Y Cont 

08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 
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08-05-320.05.01 The well shall provide a 
projection below the liquid 

Y Cont 

08-05-320.05.02 Well equipment requirements Y Cont 

08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

08-05-320.06 Emergency roof drain Y Cont 

08-05-321 Primary seal requirements Y Cont 

08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

08-05-321.02 Metallic shoe seal or liquid 
mounted seal except per 08-05- 

Y Cont 

08-05-321.03 Metallic shoe type seals Y Cont 

08-05-321.03.01 Geometry of shoe Y Cont 

08-05-321.03.02 Gaps for welded tanks Y Cont 

08-05-322 Secondary seal requirements Y Cont 

08-05-322.01 No holes, tears, or other 
openings in the secondary seal 

Y Cont 

08-05-322.02 Insertion of probes Y Cont 

08-05-322.03 Secondary Seal Maximum Gap 
allowance 

Y Cont 

08-05-322.05 Gaps for welded tanks with 
seal installed after September 

Y Cont 

08-05-322.06 Secondary seal requirement Y Cont 

08-05-328 Tank Degassing Requirements Y Cont 

08-05-328.01 Tank Degassing Requirements 
for Tanks larger than 75 m3 

Y Cont 
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08-05-328.02 An approved Emission Control 
System 

Y Cont 

08-05-328.03 Tank degassing notification 
requirements 

Y Cont 

08-05-331 Tank cleaning requirements Y Cont 

08-05-331.1 Cleaning agents specifications Y Cont 

08-05-331.2 Steam usage prohibition Y Cont 

08-05-331.3 Steam usage limitations Y Cont 

08-05-332 Sludge handling requirements Y Cont 

08-05-332.1 Sludge container – no leakage Y Cont 

08-05-332.2 Sludge container gap 
specifications 

Y Cont 

08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

08-05-402.01 Once every 10 years for 
primary and secondary seals 

Y Cont 

08-05-402.02 Outermost Seal Inspection at 
least twice per calendar year 

Y Cont 

08-05-402.03 Inspection Requirements for 
Internal Floating Roof Tanks; 

Y Cont 

08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

08-05-403.1 Pressure vacuum valves – gas 
tight in section 8-5-303. 

Y Cont 

08-05-404 Certification Y Cont 

08-05-405 Information required Y Cont 

08-05-501 Records Y Cont 
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08-05-501.01 Types and amounts of 
materials stored 

Y Cont 

08-05-501.02 Records; Internal and External 
Floating Roof Tanks; Seal 

Y Cont 

08-05-501.3 Retain all records, reports, etc. Y Cont 

08-05-501.4 Retain pressure vacuum 
valves setpoint engineering 

Y Cont 

08-05-502 Tank Degassing annual source 
test requirement 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 

40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11087(a) Table 1: Applicable emission 
limit and management practice 

Y Cont 

40 CFR 63.11087(b) Date of Compliance Y Cont 

40 CFR 63.11087(c) Testing and Monitoring 
requirements 

Y Cont 

40 CFR 63.11087(d) Notification requirements Y Cont 

40 CFR 63.11087(e) Recordkeeping and Report 
submission requirements 

Y Cont 

40 CFR 63.11092(e) 
(1) 

Inspection requirements for 
internal floating roof system 

Y Cont 

40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11094(a) Recordkeeping requirements Y Cont 

40 CFR 63.11095(a) 
(1) 

Semiannual compliance and 
information report as applicable 

Y Cont 
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40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

SIP 08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

SIP 08-05-112 Limited Exemption, Floating 
Roofs in Operation 

Y Cont 

SIP 08-05-301 Storage Tanks Smaller Than 
150 m3 

Y Cont 

SIP 08-05-303 Requirements for pressure 
vacuum Valves 

Y Cont 

SIP 08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

SIP 08-05-305.2 Seals Requirements Y Cont 

SIP 08-05-305.3 Viewport requirements Y Cont 

SIP 08-05-305.4 Floating roof fittings 
requirements 

Y Cont 

SIP 08-05-305.5 Good operating condition Y Cont 

SIP 08-05-320 Tank fitting requirements Y Cont 

SIP 08-05-320.02 Openings in the roof Y Cont 

SIP 08-05-320.03 Pressure vacuum valves Y Cont 

SIP 08-05-320.04 Solid sampling or gauging wells Y Cont 

SIP 08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 

SIP 08-05-320.05.01 The well shall provide a 
projection below the liquid su 

Y Cont 

SIP 08-05-320.05.02 The well requirements Y Cont 
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SIP 08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

SIP 08-05-320.06 Emergency roof drain Y Cont 

SIP 08-05-321 Primary seal requirements Y Cont 

SIP 08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

SIP 08-05-321.02 The seal shall be liquid 
mounted except as provided in 

Y Cont 

SIP 08-05-321.03 Metallic shoe type seals Y Cont 

SIP 08-05-321.03.01 Geometry of shoe Y Cont 

SIP 08-05-321.03.02 For welded tanks Y Cont 

SIP 08-05-322 Secondary Seal requirements Y Cont 

SIP 08-05-322.1 No openings such as holes etc. Y Cont 

SIP 08-05-322.2 Insertion access to measure 
gaps in primary seal 

Y Cont 

SIP 08-05-322.3 Welded tank secondary seal 
gap requirements 

Y Cont 

SIP 08-05-322.5 Welded tank gap allowed Y Cont 

SIP 08-05-322.6 Secondary seal extension and 
not attached to primary seal 

Y Cont 

SIP 08-05-328.1 Degassing control requirements Y Cont 

SIP 08-05-328.2 Ozone excess day prohibition Y Cont 

SIP 08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

SIP 08-05-402.1 Primary and secondary seals 
inspection once every 10 years 

Y Cont 
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SIP 08-05-402.2 Secondary Seal visual 
inspection twice per calendar 

Y Cont 

SIP 08-05-402.3 Tank fittings Inspection twice 
per calendar year 

Y Cont 

SIP 08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

SIP 08-05-404 Certification Y Cont 

SIP 08-05-405 Information Required Y Cont 

SIP 08-05-501 Records Y Cont 

SIP 08-05-501.1 Records, type and amount of 
liquid, type of blanket gas, true 

Y Cont 

SIP 08-05-501.2 Records of seal replacement 
for at least 10 years 

Y Cont 

SIP 08-05-502 Tank Degassing Annual 
Source Test Requirement 

Y Cont 

SIP 08-05-503 Portable Hydrocarbon Detector Y Cont 

SIP 08-5-328 Tank Degassing Requirements Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0009   Sourcename: Storage Tank - Internal Floating Roof 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

08-05-112 Limited Exemption, Tanks in 
Operation 

Y Cont 

08-05-301 Storage Tank Control 
Requirements 

Y Cont 

08-05-303 Requirements for Pressure 
Vacuum Valves 

Y Cont 

08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

08-05-305.02 Standards for Tank with Seals 
Installed after February 1, 1993 

Y Cont 

08-05-305.03 3 View Ports Requirements Y Cont 

08-05-305.04 Section 8-5-320 requirements Y Cont 

08-05-305.05 The Floating Roof Must Rest 
on Surface of Liquid 

Y Cont 

08-05-320 Tank fitting requirements Y Cont 

08-05-320.02 Requirements for Openings in 
floating roof 

Y Cont 

08-05-320.03 Roof Opening requirements Y Cont 

08-05-320.04 Solid sampling or gauging wells Y Cont 

08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 
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08-05-320.05.01 The well shall provide a 
projection below the liquid 

Y Cont 

08-05-320.05.02 Well equipment requirements Y Cont 

08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

08-05-320.06 Emergency roof drain Y Cont 

08-05-321 Primary seal requirements Y Cont 

08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

08-05-321.02 Metallic shoe seal or liquid 
mounted seal except per 08-05- 

Y Cont 

08-05-321.03 Metallic shoe type seals Y Cont 

08-05-321.03.01 Geometry of shoe Y Cont 

08-05-321.03.02 Gaps for welded tanks Y Cont 

08-05-322 Secondary seal requirements Y Cont 

08-05-322.01 No holes, tears, or other 
openings in the secondary seal 

Y Cont 

08-05-322.02 Insertion of probes Y Cont 

08-05-322.03 Secondary Seal Maximum Gap 
allowance 

Y Cont 

08-05-322.05 Gaps for welded tanks with 
seal installed after September 

Y Cont 

08-05-322.06 Secondary seal requirement Y Cont 

08-05-328 Tank Degassing Requirements Y Cont 

08-05-328.01 Tank Degassing Requirements 
for Tanks larger than 75 m3 

Y Cont 
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08-05-328.02 An approved Emission Control 
System 

Y Cont 

08-05-328.03 Tank degassing notification 
requirements 

Y Cont 

08-05-331 Tank cleaning requirements Y Cont 

08-05-331.1 Cleaning agents specifications Y Cont 

08-05-331.2 Steam usage prohibition Y Cont 

08-05-331.3 Steam usage limitations Y Cont 

08-05-332 Sludge handling requirements Y Cont 

08-05-332.1 Sludge container – no leakage Y Cont 

08-05-332.2 Sludge container gap 
specifications 

Y Cont 

08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

08-05-402.01 Once every 10 years for 
primary and secondary seals 

Y Cont 

08-05-402.02 Outermost Seal Inspection at 
least twice per calendar year 

Y Cont 

08-05-402.03 Inspection Requirements for 
Internal Floating Roof Tanks; 

Y Cont 

08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

08-05-403.1 Pressure vacuum valves – gas 
tight in section 8-5-303. 

Y Cont 

08-05-404 Certification Y Cont 

08-05-405 Information required Y Cont 

08-05-501 Records Y Cont 
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08-05-501.01 Types and amounts of 
materials stored 

Y Cont 

08-05-501.02 Records; Internal and External 
Floating Roof Tanks; Seal 

Y Cont 

08-05-501.3 Retain all records, reports, etc. Y Cont 

08-05-501.4 Retain pressure vacuum 
valves setpoint engineering 

Y Cont 

08-05-502 Tank Degassing annual source 
test requirement 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 

40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11087(a) Table 1: Applicable emission 
limit and management practice 

Y Cont 

40 CFR 63.11087(b) Date of Compliance Y Cont 

40 CFR 63.11087(c) Testing and Monitoring 
requirements 

Y Cont 

40 CFR 63.11087(d) Notification requirements Y Cont 

40 CFR 63.11087(e) Recordkeeping and Report 
submission requirements 

Y Cont 

40 CFR 63.11092(e) 
(1) 

Inspection requirements for 
internal floating roof system 

Y Cont 

40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11094(a) Recordkeeping requirements Y Cont 

40 CFR 63.11095(a) 
(1) 

Semiannual compliance and 
information report as applicable 

Y Cont 
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40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

SIP 08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

SIP 08-05-112 Limited Exemption, Floating 
Roofs in Operation 

Y Cont 

SIP 08-05-301 Storage Tanks Smaller Than 
150 m3 

Y Cont 

SIP 08-05-303 Requirements for pressure 
vacuum Valves 

Y Cont 

SIP 08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

SIP 08-05-305.2 Seals Requirements Y Cont 

SIP 08-05-305.3 Viewport requirements Y Cont 

SIP 08-05-305.4 Floating roof fittings 
requirements 

Y Cont 

SIP 08-05-305.5 Good operating condition Y Cont 

SIP 08-05-320 Tank fitting requirements Y Cont 

SIP 08-05-320.02 Openings in the roof Y Cont 

SIP 08-05-320.03 Pressure vacuum valves Y Cont 

SIP 08-05-320.04 Solid sampling or gauging wells Y Cont 

SIP 08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 

SIP 08-05-320.05.01 The well shall provide a 
projection below the liquid 
surafce 

Y Cont 

SIP 08-05-320.05.02 The well requirements Y Cont 
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SIP 08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

SIP 08-05-320.06 Emergency roof drain Y Cont 

SIP 08-05-321 Primary seal requirements Y Cont 

SIP 08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

SIP 08-05-321.02 The seal shall be liquid 
mounted except as provided in 

Y Cont 

SIP 08-05-321.03 Metallic shoe type seals Y Cont 

SIP 08-05-321.03.01 Geometry of shoe Y Cont 

SIP 08-05-321.03.02 For welded tanks Y Cont 

SIP 08-05-322 Secondary Seal requirements Y Cont 

SIP 08-05-322.1 No openings such as holes etc. Y Cont 

SIP 08-05-322.2 Insertion access to measure 
gaps in primary seal 

Y Cont 

SIP 08-05-322.3 Welded tank secondary seal 
gap requirements 

Y Cont 

SIP 08-05-322.5 Welded tank gap allowed Y Cont 

SIP 08-05-322.6 Secondary seal extension and 
not attached to primary seal 

Y Cont 

SIP 08-05-328.1 Degassing control requirements Y Cont 

SIP 08-05-328.2 Ozone excess day prohibition Y Cont 

SIP 08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

SIP 08-05-402.1 Primary and secondary seals 
inspection once every 10 years 

Y Cont 
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SIP 08-05-402.2 Secondary Seal visual 
inspection twice per calendar 

Y Cont 

SIP 08-05-402.3 Tank fittings Inspection twice 
per calendar year 

Y Cont 

SIP 08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

SIP 08-05-404 Certification Y Cont 

SIP 08-05-405 Information Required Y Cont 

SIP 08-05-501 Records Y Cont 

SIP 08-05-501.1 Records, type and amount of 
liquid, type of blanket gas, true 

Y Cont 

SIP 08-05-501.2 Records of seal replacement 
for at least 10 years 

Y Cont 

SIP 08-05-502 Tank Degassing Annual 
Source Test Requirement 

Y Cont 

SIP 08-05-503 Portable Hydrocarbon Detector Y Cont 

SIP 08-5-328 Tank Degassing Requirements Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0010   Sourcename: Storage Tank - Internal Floating Roof 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

08-05-112 Limited Exemption, Tanks in 
Operation 

Y Cont 

08-05-301 Storage Tank Control 
Requirements 

Y Cont 

08-05-303 Requirements for Pressure 
Vacuum Valves 

Y Cont 

08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

08-05-305.02 Standards for Tank with Seals 
Installed after February 1, 1993 

Y Cont 

08-05-305.03 3 View Ports Requirements Y Cont 

08-05-305.04 Section 8-5-320 requirements Y Cont 

08-05-305.05 The Floating Roof Must Rest 
on Surface of Liquid 

Y Cont 

08-05-320 Tank fitting requirements Y Cont 

08-05-320.02 Requirements for Openings in 
floating roof 

Y Cont 

08-05-320.03 Roof Opening requirements Y Cont 

08-05-320.04 Solid sampling or gauging wells Y Cont 

08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 
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08-05-320.05.01 The well shall provide a 
projection below the liquid 

Y Cont 

08-05-320.05.02 Well equipment requirements Y Cont 

08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

08-05-320.06 Emergency roof drain Y Cont 

08-05-321 Primary seal requirements Y Cont 

08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

08-05-321.02 Metallic shoe seal or liquid 
mounted seal except per 08-05- 

Y Cont 

08-05-321.03 Metallic shoe type seals Y Cont 

08-05-321.03.01 Geometry of shoe Y Cont 

08-05-321.03.02 Gaps for welded tanks Y Cont 

08-05-322 Secondary seal requirements Y Cont 

08-05-322.01 No holes, tears, or other 
openings in the secondary seal 

Y Cont 

08-05-322.02 Insertion of probes Y Cont 

08-05-322.03 Secondary Seal Maximum Gap 
allowance 

Y Cont 

08-05-322.05 Gaps for welded tanks with 
seal installed after September 

Y Cont 

08-05-322.06 Secondary seal requirement Y Cont 

08-05-328 Tank Degassing Requirements Y Cont 

08-05-328.01 Tank Degassing Requirements 
for Tanks larger than 75 m3 

Y Cont 
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08-05-328.02 An approved Emission Control 
System 

Y Cont 

08-05-328.03 Tank degassing notification 
requirements 

Y Cont 

08-05-331 Tank cleaning requirements Y Cont 

08-05-331.1 Cleaning agents specifications Y Cont 

08-05-331.2 Steam usage prohibition Y Cont 

08-05-331.3 Steam usage limitations Y Cont 

08-05-332 Sludge handling requirements Y Cont 

08-05-332.1 Sludge container – no leakage Y Cont 

08-05-332.2 Sludge container gap 
specifications 

Y Cont 

08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

08-05-402.01 Once every 10 years for 
primary and secondary seals 

Y Cont 

08-05-402.02 Outermost Seal Inspection at 
least twice per calendar year 

Y Cont 

08-05-402.03 Inspection Requirements for 
Internal Floating Roof Tanks; 

Y Cont 

08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

08-05-403.1 Pressure vacuum valves – gas 
tight in section 8-5-303. 

Y Cont 

08-05-404 Certification Y Cont 

08-05-405 Information required Y Cont 

08-05-501 Records Y Cont 
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08-05-501.01 Types and amounts of 
materials stored 

Y Cont 

08-05-501.02 Records; Internal and External 
Floating Roof Tanks; Seal 

Y Cont 

08-05-501.3 Retain all records, reports, etc. Y Cont 

08-05-501.4 Retain pressure vacuum 
valves setpoint engineering 

Y Cont 

08-05-502 Tank Degassing annual source 
test requirement 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 

40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11087(a) Table 1: Applicable emission 
limit and management practice 

Y Cont 

40 CFR 63.11087(b) Date of Compliance Y Cont 

40 CFR 63.11087(c) Testing and Monitoring 
requirements 

Y Cont 

40 CFR 63.11087(d) Notification requirements Y Cont 

40 CFR 63.11087(e) Recordkeeping and Report 
submission requirements 

Y Cont 

40 CFR 63.11092(e) 
(1) 

Inspection requirements for 
internal floating roof system 

Y Cont 

40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11094(a) Recordkeeping requirements Y Cont 

40 CFR 63.11095(a) 
(1) 

Semiannual compliance and 
information report as applicable 

Y Cont 
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40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

SIP 08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

SIP 08-05-112 Limited Exemption, Floating 
Roofs in Operation 

Y Cont 

SIP 08-05-301 Storage Tanks Smaller Than 
150 m3 

Y Cont 

SIP 08-05-303 Requirements for pressure 
vacuum Valves 

Y Cont 

SIP 08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

SIP 08-05-305.2 Seals Requirements Y Cont 

SIP 08-05-305.3 Viewport requirements Y Cont 

SIP 08-05-305.4 Floating roof fittings 
requirements 

Y Cont 

SIP 08-05-305.5 Good operating condition Y Cont 

SIP 08-05-320 Tank fitting requirements Y Cont 

SIP 08-05-320.02 Openings in the roof Y Cont 

SIP 08-05-320.03 Pressure vacuum valves Y Cont 

SIP 08-05-320.04 Solid sampling or gauging wells Y Cont 

SIP 08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 

SIP 08-05-320.05.01 The well shall provide a 
projection below the liquid 
surface 

Y Cont 

SIP 08-05-320.05.02 The well requirements Y Cont 
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SIP 08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

SIP 08-05-320.06 Emergency roof drain Y Cont 

SIP 08-05-321 Primary seal requirements Y Cont 

SIP 08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

SIP 08-05-321.02 The seal shall be liquid 
mounted except as provided in 

Y Cont 

SIP 08-05-321.03 Metallic shoe type seals Y Cont 

SIP 08-05-321.03.01 Geometry of shoe Y Cont 

SIP 08-05-321.03.02 For welded tanks Y Cont 

SIP 08-05-322 Secondary Seal requirements Y Cont 

SIP 08-05-322.1 No openings such as holes etc. Y Cont 

SIP 08-05-322.2 Insertion access to measure 
gaps in primary seal 

Y Cont 

SIP 08-05-322.3 Welded tank secondary seal 
gap requirements 

Y Cont 

SIP 08-05-322.5 Welded tank gap allowed Y Cont 

SIP 08-05-322.6 Secondary seal extension and 
not attached to primary seal 

Y Cont 

SIP 08-05-328.1 Degassing control requirements Y Cont 

SIP 08-05-328.2 Ozone excess day prohibition Y Cont 

SIP 08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

SIP 08-05-402.1 Primary and secondary seals 
inspection once every 10 years 

Y Cont 
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SIP 08-05-402.2 Secondary Seal visual 
inspection twice per calendar 

Y Cont 

SIP 08-05-402.3 Tank fittings Inspection twice 
per calendar year 

Y Cont 

SIP 08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

SIP 08-05-404 Certification Y Cont 

SIP 08-05-405 Information Required Y Cont 

SIP 08-05-501 Records Y Cont 

SIP 08-05-501.1 Records, type and amount of 
liquid, type of blanket gas, true 

Y Cont 

SIP 08-05-501.2 Records of seal replacement 
for at least 10 years 

Y Cont 

SIP 08-05-502 Tank Degassing Annual 
Source Test Requirement 

Y Cont 

SIP 08-05-503 Portable Hydrocarbon Detector Y Cont 

SIP 08-5-328 Tank Degassing Requirements Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0011   Sourcename: Storage Tank - Internal Floating Roof 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

08-05-112 Limited Exemption, Tanks in 
Operation 

Y Cont 

08-05-301 Storage Tank Control 
Requirements 

Y Cont 

08-05-303 Requirements for Pressure 
Vacuum Valves 

Y Cont 

08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

08-05-305.02 Standards for Tank with Seals 
Installed after February 1, 1993 

Y Cont 

08-05-305.03 3 View Ports Requirements Y Cont 

08-05-305.04 Section 8-5-320 requirements Y Cont 

08-05-305.05 The Floating Roof Must Rest 
on Surface of Liquid 

Y Int 

08-05-320 Tank fitting requirements Y Cont 

08-05-320.02 Requirements for Openings in 
floating roof 

Y Cont 

08-05-320.03 Roof Opening requirements Y Int 

08-05-320.04 Solid sampling or gauging wells Y Cont 

08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 

On 7/12/2022, a stain was found on the roof of tank 
BT-11. See the attached for the reports. 

On 7/12/2022, a stain was found on the roof of tank 
BT-11. See the attached for the reports. 
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08-05-320.05.01 The well shall provide a 
projection below the liquid 

Y Cont 

08-05-320.05.02 Well equipment requirements Y Cont 

08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

08-05-320.06 Emergency roof drain Y Cont 

08-05-321 Primary seal requirements Y Cont 

08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

08-05-321.02 Metallic shoe seal or liquid 
mounted seal except per 08-05- 

Y Cont 

08-05-321.03 Metallic shoe type seals Y Cont 

08-05-321.03.01 Geometry of shoe Y Cont 

08-05-321.03.02 Gaps for welded tanks Y Cont 

08-05-322 Secondary seal requirements Y Cont 

08-05-322.01 No holes, tears, or other 
openings in the secondary seal 

Y Cont 

08-05-322.02 Insertion of probes Y Cont 

08-05-322.03 Secondary Seal Maximum Gap 
allowance 

Y Cont 

08-05-322.05 Gaps for welded tanks with 
seal installed after September 

Y Cont 

08-05-322.06 Secondary seal requirement Y Cont 

08-05-328 Tank Degassing Requirements Y Cont 

08-05-328.01 Tank Degassing Requirements 
for Tanks larger than 75 m3 

Y Cont 
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08-05-328.02 An approved Emission Control 
System 

Y Cont 

08-05-328.03 Tank degassing notification 
requirements 

Y Cont 

08-05-331 Tank cleaning requirements Y Cont 

08-05-331.1 Cleaning agents specifications Y Cont 

08-05-331.2 Steam usage prohibition Y Cont 

08-05-331.3 Steam usage limitations Y Cont 

08-05-332 Sludge handling requirements Y Cont 

08-05-332.1 Sludge container – no leakage Y Cont 

08-05-332.2 Sludge container gap 
specifications 

Y Cont 

08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

08-05-402.01 Once every 10 years for 
primary and secondary seals 

Y Cont 

08-05-402.02 Outermost Seal Inspection at 
least twice per calendar year 

Y Cont 

08-05-402.03 Inspection Requirements for 
Internal Floating Roof Tanks; 

Y Cont 

08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

08-05-403.1 Pressure vacuum valves – gas 
tight in section 8-5-303. 

Y Cont 

08-05-404 Certification Y Cont 

08-05-405 Information required Y Cont 

08-05-501 Records Y Cont 
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08-05-501.01 Types and amounts of 
materials stored 

Y Cont 

08-05-501.02 Records; Internal and External 
Floating Roof Tanks; Seal 

Y Cont 

08-05-501.3 Retain all records, reports, etc. Y Cont 

08-05-501.4 Retain pressure vacuum 
valves setpoint engineering 

Y Cont 

08-05-502 Tank Degassing annual source 
test requirement 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 

40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11087(a) Table 1: Applicable emission 
limit and management practice 

Y Cont 

40 CFR 63.11087(b) Date of Compliance Y Cont 

40 CFR 63.11087(c) Testing and Monitoring 
requirements 

Y Cont 

40 CFR 63.11087(d) Notification requirements Y Cont 

40 CFR 63.11087(e) Recordkeeping and Report 
submission requirements 

Y Cont 

40 CFR 63.11092(e) 
(1) 

Inspection requirements for 
internal floating roof system 

Y Cont 

40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11094(a) Recordkeeping requirements Y Cont 

40 CFR 63.11095(a) 
(1) 

Semiannual compliance and 
information report as applicable 

Y Cont 
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40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

Cond# 17285, Part 01 Annual Throughput Limit 
[Basis: Cumulative Increase] 

Y Cont 

Cond# 17285, Part 02 Recordkeeping requirements 
[Basis: Cumulative Increase] 

Y Cont 

SIP 08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

SIP 08-05-112 Limited Exemption, Floating 
Roofs in Operation 

Y Cont 

SIP 08-05-301 Storage Tanks Smaller Than 
150 m3 

Y Cont 

SIP 08-05-303 Requirements for pressure 
vacuum Valves 

Y Cont 

SIP 08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

SIP 08-05-305.2 Seals Requirements Y Cont 

SIP 08-05-305.3 Viewport requirements Y Cont 

SIP 08-05-305.4 Floating roof fittings 
requirements 

Y Cont 

SIP 08-05-305.5 Good operating condition Y Cont 

SIP 08-05-320 Tank fitting requirements Y Cont 

SIP 08-05-320.02 Openings in the roof Y Cont 

SIP 08-05-320.03 Pressure vacuum valves Y Cont 

SIP 08-05-320.04 Solid sampling or gauging wells Y Cont 

SIP 08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 
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SIP 08-05-320.05.01 The well shall provide a 
projection below the liquid su 

Y Cont 

SIP 08-05-320.05.02 The well requirements Y Cont 

SIP 08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

SIP 08-05-320.06 Emergency roof drain Y Cont 

SIP 08-05-321 Primary seal requirements Y Cont 

SIP 08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

SIP 08-05-321.02 The seal shall be liquid 
mounted except as provided in 

Y Cont 

SIP 08-05-321.03 Metallic shoe type seals Y Cont 

SIP 08-05-321.03.01 Geometry of shoe Y Cont 

SIP 08-05-321.03.02 For welded tanks Y Cont 

SIP 08-05-322 Secondary Seal requirements Y Cont 

SIP 08-05-322.1 No openings such as holes etc. Y Cont 

SIP 08-05-322.2 Insertion access to measure 
gaps in primary seal 

Y Cont 

SIP 08-05-322.3 Welded tank secondary seal 
gap requirements 

Y Cont 

SIP 08-05-322.5 Welded tank gap allowed Y Cont 

SIP 08-05-322.6 Secondary seal extension and 
not attached to primary seal 

Y Cont 

SIP 08-05-328.1 Degassing control requirements Y Cont 

SIP 08-05-328.2 Ozone excess day prohibition Y Cont 



Compliance Certification Report 

11/14/2022 Site#: A4021 

70 

SIP 08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

SIP 08-05-402.1 Primary and secondary seals 
inspection once every 10 years 

Y Cont 

SIP 08-05-402.2 Secondary Seal visual 
inspection twice per calendar 

Y Cont 

SIP 08-05-402.3 Tank fittings Inspection twice 
per calendar year 

Y Cont 

SIP 08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

SIP 08-05-404 Certification Y Cont 

SIP 08-05-405 Information Required Y Cont 

SIP 08-05-501 Records Y Cont 

SIP 08-05-501.1 Records, type and amount of 
liquid, type of blanket gas, true 

Y Cont 

SIP 08-05-501.2 Records of seal replacement 
for at least 10 years 

Y Cont 

SIP 08-05-502 Tank Degassing Annual 
Source Test Requirement 

Y Cont 

SIP 08-05-503 Portable Hydrocarbon Detector Y Cont 

SIP 08-5-328 Tank Degassing Requirements Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0012   Sourcename: Storage Tank - Internal Floating Roof 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

08-05-112 Limited Exemption, Tanks in 
Operation 

Y Cont 

08-05-301 Storage Tank Control 
Requirements 

Y Cont 

08-05-303 Requirements for Pressure 
Vacuum Valves 

Y Cont 

08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

08-05-305.02 Standards for Tank with Seals 
Installed after February 1, 1993 

Y Cont 

08-05-305.03 3 View Ports Requirements Y Cont 

08-05-305.04 Section 8-5-320 requirements Y Cont 

08-05-305.05 The Floating Roof Must Rest 
on Surface of Liquid 

Y Cont 

08-05-320 Tank fitting requirements Y Cont 

08-05-320.02 Requirements for Openings in 
floating roof 

Y Cont 

08-05-320.03 Roof Opening requirements Y Cont 

08-05-320.04 Solid sampling or gauging wells Y Cont 

08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 
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08-05-320.05.01 The well shall provide a 
projection below the liquid 

Y Cont 

08-05-320.05.02 Well equipment requirements Y Cont 

08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

08-05-320.06 Emergency roof drain Y Cont 

08-05-321 Primary seal requirements Y Cont 

08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

08-05-321.02 Metallic shoe seal or liquid 
mounted seal except per 08-05- 

Y Cont 

08-05-321.03 Metallic shoe type seals Y Cont 

08-05-321.03.01 Geometry of shoe Y Cont 

08-05-321.03.02 Gaps for welded tanks Y Cont 

08-05-322 Secondary seal requirements Y Cont 

08-05-322.01 No holes, tears, or other 
openings in the secondary seal 

Y Cont 

08-05-322.02 Insertion of probes Y Cont 

08-05-322.03 Secondary Seal Maximum Gap 
allowance 

Y Cont 

08-05-322.05 Gaps for welded tanks with 
seal installed after September 

Y Cont 

08-05-322.06 Secondary seal requirement Y Cont 

08-05-328 Tank Degassing Requirements Y Cont 

08-05-328.01 Tank Degassing Requirements 
for Tanks larger than 75 m3 

Y Cont 
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08-05-328.02 An approved Emission Control 
System 

Y Cont 

08-05-328.03 Tank degassing notification 
requirements 

Y Cont 

08-05-331 Tank cleaning requirements Y Cont 

08-05-331.1 Cleaning agents specifications Y Cont 

08-05-331.2 Steam usage prohibition Y Cont 

08-05-331.3 Steam usage limitations Y Cont 

08-05-332 Sludge handling requirements Y Cont 

08-05-332.1 Sludge container – no leakage Y Cont 

08-05-332.2 Sludge container gap 
specifications 

Y Cont 

08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

08-05-402.01 Once every 10 years for 
primary and secondary seals 

Y Cont 

08-05-402.02 Outermost Seal Inspection at 
least twice per calendar year 

Y Cont 

08-05-402.03 Inspection Requirements for 
Internal Floating Roof Tanks; 

Y Cont 

08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

08-05-403.1 Pressure vacuum valves – gas 
tight in section 8-5-303. 

Y Cont 

08-05-404 Certification Y Cont 

08-05-405 Information required Y Cont 

08-05-501 Records Y Cont 
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08-05-501.01 Types and amounts of 
materials stored 

Y Cont 

08-05-501.02 Records; Internal and External 
Floating Roof Tanks; Seal 

Y Cont 

08-05-501.3 Retain all records, reports, etc. Y Cont 

08-05-501.4 Retain pressure vacuum 
valves setpoint engineering 

Y Cont 

08-05-502 Tank Degassing annual source 
test requirement 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 

40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11087(a) Table 1: Applicable emission 
limit and management practice 

Y Cont 

40 CFR 63.11087(b) Date of Compliance Y Cont 

40 CFR 63.11087(c) Testing and Monitoring 
requirements 

Y Cont 

40 CFR 63.11087(d) Notification requirements Y Cont 

40 CFR 63.11087(e) Recordkeeping and Report 
submission requirements 

Y Cont 

40 CFR 63.11092(e) 
(1) 

Inspection requirements for 
internal floating roof system 

Y Cont 

40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11094(a) Recordkeeping requirements Y Cont 

40 CFR 63.11095(a) 
(1) 

Semiannual compliance and 
information report as applicable 

Y Cont 
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40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

SIP 08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

SIP 08-05-112 Limited Exemption, Floating 
Roofs in Operation 

Y Cont 

SIP 08-05-301 Storage Tanks Smaller Than 
150 m3 

Y Cont 

SIP 08-05-303 Requirements for pressure 
vacuum Valves 

Y Cont 

SIP 08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

SIP 08-05-305.2 Seals Requirements Y Cont 

SIP 08-05-305.3 Viewport requirements Y Cont 

SIP 08-05-305.4 Floating roof fittings 
requirements 

Y Cont 

SIP 08-05-305.5 Good operating condition Y Cont 

SIP 08-05-320 Tank fitting requirements Y Cont 

SIP 08-05-320.02 Openings in the roof Y Cont 

SIP 08-05-320.03 Pressure vacuum valves Y Cont 

SIP 08-05-320.04 Solid sampling or gauging wells Y Cont 

SIP 08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 

SIP 08-05-320.05.01 The well shall provide a 
projection below the liquid 
surface 

Y Cont 

SIP 08-05-320.05.02 The well requirements Y Cont 
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SIP 08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

SIP 08-05-320.06 Emergency roof drain Y Cont 

SIP 08-05-321 Primary seal requirements Y Cont 

SIP 08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

SIP 08-05-321.02 The seal shall be liquid 
mounted except as provided in 

Y Cont 

SIP 08-05-321.03 Metallic shoe type seals Y Cont 

SIP 08-05-321.03.01 Geometry of shoe Y Cont 

SIP 08-05-321.03.02 For welded tanks Y Cont 

SIP 08-05-322 Secondary Seal requirements Y Cont 

SIP 08-05-322.1 No openings such as holes etc. Y Cont 

SIP 08-05-322.2 Insertion access to measure 
gaps in primary seal 

Y Cont 

SIP 08-05-322.3 Welded tank secondary seal 
gap requirements 

Y Cont 

SIP 08-05-322.5 Welded tank gap allowed Y Cont 

SIP 08-05-322.6 Secondary seal extension and 
not attached to primary seal 

Y Cont 

SIP 08-05-328.1 Degassing control requirements Y Cont 

SIP 08-05-328.2 Ozone excess day prohibition Y Cont 

SIP 08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

SIP 08-05-402.1 Primary and secondary seals 
inspection once every 10 years 

Y Cont 
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SIP 08-05-402.2 Secondary Seal visual 
inspection twice per calendar 

Y Cont 

SIP 08-05-402.3 Tank fittings Inspection twice 
per calendar year 

Y Cont 

SIP 08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

SIP 08-05-404 Certification Y Cont 

SIP 08-05-405 Information Required Y Cont 

SIP 08-05-501 Records Y Cont 

SIP 08-05-501.1 Records, type and amount of 
liquid, type of blanket gas, true 

Y Cont 

SIP 08-05-501.2 Records of seal replacement 
for at least 10 years 

Y Cont 

SIP 08-05-502 Tank Degassing Annual 
Source Test Requirement 

Y Cont 

SIP 08-05-503 Portable Hydrocarbon Detector Y Cont 

SIP 08-5-328 Tank Degassing Requirements Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0013   Sourcename: Storage Tank - Internal Floating Roof 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

08-05-112 Limited Exemption, Tanks in 
Operation 

Y Cont 

08-05-301 Storage Tank Control 
Requirements 

Y Cont 

08-05-303 Requirements for Pressure 
Vacuum Valves 

Y Cont 

08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

08-05-305.02 Standards for Tank with Seals 
Installed after February 1, 1993 

Y Cont 

08-05-305.03 3 View Ports Requirements Y Cont 

08-05-305.04 Section 8-5-320 requirements Y Cont 

08-05-305.05 The Floating Roof Must Rest 
on Surface of Liquid 

Y Cont 

08-05-320 Tank fitting requirements Y Cont 

08-05-320.02 Requirements for Openings in 
floating roof 

Y Cont 

08-05-320.03 Roof Opening requirements Y Cont 

08-05-320.04 Solid sampling or gauging wells Y Cont 

08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 



Compliance Certification Report 

11/14/2022 Site#: A4021 

79 

08-05-320.05.01 The well shall provide a 
projection below the liquid 

Y Cont 

08-05-320.05.02 Well equipment requirements Y Cont 

08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

08-05-320.06 Emergency roof drain Y Cont 

08-05-321 Primary seal requirements Y Cont 

08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

08-05-321.02 Metallic shoe seal or liquid 
mounted seal except per 08-05- 

Y Cont 

08-05-321.03 Metallic shoe type seals Y Cont 

08-05-321.03.01 Geometry of shoe Y Cont 

08-05-321.03.02 Gaps for welded tanks Y Cont 

08-05-322 Secondary seal requirements Y Cont 

08-05-322.01 No holes, tears, or other 
openings in the secondary seal 

Y Cont 

08-05-322.02 Insertion of probes Y Cont 

08-05-322.03 Secondary Seal Maximum Gap 
allowance 

Y Cont 

08-05-322.05 Gaps for welded tanks with 
seal installed after September 

Y Cont 

08-05-322.06 Secondary seal requirement Y Cont 

08-05-328 Tank Degassing Requirements Y Cont 

08-05-328.01 Tank Degassing Requirements 
for Tanks larger than 75 m3 

Y Cont 
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08-05-328.02 An approved Emission Control 
System 

Y Cont 

08-05-328.03 Tank degassing notification 
requirements 

Y Cont 

08-05-331 Tank cleaning requirements Y Cont 

08-05-331.1 Cleaning agents specifications Y Cont 

08-05-331.2 Steam usage prohibition Y Cont 

08-05-331.3 Steam usage limitations Y Cont 

08-05-332 Sludge handling requirements Y Cont 

08-05-332.1 Sludge container – no leakage Y Cont 

08-05-332.2 Sludge container gap 
specifications 

Y Cont 

08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

08-05-402.01 Once every 10 years for 
primary and secondary seals 

Y Cont 

08-05-402.02 Outermost Seal Inspection at 
least twice per calendar year 

Y Cont 

08-05-402.03 Inspection Requirements for 
Internal Floating Roof Tanks; 

Y Cont 

08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

08-05-403.1 Pressure vacuum valves – gas 
tight in section 8-5-303. 

Y Cont 

08-05-404 Certification Y Cont 

08-05-405 Information required Y Cont 

08-05-501 Records Y Cont 
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08-05-501.01 Types and amounts of 
materials stored 

Y Cont 

08-05-501.02 Records; Internal and External 
Floating Roof Tanks; Seal 

Y Cont 

08-05-501.3 Retain all records, reports, etc. Y Cont 

08-05-501.4 Retain pressure vacuum 
valves setpoint engineering 

Y Cont 

08-05-502 Tank Degassing annual source 
test requirement 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 

40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11087(a) Table 1: Applicable emission 
limit and management practice 

Y Cont 

40 CFR 63.11087(b) Date of Compliance Y Cont 

40 CFR 63.11087(c) Testing and Monitoring 
requirements 

Y Cont 

40 CFR 63.11087(d) Notification requirements Y Cont 

40 CFR 63.11087(e) Recordkeeping and Report 
submission requirements 

Y Cont 

40 CFR 63.11092(e) 
(1) 

Inspection requirements for 
internal floating roof system 

Y Cont 

40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11094(a) Recordkeeping requirements Y Cont 

40 CFR 63.11095(a) 
(1) 

Semiannual compliance and 
information report as applicable 

Y Cont 
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40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

SIP 08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

SIP 08-05-112 Limited Exemption, Floating 
Roofs in Operation 

Y Cont 

SIP 08-05-301 Storage Tanks Smaller Than 
150 m3 

Y Cont 

SIP 08-05-303 Requirements for pressure 
vacuum Valves 

Y Cont 

SIP 08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

SIP 08-05-305.2 Seals Requirements Y Cont 

SIP 08-05-305.3 Viewport requirements Y Cont 

SIP 08-05-305.4 Floating roof fittings 
requirements 

Y Cont 

SIP 08-05-305.5 Good operating condition Y Cont 

SIP 08-05-320 Tank fitting requirements Y Cont 

SIP 08-05-320.02 Openings in the roof Y Cont 

SIP 08-05-320.03 Pressure vacuum valves Y Cont 

SIP 08-05-320.04 Solid sampling or gauging wells Y Cont 

SIP 08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 

SIP 08-05-320.05.01 The well shall provide a 
projection below the liquid 
surface 

Y Cont 

SIP 08-05-320.05.02 The well requirements Y Cont 
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SIP 08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

SIP 08-05-320.06 Emergency roof drain Y Cont 

SIP 08-05-321 Primary seal requirements Y Cont 

SIP 08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

SIP 08-05-321.02 The seal shall be liquid 
mounted except as provided in 

Y Cont 

SIP 08-05-321.03 Metallic shoe type seals Y Cont 

SIP 08-05-321.03.01 Geometry of shoe Y Cont 

SIP 08-05-321.03.02 For welded tanks Y Cont 

SIP 08-05-322 Secondary Seal requirements Y Cont 

SIP 08-05-322.1 No openings such as holes etc. Y Cont 

SIP 08-05-322.2 Insertion access to measure 
gaps in primary seal 

Y Cont 

SIP 08-05-322.3 Welded tank secondary seal 
gap requirements 

Y Cont 

SIP 08-05-322.5 Welded tank gap allowed Y Cont 

SIP 08-05-322.6 Secondary seal extension and 
not attached to primary seal 

Y Cont 

SIP 08-05-328.1 Degassing control requirements Y Cont 

SIP 08-05-328.2 Ozone excess day prohibition Y Cont 

SIP 08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

SIP 08-05-402.1 Primary and secondary seals 
inspection once every 10 years 

Y Cont 



Compliance Certification Report 

11/14/2022 Site#: A4021 

84 

SIP 08-05-402.2 Secondary Seal visual 
inspection twice per calendar 

Y Cont 

SIP 08-05-402.3 Tank fittings Inspection twice 
per calendar year 

Y Cont 

SIP 08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

SIP 08-05-404 Certification Y Cont 

SIP 08-05-405 Information Required Y Cont 

SIP 08-05-501 Records Y Cont 

SIP 08-05-501.1 Records, type and amount of 
liquid, type of blanket gas, true 

Y Cont 

SIP 08-05-501.2 Records of seal replacement 
for at least 10 years 

Y Cont 

SIP 08-05-502 Tank Degassing Annual 
Source Test Requirement 

Y Cont 

SIP 08-05-503 Portable Hydrocarbon Detector Y Cont 

SIP 08-5-328 Tank Degassing Requirements Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0015   Sourcename: Storage Tank - Internal Floating Roof 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

08-05-112 Limited Exemption, Tanks in 
Operation 

Y Cont 

08-05-301 Storage Tank Control 
Requirements 

Y Cont 

08-05-303 Requirements for Pressure 
Vacuum Valves 

Y Cont 

08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

08-05-305.02 Standards for Tank with Seals 
Installed after February 1, 1993 

Y Cont 

08-05-305.03 3 View Ports Requirements Y Cont 

08-05-305.04 Section 8-5-320 requirements Y Cont 

08-05-305.05 The Floating Roof Must Rest 
on Surface of Liquid 

Y Cont 

08-05-320 Tank fitting requirements Y Cont 

08-05-320.02 Requirements for Openings in 
floating roof 

Y Cont 

08-05-320.03 Roof Opening requirements Y Cont 

08-05-320.04 Solid sampling or gauging wells Y Cont 

08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 
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08-05-320.05.01 The well shall provide a 
projection below the liquid 

Y Cont 

08-05-320.05.02 Well equipment requirements Y Cont 

08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

08-05-320.06 Emergency roof drain Y Cont 

08-05-321 Primary seal requirements Y Cont 

08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

08-05-321.02 Metallic shoe seal or liquid 
mounted seal except per 08-05- 

Y Cont 

08-05-321.03 Metallic shoe type seals Y Cont 

08-05-321.03.01 Geometry of shoe Y Cont 

08-05-321.03.02 Gaps for welded tanks Y Cont 

08-05-322 Secondary seal requirements Y Cont 

08-05-322.01 No holes, tears, or other 
openings in the secondary seal 

Y Cont 

08-05-322.02 Insertion of probes Y Cont 

08-05-322.03 Secondary Seal Maximum Gap 
allowance 

Y Cont 

08-05-322.05 Gaps for welded tanks with 
seal installed after September 

Y Cont 

08-05-322.06 Secondary seal requirement Y Cont 

08-05-328 Tank Degassing Requirements Y Cont 

08-05-328.01 Tank Degassing Requirements 
for Tanks larger than 75 m3 

Y Cont 
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08-05-328.02 An approved Emission Control 
System 

Y Cont 

08-05-328.03 Tank degassing notification 
requirements 

Y Cont 

08-05-331 Tank cleaning requirements Y Cont 

08-05-331.1 Cleaning agents specifications Y Cont 

08-05-331.2 Steam usage prohibition Y Cont 

08-05-331.3 Steam usage limitations Y Cont 

08-05-332 Sludge handling requirements Y Cont 

08-05-332.1 Sludge container – no leakage Y Cont 

08-05-332.2 Sludge container gap 
specifications 

Y Cont 

08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

08-05-402.01 Once every 10 years for 
primary and secondary seals 

Y Cont 

08-05-402.02 Outermost Seal Inspection at 
least twice per calendar year 

Y Cont 

08-05-402.03 Inspection Requirements for 
Internal Floating Roof Tanks; 

Y Cont 

08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

08-05-403.1 Pressure vacuum valves – gas 
tight in section 8-5-303. 

Y Cont 

08-05-404 Certification Y Cont 

08-05-405 Information required Y Cont 

08-05-501 Records Y Cont 
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08-05-501.01 Types and amounts of 
materials stored 

Y Cont 

08-05-501.02 Records; Internal and External 
Floating Roof Tanks; Seal 

Y Cont 

08-05-501.3 Retain all records, reports, etc. Y Cont 

08-05-501.4 Retain pressure vacuum 
valves setpoint engineering 

Y Cont 

08-05-502 Tank Degassing annual source 
test requirement 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 

40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11087(a) Table 1: Applicable emission 
limit and management practice 

Y Cont 

40 CFR 63.11087(b) Date of Compliance Y Cont 

40 CFR 63.11087(c) Testing and Monitoring 
requirements 

Y Cont 

40 CFR 63.11087(d) Notification requirements Y Cont 

40 CFR 63.11087(e) Recordkeeping and Report 
submission requirements 

Y Cont 

40 CFR 63.11092(e) 
(1) 

Inspection requirements for 
internal floating roof system 

Y Cont 

40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11094(a) Recordkeeping requirements Y Cont 

40 CFR 63.11095(a) 
(1) 

Semiannual compliance and 
information report as applicable 

Y Cont 
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40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

SIP 08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

SIP 08-05-112 Limited Exemption, Floating 
Roofs in Operation 

Y Cont 

SIP 08-05-301 Storage Tanks Smaller Than 
150 m3 

Y Cont 

SIP 08-05-303 Requirements for pressure 
vacuum Valves 

Y Cont 

SIP 08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

SIP 08-05-305.2 Seals Requirements Y Cont 

SIP 08-05-305.3 Viewport requirements Y Cont 

SIP 08-05-305.4 Floating roof fittings 
requirements 

Y Cont 

SIP 08-05-305.5 Good operating condition Y Cont 

SIP 08-05-320 Tank fitting requirements Y Cont 

SIP 08-05-320.02 Openings in the roof Y Cont 

SIP 08-05-320.03 Pressure vacuum valves Y Cont 

SIP 08-05-320.04 Solid sampling or gauging wells Y Cont 

SIP 08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 

SIP 08-05-320.05.01 The well shall provide a 
projection below the liquid su 

Y Cont 

SIP 08-05-320.05.02 The well requirements Y Cont 
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SIP 08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

SIP 08-05-320.06 Emergency roof drain Y Cont 

SIP 08-05-321 Primary seal requirements Y Cont 

SIP 08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

SIP 08-05-321.02 The seal shall be liquid 
mounted except as provided in 

Y Cont 

SIP 08-05-321.03 Metallic shoe type seals Y Cont 

SIP 08-05-321.03.01 Geometry of shoe Y Cont 

SIP 08-05-321.03.02 For welded tanks Y Cont 

SIP 08-05-322 Secondary Seal requirements Y Cont 

SIP 08-05-322.1 No openings such as holes etc. Y Cont 

SIP 08-05-322.2 Insertion access to measure 
gaps in primary seal 

Y Cont 

SIP 08-05-322.3 Welded tank secondary seal 
gap requirements 

Y Cont 

SIP 08-05-322.5 Welded tank gap allowed Y Cont 

SIP 08-05-322.6 Secondary seal extension and 
not attached to primary seal 

Y Cont 

SIP 08-05-328.1 Degassing control requirements Y Cont 

SIP 08-05-328.2 Ozone excess day prohibition Y Cont 

SIP 08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

SIP 08-05-402.1 Primary and secondary seals 
inspection once every 10 years 

Y Cont 
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SIP 08-05-402.2 Secondary Seal visual 
inspection twice per calendar 

Y Cont 

SIP 08-05-402.3 Tank fittings Inspection twice 
per calendar year 

Y Cont 

SIP 08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

SIP 08-05-404 Certification Y Cont 

SIP 08-05-405 Information Required Y Cont 

SIP 08-05-501 Records Y Cont 

SIP 08-05-501.1 Records, type and amount of 
liquid, type of blanket gas, true 

Y Cont 

SIP 08-05-501.2 Records of seal replacement 
for at least 10 years 

Y Cont 

SIP 08-05-502 Tank Degassing Annual 
Source Test Requirement 

Y Cont 

SIP 08-05-503 Portable Hydrocarbon Detector Y Cont 

SIP 08-5-328 Tank Degassing Requirements Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0016   Sourcename: Storage Tank - Internal Floating Roof 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

08-05-112 Limited Exemption, Tanks in 
Operation 

Y Cont 

08-05-301 Storage Tank Control 
Requirements 

Y Cont 

08-05-303 Requirements for Pressure 
Vacuum Valves 

Y Cont 

08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

08-05-305.02 Standards for Tank with Seals 
Installed after February 1, 1993 

Y Cont 

08-05-305.03 3 View Ports Requirements Y Cont 

08-05-305.04 Section 8-5-320 requirements Y Cont 

08-05-305.05 The Floating Roof Must Rest 
on Surface of Liquid 

Y Cont 

08-05-320 Tank fitting requirements Y Cont 

08-05-320.02 Requirements for Openings in 
floating roof 

Y Cont 

08-05-320.03 Roof Opening requirements Y Cont 

08-05-320.04 Solid sampling or gauging wells Y Cont 

08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 
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08-05-320.05.01 The well shall provide a 
projection below the liquid 

Y Cont 

08-05-320.05.02 Well equipment requirements Y Cont 

08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

08-05-320.06 Emergency roof drain Y Cont 

08-05-321 Primary seal requirements Y Cont 

08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

08-05-321.02 Metallic shoe seal or liquid 
mounted seal except per 08-05- 

Y Cont 

08-05-321.03 Metallic shoe type seals Y Cont 

08-05-321.03.01 Geometry of shoe Y Cont 

08-05-321.03.02 Gaps for welded tanks Y Cont 

08-05-322 Secondary seal requirements Y Cont 

08-05-322.01 No holes, tears, or other 
openings in the secondary seal 

Y Cont 

08-05-322.02 Insertion of probes Y Cont 

08-05-322.03 Secondary Seal Maximum Gap 
allowance 

Y Cont 

08-05-322.05 Gaps for welded tanks with 
seal installed after September 

Y Cont 

08-05-322.06 Secondary seal requirement Y Cont 

08-05-328 Tank Degassing Requirements Y Cont 

08-05-328.01 Tank Degassing Requirements 
for Tanks larger than 75 m3 

Y Cont 
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08-05-328.02 An approved Emission Control 
System 

Y Cont 

08-05-328.03 Tank degassing notification 
requirements 

Y Cont 

08-05-331 Tank cleaning requirements Y Cont 

08-05-331.1 Cleaning agents specifications Y Cont 

08-05-331.2 Steam usage prohibition Y Cont 

08-05-331.3 Steam usage limitations Y Cont 

08-05-332 Sludge handling requirements Y Cont 

08-05-332.1 Sludge container – no leakage Y Cont 

08-05-332.2 Sludge container gap 
specifications 

Y Cont 

08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

08-05-402.01 Once every 10 years for 
primary and secondary seals 

Y Cont 

08-05-402.02 Outermost Seal Inspection at 
least twice per calendar year 

Y Cont 

08-05-402.03 Inspection Requirements for 
Internal Floating Roof Tanks; 

Y Cont 

08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

08-05-403.1 Pressure vacuum valves – gas 
tight in section 8-5-303. 

Y Cont 

08-05-404 Certification Y Cont 

08-05-405 Information required Y Cont 

08-05-501 Records Y Cont 
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08-05-501.01 Types and amounts of 
materials stored 

Y Cont 

08-05-501.02 Records; Internal and External 
Floating Roof Tanks; Seal 

Y Cont 

08-05-501.3 Retain all records, reports, etc. Y Cont 

08-05-501.4 Retain pressure vacuum 
valves setpoint engineering 

Y Cont 

08-05-502 Tank Degassing annual source 
test requirement 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 

40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11087(a) Table 1: Applicable emission 
limit and management practice 

Y Cont 

40 CFR 63.11087(b) Date of Compliance Y Cont 

40 CFR 63.11087(c) Testing and Monitoring 
requirements 

Y Cont 

40 CFR 63.11087(d) Notification requirements Y Cont 

40 CFR 63.11087(e) Recordkeeping and Report 
submission requirements 

Y Cont 

40 CFR 63.11092(e) 
(1) 

Inspection requirements for 
internal floating roof system 

Y Cont 

40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11094(a) Recordkeeping requirements Y Cont 

40 CFR 63.11095(a) 
(1) 

Semiannual compliance and 
information report as applicable 

Y Cont 
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40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

SIP 08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

SIP 08-05-112 Limited Exemption, Floating 
Roofs in Operation 

Y Cont 

SIP 08-05-301 Storage Tanks Smaller Than 
150 m3 

Y Cont 

SIP 08-05-303 Requirements for pressure 
vacuum Valves 

Y Cont 

SIP 08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

SIP 08-05-305.2 Seals Requirements Y Cont 

SIP 08-05-305.3 Viewport requirements Y Cont 

SIP 08-05-305.4 Floating roof fittings 
requirements 

Y Cont 

SIP 08-05-305.5 Good operating condition Y Cont 

SIP 08-05-320 Tank fitting requirements Y Cont 

SIP 08-05-320.02 Openings in the roof Y Cont 

SIP 08-05-320.03 Pressure vacuum valves Y Cont 

SIP 08-05-320.04 Solid sampling or gauging wells Y Cont 

SIP 08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 

SIP 08-05-320.05.01 The well shall provide a 
projection below the liquid 
surface 

Y Cont 

SIP 08-05-320.05.02 The well requirements Y Cont 
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SIP 08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

SIP 08-05-320.06 Emergency roof drain Y Cont 

SIP 08-05-321 Primary seal requirements Y Cont 

SIP 08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

SIP 08-05-321.02 The seal shall be liquid 
mounted except as provided in 

Y Cont 

SIP 08-05-321.03 Metallic shoe type seals Y Cont 

SIP 08-05-321.03.01 Geometry of shoe Y Cont 

SIP 08-05-321.03.02 For welded tanks Y Cont 

SIP 08-05-322 Secondary Seal requirements Y Cont 

SIP 08-05-322.1 No openings such as holes etc. Y Cont 

SIP 08-05-322.2 Insertion access to measure 
gaps in primary seal 

Y Cont 

SIP 08-05-322.3 Welded tank secondary seal 
gap requirements 

Y Cont 

SIP 08-05-322.5 Welded tank gap allowed Y Cont 

SIP 08-05-322.6 Secondary seal extension and 
not attached to primary seal 

Y Cont 

SIP 08-05-328.1 Degassing control requirements Y Cont 

SIP 08-05-328.2 Ozone excess day prohibition Y Cont 

SIP 08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

SIP 08-05-402.1 Primary and secondary seals 
inspection once every 10 years 

Y Cont 
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SIP 08-05-402.2 Secondary Seal visual 
inspection twice per calendar 

Y Cont 

SIP 08-05-402.3 Tank fittings Inspection twice 
per calendar year 

Y Cont 

SIP 08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

SIP 08-05-404 Certification Y Cont 

SIP 08-05-405 Information Required Y Cont 

SIP 08-05-501 Records Y Cont 

SIP 08-05-501.1 Records, type and amount of 
liquid, type of blanket gas, true 

Y Cont 

SIP 08-05-501.2 Records of seal replacement 
for at least 10 years 

Y Cont 

SIP 08-05-502 Tank Degassing Annual 
Source Test Requirement 

Y Cont 

SIP 08-05-503 Portable Hydrocarbon Detector Y Cont 

SIP 08-5-328 Tank Degassing Requirements Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0018   Sourcename: Storage Tank - Internal Floating Roof 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

08-05-112 Limited Exemption, Tanks in 
Operation 

Y Cont 

08-05-301 Storage Tank Control 
Requirements 

Y Cont 

08-05-303 Requirements for Pressure 
Vacuum Valves 

Y Cont 

08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

08-05-305.02 Standards for Tank with Seals 
Installed after February 1, 1993 

Y Cont 

08-05-305.03 3 View Ports Requirements Y Cont 

08-05-305.04 Section 8-5-320 requirements Y Cont 

08-05-305.05 The Floating Roof Must Rest 
on Surface of Liquid 

Y Cont 

08-05-320 Tank fitting requirements Y Cont 

08-05-320.02 Requirements for Openings in 
floating roof 

Y Cont 

08-05-320.03 Roof Opening requirements Y Cont 

08-05-320.04 Solid sampling or gauging wells Y Cont 

08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 
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08-05-320.05.01 The well shall provide a 
projection below the liquid 

Y Cont 

08-05-320.05.02 Well equipment requirements Y Cont 

08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

08-05-320.06 Emergency roof drain Y Cont 

08-05-321 Primary seal requirements Y Cont 

08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

08-05-321.02 Metallic shoe seal or liquid 
mounted seal except per 08-05- 

Y Cont 

08-05-321.03 Metallic shoe type seals Y Cont 

08-05-321.03.01 Geometry of shoe Y Cont 

08-05-321.03.02 Gaps for welded tanks Y Cont 

08-05-322 Secondary seal requirements Y Cont 

08-05-322.01 No holes, tears, or other 
openings in the secondary seal 

Y Cont 

08-05-322.02 Insertion of probes Y Cont 

08-05-322.03 Secondary Seal Maximum Gap 
allowance 

Y Cont 

08-05-322.05 Gaps for welded tanks with 
seal installed after September 

Y Cont 

08-05-322.06 Secondary seal requirement Y Cont 

08-05-328 Tank Degassing Requirements Y Cont 

08-05-328.01 Tank Degassing Requirements 
for Tanks larger than 75 m3 

Y Cont 
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08-05-328.02 An approved Emission Control 
System 

Y Cont 

08-05-328.03 Tank degassing notification 
requirements 

Y Cont 

08-05-331 Tank cleaning requirements Y Cont 

08-05-331.1 Cleaning agents specifications Y Cont 

08-05-331.2 Steam usage prohibition Y Cont 

08-05-331.3 Steam usage limitations Y Cont 

08-05-332 Sludge handling requirements Y Cont 

08-05-332.1 Sludge container – no leakage Y Cont 

08-05-332.2 Sludge container gap 
specifications 

Y Cont 

08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

08-05-402.01 Once every 10 years for 
primary and secondary seals 

Y Cont 

08-05-402.02 Outermost Seal Inspection at 
least twice per calendar year 

Y Cont 

08-05-402.03 Inspection Requirements for 
Internal Floating Roof Tanks; 

Y Cont 

08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

08-05-403.1 Pressure vacuum valves – gas 
tight in section 8-5-303. 

Y Cont 

08-05-404 Certification Y Cont 

08-05-405 Information required Y Cont 

08-05-501 Records Y Cont 
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08-05-501.01 Types and amounts of 
materials stored 

Y Cont 

08-05-501.02 Records; Internal and External 
Floating Roof Tanks; Seal 

Y Cont 

08-05-501.3 Retain all records, reports, etc. Y Cont 

08-05-501.4 Retain pressure vacuum 
valves setpoint engineering 

Y Cont 

08-05-502 Tank Degassing annual source 
test requirement 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 

40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11087(a) Table 1: Applicable emission 
limit and management practice 

Y Cont 

40 CFR 63.11087(b) Date of Compliance Y Cont 

40 CFR 63.11087(c) Testing and Monitoring 
requirements 

Y Cont 

40 CFR 63.11087(d) Notification requirements Y Cont 

40 CFR 63.11087(e) Recordkeeping and Report 
submission requirements 

Y Cont 

40 CFR 63.11092(e) 
(1) 

Inspection requirements for 
internal floating roof system 

Y Cont 

40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11094(a) Recordkeeping requirements Y Cont 

40 CFR 63.11095(a) 
(1) 

Semiannual compliance and 
information report as applicable 

Y Cont 
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40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

SIP 08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

SIP 08-05-112 Limited Exemption, Floating 
Roofs in Operation 

Y Cont 

SIP 08-05-301 Storage Tanks Smaller Than 
150 m3 

Y Cont 

SIP 08-05-303 Requirements for pressure 
vacuum Valves 

Y Cont 

SIP 08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

SIP 08-05-305.2 Seals Requirements Y Cont 

SIP 08-05-305.3 Viewport requirements Y Cont 

SIP 08-05-305.4 Floating roof fittings 
requirements 

Y Cont 

SIP 08-05-305.5 Good operating condition Y Cont 

SIP 08-05-320 Tank fitting requirements Y Cont 

SIP 08-05-320.02 Openings in the roof Y Cont 

SIP 08-05-320.03 Pressure vacuum valves Y Cont 

SIP 08-05-320.04 Solid sampling or gauging wells Y Cont 

SIP 08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 

SIP 08-05-320.05.01 The well shall provide a 
projection below the liquid 
surface 

Y Cont 

SIP 08-05-320.05.02 The well requirements Y Cont 
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SIP 08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

SIP 08-05-320.06 Emergency roof drain Y Cont 

SIP 08-05-321 Primary seal requirements Y Cont 

SIP 08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

SIP 08-05-321.02 The seal shall be liquid 
mounted except as provided in 

Y Cont 

SIP 08-05-321.03 Metallic shoe type seals Y Cont 

SIP 08-05-321.03.01 Geometry of shoe Y Cont 

SIP 08-05-321.03.02 For welded tanks Y Cont 

SIP 08-05-322 Secondary Seal requirements Y Cont 

SIP 08-05-322.1 No openings such as holes etc. Y Cont 

SIP 08-05-322.2 Insertion access to measure 
gaps in primary seal 

Y Cont 

SIP 08-05-322.3 Welded tank secondary seal 
gap requirements 

Y Cont 

SIP 08-05-322.5 Welded tank gap allowed Y Cont 

SIP 08-05-322.6 Secondary seal extension and 
not attached to primary seal 

Y Cont 

SIP 08-05-328.1 Degassing control requirements Y Cont 

SIP 08-05-328.2 Ozone excess day prohibition Y Cont 

SIP 08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

SIP 08-05-402.1 Primary and secondary seals 
inspection once every 10 years 

Y Cont 
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SIP 08-05-402.2 Secondary Seal visual 
inspection twice per calendar 

Y Cont 

SIP 08-05-402.3 Tank fittings Inspection twice 
per calendar year 

Y Cont 

SIP 08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

SIP 08-05-404 Certification Y Cont 

SIP 08-05-405 Information Required Y Cont 

SIP 08-05-501 Records Y Cont 

SIP 08-05-501.1 Records, type and amount of 
liquid, type of blanket gas, true 

Y Cont 

SIP 08-05-501.2 Records of seal replacement 
for at least 10 years 

Y Cont 

SIP 08-05-502 Tank Degassing Annual 
Source Test Requirement 

Y Cont 

SIP 08-05-503 Portable Hydrocarbon Detector Y Cont 

SIP 08-5-328 Tank Degassing Requirements Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0020   Sourcename: Storage Tank - Internal Floating Roof 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont 

08-05-112 Limited Exemption, Tanks in 
Operation 

Y Cont 

08-05-301 Storage Tank Control 
Requirements 

Y Cont 

08-05-303 Requirements for Pressure 
Vacuum Valves 

Y Cont 

08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont 

08-05-305.02 Standards for Tank with Seals 
Installed after February 1, 1993 

Y Cont 

08-05-305.03 3 View Ports Requirements Y Cont 

08-05-305.04 Section 8-5-320 requirements Y Cont 

08-05-305.05 The Floating Roof Must Rest 
on Surface of Liquid 

Y Cont 

08-05-320 Tank fitting requirements Y Cont 

08-05-320.02 Requirements for Openings in 
floating roof 

Y Cont 

08-05-320.03 Roof Opening requirements Y Cont 

08-05-320.04 Solid sampling or gauging wells Y Cont 

08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont 
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08-05-320.05.01 The well shall provide a 
projection below the liquid 

Y Cont 

08-05-320.05.02 Well equipment requirements Y Cont 

08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

08-05-320.06 Emergency roof drain Y Cont 

08-05-321 Primary seal requirements Y Cont 

08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

08-05-321.02 Metallic shoe seal or liquid 
mounted seal except per 08-05- 

Y Cont 

08-05-321.03 Metallic shoe type seals Y Cont 

08-05-321.03.01 Geometry of shoe Y Cont 

08-05-321.03.02 Gaps for welded tanks Y Cont 

08-05-322 Secondary seal requirements Y Cont 

08-05-322.01 No holes, tears, or other 
openings in the secondary seal 

Y Cont 

08-05-322.02 Insertion of probes Y Cont 

08-05-322.03 Secondary Seal Maximum Gap 
allowance 

Y Cont 

08-05-322.05 Gaps for welded tanks with 
seal installed after September 

Y Cont 

08-05-322.06 Secondary seal requirement Y Cont 

08-05-328 Tank Degassing Requirements Y Cont 

08-05-328.01 Tank Degassing Requirements 
for Tanks larger than 75 m3 

Y Cont 
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08-05-328.02 An approved Emission Control 
System 

Y Cont 

08-05-328.03 Tank degassing notification 
requirements 

Y Cont 

08-05-331 Tank cleaning requirements Y Cont 

08-05-331.1 Cleaning agents specifications Y Cont 

08-05-331.2 Steam usage prohibition Y Cont 

08-05-331.3 Steam usage limitations Y Cont 

08-05-332 Sludge handling requirements Y Cont 

08-05-332.1 Sludge container – no leakage Y Cont 

08-05-332.2 Sludge container gap 
specifications 

Y Cont 

08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

08-05-402.01 Once every 10 years for 
primary and secondary seals 

Y Cont 

08-05-402.02 Outermost Seal Inspection at 
least twice per calendar year 

Y Cont 

08-05-402.03 Inspection Requirements for 
Internal Floating Roof Tanks; 

Y Cont 

08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

08-05-403.1 Pressure vacuum valves – gas 
tight in section 8-5-303. 

Y Cont 

08-05-404 Certification Y Cont 

08-05-405 Information required Y Cont 

08-05-501 Records Y Cont 
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08-05-501.01 Types and amounts of 
materials stored 

Y Cont 

08-05-501.02 Records; Internal and External 
Floating Roof Tanks; Seal 

Y Cont 

08-05-501.3 Retain all records, reports, etc. Y Cont 

08-05-501.4 Retain pressure vacuum 
valves setpoint engineering 

Y Cont 

08-05-502 Tank Degassing annual source 
test requirement 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 

40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11087(a) Table 1: Applicable emission 
limit and management practice 

Y Cont 

40 CFR 63.11087(b) Date of Compliance Y Cont 

40 CFR 63.11087(c) Testing and Monitoring 
requirements 

Y Cont 

40 CFR 63.11087(d) Notification requirements Y Cont 

40 CFR 63.11087(e) Recordkeeping and Report 
submission requirements 

Y Cont 

40 CFR 63.11092(e) 
(1) 

Inspection requirements for 
internal floating roof system 

Y Cont 

40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11094(a) Recordkeeping requirements Y Cont 

40 CFR 63.11095(a) 
(1) 

Semiannual compliance and 
information report as applicable 

Y Cont 
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40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont  

40 CFR 63.11100 Definitions Y Cont  

SIP 08-05-111 Limited Exemption, Tank 
Removal From and Return to 

Y Cont  

SIP 08-05-112 Limited Exemption, Floating 
Roofs in Operation 

Y Cont  

SIP 08-05-301 Storage Tanks Smaller Than 
150 m3 

Y Cont  

SIP 08-05-303 Requirements for pressure 
vacuum Valves 

Y Cont  

SIP 08-05-305 Requirements for Internal 
Floating Roofs 

Y Cont  

SIP 08-05-305.2 Seals Requirements Y Cont  

SIP 08-05-305.3 Viewport requirements Y Cont  

SIP 08-05-305.4 Floating roof fittings 
requirements 

Y Cont  

SIP 08-05-305.5 Good operating condition Y Cont  

SIP 08-05-320 Tank fitting requirements Y Cont  

SIP 08-05-320.02 Openings in the roof Y Cont  

SIP 08-05-320.03 Pressure vacuum valves Y Cont  

SIP 08-05-320.04 Solid sampling or gauging wells Y Cont  

SIP 08-05-320.05 Slotted sampling or gauging 
wells 

Y Cont  

SIP 08-05-320.05.01 The well shall provide a 
projection below the liquid su 

Y Cont  

SIP 08-05-320.05.02 The well requirements Y Cont  



Compliance Certification Report 

11/14/2022 Site#: A4021 

111 

SIP 08-05-320.05.03 The gap between the well and 
the roof 

Y Cont 

SIP 08-05-320.06 Emergency roof drain Y Cont 

SIP 08-05-321 Primary seal requirements Y Cont 

SIP 08-05-321.01 No holes, tears, or other 
openings in the primary seal 

Y Cont 

SIP 08-05-321.02 The seal shall be liquid 
mounted except as provided in 

Y Cont 

SIP 08-05-321.03 Metallic shoe type seals Y Cont 

SIP 08-05-321.03.01 Geometry of shoe Y Cont 

SIP 08-05-321.03.02 For welded tanks Y Cont 

SIP 08-05-322 Secondary Seal requirements Y Cont 

SIP 08-05-322.1 No openings such as holes etc. Y Cont 

SIP 08-05-322.2 Insertion access to measure 
gaps in primary seal 

Y Cont 

SIP 08-05-322.3 Welded tank secondary seal 
gap requirements 

Y Cont 

SIP 08-05-322.5 Welded tank gap allowed Y Cont 

SIP 08-05-322.6 Secondary seal extension and 
not attached to primary seal 

Y Cont 

SIP 08-05-328.1 Degassing control requirements Y Cont 

SIP 08-05-328.2 Ozone excess day prohibition Y Cont 

SIP 08-05-402 Inspection Requirements for 
Internal Floating Roof Tanks 

Y Cont 

SIP 08-05-402.1 Primary and secondary seals 
inspection once every 10 years 

Y Cont 
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SIP 08-05-402.2 Secondary Seal visual 
inspection twice per calendar 

Y Cont 

SIP 08-05-402.3 Tank fittings Inspection twice 
per calendar year 

Y Cont 

SIP 08-05-403 Inspection Requirements for 
Pressure Vacuum Valves 

Y Cont 

SIP 08-05-404 Certification Y Cont 

SIP 08-05-405 Information Required Y Cont 

SIP 08-05-501 Records Y Cont 

SIP 08-05-501.1 Records, type and amount of 
liquid, type of blanket gas, true 

Y Cont 

SIP 08-05-501.2 Records of seal replacement 
for at least 10 years 

Y Cont 

SIP 08-05-502 Tank Degassing Annual 
Source Test Requirement 

Y Cont 

SIP 08-05-503 Portable Hydrocarbon Detector Y Cont 

SIP 08-5-328 Tank Degassing Requirements Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0021   Sourcename: Loading Rack A 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

01-523 Parametric Monitoring and 
Recordkeeping Procedures 

Y Cont 

01-523.01 Reporting requirement for 
periods of inoperation > 24 

Y Cont 

01-523.02 Limit on duration of inoperation Y Cont 

01-523.03 Reporting requirement for 
violations of any applicable 

Y Cont 

01-523.04 Records of inoperation, tests, 
calibrations, adjustments, & 

Y Cont 

01-523.05 Maintenance and Calibration Y Cont 

08-33-112 Tank Gauging and inspection Y Cont 

08-33-113 Maintenance and repair 
exemption 

Y Cont 

08-33-114 Exemption, CARB Certification Y Cont 

08-33-115 Limited Exemption, Aviation 
Gasoline 

Y Cont 

08-33-116 Limited Exemption, Source 
Test requirements 

Y Cont 

08-33-301 Final gasoline bulk terminal 
limitations 

Y Cont 

08-33-301.2 Gasoline Bulk Terminal 
Emission Limitations 

Y Cont 

08-33-303 Bottom fill requirement Y Cont 
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08-33-304 Delivery vehicle requirements Y Cont 

08-33-305 Equipment Maintenance Y Cont 

08-33-305.1 Equipment condition Y Cont 

08-33-305.2 Product or Vapor hoses Y Cont 

08-33-305.3 Portable Container or Slop 
tank hose connector 

Y Cont 

08-33-305.4 Backpressure monitors Y Cont 

08-33-306 Operating practices Y Cont 

08-33-307 Loading practices Y Cont 

08-33-307.1 Compatible Connectors 
Requirements 

Y Cont 

08-33-307.2 CARB-certified vapor recovery 
system requirements 

Y Cont 

08-33-308 Vapor Diaphragm 
Requirements 

Y Cont 

08-33-308.1 Diaphragms maintenance 
requirements and airspace 

Y Cont 

08-33-308.2 Monitoring and recording 
requirements of airspace 

Y Cont 

08-33-309 Vapor Recovery System 
Requirements – Loading Rack 

Y Cont 

08-33-309.1 Organic emissions capture and 
control requirements 

Y Cont 

08-33-309.10 Backpressure monitor 
installation on vapor collection 

Y Cont 

08-33-309.11 Device installation on each 
loading rack requirements 

Y Cont 

08-33-309.11.1 Alarm system Y Cont 
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08-33-309.11.2 Automatic lockout system Y Cont 

08-33-309.11.3 Alternate system Y Cont 

08-33-309.12 Backpressure 
exceedance/shutdown/notificati 

Y Cont 

08-33-309.13 Parametric monitoring 
implementation requirements 

Y Cont 

08-33-309.14 Parametric limits monitoring 
and notification requirements 

Y Cont 

08-33-309.15 Accessibility or permanent 
sample lines on all P/V valves 

Y Cont 

08-33-309.2 Vapor recovery systems 
operation and maintenance 

Y Cont 

08-33-309.3 Vapor recovery systems in 
good working condition 

Y Cont 

08-33-309.4 Vapor recovery systems 
annual testing requirements 

Y Cont 

08-33-309.5 Vapor leak requirements Y Cont 

08-33-309.6 Liquid leak requirements Y Cont 

08-33-309.7 Vapor recovery system piping 
requirements 

Y Cont 

08-33-309.8 Liquid fill hose connector and 
vapor hose connector seals 

Y Cont 

08-33-309.9 Vapor hose hanger 
requirements 

Y Cont 

08-33-401 Equipment installation and 
modification 

Y Cont 

08-33-403 Monitoring, Inspection, 
Notification and Reporting 

Y Cont 

08-33-502 Vapor storage tank emissions 
records 

Y Cont 

08-33-503 Annual Source Test Y Cont 
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08-33-504 P/V valve, liquid fill and vapor 
hose connector leak check 

Y Cont 

08-33-505 Loading rack backpressure 
records 

Y Cont 

08-33-506 Parametric correlation records Y Cont 

08-33-507 Parametric variable monitoring 
records 

Y Cont 

40 CFR 060.004(a) Reports to EPA Y Cont 

40 CFR 060.004(b) Reports to EPA and District Y Cont 

40 CFR 060.007(a) Written notification Y Cont 

40 CFR 060.007(b) Records Y Cont 

40 CFR 060.008 Performance Tests Y Cont 

40 CFR 060.009 Availability of Information Y Cont 

40 CFR 060.011(a) Compliance with standards 
and maintenance requirement 

Y Cont 

40 CFR 060.011(d) Minimizing emissions Y Cont 

40 CFR 060.012 Circumvention Y Cont 

40 CFR 060.019 General notification and 
reporting requirements 

Y Cont 

40 CFR 060.502 Standards for Volatile Organic 
Compound (VOC) emissions 

Y Cont 

40 CFR 060.502(a) Vapor collection system 
requirements 

Y Cont 

40 CFR 060.502(b) Volatile Organic Compound 
(VOC) emissions limit 

Y Cont 

40 CFR 060.502(d) Prevention of vapor collected 
at one rack to another 

Y Cont 
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40 CFR 060.502(e) Loading to only vapor tight 
tank truck 

Y Cont 

40 CFR 060.502(f) Tank truck vapor collection 
compatible with terminal vapor 

Y Cont 

40 CFR 060.502(g) Terminal and tank truck vapor 
collection system connected 

Y Cont 

40 CFR 060.502(h) Tank truck pressure limit Y Cont 

40 CFR 060.502(i) Vapor collection system vent 
release pressure limit 

Y Cont 

40 CFR 060.502(j) Vapor collection system leak 
inspection monthly 

Y Cont 

40 CFR 060.503 Test methods and procedures Y Cont 

40 CFR 060.503(a) Performance test methods and 
procedures 

Y Cont 

40 CFR 060.503(b) Monitor leakage Y Cont 

40 CFR 060.503(c) Emission compliance 
determination 

Y Cont 

40 CFR 060.503(d) Tank truck pressure 
compliance determination 

Y Cont 

40 CFR 060.505 Reporting and record keeping Y Cont 

40 CFR 060.505(a) Tank truck vapor tightness 
documents 

Y Cont 

40 CFR 060.505(b) Update documents for each 
tank truck 

Y Cont 

40 CFR 060.505(c) Leak inspection records Y Cont 

40 CFR 060.505(d) Records of notification Y Cont 

40 CFR 060.505(f) Records of replacements or 
addition of components 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 
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40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11088 (c) Compliance dates Y Cont 

40 CFR 63.11088 (d) Testing and monitoring 
requirements as specified in 

Y Cont 

40 CFR 63.11088(a) Emission limit and 
management practice in Table 

Y Cont 

40 CFR 63.11088(e) Applicable notification as per 
63.11093 

Y Cont 

40 CFR 63.11088(f) Recordkeeping and report 
submission as per 63.11094 

Y Cont 

40 CFR 63.11092 Testing and monitoring 
requirements 

Y Cont 

40 CFR 63.11092(a) Performance test on the vapor 
processing and collection 

Y Cont 

40 CFR 63.11092(b) Determine a monitored 
operating parameter value for 

Y Cont 

40 CFR 63.11092(b) 
(1)(iii) 

Installation and operation of 
continuous parameter 

Y Cont 

40 CFR 63.11092(b) 
(3) 

Determine operating 
parameter value based on 

Y Cont 

40 CFR 63.11092(b) 
(4) 

Submit the rationale for the 
selected parameter value, etc. 

Y Cont 

40 CFR 63.11092(b) 
(5) 

Performance test alternatives Y Cont 

40 CFR 63.11092(c) Document reason for any 
change in the operating 

Y Cont 

40 CFR 63.11092(d) Compliance requirements to 
operate the vapor processing 

Y Cont 

40 CFR 63.11092(f) 
(1) 

Annual certification test for 
gasoline cargo tanks - EPA 

Y Cont 
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40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11094(b) Recordkeeping of test results 
for each gasoline cargo tanks 

Y Cont 

40 CFR 63.11094(c) Alternative to keeping records 
of test results for each gasoline 

Y Cont 

40 CFR 63.11094(f) 
(1) 

Recordkeeping of continuous 
monitoring data 

Y Cont 

40 CFR 63.11094(f) 
(2)(i) 

Record & report 
simultaneously w/ Notification 

Y Cont 

40 CFR 63.11094(f) 
(3) 

Keep an up-to-date, readily 
accessible copy of the 

Y Cont 

40 CFR 63.11094(f) 
(4) 

Keep an up-to-date, readily 
accessible record of all system 

Y Cont 

40 CFR 63.11095(a) 
(2) 

Submit semiannual compliance 
report for each loading of 

Y Cont 

40 CFR 63.11095(b) Submit excess emission report 
at the same time semiannual 

Y Cont 

40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

Cond# 04275, Part 01 Required monitoring 
equipment: calibration weekly 

Y Cont 

Cond# 04275, Part 10 Startup source test 
requirement (deleted after 

Y Cont 

Cond# 04275, Part 11 Minimum operating 
temperature requirement at A- 

Y Cont 

Cond# 04275, Part 12 Allowable temperature 
excursion [Basis: 2-1-403] 

Y Cont 

Cond# 04275, Part 13 Recordkeeping for allowable 
temperature excursion [Basis: 

Y Cont 

Cond# 04275, Part 14 Allowable temperature 
excursion clarification [Basis: 

Y Cont 

Cond# 04275, Part 15 Temperature monitor and 
recording requirements [Basis: 

Y Cont 
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Cond# 04275, Part 1a Sample line from each 
pressure vacuum valve 

Y Cont 

Cond# 04275, Part 1b Pressure gauge at the vapor 
manifold of each loading rack 

Y Cont 

Cond# 04275, Part 1c Hydrocarbon analyzer on the 
exhaust of burner 

Y Cont 

Cond# 04275, Part 1d Two-stage high-level vapor 
holder alarm 

Y Cont 

Cond# 04275, Part 1e Headspace hydrocarbon 
monitor above the diaphragm 

Y Cont 

Cond# 04275, Part 2 Concentration limit above the 
diaphragm of the vapor holding 

Y Cont 

Cond# 04275, Part 3 Direct mode operation when a) 
the vapor holder is out of 

Y Cont 

Cond# 04275, Part 4 Shall not load gasoline 
whenever the vapor burner 

Y Cont 

Cond# 04275, Part 5 Concentration limit in the 
burner exhaust stream [Basis: 

Y Cont 

Cond# 04275, Part 6 Throughput limits [Basis: 
Cumulative Increase] 

Y Cont 

Cond# 04275, Part 6a Daily Throughput Limit Y Cont 

Cond# 04275, Part 6b Polish/By-pass Mode Hourly 
Throughput Limit 

Y Cont 

Cond# 04275, Part 6c Direct Mode Hourly 
Throughput Limit 

Y Cont 

Cond# 04275, Part 6d Annual Throughput Limit Y Cont 

Cond# 04275, Part 7 Maintain all equipment in good 
operating conditions [Basis: 

Y Cont 

Cond# 04275, Part 8 Maintenance of records for the 
vapor holder tank 

Y Cont 

Cond# 04275, Part 9 Hourly, daily, and monthly 
material throughput 

Y Cont 

Cond# 24923, Part 1 Final fugitive component 
counts and identification 

Y Cont 
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Cond# 24923, Part 2 Permitted fugitive components 
[Basis: cumulative increase; 2- 

Y Cont 

Cond# 24923, Part 3 Leak monitor requirements 
[Basis: 8-33] 

Y Cont 

Cond# 24923, Part 4 Leak repair and re-inspection 
requirements [Basis: 2-1-403; 

Y Cont 

Cond# 24923, Part 5 Correlation testing 
requirements [Basis:8-33] 

Y Cont 

Cond# 24923, Part 6 Recordkeeping requirements 
[Basis: 2-1-403] 

Y Cont 

SIP 01-523 Parametric Monitoring and 
Recordkeeping Procedures 

Y Cont 

SIP 01-523.03 Reports of Violations Y Cont 

SIP 08-33-112 Tank Gauging and Inspection Y Cont 

SIP 08-33-113 Maintenance and Repair 
Exemption 

Y Cont 

SIP 08-33-301 Gasoline Bulk Terminal 
Limitations 

Y Cont 

SIP 08-33-302 Vapor Recovery System 
Requirements 

Y Cont 

SIP 08-33-303 Bottom Fill Requirement Y Cont 

SIP 08-33-304 Delivery Vehicle Requirements Y Cont 

SIP 08-33-305 Equipment Maintenance Y Cont 

SIP 08-33-306 Operating Practices Y Cont 

SIP 08-33-307 Loading Practices Y Cont 

SIP 08-33-308 Vapor Diaphragm 
Requirements 

Y Cont 

SIP 08-33-309 Vapor Recovery System 
Requirements - Loading Rack 

Y Cont 
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SIP 08-33-401 Equipment Installation and 
Modification 

Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0022   Sourcename: Loading Rack B 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

01-523 Parametric Monitoring and 
Recordkeeping Procedures 

Y Cont 

01-523.01 Reporting requirement for 
periods of inoperation > 24 

Y Cont 

01-523.02 Limit on duration of inoperation Y Cont 

01-523.03 Reporting requirement for 
violations of any applicable 

Y Cont 

01-523.04 Records of inoperation, tests, 
calibrations, adjustments, & 

Y Cont 

01-523.05 Maintenance and Calibration Y Cont 

08-33-112 Tank Gauging and inspection Y Cont 

08-33-113 Maintenance and repair 
exemption 

Y Cont 

08-33-114 Exemption, CARB Certification Y Cont 

08-33-115 Limited Exemption, Aviation 
Gasoline 

Y Cont 

08-33-116 Limited Exemption, Source 
Test requirements 

Y Cont 

08-33-301 Final gasoline bulk terminal 
limitations 

Y Cont 

08-33-301.2 Gasoline Bulk Terminal 
Emission Limitations 

Y Cont 

08-33-303 Bottom fill requirement Y Cont 
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08-33-304 Delivery vehicle requirements Y Cont 

08-33-305 Equipment Maintenance Y Cont 

08-33-305.1 Equipment condition Y Cont 

08-33-305.2 Product or Vapor hoses Y Cont 

08-33-305.3 Portable Container or Slop 
tank hose connector 

Y Cont 

08-33-305.4 Backpressure monitors Y Cont 

08-33-306 Operating practices Y Cont 

08-33-307 Loading practices Y Cont 

08-33-307.1 Compatible Connectors 
Requirements 

Y Cont 

08-33-307.2 CARB-certified vapor recovery 
system requirements 

Y Cont 

08-33-308 Vapor Diaphragm 
Requirements 

Y Cont 

08-33-308.1 Diaphragms maintenance 
requirements and airspace 

Y Cont 

08-33-308.2 Monitoring and recording 
requirements of airspace 

Y Cont 

08-33-309 Vapor Recovery System 
Requirements – Loading Rack 

Y Cont 

08-33-309.1 Organic emissions capture and 
control requirements 

Y Cont 

08-33-309.10 Backpressure monitor 
installation on vapor collection 

Y Cont 

08-33-309.11 Device installation on each 
loading rack requirements 

Y Cont 

08-33-309.11.1 Alarm system Y Cont 
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08-33-309.11.2 Automatic lockout system Y Cont 

08-33-309.11.3 Alternate system Y Cont 

08-33-309.12 Backpressure 
exceedance/shutdown/notificati 

Y Cont 

08-33-309.13 Parametric monitoring 
implementation requirements 

Y Cont 

08-33-309.14 Parametric limits monitoring 
and notification requirements 

Y Cont 

08-33-309.15 Accessibility or permanent 
sample lines on all P/V valves 

Y Cont 

08-33-309.2 Vapor recovery systems 
operation and maintenance 

Y Cont 

08-33-309.3 Vapor recovery systems in 
good working condition 

Y Cont 

08-33-309.4 Vapor recovery systems 
annual testing requirements 

Y Cont 

08-33-309.5 Vapor leak requirements Y Cont 

08-33-309.6 Liquid leak requirements Y Cont 

08-33-309.7 Vapor recovery system piping 
requirements 

Y Cont 

08-33-309.8 Liquid fill hose connector and 
vapor hose connector seals 

Y Cont 

08-33-309.9 Vapor hose hanger 
requirements 

Y Cont 

08-33-401 Equipment installation and 
modification 

Y Cont 

08-33-403 Monitoring, Inspection, 
Notification and Reporting 

Y Cont 

08-33-502 Vapor storage tank emissions 
records 

Y Cont 

08-33-503 Annual Source Test Y Cont 
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08-33-504 P/V valve, liquid fill and vapor 
hose connector leak check 

Y Cont 

08-33-505 Loading rack backpressure 
records 

Y Cont 

08-33-506 Parametric correlation records Y Cont 

08-33-507 Parametric variable monitoring 
records 

Y Cont 

40 CFR 060.004(a) Reports to EPA Y Cont 

40 CFR 060.004(b) Reports to EPA and District Y Cont 

40 CFR 060.007(a) Written notification Y Cont 

40 CFR 060.007(b) Records Y Cont 

40 CFR 060.008 Performance Tests Y Cont 

40 CFR 060.009 Availability of Information Y Cont 

40 CFR 060.011(a) Compliance with standards 
and maintenance requirement 

Y Cont 

40 CFR 060.011(d) Minimizing emissions Y Cont 

40 CFR 060.012 Circumvention Y Cont 

40 CFR 060.019 General notification and 
reporting requirements 

Y Cont 

40 CFR 060.502 Standards for Volatile Organic 
Compound (VOC) emissions 

Y Cont 

40 CFR 060.502(a) Vapor collection system 
requirements 

Y Cont 

40 CFR 060.502(b) Volatile Organic Compound 
(VOC) emissions limit 

Y Cont 

40 CFR 060.502(d) Prevention of vapor collected 
at one rack to another 

Y Cont 
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40 CFR 060.502(e) Loading to only vapor tight 
tank truck 

Y Cont 

40 CFR 060.502(f) Tank truck vapor collection 
compatible with terminal vapor 

Y Cont 

40 CFR 060.502(g) Terminal and tank truck vapor 
collection system connected 

Y Cont 

40 CFR 060.502(h) Tank truck pressure limit Y Cont 

40 CFR 060.502(i) Vapor collection system vent 
release pressure limit 

Y Cont 

40 CFR 060.502(j) Vapor collection system leak 
inspection monthly 

Y Cont 

40 CFR 060.503 Test methods and procedures Y Cont 

40 CFR 060.503(a) Performance test methods and 
procedures 

Y Cont 

40 CFR 060.503(b) Monitor leakage Y Cont 

40 CFR 060.503(c) Emission compliance 
determination 

Y Cont 

40 CFR 060.503(d) Tank truck pressure 
compliance determination 

Y Cont 

40 CFR 060.505 Reporting and record keeping Y Cont 

40 CFR 060.505(a) Tank truck vapor tightness 
documents 

Y Cont 

40 CFR 060.505(b) Update documents for each 
tank truck 

Y Cont 

40 CFR 060.505(c) Leak inspection records Y Cont 

40 CFR 060.505(d) Records of notification Y Cont 

40 CFR 060.505(f) Records of replacements or 
addition of components 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 
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40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11088 (c) Compliance dates Y Cont 

40 CFR 63.11088 (d) Testing and monitoring 
requirements as specified in 

Y Cont 

40 CFR 63.11088(a) Emission limit and 
management practice in Table 

Y Cont 

40 CFR 63.11088(e) Applicable notification as per 
63.11093 

Y Cont 

40 CFR 63.11088(f) Recordkeeping and report 
submission as per 63.11094 

Y Cont 

40 CFR 63.11092 Testing and monitoring 
requirements 

Y Cont 

40 CFR 63.11092(a) Performance test on the vapor 
processing and collection 

Y Cont 

40 CFR 63.11092(b) Determine a monitored 
operating parameter value for 

Y Cont 

40 CFR 63.11092(b) 
(1)(iii) 

Installation and operation of 
continuous parameter 

Y Cont 

40 CFR 63.11092(b) 
(3) 

Determine operating 
parameter value based on 

Y Cont 

40 CFR 63.11092(b) 
(4) 

Submit the rationale for the 
selected parameter value, etc. 

Y Cont 

40 CFR 63.11092(b) 
(5) 

Performance test alternatives Y Cont 

40 CFR 63.11092(c) Document reason for any 
change in the operating 

Y Cont 

40 CFR 63.11092(d) Compliance requirements to 
operate the vapor processing 

Y Cont 

40 CFR 63.11092(f) 
(1) 

Annual certification test for 
gasoline cargo tanks - EPA 

Y Cont 
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40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11094(b) Recordkeeping of test results 
for each gasoline cargo tanks 

Y Cont 

40 CFR 63.11094(c) Alternative to keeping records 
of test results for each gasoline 

Y Cont 

40 CFR 63.11094(f) 
(1) 

Recordkeeping of continuous 
monitoring data 

Y Cont 

40 CFR 63.11094(f) 
(2)(i) 

Record & report 
simultaneously w/ Notification 

Y Cont 

40 CFR 63.11094(f) 
(3) 

Keep an up-to-date, readily 
accessible copy of the 

Y Cont 

40 CFR 63.11094(f) 
(4) 

Keep an up-to-date, readily 
accessible record of all system 

Y Cont 

40 CFR 63.11095(a) 
(2) 

Submit semiannual compliance 
report for each loading of 

Y Cont 

40 CFR 63.11095(b) Submit excess emission report 
at the same time semiannual 

Y Cont 

40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

Cond# 04275, Part 01 Required monitoring 
equipment: calibration weekly 

Y Cont 

Cond# 04275, Part 10 Startup source test 
requirement (deleted after 

Y Cont 

Cond# 04275, Part 11 Minimum operating 
temperature requirement at A- 

Y Cont 

Cond# 04275, Part 12 Allowable temperature 
excursion [Basis: 2-1-403] 

Y Cont 

Cond# 04275, Part 13 Recordkeeping for allowable 
temperature excursion [Basis: 

Y Cont 

Cond# 04275, Part 14 Allowable temperature 
excursion clarification [Basis: 

Y Cont 

Cond# 04275, Part 15 Temperature monitor and 
recording requirements [Basis: 

Y Cont 
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Cond# 04275, Part 1a Sample line from each 
pressure vacuum valve 

Y Cont 

Cond# 04275, Part 1b Pressure gauge at the vapor 
manifold of each loading rack 

Y Cont 

Cond# 04275, Part 1c Hydrocarbon analyzer on the 
exhaust of burner 

Y Cont 

Cond# 04275, Part 1d Two-stage high-level vapor 
holder alarm 

Y Cont 

Cond# 04275, Part 1e Headspace hydrocarbon 
monitor above the diaphragm 

Y Cont 

Cond# 04275, Part 2 Concentration limit above the 
diaphragm of the vapor holding 

Y Cont 

Cond# 04275, Part 3 Direct mode operation when a) 
the vapor holder is out of 

Y Cont 

Cond# 04275, Part 4 Shall not load gasoline 
whenever the vapor burner 

Y Cont 

Cond# 04275, Part 5 Concentration limit in the 
burner exhaust stream [Basis: 

Y Cont 

Cond# 04275, Part 6 Throughput limits [Basis: 
Cumulative Increase] 

Y Cont 

Cond# 04275, Part 6a Daily Throughput Limit Y Cont 

Cond# 04275, Part 6b Polish/By-pass Mode Hourly 
Throughput Limit 

Y Cont 

Cond# 04275, Part 6c Direct Mode Hourly 
Throughput Limit 

Y Cont 

Cond# 04275, Part 6d Annual Throughput Limit Y Cont 

Cond# 04275, Part 7 Maintain all equipment in good 
operating conditions [Basis: 

Y Cont 

Cond# 04275, Part 8 Maintenance of records for the 
vapor holder tank 

Y Cont 

Cond# 04275, Part 9 Hourly, daily, and monthly 
material throughput 

Y Cont 

Cond# 24923, Part 1 Final fugitive component 
counts and identification 

Y Cont 
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Cond# 24923, Part 2 Permitted fugitive components 
[Basis: cumulative increase; 2- 

Y Cont 

Cond# 24923, Part 3 Leak monitor requirements 
[Basis: 8-33] 

Y Cont 

Cond# 24923, Part 4 Leak repair and re-inspection 
requirements [Basis: 2-1-403; 

Y Cont 

Cond# 24923, Part 5 Correlation testing 
requirements [Basis:8-33] 

Y Cont 

Cond# 24923, Part 6 Recordkeeping requirements 
[Basis: 2-1-403] 

Y Cont 

SIP 01-523 Parametric Monitoring and 
Recordkeeping Procedures 

Y Cont 

SIP 01-523.03 Reports of Violations Y Cont 

SIP 08-33-112 Tank Gauging and Inspection Y Cont 

SIP 08-33-113 Maintenance and Repair 
Exemption 

Y Cont 

SIP 08-33-301 Gasoline Bulk Terminal 
Limitations 

Y Cont 

SIP 08-33-302 Vapor Recovery System 
Requirements 

Y Cont 

SIP 08-33-303 Bottom Fill Requirement Y Cont 

SIP 08-33-304 Delivery Vehicle Requirements Y Cont 

SIP 08-33-305 Equipment Maintenance Y Cont 

SIP 08-33-306 Operating Practices Y Cont 

SIP 08-33-307 Loading Practices Y Cont 

SIP 08-33-308 Vapor Diaphragm 
Requirements 

Y Cont 

SIP 08-33-309 Vapor Recovery System 
Requirements - Loading Rack 

Y Cont 
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SIP 08-33-401 Equipment Installation and 
Modification 

Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0023   Sourcename: Loading Rack C 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

01-523 Parametric Monitoring and 
Recordkeeping Procedures 

Y Cont 

01-523.01 Reporting requirement for 
periods of inoperation > 24 

Y Cont 

01-523.02 Limit on duration of inoperation Y Cont 

01-523.03 Reporting requirement for 
violations of any applicable 

Y Cont 

01-523.04 Records of inoperation, tests, 
calibrations, adjustments, & 

Y Cont 

01-523.05 Maintenance and Calibration Y Cont 

08-33-112 Tank Gauging and inspection Y Cont 

08-33-113 Maintenance and repair 
exemption 

Y Cont 

08-33-114 Exemption, CARB Certification Y Cont 

08-33-115 Limited Exemption, Aviation 
Gasoline 

Y Cont 

08-33-116 Limited Exemption, Source 
Test requirements 

Y Cont 

08-33-301 Final gasoline bulk terminal 
limitations 

Y Cont 

08-33-301.2 Gasoline Bulk Terminal 
Emission Limitations 

Y Cont 

08-33-303 Bottom fill requirement Y Cont 
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08-33-304 Delivery vehicle requirements Y Cont 

08-33-305 Equipment Maintenance Y Cont 

08-33-305.1 Equipment condition Y Cont 

08-33-305.2 Product or Vapor hoses Y Cont 

08-33-305.3 Portable Container or Slop 
tank hose connector 

Y Cont 

08-33-305.4 Backpressure monitors Y Cont 

08-33-306 Operating practices Y Cont 

08-33-307 Loading practices Y Cont 

08-33-307.1 Compatible Connectors 
Requirements 

Y Cont 

08-33-307.2 CARB-certified vapor recovery 
system requirements 

Y Cont 

08-33-308 Vapor Diaphragm 
Requirements 

Y Cont 

08-33-308.1 Diaphragms maintenance 
requirements and airspace 

Y Cont 

08-33-308.2 Monitoring and recording 
requirements of airspace 

Y Cont 

08-33-309 Vapor Recovery System 
Requirements – Loading Rack 

Y Cont 

08-33-309.1 Organic emissions capture and 
control requirements 

Y Cont 

08-33-309.10 Backpressure monitor 
installation on vapor collection 

Y Cont 

08-33-309.11 Device installation on each 
loading rack requirements 

Y Cont 

08-33-309.11.1 Alarm system Y Cont 
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08-33-309.11.2 Automatic lockout system Y Cont 

08-33-309.11.3 Alternate system Y Cont 

08-33-309.12 Backpressure 
exceedance/shutdown/notificati 

Y Cont 

08-33-309.13 Parametric monitoring 
implementation requirements 

Y Cont 

08-33-309.14 Parametric limits monitoring 
and notification requirements 

Y Cont 

08-33-309.15 Accessibility or permanent 
sample lines on all P/V valves 

Y Cont 

08-33-309.2 Vapor recovery systems 
operation and maintenance 

Y Cont 

08-33-309.3 Vapor recovery systems in 
good working condition 

Y Cont 

08-33-309.4 Vapor recovery systems 
annual testing requirements 

Y Cont 

08-33-309.5 Vapor leak requirements Y Cont 

08-33-309.6 Liquid leak requirements Y Cont 

08-33-309.7 Vapor recovery system piping 
requirements 

Y Cont 

08-33-309.8 Liquid fill hose connector and 
vapor hose connector seals 

Y Cont 

08-33-309.9 Vapor hose hanger 
requirements 

Y Cont 

08-33-401 Equipment installation and 
modification 

Y Cont 

08-33-403 Monitoring, Inspection, 
Notification and Reporting 

Y Cont 

08-33-502 Vapor storage tank emissions 
records 

Y Cont 

08-33-503 Annual Source Test Y Cont 
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08-33-504 P/V valve, liquid fill and vapor 
hose connector leak check 

Y Cont 

08-33-505 Loading rack backpressure 
records 

Y Cont 

08-33-506 Parametric correlation records Y Cont 

08-33-507 Parametric variable monitoring 
records 

Y Cont 

40 CFR 060.004(a) Reports to EPA Y Cont 

40 CFR 060.004(b) Reports to EPA and District Y Cont 

40 CFR 060.007(a) Written notification Y Cont 

40 CFR 060.007(b) Records Y Cont 

40 CFR 060.008 Performance Tests Y Cont 

40 CFR 060.009 Availability of Information Y Cont 

40 CFR 060.011(a) Compliance with standards 
and maintenance requirement 

Y Cont 

40 CFR 060.011(d) Minimizing emissions Y Cont 

40 CFR 060.012 Circumvention Y Cont 

40 CFR 060.019 General notification and 
reporting requirements 

Y Cont 

40 CFR 060.502 Standards for Volatile Organic 
Compound (VOC) emissions 

Y Cont 

40 CFR 060.502(a) Vapor collection system 
requirements 

Y Cont 

40 CFR 060.502(b) Volatile Organic Compound 
(VOC) emissions limit 

Y Cont 

40 CFR 060.502(d) Prevention of vapor collected 
at one rack to another 

Y Cont 
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40 CFR 060.502(e) Loading to only vapor tight 
tank truck 

Y Cont 

40 CFR 060.502(f) Tank truck vapor collection 
compatible with terminal vapor 

Y Cont 

40 CFR 060.502(g) Terminal and tank truck vapor 
collection system connected 

Y Cont 

40 CFR 060.502(h) Tank truck pressure limit Y Cont 

40 CFR 060.502(i) Vapor collection system vent 
release pressure limit 

Y Cont 

40 CFR 060.502(j) Vapor collection system leak 
inspection monthly 

Y Cont 

40 CFR 060.503 Test methods and procedures Y Cont 

40 CFR 060.503(a) Performance test methods and 
procedures 

Y Cont 

40 CFR 060.503(b) Monitor leakage Y Cont 

40 CFR 060.503(c) Emission compliance 
determination 

Y Cont 

40 CFR 060.503(d) Tank truck pressure 
compliance determination 

Y Cont 

40 CFR 060.505 Reporting and record keeping Y Cont 

40 CFR 060.505(a) Tank truck vapor tightness 
documents 

Y Cont 

40 CFR 060.505(b) Update documents for each 
tank truck 

Y Cont 

40 CFR 060.505(c) Leak inspection records Y Cont 

40 CFR 060.505(d) Records of notification Y Cont 

40 CFR 060.505(f) Records of replacements or 
addition of components 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 
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40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11088 (c) Compliance dates Y Cont 

40 CFR 63.11088 (d) Testing and monitoring 
requirements as specified in 

Y Cont 

40 CFR 63.11088(a) Emission limit and 
management practice in Table 

Y Cont 

40 CFR 63.11088(e) Applicable notification as per 
63.11093 

Y Cont 

40 CFR 63.11088(f) Recordkeeping and report 
submission as per 63.11094 

Y Cont 

40 CFR 63.11092 Testing and monitoring 
requirements 

Y Cont 

40 CFR 63.11092(a) Performance test on the vapor 
processing and collection 

Y Cont 

40 CFR 63.11092(b) Determine a monitored 
operating parameter value for 

Y Cont 

40 CFR 63.11092(b) 
(1)(iii) 

Installation and operation of 
continuous parameter 

Y Cont 

40 CFR 63.11092(b) 
(3) 

Determine operating 
parameter value based on 

Y Cont 

40 CFR 63.11092(b) 
(4) 

Submit the rationale for the 
selected parameter value, etc. 

Y Cont 

40 CFR 63.11092(b) 
(5) 

Performance test alternatives Y Cont 

40 CFR 63.11092(c) Document reason for any 
change in the operating 

Y Cont 

40 CFR 63.11092(d) Compliance requirements to 
operate the vapor processing 

Y Cont 

40 CFR 63.11092(f) 
(1) 

Annual certification test for 
gasoline cargo tanks - EPA 

Y Cont 
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40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11094(b) Recordkeeping of test results 
for each gasoline cargo tanks 

Y Cont 

40 CFR 63.11094(c) Alternative to keeping records 
of test results for each gasoline 

Y Cont 

40 CFR 63.11094(f) 
(1) 

Recordkeeping of continuous 
monitoring data 

Y Cont 

40 CFR 63.11094(f) 
(2)(i) 

Record & report 
simultaneously w/ Notification 

Y Cont 

40 CFR 63.11094(f) 
(3) 

Keep an up-to-date, readily 
accessible copy of the 

Y Cont 

40 CFR 63.11094(f) 
(4) 

Keep an up-to-date, readily 
accessible record of all system 

Y Cont 

40 CFR 63.11095(a) 
(2) 

Submit semiannual compliance 
report for each loading of 

Y Cont 

40 CFR 63.11095(b) Submit excess emission report 
at the same time semiannual 

Y Cont 

40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

Cond# 04275, Part 01 Required monitoring 
equipment: calibration weekly 

Y Cont 

Cond# 04275, Part 10 Startup source test 
requirement (deleted after 

Y Cont 

Cond# 04275, Part 11 Minimum operating 
temperature requirement at A- 

Y Cont 

Cond# 04275, Part 12 Allowable temperature 
excursion [Basis: 2-1-403] 

Y Cont 

Cond# 04275, Part 13 Recordkeeping for allowable 
temperature excursion [Basis: 

Y Cont 

Cond# 04275, Part 14 Allowable temperature 
excursion clarification [Basis: 

Y Cont 

Cond# 04275, Part 15 Temperature monitor and 
recording requirements [Basis: 

Y Cont 
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Cond# 04275, Part 1a Sample line from each 
pressure vacuum valve 

Y Cont 

Cond# 04275, Part 1b Pressure gauge at the vapor 
manifold of each loading rack 

Y Cont 

Cond# 04275, Part 1c Hydrocarbon analyzer on the 
exhaust of burner 

Y Cont 

Cond# 04275, Part 1d Two-stage high-level vapor 
holder alarm 

Y Cont 

Cond# 04275, Part 1e Headspace hydrocarbon 
monitor above the diaphragm 

Y Cont 

Cond# 04275, Part 2 Concentration limit above the 
diaphragm of the vapor holding 

Y Cont 

Cond# 04275, Part 3 Direct mode operation when a) 
the vapor holder is out of 

Y Cont 

Cond# 04275, Part 4 Shall not load gasoline 
whenever the vapor burner 

Y Cont 

Cond# 04275, Part 5 Concentration limit in the 
burner exhaust stream [Basis: 

Y Cont 

Cond# 04275, Part 6 Throughput limits [Basis: 
Cumulative Increase] 

Y Cont 

Cond# 04275, Part 6a Daily Throughput Limit Y Cont 

Cond# 04275, Part 6b Polish/By-pass Mode Hourly 
Throughput Limit 

Y Cont 

Cond# 04275, Part 6c Direct Mode Hourly 
Throughput Limit 

Y Cont 

Cond# 04275, Part 6d Annual Throughput Limit Y Cont 

Cond# 04275, Part 7 Maintain all equipment in good 
operating conditions [Basis: 

Y Cont 

Cond# 04275, Part 8 Maintenance of records for the 
vapor holder tank 

Y Cont 

Cond# 04275, Part 9 Hourly, daily, and monthly 
material throughput 

Y Cont 

Cond# 24923, Part 1 Final fugitive component 
counts and identification 

Y Cont 
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Cond# 24923, Part 2 Permitted fugitive components 
[Basis: cumulative increase; 2- 

Y Cont 

Cond# 24923, Part 3 Leak monitor requirements 
[Basis: 8-33] 

Y Cont 

Cond# 24923, Part 4 Leak repair and re-inspection 
requirements [Basis: 2-1-403; 

Y Cont 

Cond# 24923, Part 5 Correlation testing 
requirements [Basis:8-33] 

Y Cont 

Cond# 24923, Part 6 Recordkeeping requirements 
[Basis: 2-1-403] 

Y Cont 

SIP 01-523 Parametric Monitoring and 
Recordkeeping Procedures 

Y Cont 

SIP 01-523.03 Reports of Violations Y Cont 

SIP 08-33-112 Tank Gauging and Inspection Y Cont 

SIP 08-33-113 Maintenance and Repair 
Exemption 

Y Cont 

SIP 08-33-301 Gasoline Bulk Terminal 
Limitations 

Y Cont 

SIP 08-33-302 Vapor Recovery System 
Requirements 

Y Cont 

SIP 08-33-303 Bottom Fill Requirement Y Cont 

SIP 08-33-304 Delivery Vehicle Requirements Y Cont 

SIP 08-33-305 Equipment Maintenance Y Cont 

SIP 08-33-306 Operating Practices Y Cont 

SIP 08-33-307 Loading Practices Y Cont 

SIP 08-33-308 Vapor Diaphragm 
Requirements 

Y Cont 

SIP 08-33-309 Vapor Recovery System 
Requirements - Loading Rack 

Y Cont 
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SIP 08-33-401 Equipment Installation and 
Modification 

Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0024   Sourcename: Loading Rack D 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

01-523 Parametric Monitoring and 
Recordkeeping Procedures 

Y Cont 

01-523.01 Reporting requirement for 
periods of inoperation > 24 

Y Cont 

01-523.02 Limit on duration of inoperation Y Cont 

01-523.03 Reporting requirement for 
violations of any applicable 

Y Cont 

01-523.04 Records of inoperation, tests, 
calibrations, adjustments, & 

Y Cont 

01-523.05 Maintenance and Calibration Y Cont 

08-33-112 Tank Gauging and inspection Y Cont 

08-33-113 Maintenance and repair 
exemption 

Y Cont 

08-33-114 Exemption, CARB Certification Y Cont 

08-33-115 Limited Exemption, Aviation 
Gasoline 

Y Cont 

08-33-116 Limited Exemption, Source 
Test requirements 

Y Cont 

08-33-301 Final gasoline bulk terminal 
limitations 

Y Cont 

08-33-301.2 Gasoline Bulk Terminal 
Emission Limitations 

Y Cont 

08-33-303 Bottom fill requirement Y Cont 
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08-33-304 Delivery vehicle requirements Y Cont 

08-33-305 Equipment Maintenance Y Cont 

08-33-305.1 Equipment condition Y Cont 

08-33-305.2 Product or Vapor hoses Y Cont 

08-33-305.3 Portable Container or Slop 
tank hose connector 

Y Cont 

08-33-305.4 Backpressure monitors Y Cont 

08-33-306 Operating practices Y Cont 

08-33-307 Loading practices Y Cont 

08-33-307.1 Compatible Connectors 
Requirements 

Y Cont 

08-33-307.2 CARB-certified vapor recovery 
system requirements 

Y Cont 

08-33-308 Vapor Diaphragm 
Requirements 

Y Cont 

08-33-308.1 Diaphragms maintenance 
requirements and airspace 

Y Cont 

08-33-308.2 Monitoring and recording 
requirements of airspace 

Y Cont 

08-33-309 Vapor Recovery System 
Requirements – Loading Rack 

Y Cont 

08-33-309.1 Organic emissions capture and 
control requirements 

Y Cont 

08-33-309.10 Backpressure monitor 
installation on vapor collection 

Y Cont 

08-33-309.11 Device installation on each 
loading rack requirements 

Y Cont 

08-33-309.11.1 Alarm system Y Cont 
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08-33-309.11.2 Automatic lockout system Y Cont 

08-33-309.11.3 Alternate system Y Cont 

08-33-309.12 Backpressure 
exceedance/shutdown/notificati 

Y Cont 

08-33-309.13 Parametric monitoring 
implementation requirements 

Y Cont 

08-33-309.14 Parametric limits monitoring 
and notification requirements 

Y Cont 

08-33-309.15 Accessibility or permanent 
sample lines on all P/V valves 

Y Cont 

08-33-309.2 Vapor recovery systems 
operation and maintenance 

Y Cont 

08-33-309.3 Vapor recovery systems in 
good working condition 

Y Cont 

08-33-309.4 Vapor recovery systems 
annual testing requirements 

Y Cont 

08-33-309.5 Vapor leak requirements Y Cont 

08-33-309.6 Liquid leak requirements Y Cont 

08-33-309.7 Vapor recovery system piping 
requirements 

Y Cont 

08-33-309.8 Liquid fill hose connector and 
vapor hose connector seals 

Y Cont 

08-33-309.9 Vapor hose hanger 
requirements 

Y Cont 

08-33-401 Equipment installation and 
modification 

Y Cont 

08-33-403 Monitoring, Inspection, 
Notification and Reporting 

Y Cont 

08-33-502 Vapor storage tank emissions 
records 

Y Cont 

08-33-503 Annual Source Test Y Cont 
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08-33-504 P/V valve, liquid fill and vapor 
hose connector leak check 

Y Cont 

08-33-505 Loading rack backpressure 
records 

Y Cont 

08-33-506 Parametric correlation records Y Cont 

08-33-507 Parametric variable monitoring 
records 

Y Cont 

40 CFR 060.004(a) Reports to EPA Y Cont 

40 CFR 060.004(b) Reports to EPA and District Y Cont 

40 CFR 060.007(a) Written notification Y Cont 

40 CFR 060.007(b) Records Y Cont 

40 CFR 060.008 Performance Tests Y Cont 

40 CFR 060.009 Availability of Information Y Cont 

40 CFR 060.011(a) Compliance with standards 
and maintenance requirement 

Y Cont 

40 CFR 060.011(d) Minimizing emissions Y Cont 

40 CFR 060.012 Circumvention Y Cont 

40 CFR 060.019 General notification and 
reporting requirements 

Y Cont 

40 CFR 060.502 Standards for Volatile Organic 
Compound (VOC) emissions 

Y Cont 

40 CFR 060.502(a) Vapor collection system 
requirements 

Y Cont 

40 CFR 060.502(b) Volatile Organic Compound 
(VOC) emissions limit 

Y Cont 

40 CFR 060.502(d) Prevention of vapor collected 
at one rack to another 

Y Cont 
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40 CFR 060.502(e) Loading to only vapor tight 
tank truck 

Y Cont 

40 CFR 060.502(f) Tank truck vapor collection 
compatible with terminal vapor 

Y Cont 

40 CFR 060.502(g) Terminal and tank truck vapor 
collection system connected 

Y Cont 

40 CFR 060.502(h) Tank truck pressure limit Y Cont 

40 CFR 060.502(i) Vapor collection system vent 
release pressure limit 

Y Cont 

40 CFR 060.502(j) Vapor collection system leak 
inspection monthly 

Y Cont 

40 CFR 060.503 Test methods and procedures Y Cont 

40 CFR 060.503(a) Performance test methods and 
procedures 

Y Cont 

40 CFR 060.503(b) Monitor leakage Y Cont 

40 CFR 060.503(c) Emission compliance 
determination 

Y Cont 

40 CFR 060.503(d) Tank truck pressure 
compliance determination 

Y Cont 

40 CFR 060.505 Reporting and record keeping Y Cont 

40 CFR 060.505(a) Tank truck vapor tightness 
documents 

Y Cont 

40 CFR 060.505(b) Update documents for each 
tank truck 

Y Cont 

40 CFR 060.505(c) Leak inspection records Y Cont 

40 CFR 060.505(d) Records of notification Y Cont 

40 CFR 060.505(f) Records of replacements or 
addition of components 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 



Compliance Certification Report 

11/14/2022 Site#: A4021 

148 

40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11088 (c) Compliance dates Y Cont 

40 CFR 63.11088 (d) Testing and monitoring 
requirements as specified in 

Y Cont 

40 CFR 63.11088(a) Emission limit and 
management practice in Table 

Y Cont 

40 CFR 63.11088(e) Applicable notification as per 
63.11093 

Y Cont 

40 CFR 63.11088(f) Recordkeeping and report 
submission as per 63.11094 

Y Cont 

40 CFR 63.11092 Testing and monitoring 
requirements 

Y Cont 

40 CFR 63.11092(a) Performance test on the vapor 
processing and collection 

Y Cont 

40 CFR 63.11092(b) Determine a monitored 
operating parameter value for 

Y Cont 

40 CFR 63.11092(b) 
(1)(iii) 

Installation and operation of 
continuous parameter 

Y Cont 

40 CFR 63.11092(b) 
(3) 

Determine operating 
parameter value based on 

Y Cont 

40 CFR 63.11092(b) 
(4) 

Submit the rationale for the 
selected parameter value, etc. 

Y Cont 

40 CFR 63.11092(b) 
(5) 

Performance test alternatives Y Cont 

40 CFR 63.11092(c) Document reason for any 
change in the operating 

Y Cont 

40 CFR 63.11092(d) Compliance requirements to 
operate the vapor processing 

Y Cont 

40 CFR 63.11092(f) 
(1) 

Annual certification test for 
gasoline cargo tanks - EPA 

Y Cont 
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40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11094(b) Recordkeeping of test results 
for each gasoline cargo tanks 

Y Cont 

40 CFR 63.11094(c) Alternative to keeping records 
of test results for each gasoline 

Y Cont 

40 CFR 63.11094(f) 
(1) 

Recordkeeping of continuous 
monitoring data 

Y Cont 

40 CFR 63.11094(f) 
(2)(i) 

Record & report 
simultaneously w/ Notification 

Y Cont 

40 CFR 63.11094(f) 
(3) 

Keep an up-to-date, readily 
accessible copy of the 

Y Cont 

40 CFR 63.11094(f) 
(4) 

Keep an up-to-date, readily 
accessible record of all system 

Y Cont 

40 CFR 63.11095(a) 
(2) 

Submit semiannual compliance 
report for each loading of 

Y Cont 

40 CFR 63.11095(b) Submit excess emission report 
at the same time semiannual 

Y Cont 

40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

Cond# 04275, Part 01 Required monitoring 
equipment: calibration weekly 

Y Cont 

Cond# 04275, Part 10 Startup source test 
requirement (deleted after 

Y Cont 

Cond# 04275, Part 11 Minimum operating 
temperature requirement at A- 

Y Cont 

Cond# 04275, Part 12 Allowable temperature 
excursion [Basis: 2-1-403] 

Y Cont 

Cond# 04275, Part 13 Recordkeeping for allowable 
temperature excursion [Basis: 

Y Cont 

Cond# 04275, Part 14 Allowable temperature 
excursion clarification [Basis: 

Y Cont 

Cond# 04275, Part 15 Temperature monitor and 
recording requirements [Basis: 

Y Cont 
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Cond# 04275, Part 1a Sample line from each 
pressure vacuum valve 

Y Cont 

Cond# 04275, Part 1b Pressure gauge at the vapor 
manifold of each loading rack 

Y Cont 

Cond# 04275, Part 1c Hydrocarbon analyzer on the 
exhaust of burner 

Y Cont 

Cond# 04275, Part 1d Two-stage high-level vapor 
holder alarm 

Y Cont 

Cond# 04275, Part 1e Headspace hydrocarbon 
monitor above the diaphragm 

Y Cont 

Cond# 04275, Part 2 Concentration limit above the 
diaphragm of the vapor holding 

Y Cont 

Cond# 04275, Part 3 Direct mode operation when a) 
the vapor holder is out of 

Y Cont 

Cond# 04275, Part 4 Shall not load gasoline 
whenever the vapor burner 

Y Cont 

Cond# 04275, Part 5 Concentration limit in the 
burner exhaust stream [Basis: 

Y Cont 

Cond# 04275, Part 6 Throughput limits [Basis: 
Cumulative Increase] 

Y Cont 

Cond# 04275, Part 6a Daily Throughput Limit Y Cont 

Cond# 04275, Part 6b Polish/By-pass Mode Hourly 
Throughput Limit 

Y Cont 

Cond# 04275, Part 6c Direct Mode Hourly 
Throughput Limit 

Y Cont 

Cond# 04275, Part 6d Annual Throughput Limit Y Cont 

Cond# 04275, Part 7 Maintain all equipment in good 
operating conditions [Basis: 

Y Cont 

Cond# 04275, Part 8 Maintenance of records for the 
vapor holder tank 

Y Cont 

Cond# 04275, Part 9 Hourly, daily, and monthly 
material throughput 

Y Cont 

Cond# 24923, Part 1 Final fugitive component 
counts and identification 

Y Cont 
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Cond# 24923, Part 2 Permitted fugitive components 
[Basis: cumulative increase; 2- 

Y Cont 

Cond# 24923, Part 3 Leak monitor requirements 
[Basis: 8-33] 

Y Cont 

Cond# 24923, Part 4 Leak repair and re-inspection 
requirements [Basis: 2-1-403; 

Y Cont 

Cond# 24923, Part 5 Correlation testing 
requirements [Basis:8-33] 

Y Cont 

Cond# 24923, Part 6 Recordkeeping requirements 
[Basis: 2-1-403] 

Y Cont 

SIP 01-523 Parametric Monitoring and 
Recordkeeping Procedures 

Y Cont 

SIP 01-523.03 Reports of Violations Y Cont 

SIP 08-33-112 Tank Gauging and Inspection Y Cont 

SIP 08-33-113 Maintenance and Repair 
Exemption 

Y Cont 

SIP 08-33-301 Gasoline Bulk Terminal 
Limitations 

Y Cont 

SIP 08-33-302 Vapor Recovery System 
Requirements 

Y Cont 

SIP 08-33-303 Bottom Fill Requirement Y Cont 

SIP 08-33-304 Delivery Vehicle Requirements Y Cont 

SIP 08-33-305 Equipment Maintenance Y Cont 

SIP 08-33-306 Operating Practices Y Cont 

SIP 08-33-307 Loading Practices Y Cont 

SIP 08-33-308 Vapor Diaphragm 
Requirements 

Y Cont 

SIP 08-33-309 Vapor Recovery System 
Requirements - Loading Rack 

Y Cont 
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SIP 08-33-401 Equipment Installation and 
Modification 

Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0025   Sourcename: Loading Rack E 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

01-523 Parametric Monitoring and 
Recordkeeping Procedures 

Y Cont 

01-523.01 Reporting requirement for 
periods of inoperation > 24 

Y Cont 

01-523.02 Limit on duration of inoperation Y Cont 

01-523.03 Reporting requirement for 
violations of any applicable 

Y Cont 

01-523.04 Records of inoperation, tests, 
calibrations, adjustments, & 

Y Cont 

01-523.05 Maintenance and Calibration Y Cont 

08-33-112 Tank Gauging and inspection Y Cont 

08-33-113 Maintenance and repair 
exemption 

Y Cont 

08-33-114 Exemption, CARB Certification Y Cont 

08-33-115 Limited Exemption, Aviation 
Gasoline 

Y Cont 

08-33-116 Limited Exemption, Source 
Test requirements 

Y Cont 

08-33-301 Final gasoline bulk terminal 
limitations 

Y Cont 

08-33-301.2 Gasoline Bulk Terminal 
Emission Limitations 

Y Cont 

08-33-303 Bottom fill requirement Y Cont 
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08-33-304 Delivery vehicle requirements Y Cont 

08-33-305 Equipment Maintenance Y Cont 

08-33-305.1 Equipment condition Y Int 

08-33-305.2 Product or Vapor hoses Y Cont 

08-33-305.3 Portable Container or Slop 
tank hose connector 

Y Cont 

08-33-305.4 Backpressure monitors Y Cont 

08-33-306 Operating practices Y Int 

08-33-307 Loading practices Y Cont 

08-33-307.1 Compatible Connectors 
Requirements 

Y Cont 

08-33-307.2 CARB-certified vapor recovery 
system requirements 

Y Cont 

08-33-308 Vapor Diaphragm 
Requirements 

Y Cont 

08-33-308.1 Diaphragms maintenance 
requirements and airspace 

Y Cont 

08-33-308.2 Monitoring and recording 
requirements of airspace 

Y Cont 

08-33-309 Vapor Recovery System 
Requirements – Loading Rack 

Y Cont 

08-33-309.1 Organic emissions capture and 
control requirements 

Y Cont 

08-33-309.10 Backpressure monitor 
installation on vapor collection 

Y Cont 

08-33-309.11 Device installation on each 
loading rack requirements 

Y Cont 

08-33-309.11.1 Alarm system Y Cont 

On 6/18/2022, trailer dome-out from 7:15am to 07:25am due to a 
faulty sensor on the trailer. See the attached report for details. 

On 6/18/2022, trailer dome-out from 7:15am to 07:25am due to a 
faulty sensor on the trailer. See the attached report for details. 
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Highlight
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08-33-309.11.2 Automatic lockout system Y Cont 

08-33-309.11.3 Alternate system Y Cont 

08-33-309.12 Backpressure 
exceedance/shutdown/notificati 

Y Cont 

08-33-309.13 Parametric monitoring 
implementation requirements 

Y Cont 

08-33-309.14 Parametric limits monitoring 
and notification requirements 

Y Cont 

08-33-309.15 Accessibility or permanent 
sample lines on all P/V valves 

Y Cont 

08-33-309.2 Vapor recovery systems 
operation and maintenance 

Y Cont 

08-33-309.3 Vapor recovery systems in 
good working condition 

Y Cont 

08-33-309.4 Vapor recovery systems 
annual testing requirements 

Y Cont 

08-33-309.5 Vapor leak requirements Y Cont 

08-33-309.6 Liquid leak requirements Y Cont 

08-33-309.7 Vapor recovery system piping 
requirements 

Y Cont 

08-33-309.8 Liquid fill hose connector and 
vapor hose connector seals 

Y Cont 

08-33-309.9 Vapor hose hanger 
requirements 

Y Cont 

08-33-401 Equipment installation and 
modification 

Y Cont 

08-33-403 Monitoring, Inspection, 
Notification and Reporting 

Y Cont 

08-33-502 Vapor storage tank emissions 
records 

Y Cont 

08-33-503 Annual Source Test Y Cont 
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08-33-504 P/V valve, liquid fill and vapor 
hose connector leak check 

Y Cont 

08-33-505 Loading rack backpressure 
records 

Y Cont 

08-33-506 Parametric correlation records Y Cont 

08-33-507 Parametric variable monitoring 
records 

Y Cont 

40 CFR 060.004(a) Reports to EPA Y Cont 

40 CFR 060.004(b) Reports to EPA and District Y Cont 

40 CFR 060.007(a) Written notification Y Cont 

40 CFR 060.007(b) Records Y Cont 

40 CFR 060.008 Performance Tests Y Cont 

40 CFR 060.009 Availability of Information Y Cont 

40 CFR 060.011(a) Compliance with standards 
and maintenance requirement 

Y Cont 

40 CFR 060.011(d) Minimizing emissions Y Cont 

40 CFR 060.012 Circumvention Y Cont 

40 CFR 060.019 General notification and 
reporting requirements 

Y Cont 

40 CFR 060.502 Standards for Volatile Organic 
Compound (VOC) emissions 

Y Cont 

40 CFR 060.502(a) Vapor collection system 
requirements 

Y Cont 

40 CFR 060.502(b) Volatile Organic Compound 
(VOC) emissions limit 

Y Cont 

40 CFR 060.502(d) Prevention of vapor collected 
at one rack to another 

Y Cont 
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40 CFR 060.502(e) Loading to only vapor tight 
tank truck 

Y Cont 

40 CFR 060.502(f) Tank truck vapor collection 
compatible with terminal vapor 

Y Cont 

40 CFR 060.502(g) Terminal and tank truck vapor 
collection system connected 

Y Cont 

40 CFR 060.502(h) Tank truck pressure limit Y Cont 

40 CFR 060.502(i) Vapor collection system vent 
release pressure limit 

Y Cont 

40 CFR 060.502(j) Vapor collection system leak 
inspection monthly 

Y Cont 

40 CFR 060.503 Test methods and procedures Y Cont 

40 CFR 060.503(a) Performance test methods and 
procedures 

Y Cont 

40 CFR 060.503(b) Monitor leakage Y Cont 

40 CFR 060.503(c) Emission compliance 
determination 

Y Cont 

40 CFR 060.503(d) Tank truck pressure 
compliance determination 

Y Cont 

40 CFR 060.505 Reporting and record keeping Y Cont 

40 CFR 060.505(a) Tank truck vapor tightness 
documents 

Y Cont 

40 CFR 060.505(b) Update documents for each 
tank truck 

Y Cont 

40 CFR 060.505(c) Leak inspection records Y Cont 

40 CFR 060.505(d) Records of notification Y Cont 

40 CFR 060.505(f) Records of replacements or 
addition of components 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 
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40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11088 (c) Compliance dates Y Cont 

40 CFR 63.11088 (d) Testing and monitoring 
requirements as specified in 

Y Cont 

40 CFR 63.11088(a) Emission limit and 
management practice in Table 

Y Cont 

40 CFR 63.11088(e) Applicable notification as per 
63.11093 

Y Cont 

40 CFR 63.11088(f) Recordkeeping and report 
submission as per 63.11094 

Y Cont 

40 CFR 63.11092 Testing and monitoring 
requirements 

Y Cont 

40 CFR 63.11092(a) Performance test on the vapor 
processing and collection 

Y Cont 

40 CFR 63.11092(b) Determine a monitored 
operating parameter value for 

Y Cont 

40 CFR 63.11092(b) 
(1)(iii) 

Installation and operation of 
continuous parameter 

Y Cont 

40 CFR 63.11092(b) 
(3) 

Determine operating 
parameter value based on 

Y Cont 

40 CFR 63.11092(b) 
(4) 

Submit the rationale for the 
selected parameter value, etc. 

Y Cont 

40 CFR 63.11092(b) 
(5) 

Performance test alternatives Y Cont 

40 CFR 63.11092(c) Document reason for any 
change in the operating 

Y Cont 

40 CFR 63.11092(d) Compliance requirements to 
operate the vapor processing 

Y Cont 

40 CFR 63.11092(f) 
(1) 

Annual certification test for 
gasoline cargo tanks - EPA 

Y Cont 
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40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11094(b) Recordkeeping of test results 
for each gasoline cargo tanks 

Y Cont 

40 CFR 63.11094(c) Alternative to keeping records 
of test results for each gasoline 

Y Cont 

40 CFR 63.11094(f) 
(1) 

Recordkeeping of continuous 
monitoring data 

Y Cont 

40 CFR 63.11094(f) 
(2)(i) 

Record & report 
simultaneously w/ Notification 

Y Cont 

40 CFR 63.11094(f) 
(3) 

Keep an up-to-date, readily 
accessible copy of the 

Y Cont 

40 CFR 63.11094(f) 
(4) 

Keep an up-to-date, readily 
accessible record of all system 

Y Cont 

40 CFR 63.11095(a) 
(2) 

Submit semiannual compliance 
report for each loading of 

Y Cont 

40 CFR 63.11095(b) Submit excess emission report 
at the same time semiannual 

Y Cont 

40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

Cond# 04275, Part 01 Required monitoring 
equipment: calibration weekly 

Y Cont 

Cond# 04275, Part 10 Startup source test 
requirement (deleted after 

Y Cont 

Cond# 04275, Part 11 Minimum operating 
temperature requirement at A- 

Y Cont 

Cond# 04275, Part 12 Allowable temperature 
excursion [Basis: 2-1-403] 

Y Cont 

Cond# 04275, Part 13 Recordkeeping for allowable 
temperature excursion [Basis: 

Y Cont 

Cond# 04275, Part 14 Allowable temperature 
excursion clarification [Basis: 

Y Cont 

Cond# 04275, Part 15 Temperature monitor and 
recording requirements [Basis: 

Y Cont 



Compliance Certification Report 

11/14/2022 Site#: A4021 

160 

Cond# 04275, Part 1a Sample line from each 
pressure vacuum valve 

Y Cont 

Cond# 04275, Part 1b Pressure gauge at the vapor 
manifold of each loading rack 

Y Cont 

Cond# 04275, Part 1c Hydrocarbon analyzer on the 
exhaust of burner 

Y Cont 

Cond# 04275, Part 1d Two-stage high-level vapor 
holder alarm 

Y Cont 

Cond# 04275, Part 1e Headspace hydrocarbon 
monitor above the diaphragm 

Y Cont 

Cond# 04275, Part 2 Concentration limit above the 
diaphragm of the vapor holding 

Y Cont 

Cond# 04275, Part 3 Direct mode operation when a) 
the vapor holder is out of 

Y Cont 

Cond# 04275, Part 4 Shall not load gasoline 
whenever the vapor burner 

Y Cont 

Cond# 04275, Part 5 Concentration limit in the 
burner exhaust stream [Basis: 

Y Cont 

Cond# 04275, Part 6 Throughput limits [Basis: 
Cumulative Increase] 

Y Cont 

Cond# 04275, Part 6a Daily Throughput Limit Y Cont 

Cond# 04275, Part 6b Polish/By-pass Mode Hourly 
Throughput Limit 

Y Cont 

Cond# 04275, Part 6c Direct Mode Hourly 
Throughput Limit 

Y Cont 

Cond# 04275, Part 6d Annual Throughput Limit Y Cont 

Cond# 04275, Part 7 Maintain all equipment in good 
operating conditions [Basis: 

Y Cont 

Cond# 04275, Part 8 Maintenance of records for the 
vapor holder tank 

Y Cont 

Cond# 04275, Part 9 Hourly, daily, and monthly 
material throughput 

Y Cont 

Cond# 24923, Part 1 Final fugitive component 
counts and identification 

Y Cont 
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Cond# 24923, Part 2 Permitted fugitive components 
[Basis: cumulative increase; 2- 

Y Cont 

Cond# 24923, Part 3 Leak monitor requirements 
[Basis: 8-33] 

Y Cont 

Cond# 24923, Part 4 Leak repair and re-inspection 
requirements [Basis: 2-1-403; 

Y Cont 

Cond# 24923, Part 5 Correlation testing 
requirements [Basis:8-33] 

Y Cont 

Cond# 24923, Part 6 Recordkeeping requirements 
[Basis: 2-1-403] 

Y Cont 

SIP 01-523 Parametric Monitoring and 
Recordkeeping Procedures 

Y Cont 

SIP 01-523.03 Reports of Violations Y Cont 

SIP 08-33-112 Tank Gauging and Inspection Y Cont 

SIP 08-33-113 Maintenance and Repair 
Exemption 

Y Cont 

SIP 08-33-301 Gasoline Bulk Terminal 
Limitations 

Y Cont 

SIP 08-33-302 Vapor Recovery System 
Requirements 

Y Cont 

SIP 08-33-303 Bottom Fill Requirement Y Cont 

SIP 08-33-304 Delivery Vehicle Requirements Y Cont 

SIP 08-33-305 Equipment Maintenance Y Cont 

SIP 08-33-306 Operating Practices Y Cont 

SIP 08-33-307 Loading Practices Y Cont 

SIP 08-33-308 Vapor Diaphragm 
Requirements 

Y Cont 

SIP 08-33-309 Vapor Recovery System 
Requirements - Loading Rack 

Y Cont 
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SIP 08-33-401 Equipment Installation and 
Modification 

Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0028   Sourcename: Oil/Water Separator 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

08-08-301 Wastewater separators greater 
than 760 liters/day & less than 

Y Cont 

08-08-301.01 Wastewater separators Y Cont 

08-08-303 Gauging and Sampling Devices Y Cont 

08-08-305 Oil-Water Separator And/Or Air 
Flotation Unit Slop Oi 

Y Cont 

08-08-305.01 Solid, vapor-tight, full contact 
fixed cover requirements 

Y Cont 

08-08-306 Oil-water separator effluent 
channel, pond, trench, or basin 

Y Cont 

08-08-306.01 Solid, gasketted, fixed cover, 
etc. requirements 

Y Cont 

08-08-308 Junction Box requirements Y Cont 

08-08-501 API Separator or Air Flotation 
Bypassed Wastewater Re 

Y Cont 

08-08-503 Inspection and Repair Records Y Cont 

08-08-603 Inspection procedures Y Cont 

Cond# 11349, Part 01 Abatement Requirements Y Cont 

Cond# 11349, Part 02 Concentration limit at 
Abatement #3 

Y Cont 

Cond# 11349, Part 03 Concentration limit at 
Abatement #4 

Y Cont 
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Cond# 11349, Part 04 Non-methane hydrocarbon 
emissions determination 

Y Cont 

Cond# 11349, Part 05 FID monitoring locations Y Cont 

Cond# 11349, Part 06 Monitor reading requirements Y Cont 

Cond# 11349, Part 07 Monthly record keeping 
requirements 

Y Cont 

Cond# 11349, Part 08 Maintenance of records Y Cont 

SIP 8-8-301 Wastewater separators greater 
than 760 liter per day (200 

Y Cont 

SIP 8-8-301.1 Solid, vapor-tight, full contact 
fixed cover requirements 

Y Cont 

SIP 8-8-303 Gauging and Sampling 
Devices requirements 

Y Cont 

SIP 8-8-305 Oil/water Separator and/or Air 
Flotation Unit slop oil vessels 

Y Cont 

SIP 8-8-305.1 Solid, gasketted, fixed cover, 
etc. requirements 

Y Cont 

SIP 8-8-306 Oil/water Separator Effluent 
Channel, Pond, Trench, or 

Y Cont 

SIP 8-8-306.1 Solid, gasketted, fixed cover, 
etc. requirements 

Y Cont 

SIP 8-8-308 Junction Box requirements Y Cont 

SIP 8-8-501 Bypassed wastewater 
recordkeeping requirements 

Y Cont 

SIP 8-8-503 Inspections and repairs 
recordkeeping requirements 

Y Cont 

SIP 8-8-603 Inspection Procedures Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0029   Sourcename: Sump Tank - Underground 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

08-05-301 Storage Tank Control 
Requirements 

Y Cont 

08-05-302 Requirements for Submerged 
Fill Pipes 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 

40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11087(a) Table 1: Applicable emission 
limit and management practice 

Y Cont 

40 CFR 63.11087(c) Testing and Monitoring 
requirements 

Y Cont 

40 CFR 63.11087(d) Notification requirements Y Cont 

40 CFR 63.11087(e) Recordkeeping and Report 
submission requirements 

Y Cont 

40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

Cond# 16325, Part 01 Annual Throughput Limits Y Cont 
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Cond# 16325, Part 02 Recordkeeping Requirements Y Cont 

SIP 08-05-301 Storage Tanks Smaller Than 
150 m3 

Y Cont 

SIP 08-05-302 Above Ground Gasoline 
Storage Tanks Smaller Than 

Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0030   Sourcename: Sump Tank - Underground 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

08-05-301 Storage Tank Control 
Requirements 

Y Cont 

08-05-302 Requirements for Submerged 
Fill Pipes 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 

40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11087(a) Table 1: Applicable emission 
limit and management practice 

Y Cont 

40 CFR 63.11087(c) Testing and Monitoring 
requirements 

Y Cont 

40 CFR 63.11087(d) Notification requirements Y Cont 

40 CFR 63.11087(e) Recordkeeping and Report 
submission requirements 

Y Cont 

40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

Cond# 16325, Part 01 Annual Throughput Limits Y Cont 
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Cond# 16325, Part 02 Recordkeeping Requirements Y Cont 

SIP 08-05-301 Storage Tanks Smaller Than 
150 m3 

Y Cont 

SIP 08-05-302 Above Ground Gasoline 
Storage Tanks Smaller Than 

Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0031   Sourcename: Sump Tank - Underground 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

08-05-301 Storage Tank Control 
Requirements 

Y Cont 

08-05-302 Requirements for Submerged 
Fill Pipes 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 

40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11087(a) Table 1: Applicable emission 
limit and management practice 

Y Cont 

40 CFR 63.11087(c) Testing and Monitoring 
requirements 

Y Cont 

40 CFR 63.11087(d) Notification requirements Y Cont 

40 CFR 63.11087(e) Recordkeeping and Report 
submission requirements 

Y Cont 

40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

Cond# 16325, Part 01 Annual Throughput Limits Y Cont 
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Cond# 16325, Part 02 Recordkeeping Requirements Y Cont 

SIP 08-05-301 Storage Tanks Smaller Than 
150 m3 

Y Cont 

SIP 08-05-302 Above Ground Gasoline 
Storage Tanks Smaller Than 

Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0032   Sourcename: Sump Tank - Underground 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

08-05-301 Storage Tank Control 
Requirements 

Y Cont 

08-05-302 Requirements for Submerged 
Fill Pipes 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 

40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11087(a) Table 1: Applicable emission 
limit and management practice 

Y Cont 

40 CFR 63.11087(c) Testing and Monitoring 
requirements 

Y Cont 

40 CFR 63.11087(d) Notification requirements Y Cont 

40 CFR 63.11087(e) Recordkeeping and Report 
submission requirements 

Y Cont 

40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

Cond# 16325, Part 01 Annual Throughput Limits Y Cont 
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Cond# 16325, Part 02 Recordkeeping Requirements Y Cont 

SIP 08-05-301 Storage Tanks Smaller Than 
150 m3 

Y Cont 

SIP 08-05-302 Above Ground Gasoline 
Storage Tanks Smaller Than 

Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0033   Sourcename: Emergency Diesel Generator 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

06-303 Ringelmann Number 2 
Limitation 

Y Cont 

06-303.01 I.C.E.s < 1500c.i. Or Standby
Engines

Y Cont 

06-305 Visible Particles Y Cont 

06-310 Particulate Weight Limitation Y Cont 

06-401 Appearance of Emissions Y Cont 

09-01-301 Limitations on Ground Level 
Concentrations 

Y Cont 

09-01-304 Fuel Burning (Liquid and Solid 
Fuels) 

Y Cont 

09-08-330 Emergency Standby Engines, 
Hours of Operation 

Y Cont 

09-08-330.01 For Emergency Use Y Cont 

09-08-330.03 For Reliability-Related Activities Y Cont 

09-08-530 Emergency standby engines, 
monitoring and recordkeeping 

Y Cont 

40 CFR 63.6585 Applicability Y Cont 

40 CFR 63.6585(a) Applicable to stationary RICE Y Cont 

40 CFR 63.6585(c) Applicable to area source of 
HAPs 

Y Cont 
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40 CFR 63.6590(a) Affected source is any existing, 
new, or reconstructed 

Y Cont 

40 CFR 63.6603(a) Comply with the requirement in 
Table 2d and operating 

Y Cont 

40 CFR 63.6625(f) Install a non-resettable hour 
meter 

Y Cont 

40 CFR 63.6625(h) Minimize engine spent at idle 
during startup and startup to a 

Y Cont 

40 CFR 63.6640(a) Comply with the requirements 
in Table 2d that apply 

Y Cont 

40 CFR 63.6640(f)(1) No time limit in emergency 
situations. 

Y Cont 

40 CFR 63.6640(f)(2) Time limit for maint. checks, 
readiness testing, emg 

Y Cont 

40 CFR 63.6640(f)(4) Time limit in non-emergency 
situations 

Y Cont 

40 CFR 63.6650(a) Submit each report in Table 7 
that apply 

Y Cont 

40 CFR 63.6650(h)(1) Annual report content 
requirements 

Y Cont 

40 CFR 63.6650(h)(2) Time and date for submitting 
annual report 

Y Cont 

40 CFR 63.6650(h)(3) Method for submitting annual 
report 

Y Cont 

40 CFR 63.6655(e)(2) Keep records of maintenance 
conducted 

Y Cont 

40 CFR 63.6655(f)(2) Keep records of hours of 
operation and document the 

Y Cont 

40 CFR 63.6660 Recordkeeping in a form 
suitable and readily available 

Y Cont 

40 CFR 63.6665 Comply with General 
Provisions in Table 8 

Y Cont 

40 CFR 
63.6690(a)(1)(iii) 

Existing RICE located at an 
area source of HAP emissions, 

Y Cont 

CCR 93115.10(e)(1) Monitoring Equipment Y Cont 
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CCR 93115.10(g) Reporting Requirements for 
Emergency Standby Engines 

Y Cont 

CCR 93115.11 ATCM for Stationary CI 
Engines – Compliance 

Y Cont 

CCR 93115.11(a) Compliance by 1/1/06 for 
engines complying by reducing 

Y Cont 

CCR 93115.15 Severability Y Cont 

CCR 93115.6 ATCM for Stationary CI 
Engines – Emergency Standby 

Y Cont 

CCR 93115.6(b) In-Use Emergency Standby 
Diesel-Fueled CI Engine (> 50 

Y Cont 

CCR 93115.6(b)(3) Emission and operation 
standards 

Y Cont 

CCR 93115.6(b)(3) (A) Diesel PM Standard and Hours 
of Operation Limitations 

Y Cont 

CCR 93115.6(b)(3) 
(A)(1) 

General Requirements Y Cont 

CCR 93115.6(b)(3) 
(A)(1)(a) 

20 hours/yr for maintenance & 
testing 

Y Cont 

Cond# 22820, Part 1 Hours of operation for 
reliability-related activities 

Y Cont 

Cond# 22820, Part 2 Operation for specific purposes Y Cont 

Cond# 22820, Part 3 Operating hour or fuel usage 
meter requirements 

Y Cont 

Cond# 22820, Part 4 Record keeping Y Cont 

Cond# 22820, Part 5 At or near school operation 
requirements 

Y Cont 

SIP 06-303 Ringelmann Number 2 
Limitation 

Y Cont 

SIP 06-303.1 Ringelmann Number 2 
Limitation for engines 

Y Cont 

SIP 06-305 Visible Particles Y Cont 
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SIP 06-310 Particulate Weight Limitation Y Cont 

SIP 06-401 Appearance of Emissions Y Cont 

Table 2d-Item.4.c Inspect all hoses and belts, 
and replace as necessary. 

Y Cont 

Table 2d-Item4.a Change oil and filter Y Cont 

Table 2d-Item4.b Inspect air cleaner Y Cont 

Table 6-Item 9 Operating and maintaining the 
stationary RICE according to 

Y Cont 

Table 7-Item 4 Annual report for eng. 
operated or obligated to be 

Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0035  Sourcename: Loading Rack - Ethanol Offloading 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

08-06-304 Deliveries to Storage Tanks Y Cont 

08-06-305 Delivery Vehicle Requirements Y Cont 

08-06-306 Equipment Maintenance Y Cont 

08-06-307 Operating Practices Y Cont 

Cond# 23531, Part 1 Annual throughput limit Y Cont 

Cond# 23531, Part 2 Vapor balance system 
requirement 

Y Cont 

Cond# 23531, Part 3 Recordkeeping requirements Y Cont 



Compliance Certification Report 

11/14/2022 Site#: A4021 

178 

 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  0036   Sourcename: Loading Rack - Off-Spec 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

08-02-301 Miscellaneous Operations 
Standards 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 

40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11088 (c) Compliance dates Y Cont 

40 CFR 63.11088 (d) Testing and monitoring 
requirements as specified in 

Y Cont 

40 CFR 63.11088(a) Emission limit and 
management practice in Table 

Y Cont 

40 CFR 63.11088(e) Applicable notification as per 
63.11093 

Y Cont 

40 CFR 63.11088(f) Recordkeeping and report 
submission as per 63.11094 

Y Cont 

40 CFR 63.11092 Testing and monitoring 
requirements 

Y Cont 

40 CFR 63.11092(a) Performance test on the vapor 
processing and collection 

Y Cont 

40 CFR 63.11092(b) Determine a monitored 
operating parameter value for 

Y Cont 

40 CFR 63.11092(b) 
(1)(iii) 

Installation and operation of 
continuous parameter 

Y Cont 
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40 CFR 63.11092(b) 
(3) 

Determine operating 
parameter value based on 

Y Cont 

40 CFR 63.11092(b) 
(4) 

Submit the rationale for the 
selected parameter value, etc. 

Y Cont 

40 CFR 63.11092(b) 
(5) 

Performance test alternatives Y Cont 

40 CFR 63.11092(c) Document reason for any 
change in the operating 

Y Cont 

40 CFR 63.11092(d) Compliance requirements to 
operate the vapor processing 

Y Cont 

40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11094(b) Recordkeeping of test results 
for each gasoline cargo tanks 

Y Cont 

40 CFR 63.11094(c) Alternative to keeping records 
of test results for each gasoline 

Y Cont 

40 CFR 63.11094(f) 
(1) 

Recordkeeping of continuous 
monitoring data 

Y Cont 

40 CFR 63.11094(f) 
(2)(i) 

Record & report 
simultaneously w/ Notification 

Y Cont 

40 CFR 63.11094(f) 
(3) 

Keep an up-to-date, readily 
accessible copy of the 

Y Cont 

40 CFR 63.11094(f) 
(4) 

Keep an up-to-date, readily 
accessible record of all system 

Y Cont 

40 CFR 63.11095(a) 
(2) 

Submit semiannual compliance 
report for each loading of 

Y Cont 

40 CFR 63.11095(b) Submit excess emission report 
at the same time semiannual 

Y Cont 

40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

Cond# 23549, Part 1 Unloading event limit (basis: 
cumulative increase) 

Y Cont 

Cond# 23549, Part 2 Vapor balance system 
requirement (basis: cumulative 

Y Cont 
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Cond# 23549, Part 3 Recordkeeping requirements 
(basis: recordkeeping) 

Y Cont 

SIP 08-02-301 Miscellaneous Operations Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  Components   Sourcename: Components 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

08-18-301 General Y Cont 

08-18-302 Valves Y Cont 

08-18-303 Pumps and Compressors Y Cont 

08-18-304 Connectors Y Cont 

08-18-305 Pressure Relief Devices Y Cont 

08-18-306 Non-repairable Equipment Y Cont 

08-18-307 Liquid Leak Y Cont 

08-18-308 Alternate compliance Y Cont 

08-18-401 Inspection Y Cont 

08-18-402 Identification Y Cont 

08-18-403 Visual Inspection Schedule Y Cont 

08-18-404 Alternate Inspection Schedule Y Cont 

08-18-405 Alternate emission reduction 
plan 

Y Cont 

40 CFR 63.11080 Purpose of this subpart Y Cont 
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40 CFR 63.11081(a) Applicability requirements Y Cont 

40 CFR 63.11082 Parts of facility covered by this 
subpart 

Y Cont 

40 CFR 63.11083(b) Compliance date Y Cont 

40 CFR 63.11089(a) Monthly leak inspection of all 
equipment 

Y Cont 

40 CFR 63.11089(b) Each inspection entered & 
signed in a logbook containing 

Y Cont 

40 CFR 63.11089(c) Leak recorded in a logbook. 
Initial repair attempt within 5 

Y Cont 

40 CFR 63.11089(d) Delay of repair of leaking 
equipment allowed if repair is 

Y Cont 

40 CFR 63.11093 Notification requirements Y Cont 

40 CFR 63.11094(d) Prepare and maintain a record 
describing the types,ID 

Y Cont 

40 CFR 63.11094(e) Leak information to be 
recorded in the logbook 

Y Cont 

40 CFR 63.11095(a) 
(3) 

Semiannual compliance report 
including number of equipment 

Y Cont 

40 CFR 63.11095(b) 
(5) 

Excess emission report w/ 
semiannual compliance report 

Y Cont 

40 CFR 63.11098 Table 3: General Provisions of 
Part 63 to Subpart BBBBBB 

Y Cont 

40 CFR 63.11100 Definitions Y Cont 

SIP 08-18-301 Valves and Flanges Y Cont 

SIP 08-18-302 Valves Y Cont 

SIP 08-18-303 Connectors Y Cont 

SIP 08-18-304 Non-repairable valves Y Cont 



Compliance Certification Report 

11/14/2022 Site#: A4021 

183 

SIP 08-18-305 New or Replaced Valves Y Cont 

SIP 08-18-306 Repeat Leakers Y Cont 

SIP 08-18-307 Liquid Leak Y Cont 

SIP 08-18-308 Alternate compliance Y Cont 

SIP 08-18-401 Inspection requirements Y Cont 

SIP 08-18-402 Identification requirements Y Cont 

SIP 08-18-403 Visual inspection requirements 
for pumps and compressors 

Y Cont 

SIP 08-18-404 Alternate inspection schedule 
for valves 

Y Cont 

SIP 08-18-405 Alternate emission reduction 
plan 

Y Cont 

SIP 08-25-302 Pumps Y Cont 

SIP 08-25-303 Compressors Y Cont 

SIP 08-25-304 Non-repairable pumps and 
compressors 

Y Cont 

SIP 08-25-305 New or Replaced pumps and 
compressors 

Y Cont 

SIP 08-25-306 Repeat Leakers Y Cont 

SIP 08-25-307 Liquid Leak Y Cont 

SIP 08-25-401 Measurement schedule Y Cont 

SIP 08-25-402 Inspection plan Y Cont 

SIP 08-25-403 Visual inspection schedule Y Cont 



Compliance Certification Report 

11/14/2022 Site#: A4021 

184 

SIP 08-25-405 Identification requirements Y Cont 

SIP 08-25-406 Tagging requirements Y Cont 
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 Site#: A4021 Sitename: SFPP, LP 

Address:   950 Tunnel Ave  City:  Brisbane State: CA 

Source#:  Facility   Sourcename: Facility 

Period: 11/01/21 to 10/31/22 

Zip: 94005 

Citation ID Title Compliance Cont or Int Days Out of Compliance / Comments 

02-01-429 Federal Emissions Statement Y Cont 

40 CFR 082.156 Leak Repair Y Cont 

40 CFR 082.161 Certification of Technicians Y Cont 

40 CFR 082.166 Records of Refrigerant Y Cont 

Regulation 01 General Provisions and 
Definitions 

Y Cont 

Regulation 02, Rule 01 Permits, General Requirements Y Cont 

Regulation 04 Air Pollution Episode Plan Y Cont 

Regulation 05 Open Burning Y Cont 

Regulation 06 Particulate Matter and Visible 
Emissions 

Y Cont 

Regulation 07 Odorous Substances Y Cont 

Regulation 08, Rule 01 Organic Compounds - General 
Provisions 

Y Cont 

Regulation 08, Rule 03 Org. Compounds - 
Architectural Coatings 

Y Cont 

Regulation 08, Rule 05 Storage of Organic Liquids Y Cont 

Regulation 08, Rule 18 Equipment Leaks Y Cont 
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Regulation 08, Rule 49 Org. Compounds - Aerosol 
Paint Products 

Y Cont 

Regulation 08, Rule 51 Org. Compounds - Adhesive 
and Sealant Products 

Y Cont 

Regulation 09, Rule 01 Sulfur Dioxide Y Cont 

Regulation 11, Rule 02 Asbestos Demolition, 
Renovation, etc. 

Y Cont 

Regulation 12, Rule 04 Sandblasting Y Cont 

SIP Regulation 01 General Provisions and 
Definitions 

Y Cont 

SIP Regulation 02, 
Rule 01 

Permits, General Requirements Y Cont 

SIP Regulation 04 Air Pollution Episode Plan Y Cont 

SIP Regulation 08, 
Rule 49 

Org. Compounds - Aerosol 
Paint Products 

Y Cont 

Standard Condition I, 
C 

Fees Y Cont 

Standard Condition I, 
F 

Monitoring reports Y Cont 



Appendix - Breakdown Report 



Loading Rack E 06/18/2022 Dome-out Reports



COMPLIANCE & ENFORCEMENT DIVISION 
Notification Form 

Reportable 
Compliance 

  Activity (RCA) 

See back of form for instructions 

1. BREAKDOWN RELIEF: District Use Only BREAKDOWN REFERENCE #:

2. MONITOR EXCESS EMISSION or EXCURSION: District Use Only REFERENCE #:

3. MONITOR IS INOPERATIVE: District Use Only REFERENCE #:

4. PRESSURE RELIEF DEVICE (PRD):  District Use Only PRD REFERENCE #:

SITE INFORMATION AND DESCRIPTION INFORMATION (REQUIRED)   
Company  Site # 
Address Source # 
Reported by Phone # 
Indicated Excess Fax # 
Allowable Limit Averaging Time 
Start Time/Date Clear Time 
Monitor/device type(s) ►CEM ►GLM ►Parametric ►PRD ►Non-monitor
Monitor description(s)  
Parameter(s) exceeded or not functioning due to inoperation 

►NOx ►SO2 ►CO ►CO2 ►H2S ►TRS ►NH3

►O2 ►H2O ►Opacity ►Lead ►Gauge Pressure ►Flow
►Hydrocarbon Breakthrough (VOC) ►Temperature ►Wind Speed
►Wind Direction ►Steam ►Other (describe)

Unit(s) of Measurement 
►ppm ►ppb ►min/hr > 20% ►inches H2O ►mmHg
►psig ►pH ►0Fahrenheit ►Other (describe)

 
 
 

District Use Only 
Received by Date Time

General Instructions 

Event Description: 

x

SFPP,LP Brisbane Terminal 4021
950 Tunnel A venue, Brisbane, CA 94005

713-420-6076Ling Li
NA

08:00 AM Pacific Time; 06/18/2022

Around 8:00 am on 06/18/2022, a driver at loading rack E was loading CARBOB regular gasoline and was notified by another 
driver the the trailer was overflowing. The driver pulled the emergency stop immediately and stopped the loading. It was 
estimated that about 100 gallons of regular gasoline was released to the containment. The released gasoline went to the oil 
water separator and no LEL was observed. 
The initial notification was made via a voice message to Kevin Cortes at 8:48 am on 6/18/2022. 

S#25, Rack E

lilin1
Highlight

lilin1
Sticky Note
Please be noted that the time initially reported was the time the truck driver called SFPP about the dome-out. The correct dome-out time was included in the follow-up report. 



 Check the Box numbers 1- 4 that apply to the RCA you are trying to report or request and read the detailed instructions.
 You will receive an ID # for each RCA you submit.  In the case of a request for Breakdown Relief where multiple monitors are

affected, you do not need to submit multiple forms, as long as all necessary information is given on one form.  RCA reported
during other than core business hours will be assigned an ID # the following working day.   If you do not receive an ID #, it is
your responsibility to contact the BAAQMD to get one.

 You may submit only one request for breakdown relief per form. However, you may submit multiple indicated excess,
inoperative monitors and PRD reports on one form, provided that the start and end times given for the events in the required
information section is inclusive of all events.  Information on parameters exceeded, units of measurement and allowable limits
can be provided in the event description box or when contacted by District staff with questions.

 Fill out the “Site Information and Description Information Required” areas of this form and email to rca@baaqmd.gov
 A 30-day written follow-up report is required for Breakdown Requests and PRD Releases.  Reports for these types of

RCA must contain a quantification of emissions, the calculations used to derive the emissions, and their duration. Reference
Breakdown Admissions Advisory dated 12/3/04.   Send 30-day report letters to:  BAAQMD Compliance and
Enforcement Division, MAILSTOP:  RCA 30-DAY REPORT, 375 Beale Street, Ste. 600 San Francisco, CA  94105.
NOTE: You may have additional report requirements under Title V.

Detailed Instructions 
Box 1:  To Request Breakdown Relief (Regulations 1-112, 1-113, 1-208, 1-431, 1-432)   
If you have an equipment malfunction (e.g.; breakdown) that leads to the release of air pollutants above the regulatory or your permitted 
levels, you may request relief from BAAQMD enforcement action.   

 Check Box #1.
 NOTE: Start and end times given for these events in the required information section must be inclusive of all events.
 Fill out all the information in the “Site Information and Description Information (Required)” area of the form.
 Requests for breakdown relief may not be withdrawn and must be called in or faxed to the BAAQMD immediately upon

discovery of an equipment malfunction.
 Receipt of an RCA ID# for a breakdown does not mean relief has been granted.  An Inspector will visit your facility to determine

compliance.

Box 2:  Monitor Indicates Excess Emission or Excursion (Regulation 1-522.7, 1-523.3, 1-542) 
When a BAAQMD-required monitor indicates an excess or excursion, you must report it to the BAAQMD. 

 Check Box #2.
 Fill out all the information in the “Site Information and Description Information (Required)” area of the form.
 Any excess emission indicated by a CEM or excursion of a parametric monitor, shall be reported to the BAAQMD within 96

hours.
 Area concentration excesses over the limits prescribed in District regulations shall be reported to the BAAQMD within the next

normal working day following the examination of data.

Box 3:  Monitor Is Inoperative (Regulations 1-522, 1-523, 1-530) 
When a BAAQMD-required monitor is inoperative for greater than 24 hours, you must report it to the BAAQMD. 

 Check Box #3 only if inoperative for greater than 24 hours.

 Fill out all the information in the “Site Information and Description Information (Required)” area of the form.

 All reports of inoperative monitors must be reported by the following BAAQMD working day and additionally be cleared by a
notification of resumption of monitoring.   To notify the BAAQMD regarding the resumption of monitoring, do not send in a
separate RCA form; call (415) 749-4979 and give the RCA ID #, date, and the time of resumption.

 Inoperative monitors (except parametric monitors) with downtime greater than 15 days must furnish proof of expedited repair in
a follow-up report.

Box 4:  Pressure Relief Device (PRD) Is Released (Regulation 8-28-401) 
When a PRD at your refinery/chemical plant vents to the atmosphere, you must report it to the BAAQMD. 

 Check Box #4 only if a pressure relief device is released.
 Separate RCA ID #’s can be applied to monitor(s) affected by a PRD by also checking Box #2 if other monitors record an

excess or excursion.
 Fill out all the information in the “Site Information and Description Information (Required)” area of the form.
 All PRD release reports must be reported by the following BAAQMD working day.

Email to►rca@baaqmd.gov - Telephone►415.749.4979 (M-F 8:30 am – 5:00 pm) - After core business hours, email or call►415.749.4666  

Form Revision Dated: 12-12-18 

http://www.baaqmd.gov/~/media/files/compliance-and-enforcement/advisories/misc-advisory-pdfs/brkdwn_comp_advisory_12-03-2004_update_2-19-10.pdf?la=en


Products EHS Compliance - 14th Floor  1001 Louisiana Street  Houston, Texas 77002 
Tel: (713) 369-9000  Fax: (713) 420-1603 

June 27, 2022 
Director of Compliance and Enforcement 
Bay Area Air Quality Management District 
375 Beale St, Suite 600 
San Francisco, CA 94105 

Electronic Submittal 

Subject: 10-Day Notice of Non-compliance Report & 30-Day Follow-up Report for Loading 
Rack E at SFPP, L.P. Brisbane Terminal (Facility #A4021) – 950 Tunnel Ave, Brisbane, 
California 

Dear Director of Compliance and Enforcement: 

In accordance with Condition I. F. of the Title V Operating Permit, SFPP, L.P. ("SFPP") is 
providing this 10-Day non-compliance report to the Bay Area Air Quality Management District 
("BAAQMD") for loading rack E at SFPP Brisbane Terminal. This letter also serves as a 30-day 
follow-up report.      

At around 07:00 AM (Pacific Time) on June 18, 2022, a driver at loading rack E started loading 
CARBOB regular gasoline. Around 07:15 AM, he was notified by another driver that the trailer 
was overflowing. The driver pulled the emergency stop immediately and stopped the loading.  

It was estimated that about 100 gallons of regular gasoline was released to the containment. The 
released gasoline was washed to the oil water separator. Emissions from this incident are expected 
to be de minimis, as the product was washed into the rack drain with water within 10 minutes after 
the dome-out happened, and no LEL was observed. The clear time was 07:25 AM on June 18, 
2022.  

A faulty sensor on the trailer compartment combined with the driver's error was the reason for the 
dome-out. There was no defect or failure in SFPP's equipment at the loading rack. The trailer has 
been locked out of our system until proof of repair is provided. 

As requested by Ms. Guittap, the gallon selection report on 06/18/2022 and the fueling log from 
06/18/2022 to 06/20/2022 are attached to this report. 
If you have any questions, please contact Ling Li at (713) 420-6076 or 
Ling_Li@kindermorgan.com. 

Sincerely, 

Ling Li  
Sr EHS Compliance Specialist 
for SFPP, L.P. 



Attachment A; Gallon Selection Report 06182022 



Event Log

Log Type:
Maximum retrieved lines:
Start Date/Time:
End Date/Time:
Search Pattern:

Event Log
20000
6/18/2022 7:04 AM
6/18/2022 7:07 AM

- TRUCK (9776) TRAILER1 (9777) TRLOG (5894)
06/18/22 07:04:07:476728 KINBRI1:04378 SystemStatusSrv - Mirror : mySQL replication 
is down
06/18/22 07:04:16:060210 KINBRI1:23511 unithardi       - [0903] PRESET AMOUNT=3800, 
Product (QQQ110) - CARB REG 10% ETH W/A10
06/18/22 07:05:07:490771 KINBRI1:04378 SystemStatusSrv - Mirror : mySQL replication 
is down
06/18/22 07:05:23:346904 KINBRI1:07310 lc              - [HARDI10] Flow Data 
Retrieved Product # [5] from MHT [1] DU [2] [OK].
GROSS [260],  TEMP [  59.6], GROSS TOTALIZER [3704234]
ADDITIVE [1] [0] TOTALIZER [2752510]
ADDITIVE [2] [0] TOTALIZER [16711935]
ADDITIVE [3] [3] TOTALIZER [2764196]
ADDITIVE [4] [0] TOTALIZER [255]
ADDITIVE [5] [0] TOTALIZER [16711680]
ADDITIVE [6] [0] TOTALIZER [16777215]
ADDITIVE [7] [0] TOTALIZER [0]
ADDITIVE [8] [0] TOTALIZER [16776960]
06/18/22 07:05:23:347037 KINBRI1:07310 lc              - [HARDI10] Write File 
Blender info to /toptech_prj/cfg/hardiHARDI101.data
06/18/22 07:05:50:547863 KINBRI1:23508 bay_rcu         - [BAY09] INVALID STOCK 
RECORD FOR TERMINAL (BT     ) SUPPLIER (0000000490) PRODUCT (QQQ110) (BAY=5E-  
RACK5- EAST)
06/18/22 07:06:06:725441 KINBRI1:23510 unithardi       - [0902] PRESET AMOUNT=1900, 
Product (QQQ110) - CARB REG 10% ETH W/A10
06/18/22 07:06:07:504939 KINBRI1:04378 SystemStatusSrv - Mirror : mySQL replication 
is down
06/18/22 07:06:11:509950 KINBRI1:23504 bay_rcu         - [BAY06] INVALID STOCK 
RECORD FOR TERMINAL (BT     ) SUPPLIER (0000000001) PRODUCT (QQQ460) (BAY=3W- RACK3
- WEST)
06/18/22 07:06:13:511352 KINBRI1:23504 bay_rcu         - [BAY06] INVALID STOCK 
RECORD FOR TERMINAL (BT     ) SUPPLIER (0000000001) PRODUCT (QQQ461) (BAY=3W- RACK3
- WEST)
06/18/22 07:06:15:252856 KINBRI1:29490 TransTcpip      - Verbose mode on.
Connected to 10.41.249.90 (10.41.249.90).
220 (vsFTPd 2.0.5)
331 Please specify the password.
230 Login successful.
227 Entering Passive Mode (10,41,249,90,113,218)
150 Here comes the directory listing.
226 Directory send OK.
221 Goodbye.
06/18/22 07:06:15:555180 KINBRI1:23504 bay_rcu         - [BAY06] DRIVER (00012063): 
NO ENTER GATE TIME RECORDED FOR THIS DRIVER (BAY=3W- RACK3- WEST)
06/18/22 07:06:16:190652 KINBRI1:23504 bay_rcu         - [BAY06] DRIVER (00012063) 
CARRIER (0000001)
- SUPPLIER (0000000001) CUSTOMER (0000001000)
- ACCOUNT (0000305607)
- AUTHORIZED TO LOAD (BAY=3W- RACK3- WEST)

1

CastilloJ
Highlight

CastilloJ
Highlight

CastilloJ
Sticky Note
Driver reported entering the wrong gallon selection preset into the HardiTerminal display unit.  This 3,800 gallon preset was meant for the front compartment but was entered into the HardiTerminal for the rear Regular loading arm (0903)

CastilloJ
Sticky Note
This was entered incorrectly as well according to the driver.  He mistook the front and rear HardiTerminal display units and entered the 1,900 gallon preset on the front (0902)



Event Log

Log Type:
Maximum retrieved lines:
Start Date/Time:
End Date/Time:
Search Pattern:

Event Log
20000
6/18/2022 7:04 AM
6/18/2022 7:07 AM

- TRUCK (9776) TRAILER1 (9777) TRLOG (5894)
06/18/22 07:06:42:909992 KINBRI1:23504 bay_rcu         - [BAY06] INVALID STOCK 
RECORD FOR TERMINAL (BT     ) SUPPLIER (0000000001) PRODUCT (QQQ460) (BAY=3W- RACK3
- WEST)
06/18/22 07:06:44:026153 KINBRI1:23504 bay_rcu         - [BAY06] INVALID STOCK 
RECORD FOR TERMINAL (BT     ) SUPPLIER (0000000001) PRODUCT (QQQ461) (BAY=3W- RACK3
- WEST)
06/18/22 07:06:47:905464 KINBRI1:23504 bay_rcu         - [BAY06] INVALID STOCK 
RECORD FOR TERMINAL (BT     ) SUPPLIER (0000000001) PRODUCT (QQQ460) (BAY=3W- RACK3
- WEST)
06/18/22 07:06:58:142500 KINBRI1:23505 unithardi       - [0601] PRESET AMOUNT=1900, 
Product (QQQ461) - CARB PRM 10% ETH W/A19
-----------------------------------------------
-- Log Search Summary -------------------------
-----------------------------------------------
-- FILES PROCESSED   =          1
-- LINES PROCESSED   =      10075
-- ENTRIES PROCESSED =         17
-- ENTRIES FOUND     =         17
-----------------------------------------------

*** End of Report ***

2



 

Products EHS Compliance - 14th Floor       1001 Louisiana Street       Houston, Texas 77002 
Tel: (713) 369-9000       Fax: (713) 420-1603 

 
July 25, 2022 

Director of Compliance and Enforcement 
Bay Area Air Quality Management District 
375 Beale St, Suite 600 
San Francisco, CA 94105 

Electronic Submittal  

Subject: 10-Day Notice of Non-compliance Report & 30-Day Follow-up Report for Tank BT-
11 at SFPP, L.P. Brisbane Terminal (Facility #A4021) – 950 Tunnel Ave, Brisbane, 
California 

Dear Director of Compliance and Enforcement: 

In accordance with Condition I. F. of the Title V Operating Permit, SFPP, L.P. ("SFPP") is 
providing this 10-Day non-compliance report to the Bay Area Air Quality Management District 
("BAAQMD") for tank BT-11 at SFPP Brisbane Terminal. This letter also serves as a 30-day 
follow-up report.      

At around 15:21 (Pacific Time) on 07/12/2022, a stain was found on the roof in IFR Tank BT11, 
when the tank was returning to ethanol service. It was confirmed product was coming through a 
weld at the gauge well.  The stain is approximately 2-3 inches wide by 6 inches long and was 
wiped clean immediately. No product puddle or LEL was detected. The tank has been taken out of 
service for repair.  

As requested by Ms. Guittap, previous tank refill notification and other supporting documents have 
been submitted via email in the week of July 18, 2022.  

If you have any questions, please contact Ling Li at (713) 420-6076 or 
Ling_Li@kindermorgan.com.    

Sincerely, 
 

 
Ling Li  
Sr EHS Compliance Specialist  
for SFPP, L.P. 



Attachment B: Loading Activities 06182022 to 06222022



Event Log

Log Type:
Maximum retrieved lines:
Start Date/Time:
End Date/Time:
Search Pattern:

Event Log
20000
6/18/2022 5:00 AM
6/20/2022 2:30 PM
BAY09

-- FILES PROCESSED   =          3
06/18/22 05:00:20:539292 KINBRI1:23508 bay_rcu         - [BAY09] Bay Program Ver. 6.0a Started (BAY=5E-  RACK5- 
EAST)
06/18/22 06:18:27:148058 KINBRI1:23508 bay_rcu         - [BAY09] Carrier 0000733 Insurance expires 07/01/22
06/18/22 06:18:28:147615 KINBRI1:23508 bay_rcu         - [BAY09] Carrier 0000733 Vehicle Liability expires 07/01/22
06/18/22 06:18:29:148662 KINBRI1:23508 bay_rcu         - [BAY09] Carrier 0000733 Excess Liability expires 07/01/22
06/18/22 06:18:30:149619 KINBRI1:23508 bay_rcu         - [BAY09] Carrier 0000733 Workers Compensation expires 
07/01/22
06/18/22 06:18:31:150781 KINBRI1:23508 bay_rcu         - [BAY09] Carrier 0000733 General Insurance expires 07/01/22
06/18/22 06:18:37:159084 KINBRI1:23508 bay_rcu         - [BAY09] Trailer 5538       Vapor Tightness expires 
07/31/22
06/18/22 06:18:43:168304 KINBRI1:23508 bay_rcu         - [BAY09] Trailer 5538A      Vapor Tightness expires 
07/31/22
06/18/22 06:18:57:208713 KINBRI1:23508 bay_rcu         - [BAY09] INVALID STOCK RECORD FOR TERMINAL (BT     ) 
SUPPLIER (0000000485) PRODUCT (QQQ108) (BAY=5E-  RACK5- EAST)
06/18/22 06:18:57:209908 KINBRI1:23508 bay_rcu         - [BAY09] DRIVER (07330016) STOCKHOLDER (0000000485) PRODUCT 
(QQQ008)                                 - BAY (5E-  RACK5- EAST) - NO STOCK
06/18/22 06:19:01:202001 KINBRI1:23508 bay_rcu         - [BAY09] INVALID STOCK RECORD FOR TERMINAL (BT     ) 
SUPPLIER (0000000485) PRODUCT (QQQ110) (BAY=5E-  RACK5- EAST)
06/18/22 06:19:05:204905 KINBRI1:23508 bay_rcu         - [BAY09] INVALID STOCK RECORD FOR TERMINAL (BT     ) 
SUPPLIER (0000000485) PRODUCT (QQQ111) (BAY=5E-  RACK5- EAST)
06/18/22 06:19:05:206210 KINBRI1:23508 bay_rcu         - [BAY09] DRIVER (07330016) ACCOUNT (0000003710) SUPPLIER 
(0000000485) PRODUCT (QQQ079)                                 - BAY (5E-  RACK5- EAST) - LOW STOCK (4991)
06/18/22 06:19:10:255333 KINBRI1:23508 bay_rcu         - [BAY09] DRIVER (07330016): NO ENTER GATE TIME RECORDED FOR 
THIS DRIVER (BAY=5E-  RACK5- EAST)
06/18/22 06:19:10:885325 KINBRI1:23508 bay_rcu         - [BAY09] DRIVER (07330016) CARRIER (0000733)
- SUPPLIER (0000000485) CUSTOMER (0000000485)
- ACCOUNT (0000003710)
- AUTHORIZED TO LOAD (BAY=5E-  RACK5- EAST)
- TRUCK (5538) TRAILER1 (5538A) TRLOG (5887)
06/18/22 06:20:27:382274 KINBRI1:23508 bay_rcu         - [BAY09] INVALID STOCK RECORD FOR TERMINAL (BT     ) 
SUPPLIER (0000000485) PRODUCT (QQQ110) (BAY=5E-  RACK5- EAST)
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Event Log

Log Type:
Maximum retrieved lines:
Start Date/Time:
End Date/Time:
Search Pattern:

Event Log
20000
6/18/2022 5:00 AM
6/20/2022 2:30 PM
BAY09

06/18/22 06:20:35:725022 KINBRI1:23508 bay_rcu         - [BAY09] INVALID STOCK RECORD FOR TERMINAL (BT     ) 
SUPPLIER (0000000485) PRODUCT (QQQ110) (BAY=5E-  RACK5- EAST)
06/18/22 06:20:45:187220 KINBRI1:23508 bay_rcu         - [BAY09] INVALID STOCK RECORD FOR TERMINAL (BT     ) 
SUPPLIER (0000000485) PRODUCT (QQQ111) (BAY=5E-  RACK5- EAST)
06/18/22 06:24:40:298087 KINBRI1:23508 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/18/22 06:24:40:307192 KINBRI1:23508 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/18/22 06:24:40:312699 KINBRI1:23508 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/18/22 06:24:40:323225 KINBRI1:23508 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/18/22 06:25:12:518825 KINBRI1:23508 bay_rcu         - [BAY09] INVALID STOCK RECORD FOR TERMINAL (BT     ) 
SUPPLIER (0000000485) PRODUCT (QQQ110) (BAY=5E-  RACK5- EAST)
06/18/22 06:28:02:171950 KINBRI1:23508 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/18/22 06:28:02:178523 KINBRI1:23508 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/18/22 06:28:02:184021 KINBRI1:23508 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/18/22 06:28:02:194368 KINBRI1:23508 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/18/22 06:29:45:788353 KINBRI1:23508 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/18/22 06:29:45:809865 KINBRI1:23508 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/18/22 06:29:45:815375 KINBRI1:23508 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/18/22 06:29:45:825725 KINBRI1:23508 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/18/22 06:30:29:094705 KINBRI1:23508 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
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Event Log

Log Type:
Maximum retrieved lines:
Start Date/Time:
End Date/Time:
Search Pattern:

Event Log
20000
6/18/2022 5:00 AM
6/20/2022 2:30 PM
BAY09

06/18/22 06:30:29:102525 KINBRI1:23508 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/18/22 06:30:29:108010 KINBRI1:23508 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/18/22 06:30:29:118393 KINBRI1:23508 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/18/22 06:32:33:825404 KINBRI1:23508 bay_rcu         - [BAY09] CARD PULLED! (BAY=5E-  RACK5- EAST)
06/18/22 06:32:57:193029 KINBRI1:23508 bay_rcu         - [BAY09]
Load Spot-5E-  RACK5- EAST
Driver-07330016 Carrier-0000733 Supplier-  0000000485 Customer-0000000485 Account-0000003710 Destination-
Load Start-06:19 Trailer-5538A      Trailer2- Order-           Trlog-5887
Meter   Product Type  Gross     Net         Temp   Dens   Pres  Calc Inj
090300  QQQ110  PROD  000001902             52.1                      0
090301  QQQ078   RAW  000001712             52.1                      0
090302  QQQ038   RAW  000000190             52.1                      0
090350  QQQ010   RAW  000000220             52.1                      0
090100  QQQ111  PROD  000001905             63.6                      0
090101  QQQ079   RAW  000001716             64.3                      0
090103  QQQ038   RAW  000000189             56.8                      0
090150  QQQ010   RAW  000000260             63.6                      0
090300  QQQ110  PROD  000001001             52.1                      0
090301  QQQ078   RAW  000000901             52.1                      0
090302  QQQ038   RAW  000000100             52.1                      0
090350  QQQ010   RAW  000000130             52.1                      0
090200  QQQ110  PROD  000004002             63.4                      0
090201  QQQ078   RAW  000003601             64.4                      0
090202  QQQ038   RAW  000000401             54.9                      0
090250  QQQ010   RAW  000000500             63.4                      0
*** LOAD SEQUENCE (000003374) COMPLETE ***
06/18/22 06:57:43:377102 KINBRI1:23508 bay_rcu         - [BAY09] Requesting Authorization from TABS1, for driver 
00012815, order 00000000000000 (BAY=5E-  RACK5- EAST)
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CastilloJ
Highlight

CastilloJ
Sticky Note
This load was completed without incident prior to the load where the overflow event took place.



Event Log

Log Type:
Maximum retrieved lines:
Start Date/Time:
End Date/Time:
Search Pattern:

Event Log
20000
6/18/2022 5:00 AM
6/20/2022 2:30 PM
BAY09

06/18/22 06:57:47:188309 KINBRI1:23508 bay_rcu         - [BAY09] DRIVER (00012815): CONFIRMED 3PO ORDER (BAY=5E-  
RACK5- EAST)
06/18/22 06:57:50:201882 KINBRI1:23508 bay_rcu         - [BAY09] INVALID STOCK RECORD FOR TERMINAL (BT     ) 
SUPPLIER (0000000490) PRODUCT (QQQ110) (BAY=5E-  RACK5- EAST)
06/18/22 06:57:50:202530 KINBRI1:23508 bay_rcu         - [BAY09] DRIVER (00012815) ACCOUNT (0000878271) SUPPLIER 
(0000000490) PRODUCT (QQQ078)                                 - BAY (5E-  RACK5- EAST) - LOW STOCK (7028)
06/18/22 06:57:57:240436 KINBRI1:23508 bay_rcu         - [BAY09] DRIVER (00012815): NO ENTER GATE TIME RECORDED FOR 
THIS DRIVER (BAY=5E-  RACK5- EAST)
06/18/22 06:57:57:354150 KINBRI1:23508 bay_rcu         - [BAY09] DRIVER (00012815) CARRIER (0000001)
- SUPPLIER (0000000490) CUSTOMER (0010057866)
- ACCOUNT (0000878271)
- AUTHORIZED TO LOAD (BAY=5E-  RACK5- EAST)
- TRUCK (9764) TRAILER1 (9765) TRLOG (5893)
06/18/22 07:03:55:852034 KINBRI1:23508 bay_rcu         - [BAY09] INVALID STOCK RECORD FOR TERMINAL (BT     ) 
SUPPLIER (0000000490) PRODUCT (QQQ110) (BAY=5E-  RACK5- EAST)
06/18/22 07:05:50:547863 KINBRI1:23508 bay_rcu         - [BAY09] INVALID STOCK RECORD FOR TERMINAL (BT     ) 
SUPPLIER (0000000490) PRODUCT (QQQ110) (BAY=5E-  RACK5- EAST)
06/18/22 07:11:01:923467 KINBRI1:23508 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/18/22 07:11:01:931153 KINBRI1:23508 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/18/22 07:11:01:936622 KINBRI1:23508 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/18/22 07:11:01:947062 KINBRI1:23508 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/18/22 08:04:43:323771 KINBRI1:23508 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/18/22 08:04:43:333255 KINBRI1:23508 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/18/22 08:04:43:338706 KINBRI1:23508 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/18/22 08:04:43:349321 KINBRI1:23508 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
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Event Log

Log Type:
Maximum retrieved lines:
Start Date/Time:
End Date/Time:
Search Pattern:

Event Log
20000
6/18/2022 5:00 AM
6/20/2022 2:30 PM
BAY09

06/18/22 08:07:35:829378 KINBRI1:23508 bay_rcu - [BAY09] CARD PULLED! (BAY=5E-  RACK5- EAST)
06/18/22 08:08:12:655835 KINBRI1:23508 bay_rcu - [BAY09]
Load Spot-5E-  RACK5- EAST
Driver-00012815 Carrier-0000001 Supplier-  0000000490 Customer-0010057866 Account-0000878271 Destination-
Load Start-06:57 Trailer-9765  Trailer2- Order-  Trlog-5893
Meter  Product Type  Gross  Net  Temp  Dens  Pres  Calc Inj
090200  QQQ110  PROD  000001900  64.2  0
090201  QQQ078  RAW  000001710  64.7  0
090202  QQQ038  RAW  000000190  59.7  0
090250  QQQ010  RAW  000000230  64.2  0
090300  QQQ110  PROD  000002339  66.1  0
090301  QQQ078  RAW  000001959  66.1  0
090302  QQQ038  RAW  000000380  66.2  0
090350  QQQ010  RAW  000000280  66.1  0
*** LOAD SEQUENCE (000003380) COMPLETE ***
06/18/22 08:50:37:782455 KINBRI1:23508 bay_rcu - [BAY09] STOP/DRAIN COMMAND RECEIVED (BAY=5E-  RACK5- EAST)
06/18/22 08:50:58:828108 KINBRI1:23508 bay_rcu - [BAY09] BAY PROGRAM STOPPED (BAY=5E-  RACK5- EAST)
06/18/22 08:51:00:711037 KINBRI1:04809 lrcmon  - Task stopped : /toptech_prj/bin/unithardi k=0904 u=4
b1=BAY09 on (Sat Jun 18 08:50:55 2022
)
06/18/22 08:51:00:741078 KINBRI1:04809 lrcmon  - Task stopped : /toptech_prj/bin/unithardi k=0902 u=2
b1=BAY09 on (Sat Jun 18 08:50:58 2022
)
06/18/22 08:51:00:749175 KINBRI1:04809 lrcmon  - Task stopped : /toptech_prj/bin/unithardi k=0905 u=5
b1=BAY09 on (Sat Jun 18 08:50:58 2022
)
06/18/22 08:51:00:757051 KINBRI1:04809 lrcmon  - Task stopped : /toptech_prj/bin/unithardi k=0903 u=3
b1=BAY09 on (Sat Jun 18 08:50:59 2022
)
06/18/22 08:51:00:765034 KINBRI1:04809 lrcmon  - Task stopped : /toptech_prj/bin/unithardi k=0901 u=1
b1=BAY09 on (Sat Jun 18 08:51:00 2022
)
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Highlight

CastilloJ
Sticky Note
This was the load during which the incident took place.



Event Log

Log Type:
Maximum retrieved lines:
Start Date/Time:
End Date/Time:
Search Pattern:

Event Log
20000
6/18/2022 5:00 AM
6/20/2022 2:30 PM
BAY09

06/20/22 13:48:49:755014 KINBRI1:16113 bay_rcu         - [BAY09] Bay Program Ver. 6.0a Started (BAY=5E-  RACK5- 
EAST)
06/20/22 13:49:48:052440 KINBRI1:16113 bay_rcu         - [BAY09] Requesting Authorization from TABS1, for driver 
07840016, order 00000000000000 (BAY=5E-  RACK5- EAST)
06/20/22 13:49:51:883832 KINBRI1:16113 bay_rcu         - [BAY09] DRIVER (07840016): CONFIRMED 3PO ORDER (BAY=5E-  
RACK5- EAST)
06/20/22 13:49:54:907382 KINBRI1:16113 bay_rcu         - [BAY09] INVALID STOCK RECORD FOR TERMINAL (BT     ) 
SUPPLIER (0000000490) PRODUCT (QQQ110) (BAY=5E-  RACK5- EAST)
06/20/22 13:49:56:938539 KINBRI1:16113 bay_rcu         - [BAY09] DRIVER (07840016): NO ENTER GATE TIME RECORDED FOR 
THIS DRIVER (BAY=5E-  RACK5- EAST)
06/20/22 13:49:57:113981 KINBRI1:16113 bay_rcu         - [BAY09] DRIVER (07840016) CARRIER (0000784)
- SUPPLIER (0000000490) CUSTOMER (0010045484)
- ACCOUNT (0000867921)
- AUTHORIZED TO LOAD (BAY=5E-  RACK5- EAST)
- TRUCK (195) TRAILER1 (195A) TRLOG (6050)
06/20/22 13:51:55:643522 KINBRI1:16113 bay_rcu         - [BAY09] INVALID STOCK RECORD FOR TERMINAL (BT     ) 
SUPPLIER (0000000490) PRODUCT (QQQ110) (BAY=5E-  RACK5- EAST)
06/20/22 14:00:04:867393 KINBRI1:16113 bay_rcu         - [BAY09] INVALID STOCK RECORD FOR TERMINAL (BT     ) 
SUPPLIER (0000000490) PRODUCT (QQQ110) (BAY=5E-  RACK5- EAST)
06/20/22 14:01:12:224103 KINBRI1:16113 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/20/22 14:01:12:231750 KINBRI1:16113 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/20/22 14:01:12:237236 KINBRI1:16113 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/20/22 14:01:12:247708 KINBRI1:16113 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/20/22 14:01:41:735578 KINBRI1:16113 bay_rcu         - [BAY09] INVALID STOCK RECORD FOR TERMINAL (BT     ) 
SUPPLIER (0000000490) PRODUCT (QQQ110) (BAY=5E-  RACK5- EAST)
06/20/22 14:08:18:601225 KINBRI1:16113 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/20/22 14:08:18:610123 KINBRI1:16113 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
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Event Log

Log Type:
Maximum retrieved lines:
Start Date/Time:
End Date/Time:
Search Pattern:

Event Log
20000
6/18/2022 5:00 AM
6/20/2022 2:30 PM
BAY09

06/20/22 14:08:18:615478 KINBRI1:16113 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/20/22 14:08:18:625527 KINBRI1:16113 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/20/22 14:08:47:571524 KINBRI1:16113 bay_rcu         - [BAY09] INVALID STOCK RECORD FOR TERMINAL (BT     ) 
SUPPLIER (0000000490) PRODUCT (QQQ110) (BAY=5E-  RACK5- EAST)
06/20/22 14:10:13:392077 KINBRI1:16113 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/20/22 14:10:13:399702 KINBRI1:16113 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/20/22 14:10:13:405177 KINBRI1:16113 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/20/22 14:10:13:415787 KINBRI1:16113 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/20/22 14:11:43:570775 KINBRI1:16113 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/20/22 14:11:43:579922 KINBRI1:16113 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/20/22 14:11:43:585385 KINBRI1:16113 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/20/22 14:11:43:595794 KINBRI1:16113 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/20/22 14:12:04:701931 KINBRI1:16113 bay_rcu         - [BAY09] INVALID STOCK RECORD FOR TERMINAL (BT     ) 
SUPPLIER (0000000490) PRODUCT (QQQ110) (BAY=5E-  RACK5- EAST)
06/20/22 14:16:20:823887 KINBRI1:16113 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/20/22 14:16:20:832969 KINBRI1:16113 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/20/22 14:16:20:838424 KINBRI1:16113 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/20/22 14:16:20:848854 KINBRI1:16113 bay_rcu         - [BAY09] - Could not reconcile load unit preset (  ) with 
preset table.
06/20/22 14:17:01:451823 KINBRI1:16113 bay_rcu         - [BAY09] CARD PULLED! (BAY=5E-  RACK5- EAST)
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Event Log

Log Type:
Maximum retrieved lines:
Start Date/Time:
End Date/Time:
Search Pattern:

Event Log
20000
6/18/2022 5:00 AM
6/20/2022 2:30 PM
BAY09

06/20/22 14:17:26:599500 KINBRI1:16113 bay_rcu         - [BAY09]
Load Spot-5E-  RACK5- EAST
Driver-07840016 Carrier-0000784 Supplier-  0000000490 Customer-0010045484 Account-0000867921 Destination-
Load Start-13:49 Trailer-195A       Trailer2- Order-           Trlog-6050
Meter   Product Type  Gross     Net         Temp   Dens   Pres  Calc Inj
090200  QQQ110  PROD  000002000             70.5                      0
090201  QQQ078   RAW  000001800             69.7                      0
090202  QQQ038   RAW  000000200             77.6                      0
090250  QQQ010   RAW  000000260             70.5                      0
090300  QQQ110  PROD  000001900             73.7                      0
090301  QQQ078   RAW  000001710             73.7                      0
090302  QQQ038   RAW  000000190             73.5                      0
090350  QQQ010   RAW  000000230             73.7                      0
090200  QQQ110  PROD  000002000             69.0                      0
090201  QQQ078   RAW  000001800             67.8                      0
090202  QQQ038   RAW  000000200             79.6                      0
090250  QQQ010   RAW  000000240             69.0                      0
090300  QQQ110  PROD  000001000             73.7                      0
090301  QQQ078   RAW  000000900             73.7                      0
090302  QQQ038   RAW  000000100             73.7                      0
090350  QQQ010   RAW  000000120             73.7                      0
090300  QQQ110  PROD  000001900             73.8                      0
090301  QQQ078   RAW  000001710             73.8                      0
090302  QQQ038   RAW  000000190             73.7                      0
090350  QQQ010   RAW  000000220             73.8                      0
*** LOAD SEQUENCE (000003522) COMPLETE ***
-----------------------------------------------
-- Log Search Summary -------------------------
-----------------------------------------------
-- FILES PROCESSED   =          3
-- LINES PROCESSED   =      70835
-- ENTRIES PROCESSED =      21289
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Highlight

CastilloJ
Sticky Note
This was the first load on Rack 5 East since the incident occurred where the overfill protection was verified fully functional.



Event Log

Log Type:
Maximum retrieved lines:
Start Date/Time:
End Date/Time:
Search Pattern:

Event Log
20000
6/18/2022 5:00 AM
6/20/2022 2:30 PM
BAY09

-- ENTRIES FOUND     =         95
-----------------------------------------------

*** End of Report ***
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Attachment C: Rack E Throughput Report 06182022



SFPP,L.P. 

Operating Partnership 

GOVERNMENTAL AGENCY INSPECTION SIGN-IN SHEET 

It is Kinder Morgan SFPP, L.P. policy to comply with all governmental rules and regulations. We understand 

that governmental agencies may make periodic inspections of facilities to assure compliance with these laws. 

At the same time, however, you can understand that we would like to minimize disruption at our facilities 

during such inspections. We therefore request your cooperation as follows: 

1. Observe and heed all signs posted at this facility.

2. Smoke and operate sources of ignition only in those areas so designated.

3. Do not enter any of our operating areas, or climb any tankage or elevated areas without being

accompanied by a facility employee. If no facility employee is available, the inspection must be

rescheduled.

4. Kinder Morgan SFPP, L.P. requires copies of all inspection reports prior to your departure from our

facility.

Please verify that you have read and agree to abide by these rules by signing and dating below. 

Date& 

T
i

me in 

Time 

Out 

I oo 





Tank BT-11 Breakdown Reports



COMPLIANCE & ENFORCEMENT DIVISION 
Notification Form 

Reportable 
Compliance 

  Activity (RCA) 

See back of form for instructions 

1. BREAKDOWN RELIEF: District Use Only BREAKDOWN REFERENCE #:

2. MONITOR EXCESS EMISSION or EXCURSION: District Use Only REFERENCE #:

3. MONITOR IS INOPERATIVE: District Use Only REFERENCE #:

4. PRESSURE RELIEF DEVICE (PRD):  District Use Only PRD REFERENCE #:

SITE INFORMATION AND DESCRIPTION INFORMATION (REQUIRED)   
Company  Site # 
Address Source # 
Reported by Phone # 
Indicated Excess Fax # 
Allowable Limit Averaging Time 
Start Time/Date Clear Time 
Monitor/device type(s) ►CEM ►GLM ►Parametric ►PRD ►Non-monitor
Monitor description(s)  
Parameter(s) exceeded or not functioning due to inoperation 

►NOx ►SO2 ►CO ►CO2 ►H2S ►TRS ►NH3

►O2 ►H2O ►Opacity ►Lead ►Gauge Pressure ►Flow
►Hydrocarbon Breakthrough (VOC) ►Temperature ►Wind Speed
►Wind Direction ►Steam ►Other (describe)

Unit(s) of Measurement 
►ppm ►ppb ►min/hr > 20% ►inches H2O ►mmHg
►psig ►pH ►0Fahrenheit ►Other (describe)

District Use Only 
Received by Date Time

General Instructions 

x

SFPP,LP Brisbane Terminal 4021
950 Tunnel A venue, Brisbane, CA 94005 BT11
Ling Li 713-420-6076

N/A
N/A N/A

 
 
 

Event Description: 

At around 15:21 (Pacific Time) on 07/12/2022, a stain was found on the roof in IFR Tank BT11, when the tank was 
returning to ethanol service. The stain was about 2" by 3" and was wiped clean immediately. The stain was likely caused 
by a defect in  the gauge well. No product puddle or LEL was detected. The tank will be taken out of service for repair and 
re-inspetion. 



 Check the Box numbers 1- 4 that apply to the RCA you are trying to report or request and read the detailed instructions.
 You will receive an ID # for each RCA you submit.  In the case of a request for Breakdown Relief where multiple monitors are 

affected, you do not need to submit multiple forms, as long as all necessary information is given on one form.  RCA reported 
during other than core business hours will be assigned an ID # the following working day.   If you do not receive an ID #, it is 
your responsibility to contact the BAAQMD to get one.

 You may submit only one request for breakdown relief per form. However, you may submit multiple indicated excess, 
inoperative monitors and PRD reports on one form, provided that the start and end times given for the events in the required 
information section is inclusive of all events.  Information on parameters exceeded, units of measurement and allowable limits 
can be provided in the event description box or when contacted by District staff with questions.

 Fill out the “Site Information and Description Information Required” areas of this form and email to rca@baaqmd.gov
 A 30-day written follow-up report is required for Breakdown Requests and PRD Releases.  Reports for these types of 

RCA must contain a quantification of emissions, the calculations used to derive the emissions, and their duration. Reference 
Breakdown Admissions Advisory dated 12/3/04.   Send 30-day report letters to:  BAAQMD Compliance and 
Enforcement Division, MAILSTOP:  RCA 30-DAY REPORT, 375 Beale Street, Ste. 600 San Francisco, CA  94105. 
NOTE: You may have additional report requirements under Title V.  

Detailed Instructions 
Box 1:  To Request Breakdown Relief (Regulations 1-112, 1-113, 1-208, 1-431, 1-432)   
If you have an equipment malfunction (e.g.; breakdown) that leads to the release of air pollutants above the regulatory or your permitted 
levels, you may request relief from BAAQMD enforcement action.   

 Check Box #1.
 NOTE: Start and end times given for these events in the required information section must be inclusive of all events.
 Fill out all the information in the “Site Information and Description Information (Required)” area of the form.
 Requests for breakdown relief may not be withdrawn and must be called in or faxed to the BAAQMD immediately upon

discovery of an equipment malfunction.
 Receipt of an RCA ID# for a breakdown does not mean relief has been granted.  An Inspector will visit your facility to determine

compliance.

Box 2:  Monitor Indicates Excess Emission or Excursion (Regulation 1-522.7, 1-523.3, 1-542) 
When a BAAQMD-required monitor indicates an excess or excursion, you must report it to the BAAQMD. 

 Check Box #2.
 Fill out all the information in the “Site Information and Description Information (Required)” area of the form.
 Any excess emission indicated by a CEM or excursion of a parametric monitor, shall be reported to the BAAQMD within 96

hours.
 Area concentration excesses over the limits prescribed in District regulations shall be reported to the BAAQMD within the next

normal working day following the examination of data.

Box 3:  Monitor Is Inoperative (Regulations 1-522, 1-523, 1-530) 
When a BAAQMD-required monitor is inoperative for greater than 24 hours, you must report it to the BAAQMD. 

 Check Box #3 only if inoperative for greater than 24 hours.

 Fill out all the information in the “Site Information and Description Information (Required)” area of the form.

 All reports of inoperative monitors must be reported by the following BAAQMD working day and additionally be cleared by a
notification of resumption of monitoring.   To notify the BAAQMD regarding the resumption of monitoring, do not send in a
separate RCA form; call (415) 749-4979 and give the RCA ID #, date, and the time of resumption.

 Inoperative monitors (except parametric monitors) with downtime greater than 15 days must furnish proof of expedited repair in
a follow-up report.

Box 4:  Pressure Relief Device (PRD) Is Released (Regulation 8-28-401) 
When a PRD at your refinery/chemical plant vents to the atmosphere, you must report it to the BAAQMD. 

 Check Box #4 only if a pressure relief device is released.
 Separate RCA ID #’s can be applied to monitor(s) affected by a PRD by also checking Box #2 if other monitors record an

excess or excursion.
 Fill out all the information in the “Site Information and Description Information (Required)” area of the form.
 All PRD release reports must be reported by the following BAAQMD working day.

Email to►rca@baaqmd.gov - Telephone►415.749.4979 (M-F 8:30 am – 5:00 pm) - After core business hours, email or call►415.749.4666  

Form Revision Dated: 12-12-18 

http://www.baaqmd.gov/~/media/files/compliance-and-enforcement/advisories/misc-advisory-pdfs/brkdwn_comp_advisory_12-03-2004_update_2-19-10.pdf?la=en


Products EHS Compliance - 14th Floor  1001 Louisiana Street  Houston, Texas 77002 
Tel: (713) 369-9000  Fax: (713) 420-1603 

August 1, 2022 
Director of Compliance and Enforcement 
Bay Area Air Quality Management District 
375 Beale St, Suite 600 
San Francisco, CA 94105 

Electronic Submittal 

Subject: 60-Day Follow-up Report for Tank BT-11 at SFPP, L. P Brisbane Terminal
(Facility #A4021) – 950 Tunnel Ave, Brisbane, California 

Dear Director of Compliance and Enforcement: 

In accordance with District Rule 8-5-119.3, SFPP, L.P. ("SFPP") is providing this report on the 
use of the repair exemption in Section 8-5-119 to the Bay Area Air Quality Management District 
("BAAQMD") for the Tank BT-11 located at its Brisbane Terminal.  BT-11 is an internal 
floating roof tank in ethanol service. This letter also serves as the non-compliance report per GD 
GACT (40 CFR 60.115b (3) and (4)) requirements.  

Required Report information according to BAAQMD Rule 8-5-119.3: 

3.1 Tank BT-11 (S-11), 15:21 on July 12, 2022 to 15:26 on July 12, 2022.   
3.2 The stain was wiped clean immediately and the tank has been taken out of service for repair.  
3.3 Section 8-5-305.5.  
3.4 The stain was caused by a defective weld at the gauge well. The tank was taken out of 
service for repair and re-inspection.  

If you have any questions, please contact me at (713) 420-6076 or Ling_Li@kindermorgan.com. 

Sincerely, 

Ling Li 

cc: John Roca, Jorge Castillo, Carl Bortmas, Nina McAfee, SFPP, L.P. 
EPA Region 9 (via email)  



Products EHS Compliance - 14th Floor  1001 Louisiana Street  Houston, Texas 77002 
Tel: (713) 369-9000  Fax: (713) 420-1603 

July 25, 2022 
Director of Compliance and Enforcement 
Bay Area Air Quality Management District 
375 Beale St, Suite 600 
San Francisco, CA 94105 

Electronic Submittal 

Subject: 10-Day Notice of Non-compliance Report & 30-Day Follow-up Report for Tank BT-
11 at SFPP, L.P. Brisbane Terminal (Facility #A4021) – 950 Tunnel Ave, Brisbane, 
California 

Dear Director of Compliance and Enforcement: 

In accordance with Condition I. F. of the Title V Operating Permit, SFPP, L.P. ("SFPP") is 
providing this 10-Day non-compliance report to the Bay Area Air Quality Management District 
("BAAQMD") for tank BT-11 at SFPP Brisbane Terminal. This letter also serves as a 30-day 
follow-up report.      

At around 15:21 (Pacific Time) on 07/12/2022, a stain was found on the roof in IFR Tank BT11, 
when the tank was returning to ethanol service. It was confirmed product was coming through a 
weld at the gauge well.  The stain is approximately 2-3 inches wide by 6 inches long and was 
wiped clean immediately. No product puddle or LEL was detected. The tank has been taken out of 
service for repair.  

As requested by Ms. Guittap, previous tank refill notification and other supporting documents have 
been submitted via email in the week of July 18, 2022.  

If you have any questions, please contact Ling Li at (713) 420-6076 or 
Ling_Li@kindermorgan.com. 

Sincerely, 

Ling Li  
Sr EHS Compliance Specialist 
for SFPP, L.P. 



Products EHS Compliance - 14th Floor  1001 Louisiana Street  Houston, Texas 77002 
Tel: (713) 369-9000  Fax: (713) 420-1603 

August 1, 2022 
Director of Compliance and Enforcement 
Bay Area Air Quality Management District 
375 Beale St, Suite 600 
San Francisco, CA 94105 

Electronic Submittal 

Subject: 60-Day Follow-up Report for Tank BT-11 at SFPP, L. P Brisbane Terminal
(Facility #A4021) – 950 Tunnel Ave, Brisbane, California 

Dear Director of Compliance and Enforcement: 

In accordance with District Rule 8-5-119.3, SFPP, L.P. ("SFPP") is providing this report on the 
use of the repair exemption in Section 8-5-119 to the Bay Area Air Quality Management District 
("BAAQMD") for the Tank BT-11 located at its Brisbane Terminal.  BT-11 is an internal 
floating roof tank in ethanol service. This letter also serves as the non-compliance report per GD 
GACT (40 CFR 60.115b (3) and (4)) requirements.  

Required Report information according to BAAQMD Rule 8-5-119.3: 

3.1 Tank BT-11 (S-11), 15:21 on July 12, 2022 to 15:26 on July 12, 2022.   
3.2 The stain was wiped clean immediately and the tank has been taken out of service for repair.  
3.3 Section 8-5-305.5.  
3.4 The stain was caused by a defective weld at the gauge well. The tank was taken out of 
service for repair and re-inspection.  

If you have any questions, please contact me at (713) 420-6076 or Ling_Li@kindermorgan.com. 

Sincerely, 

Ling Li 

cc: John Roca, Jorge Castillo, Carl Bortmas, Nina McAfee, SFPP, L.P. 
EPA Region 9 (via email)  
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