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M7 184 OAKLAND POWER COMPANY LLC
il r;v“’f "i‘ :
LJAN 3T AHII: 3 PO BOX 690

BAY AREA A18 Alss 1o MOSS LANDING CA 95039

MIANLCEMERT PieT ot S
sawzoinMi DISTRICT

CERTIFIED MAIL # 7019 2970 0000 5051 9942
RETURN RECEIPT

January 26, 2022 TV Tracking #: 408

1. 0 RECEIVED IN
Director of Compliance and Enforcement - ENFORCEMENT: O1/s1/2022
Bay Area Air Quality Management District
375 Beale Street, Suite 600
San Francisco, CA 94105
Attn: Title V Reports

RE: Oakland Power Plant Semiannual Monitoring Report (Facility #B1887)
Dear Director:

Pursuant to Condition |.F. of Major Facility Review Permit Number B1887, the Oakland
Power Plant encloses its Semiannual Monitoring Compliance Report for the period
covering March 1, 2021 to August 31, 2021. The Power Plant is located at 50 Martin- - .-
Luther King Jr. Way, Oakland, CA 94607.

If you have any questions regarding this report, please contact Spencer Vartanian,
Environmental Manager at spencer.vartanian@vistracorp.com or Vince Dodge, Director
Environmental Compliance at vincent.dodge@yvistracorp.com.

Based on information and belief formed after reasonable inquiry, | certify that the
enclosed monitoring report is true, accurate, and complete.

Sincerely,

ot

Mike Batte
Managing Director
Moss Landing and Oakland Power Plants

Enclosures:
Semiannual Monitoring Compliance Report
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Electronic File:
C:\VistraBox\Box\G Drive\EH&S Compliance\DUKE-
PGE\REG\Vartanian\Oakland\Air\Reports\2021
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Major Facility Review Permit - Semiannual Monitoring Compliance Report
Oakland Power Plant - Facility #B1887
March 1, 2021 to August 31, 2021

Notes:

Tables below show compliance with the source test requirements.

TABLE |
Source Test Compliance Information for Permit Renewal — Issued 01/23/18 [basis: 2-1-403, 2-6-503]
Less than or equal to the
Date of Hours of operation | first 877 hours after the
Currently since date of issuance of the Renewal
Turbine Applicable issuance of the Permit or 2 years after
Engine Source Test | Permit, 01/23/18. the renewal Permit?
(yes/no)
1A None 247.0 Yes — complies
1B None 65.0 Yes — complies
2A None 254.3 Yes — complies
2B None 87.8 Yes — complies
3A None 83.3 Yes — complies
3B None 100.2 Yes — complies
TABLE Il
Source Test Compliance Information for last Source Test — Issued 01/23/18 [basis: 2-6-409.2]
Hours of operation
Date of since the currently Less than or equal to
Currently applicable source | 2,000 hours since the last
Turbine Applicable test. applicable source test?
Engine Source Test (yes/no)
1A 07/21/20 68.3 Yes — complies
1B 07/21/20 215 Yes — complies
2A 07//22/20 43.3 Yes — complies
2B 07/22/20 38.0 Yes — complies
3A 07/23/20 59.9 Yes — complies
3B 07/23/20 44.6 Yes — complies

* As stated in Tables VIl - A, VII - B and VII - C of the permit.
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Major Facility Review Permit - Semiannual Monitoring Compliance Report

Oakland Power Plant - Facility #B1887
March 1, 2021 to August 31, 2021

Table Il below shows compliance with 877 hours operating hours per 12-month period limit.

TABLE lll
Operating Hours Rolling 12-Month Compliance Information [basis: BAAQMD 9-9-302 & 9-9-502]

Turbine Turbine Turbine Turbine Turbine Turbine | Less than
Engine Engine Engine Engine Engine Engine 877

1A 1B 2A 2B 3A 3B hours for

Rolling Rolling Rolling Rolling Rolling Rolling 12 month

12-Month | 12-Month | 12-Month | 12-Month | 12-Month | 12-Month | period for
Operating | Operating | Operating | Operating | Operating | Operating each

Hours Hours Hours Hours Hours Hours Turbine?
September 2020 136.9 17.6 178.6 61.2 38.8 36.1 yes
October 2020 55.8 18.0 104.3 38.3 415 25.2 yes
November 2020 55.8 18.0 104.3 38.3 413 25.2 yes
December 2020 51.1 18.1 93.2 38.3 41.4 253 yes
February 2021 52.0 191 56.3 38.3 41.4 25.8 yes
March 2021 38.2 19.1 43.8 38.3 41.4 25.8 yes
April 2021 38.3 19.1 43.8 38.3 41.4 26.1 yes
May 2021 40.6 20.7 43.8 38.3 47.3 31.8 yes
June 2021 50.6 20.7 43.8 38.3 60.1 33.3 yes
July 2021 55.1 16.9 39.5 34.3 56.3 31.5 yes
August 2021 39.9 11.1 7.9 5.4 29.3 26.3 yes

TABLE VI

Annual Operating Hours Compliance Information [basis: BAAQMD Cond. #2571, part 6 & 12]

Turbine Turbine Turbine Turbine Turbine Turbine Le;zgz)an
Engine Engine Engine Engine Engine Engine ho(xrs for
1A 1B 2A 2B 3A 3B all
Operating | Operating | Operating | Operating | Operating | Operating r——
Hours Hours Hours Hours Hours Hours ;
Turbines?
TOTAL 2020 51.1 18.1 93.2 38.3 41.4 25.3 yes
YTD 2021 31.3 3.8 0.0 0.0 18.9 19.6 yes

* As stated in Tables VIl = A, VIl - B and VII - C of the permit.
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Major Facility Review Permit - Semiannual Monitoring Compliance Report
Oakland Power Plant - Facility #B1887
March 1, 2021 to August 31, 2021

Table V below shows compliance with monthly tabulation of the Diesel Emergency Engine during
the reporting period of this report.

TABLE V
Monthly Operating Hours Compliance Information [Basis: Regulation 9-8-530]

Deutz Deutz
Diesel Diesel
reliabiity | emergency Total hours | Fuel usage Nature of emergency
hours hours

September 2020 0.0 hrs 0.0 hrs 0.0 hrs 0.00 gal

October 2020 0.0 hrs 0.0 hrs 0.0 hrs 0.00 gal
November 2020 0.0 hrs 0.0 hrs 0.0 hrs 0.00 gal
December 2020 0.0 hrs 0.0 hrs 0.0 hrs 0.00 gal

January 2021 0.0 hrs 0.0 hrs 0.0 hrs 0.00 gal
February 2021 0.0 hrs 0.0 hrs 0.0 hrs 0.00 gal
March 2021 0.0 hrs 0.0 hrs 0.0 hrs 0.00 gal
April 2021 0.0 hrs 0.0 hrs 0.0 hrs 0.00 gal
May 2021 0.0 hrs 0.0 hrs 0.0 hrs 0.00 gal
June 2021 0.0 hrs 0.0 hrs 0.0 hrs 0.00 gal
July 2021 0.0 hrs 0.0 hrs 0.0 hrs 0.00 gal
August 2021 0.0 hrs 0.0 hrs 0.0 hrs 0.00 gal
TOTAL 0.0 hrs | 0.0 hrs 0.0 hrs 0.00 gal

* As stated in Tables VII — A, VII - B and VIl - C of the permit.
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